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A. THE FOLLOWING GENERAL NOTES APPLY TO THESE 
CONTRACT DOCUMENTS AND ARE NOT SPECIFIC TO ANY 
ONE DISCIPLINE.

B. IT IS THE CONTRACTORS RESPONSIBILITY TO REVIEW AND 
COORDINATE THE WORK OF ALL SUB-CONTRACTORS, 
TRADES AND SUPPLIERS WITH THE REQUIREMENTS OF THE 
CONTRACT BEFORE COMMENCING CONSTRUCTION, AND TO 
ASSURE THAT ALL PARTIES ARE AWARE OF ALL 
REQUIREMENTS, REGARDLESS OF WHERE THE 
REQUIREMENTS OCCUR IN THE CONTRACT DOCUMENTS, 
WHICH MIGHT AFFECT THE WORK OF THAT PARTY.

C. PARTIAL SETS OF DRAWINGS ARE INCOMPLETE AND 
SHOULD NOT BE DISTRIBUTED OR UTILIZED BY THE 
CONTRACTOR.

D. THE CONSTRUCTION DOCUMENTS ESTABLISH DETAILED 
MINIMUM REQUIREMENTS FOR THE CONSTRUCTION OF THE 
PROJECT.

E. THE GENERAL NOTES, SYMBOLS AND DEFINITIONS 
APPLICABLE ONLY TO EACH DISCIPLINE CAN BE FOUND AT 
THE FRONT OF EACH DISCIPLINES PORTION OF THE SET OF 
DRAWINGS AND IS LISTED AS PART OF THE OVERALL 
PROJECT INDEX OF DRAWINGS.

F. BASIC FIRE PROTECTION AND THE EXITING SCHEME ARE 
ILLUSTRATED BY THE LIFE SAFETY PLAN(S) AND APPLICABLE 
FIRE AND BUILDING CODE SUMMARY ON SHEET G-004

G. THE ARCHITECTURAL DRAWINGS ESTABLISH, COORDINATE, 
AS WELL AS TAKE PRECEDENCE FOR THE FINISH 
APPEARANCE OF ALL EXPOSED ELEMENTS OF THE WORK OF 
ALL TRADES INCLUDING THAT WORK WHICH IS ILLUSTRATED 
PRIMARILY ON DRAWINGS OF OTHER DISCIPLINES.  IF THERE 
IS A DESCREPANCY IN THE NUMBER OF FIXTURES, DEVICES, 
ETC. SHOWN ON ARCHITECTURAL DOCUMENTS AND THE 
DOCUMENTS OF OTHER DISCIPLINES CONTRACTOR'S 
PRICING SHALL ACCOUNT FOR THE GREATER QUANTITY 
SHOWN.

H. THE DRAWINGS MAY MAKE REFERENCE TO AND/OR 
ILLUSTRATE ITEMS WHICH ARE NOT PART OF THE WORK OF 
THE CONTRACT. THESE NOT IN CONTRACT ITEMS ARE 
REFERENCED AND/OR ILLUSTRATED FOR THE 
CONTRACTORS REFERENCE, INFORMATION, AND 
COORDINATION ONLY.

I. THE CONTRACTOR IS RESPONSIBLE TO COMPLY WITH 
APPLICABLE LAWS, CODES, REGULATIONS, AND 
ORDINANCES OF THE PLACE (CITY, COUNTY, DISTRICT AND 
STATE) WHERE THE PROJECT IS LOCATED.  SUCH 
REQUIREMENTS MAY NOT BE REFLECTED BY THESE 
CONTRACT DOCUMENTS.

J. EXISTING CONDITIONS SHOWN ARE FROM AVAILABLE 
RECORD DRAWINGS AND OR VISUAL FIELD SURVEYS. THE 
CONTRACTOR SHALL VERIFY ACTUAL EXISTING CONDITIONS 
AT THE SITE PRIOR TO SUBMITTING A BID. THE CONTRACTOR 
SHALL NOTIFY THE ARCHITECT OF ANY DISCREPANCIES.

K. THE CONTRACTOR SHALL OBTAIN ALL REQUIRED PERMITS 
AND SIMILAR RELEASES REQUIRED FOR THE 
CONSTRUCTION AND OCCUPANCY OF THE PROJECT. THE 
CONTRACTOR SHALL FURNISH COPIES OF ALL SUCH ITEMS 
TO THE OWNER AND ARCHITECT WITHIN 10 DAYS OF 
RECEIPT OF SUCH ITEMS. IF PERMITS ARE ISSUED SUBJECT 
TO CERTAIN CONDITIONS OR REVISIONS TO THE WORK OR IF 
PERMITS ARE DELAYED FOR ANY REASON, THE 
CONTRACTOR SHALL NOTIFY THE OWNER AND ARCHITECT.

L. THE CONTRACTOR SHALL TAKE PRECAUTIONS TO MAINTAIN 
AND PROTECT NEW WORK AS WELL AS EXISTING SYSTEMS 
AND ELEMENTS WHICH ARE TO REMAIN.  ANY DAMAGE TO 
SUCH SYSTEMS AND ELEMENTS SHALL BE IMMEDIATELY 
REPAIRED IN A MANNER ACCEPTABLE TO THE ARCHITECT.  
IF SATISFACTORY REPAIRS CANNOT BE MADE, THE 
CONTRACTOR SHALL REPLACE SYSTEMS AND ELEMENTS 
WITH LIKE NEW QUALITY ACCEPTABLE TO THE ARCHITECT.  
ALL REPAIRS AND REPLACEMENT COST SHALL BE THE 
FINANCIAL RESPONSIBILITY OF THE CONTRACTOR.
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GENERAL

G-001 COVER

G-002 SHEET INDEX AND PROJECT LOCATION

G-003 SHEET INDEX AND PROJECT LOCATION

G-004 CODE SUMMARY

G-005 LIFE SAFETY PLANS

G-006 LIFE SAFETY PLANS

G-007 LIFE SAFETY PLANS

CIVIL

C001 TITLE SHEET

C002 GENERAL NOTES

C100 OVERALL EXISTING TOPOGRAPHY

C111 DEMOLITION PLAN

C112 DEMOLITION PLAN

C120 EXCAVATION PLAN

C200 OVERALL SITE PLAN

C210 ROAD PLAN AND PROFILE

C300 OVERALL GRADING PLAN

C301 GRADING PLAN

C302 GRADING PLAN

C303 GRADING PLAN ENLARGEMENTS

C304 GRADING PLAN ENLARGEMENTS

C400 OVERALL UTILITY PLAN

C401 UTILITY PLAN

C402 UTILITY PLAN

C403 UTILITY ENLARGEMENTS

C404 STUCTURE DATA TABLES

C410 STORM SEWER PLAN & PROFILES

C411 STORM SEWER PLAN & PROFILES

C412 STORM SEWER PLAN & PROFILES

C413 STORM SEWER PLAN & PROFILES

C414 STORM SEWER PLAN & PROFILES

C415 STORM SEWER PLAN & PROFILES

C420 SANITARY SEWER PLAN & PROFILE

C500 OVERALL EROSION CONTROL PLAN

C501 CONSTRUCTION EROSION CONTROL PLAN

C502 CONSTRUCTION EROSION CONTROL PLAN

C511 POST-CONSTRUCTION EROSION CONTROL PLAN

C512 POST-CONSTRUCTION EROSION CONTROL PLAN

C520 SWPPP

C521 WETLANDS MAP

C530 EROSION CONTROL DETAILS

C531 EROSION CONTROL SPECIFICATIONS

C600 SITE DETAILS

C601 SITE DETAILS

C602 SITE DETAILS

C603 SITE DETAILS

C604 SITE DETAILS

C610 WATER DETAILS

C620 SANITARY SEWER DETAILS

LANDSCAPE

L-000 GENERAL INFORMATION - LANDSCAPE

L-001 SCOPE OF WORK OVERALL

L-201 SITE FEATURES PLAN

L-202 SITE FEATURES PLAN

L-501 PLANTING PLAN

L-502 PLANTING PLAN

L-511 SOILS PLAN

L-512 SOILS PLAN

L-621 PLAN ENLARGEMENTS - SITE FEATURES

L-701 SITE DETAILS

L-702 SITE DETAILS

L-703 SITE DETAILS

L-704 SITE DETAILS

L-705 SITE DETAILS

L-706 SITE DETAILS

L-707 SITE DETAILS

L-801 IRRIGATION PLAN

L-802 IRRIGATION PLAN

L-803 IRRIGATION DETAILS

L-804 IRRIGATION DETAILS

STRUCTURAL

S-001 GENERAL NOTES

S-002 GENERAL NOTES & DESIGN CRITERIA

S-003 LOAD CRITERIA PLANS

S-004 LOAD CRITERIA PLANS - RIGGING

S-005 STRUCTURAL FINISH PLANS

S-006 CLADDING DESIGN CRITERIA ELEVATIONS

S-007 CLADDING DESIGN CRITERIA ELEVATIONS

S-008 OVERALL GRID PLAN

S-101 EVENT LEVEL PLAN - OVERALL

S-101A EVENT LEVEL FOUNDATION PLAN - UNIT A

S-101B EVENT LEVEL FOUNDATION PLAN - UNIT B

S-101C EVENT LEVEL FOUNDATION PLAN - UNIT C

S-101D EVENT LEVEL FOUNDATION PLAN - UNIT D

S-101SA EVENT LEVEL SLAB PLAN - UNIT A

S-101SB EVENT LEVEL SLAB PLAN - UNIT B

S-101SC EVENT LEVEL SLAB PLAN - UNIT C

S-101SD EVENT LEVEL SLAB PLAN - UNIT D

S-102 CONCOURSE LEVEL PLAN - OVERALL

S-102A CONCOURSE LEVEL PLAN - UNIT A

S-102B CONCOURSE LEVEL PLAN - UNIT B

S-102C CONCOURSE LEVEL PLAN - UNIT C

S-102D CONCOURSE LEVEL PLAN - UNIT D

S-103 UPPER LEVEL PLAN - OVERALL

S-103A UPPER LEVEL PLAN - UNIT A

S-103B UPPER LEVEL PLAN - UNIT B

S-103C UPPER LEVEL PLAN - UNIT C

S-103D UPPER LEVEL PLAN - UNIT D

S-104 LOW ROOF PLAN - OVERALL

S-104A LOW ROOF PLAN - UNIT A

S-104B LOW ROOF PLAN - UNIT B

S-104C LOW ROOF PLAN - UNIT C

S-104D LOW ROOF PLAN - UNIT D

S-105 HIGH ROOF PLAN - OVERALL

S-105A HIGH ROOF PLAN - UNIT A

S-105B HIGH ROOF PLAN - UNIT B

S-105C HIGH ROOF PLAN - UNIT C

S-105D HIGH ROOF PLAN - UNIT D

S-110 ENLARGED FOUNDATION PLANS

S-111 ENLARGED FRAMING PLANS

PROJECT LOCATION

REGION MAP

GENERAL PROJECT NOTESSheet # Sheet Name

S-112 PRECAST PLAN

S-115 REINFORCING PLANS

S-120 MECHANICAL PLATFORM PLANS

S-302 TYPICAL FOUNDATION DETAILS

S-303 TYPICAL FOUNDATION DETAILS

S-310 CONCRETE PIER AND COLUMN DETAILS

S-320 TYPICAL CONCRETE WALL DETAILS

S-321 TYPICAL CONCRETE BASEMENT WALL SECTIONS

S-322 TYPICAL CONCRETE BASEMENT WALL SECTIONS

S-323 TYPICAL CONCRETE BASEMENT WALL SECTIONS

S-325 LOADING DOCK SECTIONS & DETAILS

S-330 TYPICAL SLAB ON GRADE DETAILS

S-331 TYPICAL SLAB ON GRADE DETAILS

S-335 TYPICAL COMPOSITE SLAB REINFORCING DETAILS

S-390 TYPICAL PRECAST SECTIONS AND DETAILS

S-391 TYPICAL PRECAST SECTIONS AND DETAILS

S-400 TYPICAL MASONRY DETAILS

S-401 TYPICAL CMU WALL ATTACHMENT DETAILS

S-500 STEEL EMBED DETAILS

S-501 ANCHOR ROD DETAILS

S-502 ANCHOR ROD DETAILS

S-503 STRUCTURAL STEEL BASE PLATE DETAILS

S-504 STRUCTURAL STEEL BASE PLATE DETAILS

S-505 TYPICAL STEEL COLUMN DETAILS

S-506 STRUCTURAL STEEL CONNECTION DETAILS

S-507 STRUCTURAL STEEL CONNECTION DETAILS

S-510 STRUCTURAL STEEL FLOOR FRAMING DETAILS

S-511 STRUCTURAL STEEL FLOOR FRAMING DETAILS

S-512 STRUCTURAL STEEL FLOOR FRAMING DETAILS

S-520 RAKER BEAM ELEVATIONS

S-521 RAKER BEAM ELEVATIONS

S-524 RAKER BEAM SECTIONS AND DETAILS

S-530 TYPICAL ROOF FRAMING DETAILS

S-531 ROOF FRAMING DETAILS

S-532 ROOF FRAMING DETAILS

S-533 ROOF FRAMING DETAILS

S-534 ROOF FRAMING DETAILS

S-535 ROOF FRAMING DETAILS

S-540 ROOF TRUSS ELEVATIONS

S-541 ROOF TRUSS ELEVATIONS

S-542 ROOF TRUSS DETAILS

S-543 ROOF TRUSS DETAILS

S-544 ROOF TRUSS DETAILS

S-545 ROOF END TRUSS DETAILS

S-560 BRACED FRAME ELEVATIONS

S-561 TYPICAL BRACED FRAME CONNECTION DETAILS

S-562 HORIZONTAL BRACING CONNECTION DETAILS

S-570 CLADDING BACKUP ELEVATIONS

S-571 CLADDING BACKUP ELEVATIONS

S-572 CLADDING BACKUP PARTIAL PLANS

S-573 CLADDING BACKUP CONNECTION DETAILS

S-574 CLADDING BACKUP CONNECTION DETAILS

S-575 CLADDING BACKUP CONNECTION DETAILS

S-576 CLADDING BACKUP CONNECTION DETAILS

S-577 CLADDING BACKUP CONNECTION DETAILS

ARCHITECTURAL

A-001 GENERAL NOTES, SYMBOLS, AND STANDARD MOUNTING
HEIGHTS

A-002 INTERIOR PARTITION TYPES AND STANDARD PARTITION
DETAILS

A-101 EVENT FLOOR PLAN - OVERALL

A-101A EVENT FLOOR PLAN - AREA A

A-101B EVENT FLOOR PLAN - AREA B

A-101C EVENT FLOOR PLAN - AREA C

A-101D EVENT FLOOR PLAN - AREA D

A-102 CONCOURSE FLOOR PLAN - OVERALL

A-102A CONCOURSE FLOOR PLAN - AREA A

A-102B CONCOURSE FLOOR PLAN - AREA B

A-102C CONCOURSE FLOOR PLAN - AREA C

A-102D CONCOURSE FLOOR PLAN - AREA D

A-103 UPPER FLOOR PLAN - OVERALL

A-103A UPPER FLOOR PLAN - AREA A

A-103B UPPER FLOOR PLAN - AREA B

A-103C UPPER FLOOR PLAN - AREA C

A-103D UPPER FLOOR PLAN - AREA D

A-104 LOW ROOF PLAN

A-104A LOW ROOF PLAN - AREA A

A-104B LOW ROOF PLAN - AREA B

A-104C LOW ROOF PLAN - AREA C

A-104D LOW ROOF PLAN - AREA D

A-105 ROOF PLAN

A-105A ROOF PLAN - AREA A

A-105B ROOF PLAN - AREA B

A-105C ROOF PLAN - AREA C

A-105D ROOF PLAN - AREA D

A-131A EVENT FLOOR REFLECTED CEILING PLAN - AREA A

A-131B EVENT FLOOR REFLECTED CEILING PLAN - AREA B

A-131C EVENT FLOOR REFLECTED CEILING PLAN - AREA C

A-131D EVENT FLOOR REFLECTED CEILING PLAN - AREA D

A-132A CONCOURSE REFLECTED CEILING  PLAN - AREA A

A-132B CONCOURSE REFLECTED CEILING  PLAN - AREA B

A-132C CONCOURSE REFLECTED CEILING  PLAN - AREA C

A-132D CONCOURSE REFLECTED CEILING  PLAN - AREA D

A-133A UPPER FLOOR REFLECTED CEILING PLAN - AREA A

A-133B UPPER FLOOR REFLECTED CEILING PLAN - AREA B

A-133C UPPER FLOOR REFLECTED CEILING PLAN - AREA C

A-133D UPPER FLOOR REFLECTED CEILING PLAN - AREA D

A-151A EVENT FLOOR FINISH PLAN - AREA A

A-151B EVENT FLOOR FINISH PLAN - AREA B

A-151C EVENT FLOOR FINISH PLAN - AREA C

A-151D EVENT FLOOR FINISH PLAN - AREA D

A-152A CONCOURSE FINISH PLAN - AREA A

A-152B CONCOURSE FINISH PLAN - AREA B

A-152C CONCOURSE FINISH PLAN - AREA C

A-152D CONCOURSE FINISH PLAN - AREA D

A-153A UPPER FLOOR FINISH PLAN - AREA A

A-153B UPPER FLOOR FINISH PLAN - AREA B

A-153C UPPER FLOOR FINISH PLAN - AREA C

A-153D UPPER FLOOR FINISH PLAN - AREA D

A-201 EXTERIOR ELEVATIONS

A-202 EXTERIOR ELEVATIONS

A-203 EXTERIOR ELEVATIONS

A-301 BUILDING SECTIONS

A-321 WALL SECTIONS

A-322 WALL SECTIONS

Sheet # Sheet Name

A-323 WALL SECTIONS

A-324 WALL SECTIONS

A-325 WALL SECTIONS

A-351 EXTERIOR DETAILS

A-352 EXTERIOR DETAILS

A-353 EXTERIOR DETAILS

A-354 EXTERIOR DETAILS

A-355 EXTERIOR DETAILS

A-356 EXTERIOR DETAILS

A-357 EXTERIOR DETAILS

A-358 EXTERIOR DETAILS

A-360 MEP YARD ELEVATIONS AND PLANS

A-370 EXTERIOR 3D DIAGRAMS

A-371 EXTERIOR 3D DIAGRAMS

A-401 ENLARGED PLANS & ELEVATIONS

A-402 ENLARGED PLANS & ELEVATIONS

A-403 ENLARGED PLANS & ELEVATIONS

A-404 ENLARGED PLANS & ELEVATIONS

A-405 ENLARGED PLANS & ELEVATIONS

A-406 ENLARGED PLANS & ELEVATIONS

A-407 ENLARGED PLANS & ELEVATIONS

A-408 ENLARGED PLANS & ELEVATIONS

A-409 ENLARGED PLANS & ELEVATIONS

A-411 ENLARGED RESTROOM PLANS

A-412 ENLARGED RESTROOM PLANS

A-413 ENLARGED RESTROOM PLANS

A-421 STAIR AND ELEVATOR PLANS AND SECTIONS

A-422 STAIR AND ELEVATOR PLANS AND SECTIONS

A-423 STAIR AND ELEVATOR PLANS AND SECTIONS

A-424 STAIR PLANS AND SECTIONS

A-425 ELEVATOR PLANS AND SECTIONS

A-426 MONUMENTAL STAIR SECTIONS & DETAILS

A-427 STAIRS AND RAILING DETAILS

A-470 INTERIOR 3D DIAGRAMS

A-501 INTERIOR ELEVATIONS

A-502 INTERIOR ELEVATIONS

A-503 INTERIOR ELEVATIONS

A-504 INTERIOR ELEVATIONS

A-521 INTERIOR DETAILS

A-522 INTERIOR DETAILS

A-523 INTERIOR DETAILS

A-524 FINISH DETAILS

A-530 CEILING DETAILS

A-531 CEILING DETAILS

A-601 DOOR SCHEDULE AND DETAILS

A-602 DOOR DETAILS

A-603 DOOR DETAILS

A-604 INTERIOR STOREFRONT ELEVATIONS

A-621 GLAZING ELEVATIONS AND PLANS

A-622 GLAZING ELEVATIONS AND PLANS

A-623 GLAZING ELEVATIONS AND PLANS

A-624 GLAZING ELEVATIONS AND PLANS

A-630 LOUVER ELEVATIONS

A-650 FINISH & EQUIPMENT SCHEDULE

A-710 SIGNAGE TYPES

A-901 BOWL CONFIGURATION PLANS

A-902 DIMENSIONED SEATING BOWL PLAN

A-903 SEATING MANIFEST

A-904 DIMENSIONED PRACTICE GYM PLAN

A-910 ENLARGED SEATING BOWL SECTIONS

A-911 RAIL DETAILS

A-912 WALL MOCKUP

FOOD SERVICE

QF000 FOODSERVICE COVER PAGE

QF100 EVENT LEVEL OVERALL KEY PLAN

QF100.1 CONCOURSE LEVEL OVERALL KEY PLAN

QF101 FOODSERVICE EQUIPMENT PLAN AND SCHEDULE

QF102 FOODSERVICE EQUIPMENT MECHANICAL SPOT
CONNECTION PLAN

QF103 FOODSERVICE EQUIPMENT ELECTRICAL SPOT
CONNECTION PLAN

QF104 FOODSERVICE EQUIPMENT SPECIAL CONDITIONS PLAN

QF105 FOODSERVICE UTILITY LOAD SCHEDULE

QF106 FOODSERVICE UTILITY LOAD SCHEDULE

QF107 FOODSERVICE ELEVATIONS

QF201 FOODSERVICE EQUIPMENT PLAN AND SCHEDULE

QF202 FOODSERVICE EQUIPMENT MECHANICAL SPOT
CONNECTION PLAN

QF203 FOODSERVICE EQUIPMENT ELECTRICAL SPOT
CONNECTION PLAN

QF204 FOODSERVICE EQUIPMENT SPECIAL CONDITIIONS PLAN

QF205 FOODSERVICE UTILTIY LOAD SCHEDULE

QF206 FOODSERVICE UTILTIY LOAD SCHEDULE

QF207 FOODSERVICE ELEVATIONS

QF301 FOODSERVICE EQUIPMENT PLAN AND SCHEDULE

QF302 FOODSERVICE EQUIPMENT MECHANICAL SPOT
CONNECTION PLAN

QF303 FOODSERVICE EQUIPMENT ELECTRICAL SPOT
CONNECTION PLAN

QF304 FOODSERVICE EQUIPMENT SPECIAL CONDITIONS PLAN

QF305 FOODSERVICE UTILTIY LOAD SCHEDULE

QF306 FOODSERVICE UTILTIY LOAD SCHEDULE

QF307 FOODSERVICE ELEVATIONS

QF401 FOODSERVICE EXHAUST VENTILATION DRAWING

QF402 FOODSERVICE EXHAUST VENTILATION DRAWING

QF403 FOODSERVICE EXHAUST VENTILATION DRAWING

QF404 FOODSERVICE EXHAUST VENTILATION DRAWING

QF405 FOODSERVICE EXHAUST VENTILATION DRAWING

QF406 FOODSERVICE EXHAUST VENTILATION DRAWING

QF501 FOODSERVICE WALK-IN DRAWING

QF502 FOODSERVICE WALK-IN DRAWING

QF503 FOODSERVICE WALK-IN DRAWING

FIRE PROTECTION

FP-001 GENERAL NOTES AND ABBREVIATIONS

FP-201 EVENT LEVEL- OVERALL PLAN

FP-201A EVENT LEVEL - AREA A

FP-201B EVENT LEVEL - AREA B

FP-201C EVENT LEVEL - AREA C

FP-201D EVENT LEVEL - AREA D

FP-202 MAIN CONCOURSE LEVEL - OVERALL PLAN

FP-202A MAIN CONCOURSE LEVEL - AREA A

FP-202B MAIN CONCOURSE LEVEL - AREA B

FP-202C MAIN CONCOURSE LEVEL - AREA C

FP-202D MAIN CONCOURSE LEVEL - AREA D

DRAWING INDEX (CONT)DRAWING INDEX (CONT)

Sheet # Sheet Name

FP-203 UPPER LEVEL - OVERALL PLAN

FP-203A UPPER LEVEL - AREA A

FP-203B UPPER LEVEL - AREA B

FP-203C UPPER LEVEL - AREA C

FP-203D UPPER LEVEL - AREA D

FP-401 FIRE PROTECTION DETAILS

PLUMBING

P-001 GENERAL NOTES AND ABBREVIATIONS

P-200 UNDERFLOOR - OVERALL PLAN

P-200A UNDERFLOOR - AREA A

P-200B UNDERFLOOR - AREA B

P-200C UNDERFLOOR - AREA C

P-200D UNDERFLOOR - AREA D

P-201 EVENT LEVEL- OVERALL PLAN

P-201A EVENT LEVEL- AREA A

P-201B EVENT LEVEL- AREA B

P-201C EVENT LEVEL- AREA C

P-201D EVENT LEVEL- AREA D

P-202 MAIN CONCOURSE LEVEL - OVERALL PLAN

P-202A MAIN CONCOURSE LEVEL - AREA A

P-202B MAIN CONCOURSE LEVEL - AREA B

P-202C MAIN CONCOURSE LEVEL - AREA C

P-202D MAIN CONCOURSE LEVEL - AREA D

P-203 UPPER LEVEL - OVERALL PLAN

P-203A UPPER LEVEL - AREA A

P-203B UPPER LEVEL - AREA B

P-203C UPPER LEVEL - AREA C

P-203D UPPER LEVEL - AREA D

P-204 ROOF - OVERALL PLAN

P-301 SANITARY OVERALL RISER DIAGRAM

P-302 SANITARY RISER DIAGRAM EVENT LEVEL I

P-303 SANITARY RISER DIAGRAM EVENT LEVEL II

P-304 SANITARY RISER DIAGRAM EVENT LEVEL II

P-305 SANITARY RISER DIAGRAM EVENT LEVEL III

P-306 SANITARY RISER DIAGRAM EVENT AND CONCOURSE
LEVEL

P-307 SANITARY RISER DIAGRAM CONCOURSE AND UPPER
LEVEL I

P-308 SANITARY RISER DIAGRAM CONCOURSE AND UPPER
LEVEL II

P-309 SANITARY RISER DIAGRAM CONCOURSE LEVEL
CONCESSIONS

P-401 WATER ENTRANCE ENLARGED PLAN

P-402 ENLARGED PLUMBING PLAN I

P-403 ENLARGED PLUMBING PLANS II

P-404 ENLARGED PLUMBING PLANS III

P-405 ENLARGED PLUMBING PLANS IV

P-406 ENLARGED PLUMBING PLANS V

P-407 ENLARGED PLUMBING PLANS VI

P-501 PLUMBING DETAILS I

P-502 PLUMBING DETAILS II

P-503 PLUMBING ONE LINE DIAGRAM

P-601 PLUMBING FIXTURE

P-602 PLUMBING EQUIPMENT

DRAWING INDEX (CONT)

DWG. SET VOLUME 2

DWG. SET VOLUME 1

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25

Sheet # Sheet Name

MECHANICAL

M-001 MECHANICAL LEGEND, ABBREVIATIONS, AND GEN. NOTES

M-002 CHW DIAGRAM

M-003 HHW DIAGRAM

M-004 HHW DIAGRAM

M-005 STEAM DIAGRAM

M-006 CHILLED BEAMS DIAGRAM

M-007 CHILLED BEAMS DIAGRAM

M-008 AIRFLOW DIAGRAM

M-009 AIRFLOW MAP

M-010 VENTILATION CALCULATION - AHU 00-03

M-101 EVENT FLOOR PLAN - OVERALL - HVAC

M-101A EVENT FLOOR PLAN - AREA A - HVAC

M-101B EVENT FLOOR PLAN - AREA B - HVAC

M-101C EVENT FLOOR PLAN - AREA C - HVAC

M-101D EVENT FLOOR PLAN - AREA D - HVAC

M-102 CONCOURSE FLOOR PLAN - OVERALL - HVAC

M-102A CONCOURSE FLOOR PLAN - AREA A - HVAC

M-102B CONCOURSE FLOOR PLAN - AREA B - HVAC

M-102C CONCOURSE FLOOR PLAN - AREA C - HVAC

M-102D CONCOURSE FLOOR PLAN - AREA D - HVAC

M-103 UPPER FLOOR PLAN - OVERALL - HVAC

M-103A UPPER FLOOR PLAN - AREA A - HVAC

M-103B UPPER FLOOR PLAN - AREA B - HVAC

M-103C UPPER FLOOR PLAN - AREA C - HVAC

M-103D UPPER FLOOR PLAN - AREA D - HVAC

M-201 EVENT FLOOR PLAN - OVERALL - PIPING

M-201A EVENT FLOOR PLAN - AREA A - PIPING

M-201B EVENT FLOOR PLAN - AREA B - PIPING

M-201C EVENT FLOOR PLAN - AREA C - PIPING

M-201D EVENT FLOOR PLAN - AREA D - PIPING

M-202 CONCOURSE FLOOR PLAN - OVERALL - PIPING

M-202A CONCOURSE FLOOR PLAN - AREA A - PIPING

M-202B CONCOURSE FLOOR PLAN - AREA B - PIPING

M-202C CONCOURSE FLOOR PLAN - AREA C - PIPING

M-202D CONCOURSE FLOOR PLAN - AREA D - PIPING

M-203 UPPER FLOOR PLAN - OVERALL - PIPING

M-203A UPPER FLOOR PLAN - AREA A - PIPING

M-203B UPPER FLOOR PLAN - AREA B - PIPING

M-203C UPPER FLOOR PLAN - AREA C - PIPING

M-203D UPPER FLOOR PLAN - AREA D - PIPING

M-401A ENLARGED PLAN - HX/CHW 068A

M-401B EVENT LEVEL ENLARGED PLAN - DOAS, AHU, LAUNDRY
ROOMS

M-401C EVENT LEVEL ENLARGED PLAN - AHU VIEWS
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EXIT DIRECTION ARROW
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ROOM NAME, AREA & 
OCCUPANT CAPACITY

FIRE RATED WALL

SMOKE BARRIER

RATING REQUIRED..30-MIN, 1-HR, 
2-HR, ETC.

FIRE SEPARATION AND OTHER 
ANNOTATION SO NOTED

FIRE BA....

RATING IF REQUIRED..1-HR, 2-HR, ETC.

FIRE RATED WALL 

PATTERN INDICATES CODE REQUIRED  
SEPARATION AS NOTED

PATH OF TRAVEL

FIRE RATED CEILING. RATING AS 
NOTED...1-HR, 2-HR, ETC.1-HR

RM NAME

20
150 SF

A. REFER TO SHEET G-004 FOR CODE SUMMARY.
B. REFER TO DOOR SCHEDULE FOR REQUIRED DOOR RATING.
C. REFER TO INTERIOR PARTITION TYPES AND FLOOR PLAN 

FOR ADDITIONAL PARTITION REQUIREMENTS INCLUDING 
WALL HEIGHT, UL DESIGN, AND FIRE RATING.

D. REFER TO C100 AND C-SERIES DRAWINGS FOR BUILDING 
ADJACENCIES AND PROPERTY LINES.

E. REFER TO FLOOR PLANS FOR FIRE EXTINGUISHER 
LOCATIONS.

F. ALL STEEL COLUMNS ARE TO BE PROTECTED PER THE 
CODE SUMMARY REQUIREMENTS WITH SPRAY APPLIED 
FIREPROOFING UNLESS OTHERWISE NOTED ON THE 
ARCHITECTURAL PLANS AND LIFE SAFETY PLANS.
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A2 LIFE SAFETY- EVENT LEVEL

LIFE SAFETY PLAN LEGEND

OCCUPANT LOAD SCHEDULE

FLOOR LEVEL OCCUPANT LOAD
00-EVENT LEVEL 981

01-CONCOURSE LEVEL 4644

02-UPPER LEVEL 477
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TRAVEL DISTANCE SCHEDULE

EXIT ROUTE DISTANCE
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TRAVEL DIST.  C1 191' - 4"

TRAVEL DIST.  C2 119' - 1"

TRAVEL DIST.  C3 189' - 8"
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APPROVED VARIANCES

VARIANCE
NUMBER DESCRIPTION
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13-xx-xx(c)

13-xx-xx(d)

13-xx-xx(e)
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15' ABOVE FINISH FLOOR

PROTECT STEEL 
COLUMNS WITH 
SPRINKLER HEAD SET AT 
15' ABOVE FINISH FLOOR

PROTECT STEEL 
COLUMNS WITH 2-HR 
INTUMESCENT PAINT / 
FIRE-PROOFING

PROTECT STEEL 
COLUMNS WITH 2-HR 
INTUMESCENT PAINT / 
FIRE-PROOFING

PROTECT STEEL 
COLUMNS WITH 
SPRINKLER HEAD SET AT 
15' ABOVE FINISH FLOOR

TRAVEL DIST.  A7

TRAVEL DIST.  C3

526

640

-133 COURTSIDE SEATS 
(INCLUDING TEAM BENCH AND 
SCORER'S TABLE)

A. REFER TO SHEET G-004 FOR CODE SUMMARY.
B. REFER TO DOOR SCHEDULE FOR REQUIRED DOOR RATING.
C. REFER TO INTERIOR PARTITION TYPES AND FLOOR PLAN 

FOR ADDITIONAL PARTITION REQUIREMENTS INCLUDING 
WALL HEIGHT, UL DESIGN, AND FIRE RATING.

D. REFER TO C100 AND C-SERIES DRAWINGS FOR BUILDING 
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E. REFER TO FLOOR PLANS FOR FIRE EXTINGUISHER 
LOCATIONS.

F. ALL STEEL COLUMNS ARE TO BE PROTECTED PER THE 
CODE SUMMARY REQUIREMENTS WITH SPRAY APPLIED 
FIREPROOFING UNLESS OTHERWISE NOTED ON THE 
ARCHITECTURAL PLANS AND LIFE SAFETY PLANS.
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LIFE SAFETY PLAN LEGEND

OCCUPANT LOAD SCHEDULE

FLOOR LEVEL OCCUPANT LOAD
00-EVENT LEVEL 981

01-CONCOURSE LEVEL 4644
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TRAVEL DISTANCE SCHEDULE
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TRAVEL DIST.  A1 167' - 11"

TRAVEL DIST.  A2 138' - 10"

TRAVEL DIST.  A3 158' - 3"
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SMOKE BARRIER
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FIRE BA....
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PATTERN INDICATES CODE REQUIRED  
SEPARATION AS NOTED

PATH OF TRAVEL

FIRE RATED CEILING. RATING AS 
NOTED...1-HR, 2-HR, ETC.1-HR

RM NAME
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A. REFER TO SHEET G-004 FOR CODE SUMMARY.
B. REFER TO DOOR SCHEDULE FOR REQUIRED DOOR RATING.
C. REFER TO INTERIOR PARTITION TYPES AND FLOOR PLAN 

FOR ADDITIONAL PARTITION REQUIREMENTS INCLUDING 
WALL HEIGHT, UL DESIGN, AND FIRE RATING.

D. REFER TO C100 AND C-SERIES DRAWINGS FOR BUILDING 
ADJACENCIES AND PROPERTY LINES.

E. REFER TO FLOOR PLANS FOR FIRE EXTINGUISHER 
LOCATIONS.

F. ALL STEEL COLUMNS ARE TO BE PROTECTED PER THE 
CODE SUMMARY REQUIREMENTS WITH SPRAY APPLIED 
FIREPROOFING UNLESS OTHERWISE NOTED ON THE 
ARCHITECTURAL PLANS AND LIFE SAFETY PLANS.
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COSTS OF REVISIONS DUE TO
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MATERIAL REVISIONS IN THE COURSE OF
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HOMA MODEL AMS336-200/2,8T/C
(REFER TO SITE DETAILS FOR DETAILED PUMP INFORMATION)

STORM WATER PUMP STATION #2
HOMA MODEL AMS646-340/15,3P/C
(REFER TO SITE DETAILS FOR DETAILED PUMP INFORMATION)
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MATERIAL REVISIONS IN THE COURSE OF
COMPLETING THE FINAL DESIGN.
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Structural Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

FINK ROBERTS AND PETRIE, INC.
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SUITE 285
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317-547-5580

AMERICAN STRUCTUREPOINT, INC.

Acoustics / Technology Engineer

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

WJHW

Plumbing Engineer

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

DLZ

Food Service Consultant

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

CINILITTLE

IU Project NO. 20240127

Code Consultant

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

FORZA

245 UNIVERSITY BLVD.

23112.000

C500

OVERALL
EROSION
CONTROL

EROSION CONTROL NOTES:
1. THE EROSION CONTROL PLAN SHOWN ON SHEETS C501 AND C502 IS APPLICABLE FOR

PRE-CONSTRUCTION AND CONSTRUCTION ACTIVITIES. THE EROSION CONTROL PLAN
SHOWN ON SHEETS C511 AND C512 IS APPLICABLE FOR POST-CONSTRUCTION
ACTIVITIES.

2. ALL PROPOSED EROSION AND SEDIMENT CONTROL SHALL BE IN CONFORMANCE WITH
CHAPTER 600 OF THE CITY OF INDIANAPOLIS STORMWATER DESIGN AND
SPECIFICATIONS MANUAL, LATEST EDITION. DISCREPANCIES BETWEEN THE PLANS AND
THE MANUAL SHALL NOT ALLEVIATE THE CONTRACTOR FROM ADHERING TO THE
REQUIREMENTS SET FORTH IN THE MANUAL.

3. ADDITIONAL EROSION AND SEDIMENT CONTROL MEASURES MAY BE REQUIRED BY
IDEM, MCSW, AND/OR THE CITY INSPECTOR.

4. REFER TO SHEET C001 FOR SOILS MAP & SOILS CHARACTERISTICS.

5. REFER TO SHEET C500 FOR STORMWATER POLLUTION PREVENTION PLAN DETAILS.

6. REFER TO LANDSCAPE PLAN FOR PLANTING DETAILS. ANY MOUNDING NOTED ON
LANDSCAPE PLANS SHALL NOT CHANGE THE DRAINAGE PATTERN NOTED IN THE
GRADING PLAN.

7. SILT FENCE BARRIER TO BE INSTALLED PRIOR TO CONSTRUCTION.

8. EROSION CONTROL MEASURES TO BE MAINTAINED THROUGHOUT THE ENTIRE
CONSTRUCTION PROCESS.

9. REFER TO THE STORMWATER POLLUTION PREVENTION NOTES SHEET C500 FOR ALL
EROSION CONTROL MEASURES, SCHEDULES, AND SEQUENCES.

10. CONTRACTOR TO PROVIDE A STABLE TEMPORARY GRAVEL CONSTRUCTION
INGRESS/EGRESS CONDITION FROM THE CONSTRUCTION SITE TO KEEP MUD AND
SEDIMENT OFF PUBLIC ROADS.

11. EROSION CONTROL MAINTENANCE - SITE TO BE INSPECTED AT LEAST ONCE A WEEK
AND MAKE REPAIRS IMMEDIATELY AFTER PERIOD OF ½” OF RAINFALL OR GREATER.

12. STORMWATER DISCHARGE WILL NOT ENTER THE GROUNDWATER FOR THIS PROJECT.

13. THE 100-YEAR FLOODPLAIN/FLOODWAYS ARE NOT PRESENT ON THIS SITE.

14. PRESENCE OF HYDRIC SOILS ON THIS SITE: NONE.

15. CONTRACTOR SHALL PROVIDE THE DEPARTMENT OF BUSINESS AND NEIGHBORHOOD
SERVICES OF THE CITY OF INDIANAPOLIS WITH A NARRATIVE DESCRIBING THE
CONSTRUCTION SEQUENCE INCLUDING THE START DATES FOR EACH LAND
DISTURBING ACTIVITY.

16. THE ACTUAL PERSON RESPONSIBLE FOR THE INSTALLATION AND MAINTENANCE OF
THE EROSION CONTROL SHALL BE DETERMINED DURING THE BIDDING PROCESS.  THE
AWARD WINNING CONTRACTOR SHALL BE RESPONSIBLE FOR THE PROPER
INSTALLATION AND MAINTENANCE OF ALL EROSION CONTROL MEASURES.  ONCE
DETERMINED, CONTRACTOR SHALL COORDINATE WITH THE CITY.

17. DETAILS AND REQUIREMENTS OF THE CITY OF INDIANAPOLIS TECHNICAL STANDARDS
MANUAL SHALL BE UTILIZED AND ADHERED TO.

1

KEY NOTES

SILT FENCE

2 INLET PROTECTION

3 STABILIZED CONSTRUCTION ENTRANCE

4 TEMPORARY SEEDING

5 CONCRETE WASHOUT

INDIANA UNIVERSITY RESPONSIBLE PERSON
IN CHARGE OF EROSION CONTROL:

BRETT HATCHETT
SENIOR ASSOCIATE UNIVERSITY ARCHITECT
INDIANA UNIVERSITY
HEALTH SCIENCES, SUITE 4100
1050 WISHARD BLVD.
INDIANAPOLIS, IN 46202
317-274-7771
bhatchet@iu.edu

EROSION CONTROL BLANKET6

60'30'0'

PLAN
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10/29/2024BID PACKAGE 1 - SITE EXCAVATION
01/13/2025CONSTRUCTION DOCUMENTS

Owner

Mechanical / Electrical Engineer

Civil Engineer

Architect

101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

RATIO

2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

INDIANA UNIVERSITY BOARD OF TRUSTEES

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

Structural Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

FINK ROBERTS AND PETRIE, INC.

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
+1 800-404-7677

INTROBA

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

AMERICAN STRUCTUREPOINT, INC.

Acoustics / Technology Engineer

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

WJHW

Plumbing Engineer

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

DLZ

Food Service Consultant

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

CINILITTLE

IU Project NO. 20240127

Code Consultant

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

FORZA

245 UNIVERSITY BLVD.

23112.000

C501

CONSTRUCTION
EROSION
CONTROL

EROSION CONTROL NOTES:
1. THE EROSION CONTROL PLAN SHOWN ON THIS SHEET IS APPLICABLE FOR

PRE-CONSTRUCTION AND CONSTRUCTION ACTIVITIES.

2. ALL PROPOSED EROSION AND SEDIMENT CONTROL SHALL BE IN CONFORMANCE WITH
CHAPTER 600 OF THE CITY OF INDIANAPOLIS STORMWATER DESIGN AND
SPECIFICATIONS MANUAL, LATEST EDITION. DISCREPANCIES BETWEEN THE PLANS AND
THE MANUAL SHALL NOT ALLEVIATE THE CONTRACTOR FROM ADHERING TO THE
REQUIREMENTS SET FORTH IN THE MANUAL.

3. ADDITIONAL EROSION AND SEDIMENT CONTROL MEASURES MAY BE REQUIRED BY
IDEM, MCSW, AND/OR THE CITY INSPECTOR.

4. REFER TO SHEET C001 FOR SOILS MAP & SOILS CHARACTERISTICS.

5. REFER TO SHEET C500 FOR STORMWATER POLLUTION PREVENTION PLAN DETAILS.

6. REFER TO LANDSCAPE PLAN FOR PLANTING DETAILS. ANY MOUNDING NOTED ON
LANDSCAPE PLANS SHALL NOT CHANGE THE DRAINAGE PATTERN NOTED IN THE
GRADING PLAN.

7. SILT FENCE BARRIER TO BE INSTALLED PRIOR TO CONSTRUCTION.

8. EROSION CONTROL MEASURES TO BE MAINTAINED THROUGHOUT THE ENTIRE
CONSTRUCTION PROCESS.

9. REFER TO THE STORMWATER POLLUTION PREVENTION NOTES SHEET C500 FOR ALL
EROSION CONTROL MEASURES, SCHEDULES, AND SEQUENCES.

10. CONTRACTOR TO PROVIDE A STABLE TEMPORARY GRAVEL CONSTRUCTION
INGRESS/EGRESS CONDITION FROM THE CONSTRUCTION SITE TO KEEP MUD AND
SEDIMENT OFF PUBLIC ROADS.

11. EROSION CONTROL MAINTENANCE - SITE TO BE INSPECTED AT LEAST ONCE A WEEK
AND MAKE REPAIRS IMMEDIATELY AFTER PERIOD OF ½” OF RAINFALL OR GREATER.

12. STORMWATER DISCHARGE WILL NOT ENTER THE GROUNDWATER FOR THIS PROJECT.

13. THE 100-YEAR FLOODPLAIN/FLOODWAYS ARE NOT PRESENT ON THIS SITE.

14. PRESENCE OF HYDRIC SOILS ON THIS SITE: NONE.

15. CONTRACTOR SHALL PROVIDE THE DEPARTMENT OF BUSINESS AND NEIGHBORHOOD
SERVICES OF THE CITY OF INDIANAPOLIS WITH A NARRATIVE DESCRIBING THE
CONSTRUCTION SEQUENCE INCLUDING THE START DATES FOR EACH LAND
DISTURBING ACTIVITY.

16. THE ACTUAL PERSON RESPONSIBLE FOR THE INSTALLATION AND MAINTENANCE OF
THE EROSION CONTROL SHALL BE DETERMINED DURING THE BIDDING PROCESS.  THE
AWARD WINNING CONTRACTOR SHALL BE RESPONSIBLE FOR THE PROPER
INSTALLATION AND MAINTENANCE OF ALL EROSION CONTROL MEASURES.  ONCE
DETERMINED, CONTRACTOR SHALL COORDINATE WITH THE CITY.

17. DETAILS AND REQUIREMENTS OF THE CITY OF INDIANAPOLIS TECHNICAL STANDARDS
MANUAL SHALL BE UTILIZED AND ADHERED TO.

1

KEY NOTES

SILT FENCE

2 INLET PROTECTION

3 STABILIZED CONSTRUCTION ENTRANCE

4 TEMPORARY SEEDING

5 CONCRETE WASHOUT

INDIANA UNIVERSITY RESPONSIBLE PERSON
IN CHARGE OF EROSION CONTROL:

BRETT HATCHETT
SENIOR ASSOCIATE UNIVERSITY ARCHITECT
INDIANA UNIVERSITY
HEALTH SCIENCES, SUITE 4100
1050 WISHARD BLVD.
INDIANAPOLIS, IN 46202
317-274-7771
bhatchet@iu.edu

EROSION CONTROL BLANKET6
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10/29/2024BID PACKAGE 1 - SITE EXCAVATION
01/13/2025CONSTRUCTION DOCUMENTS

Owner

Mechanical / Electrical Engineer

Civil Engineer

Architect

101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

RATIO

2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

INDIANA UNIVERSITY BOARD OF TRUSTEES

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

Structural Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

FINK ROBERTS AND PETRIE, INC.

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
+1 800-404-7677

INTROBA

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

AMERICAN STRUCTUREPOINT, INC.

Acoustics / Technology Engineer

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

WJHW

Plumbing Engineer

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

DLZ

Food Service Consultant

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

CINILITTLE

IU Project NO. 20240127

Code Consultant

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

FORZA

245 UNIVERSITY BLVD.

23112.000

EROSION CONTROL NOTES:
1. THE EROSION CONTROL PLAN SHOWN ON SHEETS C501 AND C502 IS APPLICABLE FOR

PRE-CONSTRUCTION AND CONSTRUCTION ACTIVITIES. THE EROSION CONTROL PLAN
SHOWN ON SHEETS C511 AND C512 IS APPLICABLE FOR POST-CONSTRUCTION
ACTIVITIES.

2. ALL PROPOSED EROSION AND SEDIMENT CONTROL SHALL BE IN CONFORMANCE WITH
CHAPTER 600 OF THE CITY OF INDIANAPOLIS STORMWATER DESIGN AND
SPECIFICATIONS MANUAL, LATEST EDITION. DISCREPANCIES BETWEEN THE PLANS AND
THE MANUAL SHALL NOT ALLEVIATE THE CONTRACTOR FROM ADHERING TO THE
REQUIREMENTS SET FORTH IN THE MANUAL.

3. ADDITIONAL EROSION AND SEDIMENT CONTROL MEASURES MAY BE REQUIRED BY
IDEM, MCSW, AND/OR THE CITY INSPECTOR.

4. REFER TO SHEET C001 FOR SOILS MAP & SOILS CHARACTERISTICS.

5. REFER TO SHEET C500 FOR STORMWATER POLLUTION PREVENTION PLAN DETAILS.

6. REFER TO LANDSCAPE PLAN FOR PLANTING DETAILS. ANY MOUNDING NOTED ON
LANDSCAPE PLANS SHALL NOT CHANGE THE DRAINAGE PATTERN NOTED IN THE
GRADING PLAN.

7. SILT FENCE BARRIER TO BE INSTALLED PRIOR TO CONSTRUCTION.

8. EROSION CONTROL MEASURES TO BE MAINTAINED THROUGHOUT THE ENTIRE
CONSTRUCTION PROCESS.

9. REFER TO THE STORMWATER POLLUTION PREVENTION NOTES SHEET C500 FOR ALL
EROSION CONTROL MEASURES, SCHEDULES, AND SEQUENCES.

10. CONTRACTOR TO PROVIDE A STABLE TEMPORARY GRAVEL CONSTRUCTION
INGRESS/EGRESS CONDITION FROM THE CONSTRUCTION SITE TO KEEP MUD AND
SEDIMENT OFF PUBLIC ROADS.

11. EROSION CONTROL MAINTENANCE - SITE TO BE INSPECTED AT LEAST ONCE A WEEK
AND MAKE REPAIRS IMMEDIATELY AFTER PERIOD OF ½” OF RAINFALL OR GREATER.

12. STORMWATER DISCHARGE WILL NOT ENTER THE GROUNDWATER FOR THIS PROJECT.

13. THE 100-YEAR FLOODPLAIN/FLOODWAYS ARE NOT PRESENT ON THIS SITE.

14. PRESENCE OF HYDRIC SOILS ON THIS SITE: NONE.

15. CONTRACTOR SHALL PROVIDE THE DEPARTMENT OF BUSINESS AND NEIGHBORHOOD
SERVICES OF THE CITY OF INDIANAPOLIS WITH A NARRATIVE DESCRIBING THE
CONSTRUCTION SEQUENCE INCLUDING THE START DATES FOR EACH LAND
DISTURBING ACTIVITY.

16. THE ACTUAL PERSON RESPONSIBLE FOR THE INSTALLATION AND MAINTENANCE OF
THE EROSION CONTROL SHALL BE DETERMINED DURING THE BIDDING PROCESS.  THE
AWARD WINNING CONTRACTOR SHALL BE RESPONSIBLE FOR THE PROPER
INSTALLATION AND MAINTENANCE OF ALL EROSION CONTROL MEASURES.  ONCE
DETERMINED, CONTRACTOR SHALL COORDINATE WITH THE CITY.

17. DETAILS AND REQUIREMENTS OF THE CITY OF INDIANAPOLIS TECHNICAL STANDARDS
MANUAL SHALL BE UTILIZED AND ADHERED TO.

1

KEY NOTES

SILT FENCE

2 INLET PROTECTION

3 STABILIZED CONSTRUCTION ENTRANCE

4 TEMPORARY SEEDING

5 CONCRETE WASHOUT

INDIANA UNIVERSITY RESPONSIBLE PERSON
IN CHARGE OF EROSION CONTROL:

BRETT HATCHETT
SENIOR ASSOCIATE UNIVERSITY ARCHITECT
INDIANA UNIVERSITY
HEALTH SCIENCES, SUITE 4100
1050 WISHARD BLVD.
INDIANAPOLIS, IN 46202
317-274-7771
bhatchet@iu.edu

EROSION CONTROL BLANKET6
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10/29/2024BID PACKAGE 1 - SITE EXCAVATION
01/13/2025CONSTRUCTION DOCUMENTS

Owner

Mechanical / Electrical Engineer

Civil Engineer

Architect

101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

RATIO

2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

INDIANA UNIVERSITY BOARD OF TRUSTEES

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

Structural Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

FINK ROBERTS AND PETRIE, INC.

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
+1 800-404-7677

INTROBA

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

AMERICAN STRUCTUREPOINT, INC.

Acoustics / Technology Engineer

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

WJHW

Plumbing Engineer

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

DLZ

Food Service Consultant

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

CINILITTLE

IU Project NO. 20240127

Code Consultant

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

FORZA

245 UNIVERSITY BLVD.

23112.000

C511

POST-CONSTRUCTION
EROSION
CONTROL

EROSION CONTROL NOTES:
1. THE EROSION CONTROL PLAN SHOWN ON THIS SHEET IS APPLICABLE FOR

POST-CONSTRUCTIOIN ACTIVITIES.

2. ALL PROPOSED EROSION AND SEDIMENT CONTROL SHALL BE IN CONFORMANCE WITH
CHAPTER 600 OF THE CITY OF INDIANAPOLIS STORMWATER DESIGN AND
SPECIFICATIONS MANUAL, LATEST EDITION. DISCREPANCIES BETWEEN THE PLANS AND
THE MANUAL SHALL NOT ALLEVIATE THE CONTRACTOR FROM ADHERING TO THE
REQUIREMENTS SET FORTH IN THE MANUAL.

3. ADDITIONAL EROSION AND SEDIMENT CONTROL MEASURES MAY BE REQUIRED BY
IDEM, MCSW, AND/OR THE CITY INSPECTOR.

4. REFER TO SHEET C001 FOR SOILS MAP & SOILS CHARACTERISTICS.

5. REFER TO SHEET C500 FOR STORMWATER POLLUTION PREVENTION PLAN DETAILS.

6. REFER TO LANDSCAPE PLAN FOR PLANTING DETAILS. ANY MOUNDING NOTED ON
LANDSCAPE PLANS SHALL NOT CHANGE THE DRAINAGE PATTERN NOTED IN THE
GRADING PLAN.

7. SILT FENCE BARRIER TO BE INSTALLED PRIOR TO CONSTRUCTION.

8. EROSION CONTROL MEASURES TO BE MAINTAINED THROUGHOUT THE ENTIRE
CONSTRUCTION PROCESS.

9. REFER TO THE STORMWATER POLLUTION PREVENTION NOTES SHEET C500 FOR ALL
EROSION CONTROL MEASURES, SCHEDULES, AND SEQUENCES.

10. CONTRACTOR TO PROVIDE A STABLE TEMPORARY GRAVEL CONSTRUCTION
INGRESS/EGRESS CONDITION FROM THE CONSTRUCTION SITE TO KEEP MUD AND
SEDIMENT OFF PUBLIC ROADS.

11. EROSION CONTROL MAINTENANCE - SITE TO BE INSPECTED AT LEAST ONCE A WEEK
AND MAKE REPAIRS IMMEDIATELY AFTER PERIOD OF ½” OF RAINFALL OR GREATER.

12. STORMWATER DISCHARGE WILL NOT ENTER THE GROUNDWATER FOR THIS PROJECT.

13. THE 100-YEAR FLOODPLAIN/FLOODWAYS ARE NOT PRESENT ON THIS SITE.

14. PRESENCE OF HYDRIC SOILS ON THIS SITE: NONE.

15. CONTRACTOR SHALL PROVIDE THE DEPARTMENT OF BUSINESS AND NEIGHBORHOOD
SERVICES OF THE CITY OF INDIANAPOLIS WITH A NARRATIVE DESCRIBING THE
CONSTRUCTION SEQUENCE INCLUDING THE START DATES FOR EACH LAND
DISTURBING ACTIVITY.

16. THE ACTUAL PERSON RESPONSIBLE FOR THE INSTALLATION AND MAINTENANCE OF
THE EROSION CONTROL SHALL BE DETERMINED DURING THE BIDDING PROCESS.  THE
AWARD WINNING CONTRACTOR SHALL BE RESPONSIBLE FOR THE PROPER
INSTALLATION AND MAINTENANCE OF ALL EROSION CONTROL MEASURES.  ONCE
DETERMINED, CONTRACTOR SHALL COORDINATE WITH THE CITY.

17. DETAILS AND REQUIREMENTS OF THE CITY OF INDIANAPOLIS TECHNICAL STANDARDS
MANUAL SHALL BE UTILIZED AND ADHERED TO.

1

KEY NOTES

INDIANA UNIVERSITY RESPONSIBLE PERSON
IN CHARGE OF EROSION CONTROL:

BRETT HATCHETT
SENIOR ASSOCIATE UNIVERSITY ARCHITECT
INDIANA UNIVERSITY
HEALTH SCIENCES, SUITE 4100
1050 WISHARD BLVD.
INDIANAPOLIS, IN 46202
317-274-7771
bhatchet@iu.edu
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SEDIMENT FILTER ROLL

2 INLET PROTECTION

3 PERMANENT SEEDING
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THESE PLANS THE CONTRACTOR
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10/29/2024BID PACKAGE 1 - SITE EXCAVATION
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101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

RATIO

2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

INDIANA UNIVERSITY BOARD OF TRUSTEES

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

Structural Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

FINK ROBERTS AND PETRIE, INC.

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
+1 800-404-7677

INTROBA

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

AMERICAN STRUCTUREPOINT, INC.

Acoustics / Technology Engineer

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

WJHW

Plumbing Engineer

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

DLZ

Food Service Consultant

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

CINILITTLE

IU Project NO. 20240127

Code Consultant

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

FORZA

245 UNIVERSITY BLVD.

23112.000

EROSION CONTROL NOTES:
1. THE EROSION CONTROL PLAN SHOWN ON THIS SHEET IS APPLICABLE FOR

POST-CONSTRUCTION ACTIVITIES.

2. ALL PROPOSED EROSION AND SEDIMENT CONTROL SHALL BE IN CONFORMANCE WITH
CHAPTER 600 OF THE CITY OF INDIANAPOLIS STORMWATER DESIGN AND
SPECIFICATIONS MANUAL, LATEST EDITION. DISCREPANCIES BETWEEN THE PLANS AND
THE MANUAL SHALL NOT ALLEVIATE THE CONTRACTOR FROM ADHERING TO THE
REQUIREMENTS SET FORTH IN THE MANUAL.

3. ADDITIONAL EROSION AND SEDIMENT CONTROL MEASURES MAY BE REQUIRED BY
IDEM, MCSW, AND/OR THE CITY INSPECTOR.

4. REFER TO SHEET C001 FOR SOILS MAP & SOILS CHARACTERISTICS.

5. REFER TO SHEET C500 FOR STORMWATER POLLUTION PREVENTION PLAN DETAILS.

6. REFER TO LANDSCAPE PLAN FOR PLANTING DETAILS. ANY MOUNDING NOTED ON
LANDSCAPE PLANS SHALL NOT CHANGE THE DRAINAGE PATTERN NOTED IN THE
GRADING PLAN.

7. SILT FENCE BARRIER TO BE INSTALLED PRIOR TO CONSTRUCTION.

8. EROSION CONTROL MEASURES TO BE MAINTAINED THROUGHOUT THE ENTIRE
CONSTRUCTION PROCESS.

9. REFER TO THE STORMWATER POLLUTION PREVENTION NOTES SHEET C500 FOR ALL
EROSION CONTROL MEASURES, SCHEDULES, AND SEQUENCES.

10. CONTRACTOR TO PROVIDE A STABLE TEMPORARY GRAVEL CONSTRUCTION
INGRESS/EGRESS CONDITION FROM THE CONSTRUCTION SITE TO KEEP MUD AND
SEDIMENT OFF PUBLIC ROADS.

11. EROSION CONTROL MAINTENANCE - SITE TO BE INSPECTED AT LEAST ONCE A WEEK
AND MAKE REPAIRS IMMEDIATELY AFTER PERIOD OF ½” OF RAINFALL OR GREATER.

12. STORMWATER DISCHARGE WILL NOT ENTER THE GROUNDWATER FOR THIS PROJECT.

13. THE 100-YEAR FLOODPLAIN/FLOODWAYS ARE NOT PRESENT ON THIS SITE.

14. PRESENCE OF HYDRIC SOILS ON THIS SITE: NONE.

15. CONTRACTOR SHALL PROVIDE THE DEPARTMENT OF BUSINESS AND NEIGHBORHOOD
SERVICES OF THE CITY OF INDIANAPOLIS WITH A NARRATIVE DESCRIBING THE
CONSTRUCTION SEQUENCE INCLUDING THE START DATES FOR EACH LAND
DISTURBING ACTIVITY.

16. THE ACTUAL PERSON RESPONSIBLE FOR THE INSTALLATION AND MAINTENANCE OF
THE EROSION CONTROL SHALL BE DETERMINED DURING THE BIDDING PROCESS.  THE
AWARD WINNING CONTRACTOR SHALL BE RESPONSIBLE FOR THE PROPER
INSTALLATION AND MAINTENANCE OF ALL EROSION CONTROL MEASURES.  ONCE
DETERMINED, CONTRACTOR SHALL COORDINATE WITH THE CITY.

17. DETAILS AND REQUIREMENTS OF THE CITY OF INDIANAPOLIS TECHNICAL STANDARDS
MANUAL SHALL BE UTILIZED AND ADHERED TO.

1

KEY NOTES

SEDIMENT FILTER ROLL

2 INLET PROTECTION

3 PERMANENT SEEDING

INDIANA UNIVERSITY RESPONSIBLE PERSON
IN CHARGE OF EROSION CONTROL:

BRETT HATCHETT
SENIOR ASSOCIATE UNIVERSITY ARCHITECT
INDIANA UNIVERSITY
HEALTH SCIENCES, SUITE 4100
1050 WISHARD BLVD.
INDIANAPOLIS, IN 46202
317-274-7771
bhatchet@iu.edu

40'10' 20'0'

C512

PLAN
CONTROL
EROSION
POST-CONSTRUCTION



THE CITY'S ON-SITE INSPECTOR
MAY REQUIRE ADDITIONAL

EROSION CONTROL METHODS

INDIANA UNIVERSITY RESPONSIBLE PERSON
IN CHARGE OF EROSION CONTROL:

SECTION A

A1 Index of the location of required plan elements in the construction plan.

         See Plan Set Title Sheet C001.

A2 A vicinity map depicting the project site location in relationship to recognizable local landmarks, towns, and major roads

See Plan Set Title Sheet C001.

A3 Narrative of the nature and purpose of the project

This project will construct the new IU Indianapolis Athletics Center and associated utility infrastructure. This will include manholes, inlets, 2 BMP
Mechanical Devices, underground detention system and associated pipe.

A4 Latitude and longitude to the nearest fifteen (15) seconds of the project entrance or beginning of project for linear projects

                      LATITUDE AND LONGITUDE

SW CORNER =   39°46'10.40" N  86°10'23.59"  W
SE CORNER  =   39°46'10.07'' N  86°10'12.90''  W
NW CORNER =   39°46'13.74" N  86°10'23.59"  W

       NE CORNER  =   39°46'13.46" N  86°10'12.90"  W

A5 Legal description of the project site. The description must include the legal section(s), or alternative land division(s), township and range

Refer to Overall Site Plan Sheet C200. Not to scale.

A6 Reduced plat or project site map that is submitted on a sheet or sheets no larger than eleven (11) inches by seventeen (17) inches for all
phases or sections associated with this plan, lot numbers/boundaries, and road layout/name, and legend

Refer to Overall Site Plan Sheet C200. Not to scale.

A7 Boundaries of the one hundred (100) year floodplains, floodway fringes, and floodways

According to the Flood Insurance Rate Map (FIRM Map Number 18097C0143F), dated July 7, 2024, this project is not within the limits of a
100-year floodplain, floodway fringe, or floodway.

A8 Land use of all adjacent properties

North: Institutional
East: Commercial
South: Industrial
West: Industrial

A9 Identification of a U.S. EPA approved or established TMDL, including the name of the TMDL and the pollutant(s) for which there is a TMDL.

White River - PCBs in fish tissue, biological integrity.
         Fall Creek - PCBs in fish tissue.

A10 Name(s) of the receiving water(s) and, when the discharge is to a system (storm sewer, stormwater management measure, etc.) owned/or
operated by a municipality, city, town, or county, the name of the system operator and the ultimate receiving water

Stormwater flows into the City of Indianapolis Stormwater System & discharges to White River.

A11 Identification of discharges to a water on the current 303d list of impaired waters and the pollutant(s) for which it is impaired

White River - E. coli.

A12 Soil Properties, Characteristics, limitations and hazards 

The site consists of Urban land-Fox (UfA) complex, 0 to 3 percent slopes. Runoff is rapid on the Urban Complex, and slow on the Fox series of
soils. Construction and Engineering has been based on the properties and qualities of the Fox soils. Erosion could be a problem if exposed or
disturbed areas where the slopes are 2 to 3% and are left bare for long periods of time. Measures to control these issues are outlined in this
SWPPP, and include silt fence, inlet protection, stable construction entrance, and temporary seeding at the perimeter areas. A soil map can be
found on Sheet C001. 

A13 Identification and location of all known wetlands, lakes and water courses on or adjacent to the project site (construction plan, existing site
layout,)

There are no wetlands on this property or associated with this project per the Wetlands Map on Sheet C521.

A14 Identification and status of any other state or federal water quality permits or authorizations that are required for construction activities and the
expected timeline if the permits have not been obtained

None are known at this time.

A15 Identification and delineation of natural buffers and existing vegetative cover, such as crop or crop residue, grass, weeds, brush, and trees

The site was previously a large grass field.

A16 Existing topography at a contour interval appropriate to indicate drainage patterns

Refer to Overall Existing Topography Sheet C100.

A17 Location(s) of where run-off enters the project site

Refer to Overall Existing Topography Sheet C100. Runoff enters the site at the intersection of Wabash Street and Blackford Street.

A18 Location(s) of where run-off discharges from the project site prior to construction

Refer to Overall Existing Topography Sheet C100. Runoff leaves the site through the inlets on the site and over land at the midpoint of Ohio
Street.

A19 Location of all existing structures on the project site

Refer to Overall Existing Topography Sheet C100.

A20 Location, size, and dimensions of features, such as existing permanent retention or detention facilities, including manmade wetlands, designed
for the purpose of stormwater management

Not applicable at this time.

A21 Locations where stormwater may be directly discharged into ground water, such as abandoned wells, sinkholes, or karst features

Refer to Overall Utility Plan Sheet C400 for information on Underground Detention Basin design.

A22 Size of the project area expressed in acres

The project site is 5.36 Acres.

A23 Total expected land disturbance expressed in acres

The expected land disturbance is 5.36 Acres.

A24 Proposed topography

See Grading Plan Sheets C300 - C302

A25 Delineation of all proposed land-disturbing activities, including known off-site activities that will provide services to the project site

Refer to Site Plan Sheets C200 - C202 and Erosion Control Sheets C500-C502

A26 Location, size, and dimensions of all stormwater drainage systems, such as culverts, storm sewers, and conveyance channels

See Storm Sewer Plan & Profile sheets C410 - C414

A27 Locations of specific points where stormwater and non-stormwater discharges will leave the project site

See Utility Plan sheets C400 - C402. Stormwater will discharge into storm trunk line in Ohio Street. Non-Stormwater discharges
will also leave the site through a trunk line in Ohio Street.

A28 Location of all proposed site improvements, including roads, utilities, lot delineation and identification, proposed structures, and
common areas

See Site Plan Sheets C200 - C202, Utility Plan Sheets C400 - C402 and Landscape Architecture sheets.

A29 Location of all on-site soil stockpiles and borrow areas and, when known at the time of submittal, the location of all off-site
borrow, soil stockpiles, and disposal areas

This project will install the excess stockpile area on the west side of the site, as shown on Erosion Control Sheets C500 & C501.
No offsite borrow is needed at this time.

A30 Construction support activities that are expected to be part of the project (e.g., staging areas, disposal sites, etc.)

Staging areas are located at the southwest edge of the site and are identified on Erosion Control Sheets C500 & C501.

A31 Location of any in-stream activities that are planned for the project including, but not limited to stream crossings and pump
arounds

No streams crossings are included in this project.

SECTION B

B1 Description of the potential pollutant generating sources and pollutants, including all potential non-stormwater discharges where
applicable, Items in 2 through 10 below will be evaluated for Location, dimensions, detailed specifications, and construction
details

Expected pollutants to stormwater during construction can be but not limited to: Excess sediment, organic materials such as
leaves and twigs, excess fuel, brake dust and trash. The concrete washout will be carefully controlled. The project will utilize silt
fence, drop inlet protection and temporary seeding to reduce the discharge of pollutants.

 
B2 Stable construction entrance locations and specifications (at all points of ingress and egress) 

The Stable Construction Entrance will be installed on the west side of the site entering from Wabash Street. The drive will be a
minimum of 150' long, and 20' wide, and be constructed of INDOT Type No 2 Stone. It shall meet the requirements of the City of
Indianapolis Stormwater Manual Section 603.05. 

B3 Specifications for temporary and permanent stabilization 

Temporary surface stabilization shall be done if an area has exposed and is dormant for more than seven (7) days in accordance
with Indiana Department of Environmental Management Stormwater Quality Manual. All disturbed areas that require temporary
cover during construction activities shall be stabilized with mulching alone from November 1 to March 1. Spring Mix shall be used
from March 1 through May 15, and shall be applied at the rate of 3 bushels/acre. Spring Mix shall consist of oats. Fall mix shall
be utilized from August 1 through November 1, and shall be applied at the rate of 2 Bushels/Acre. Fall mix shall consist of wheat
or rye. Annual Ryegrass shall be applied at the raye of 1 lb/1000 Sq Feet between April 15 and September 15. Permanent
stabilization methods, including sequencing information, application rates for soil amendments and seed mixtures and the type
and application rates for soil amendments will be included on the landscape plans.

B4 Sediment control measures for concentrated flow areas

Temporary Erosion Control; for concentrated sheet flow areas include but are not limited perimeter protection and inlet
protection. Silt fence will be placed along  Blackford Street, Ohio Street, and  Wabash Street. Silt Fence shall meet the
requirements of 603.06 of the City of Indianapolis Stormwater Manual. Straw Bales WILL NOT be allowed as a means of
perimeter protection. Inlet protection will be placed along the same streets listed above.

B5 Sediment control measures for sheet flow areas  

         We do not anticipate Sheet Flow areas on this site, as 95% of the project will be the excavated areas.

B6  Run-off control measures (e.g., diversions, rock check dams, swales, etc.)  

We do not anticipate Sheet Flow areas on this site, as 95% of the project will be the excavated areas.

B7 Stormwater outlet protection locations and specifications 

Stormwater  inlet protection measures will be placed at the perimeter of the site. These inlets are along Blackford Street, Ohio
Street, and  Wabash Street. All new storm inlets proposed in this plan set shall also be required to have inlet protection. Storm
Inlet protection shall meet the requirements of 603.07 of the City of Indianapolis Stormwater Manual.

 
B8  Grade stabilization structure locations and specifications 

An erosion control blanket will be required for grading slopes greater than 6:1. These are shown on Erosion Control Sheets C500
- C502.

B9  Dewatering applications and management methods (basin outlet measures, flocculants etc.) 

Dewatering may be required during the excavation of the lower arena level. The water at the base of the excavation will be 
collected within a “pit”.  The pit is to be lined with filter fabric, and No. 2 Stone. The collected water will be pumped out to a
filter bag. The filter bag will then discharge into the City's Storm System. Dewatering shall meet the requirements of 603.19 of
the City of Indianapolis Stormwater Manual.

B10 Measures utilized for work within waterbodies (crossings, coffer dams, etc.)

Not applicable for this project

B11 Maintenance guidelines for each proposed temporary stormwater quality measure

All proposed pollution prevention measures shall be inspected for deficiencies by a trained professional at least weekly, and again
after each ½” or greater rain event.  Inspection reports must be signed, dated and kept on file.  Upon completion of project,
inspection reports must be submitted to owner.

The following guidelines shall be followed for maintain the following pollution prevention measures:

Perimeter Protection:

1. If perimeter protection becomes breached, starts to decompose, or in any way become ineffective, replace the affected
portion immediately.

2. Remove deposited sediment when it reaches half the height of the perimeter protection at its lowest point, or is causing the
perimeter protection to bulge.

3. Take care to avoid undermine the perimeter protection during clean out.
4. After the contributing drainage area has been stabilized, remove the fence and sediment deposits, bring the disturbed area to

grade and stabilize.

Temporary Seeding

1. Inspect periodically after planting to see that vegetative stands are adequately established. Re-seed if necessary.
2. Check for erosion damage after storm events and repair; re-seed and mulch if necessary.
3. Top dress fall seeded wheat seedlings with 50 lbs./acre of nitrogen in February or March if nitrogen deficiency is apparent.

Inlet Protection

1. Place geotextile filter fabric when they become three quarters full, or when the sediment impedes the passage of stormwater
into the system.

2. Inlet protections shall be inspected and cleaned after every rain event, or at least once a week.

B12 Planned construction sequence describing the relationship between implementation of stormwater quality measures and
temporary/permanent stabilization measures in relation to land disturbance

PRE-CONSTRUCTION ACTIVITIES:

1. Call the Indiana Underground Plant Protection System, Inc. (“Holy Moley”) at 811 to check the locations of any existing
utilities.  They should be notified two working days before construction takes place.

2. Establish onsite locations for Owner/Operator/Contractor placement of approved plans and erosion control measure inspection
documents.

The Contractor shall be responsible for inspecting the surrounding streets on a daily basis to ensure that visible construction
pollutants are not present. If construction pollutants are present, the Contractor shall remove them immediately.

CONSTRUCTION ACTIVITIES:

1. Install appropriate perimeter protection and inlet protection while work is being performed in the area. These erosion control measures are to be installed as
indicated on Erosion Control plan sheets C500 - C512.

2. Once all permanent surface stabilization is established, temporary erosion control measures shall be removed.

B13 Provisions for erosion and sediment control on individual building lots regulated under this project

N/A

B14 Material handling and spill prevention and spill response plan meeting the requirements in 327 IAC 2-6.1

PURPOSE:

The intention of this spill prevention, control and countermeasures plan (SPCCP) is to establish the procedures and equipment required to prevent their discharge
to stormwater.  The plan established the activities required should such occur.

Definitions:

Pollutant: Means pollutant of any kind or in any form, including but not limited to: Sediment, paint, cleaning agents, concrete washout, pesticides, nutrients,
trash with waste other than dredged soil.

Discharge:  Includes but is not limited to:  Any spilling, leaking, pumping, pouring, emitting, emptying, or dumping.

Plan Review and Amendments:  This plan shall be reviewed and/or amended, if necessary, whenever there is a change in the design of the site, construction,
operation, or maintenance which materially affects the site potential for the discharge of regulated material.

Prediction of Potential Spills

1. Drainage System:  No drainage systems shall be installed at this time.
2. Possible spill sources (During and Post Construction):

a. Vehicular sources such as leaking fuel or oil, brake fluid, grease, antifreeze, construction trash and debris, biological agents found in trash and fertilizers,
household items including but not limited to: cleaning agents, chemicals, paint, herbicides and pesticides.

b. Groundwater Contamination:  This project maintains no above ground or underground storage tanks on this site.  Therefore, it is believed that there is
little or no possibility of post construction groundwater contamination.

ALERT PROCEDURES FOR SPILLS

1. Any personnel observing a spill will immediately initiate the following procedure:
2. Dial 911 from any telephone and notify the appropriate emergency personnel.
3. The Contractor's designated Emergency Coordinator will them take the following actions:
4. Barricade the area, allow no vehicles to enter or leave the spill zone, and contain the spill.

Notify the Indiana Department of Environmental Management, Office of Emergency Response (IDEM-OER) by calling either of the following telephone numbers:

Office:  1-317-233-7745
Toll Free:  1-800-233-7745

Notify waste recovery contractor, maintenance personnel, or other contractual personnel necessary for cleanup.

Coordinate and monitor cleanup until the situation has been stabilized and spills have been eliminated.

Cooperate with the IDEM-OER on procedure reports involved with the event.

CLEANUP PARAMETERS

1. The Contractor shall maintain lists of readily available personnel, Vac-Trucks, tank pumpers and other equipment readily accessible for cleanup operations.  In
addition, a continually updated list of available absorbent material clean-up supplies shall be maintained onsite.

2. All construction personnel will be made aware of techniques for prevention of spills.  They shall be informed of the requirements and procedures outlined in
this plan. They shall be kept abreast of current developments or new information on the prevention of spills and/or necessary alterations of this plan.

3. When spill occur, which could endanger human life, the responsibility of protection and cleanup will be carried out by the local police and fire department.
4. Absorbent materials, which are used in cleaning up spilled materials, will be disposed of in a manner subject to the approval of the Indiana Department of

Environmental Management.
5. Flushing of spilled material with water will not be permitted unless so authorized by the Indiana Department of Environmental Management.

B15 Material handling and storage procedures associated with construction activity describing the management and disposal of construction products and waste,
including concrete and cementitious washout areas and management measures

This project will haul off excavated material daily.  Concrete waste and washout shall be hauled off as needed to prevent discharge to site.

SECTION C

C1 Description of potential pollutant generating sources and a list of pollutants from the final land use that may reasonably be expected to contribute pollutants to
stormwater discharges

Potential pollutants include the fueling of lawn mowing machinery and vegetation waste from proposed plants.

C2 Description of stormwater quality and stormwater management measures that will be installed to address postconstruction sources that are expected to generate
pollutants in stormwater discharges and increased run-off after construction activities have been completed

The site will be guarded so that flows are directed to the storm drainage system. Stormwater will be filtered by two Aqua-Swirl Mechanical BMP Devices. Areas
outside of hard surface sidewalks will be planted with grass, shrubs, and plants. Stormwater will be collected into an underground detention system and released
at an approved rate.

C3 Location, dimensions, detailed specifications, and construction details of all post-construction stormwater quality and stormwater management measures listed in
C2 above

The proposed seeding areas will occur at the perimeter of the site. See sheets C511 - C512 and Landscaping plans for soil and planting details. See Utility Plan
C401 & Structure Data Table C403 for location of the Water Quality Units. Two Contech Cascade CS-5 Units will filter the stormwater from the site. Stormwater
will be collected into a Contech underground detention system and released at an approved rate.

C4 Sequence describing when each post-construction stormwater measure will be installed in relation to project construction activities including how
post-construction measures will be protected from impacts if the measure is installed during active construction/land disturbance

The Contractor should follow the sequencing below:

1. Mechanical BMP shall be inspected at periodic intervals. At a minimum it shall be inspected every 3 months until vegetation has been established.
2. Underground Detention shall be installed, with no flows being directed to it until the Mechanical BMPs are installed.
3. Vegetation shall be monitored and replaced if bare spots are found. A uniform cover of 70% perennial vegetation is required.
4. The contractor shall remove temporary measures.
5. Erosion and Sediment control practices for the proposed project will need to be installed and maintained during the course of construction.
6. Stormwater pollution prevention practices should be reviewed and maintained as needed to keep them effective.  Sediments will be removed from sediment

control practices and inlets after the site is permanently stabilized.
7. Review all disturbed areas for final stabilization. A uniform cover of 70% perennial vegetation is required.
8. The Contractor will remove the temporary erosion or sediment control practices as the vegetative cover for each practice is permanently stabilized.

C5 Operation and maintenance manual for each post-construction stormwater measure (manufactured/proprietary measures may include a link to the manual for a
specific measure that will be used on the project)

The owner will follow the O&M Manual submitted for this project. Plantings and grasses will be maintained and mowed, trash will be picked up, Contech Cascade
Stormwater Quality Units will be checked periodically and cleaned when appropriate. Underground Detention system shall be inspected and cleaned when
appropriate.

C6 Entity that will be responsible for operation and maintenance of the post-construction system (if known)

IU Indianapolis Athletics Center shall maintain this facility upon completion. Question can be directed to:

         BRETT HATCHETT
Senior Associate University Architect
Indiana University
Health Sciences, Suite 4100
1050 Wishard Blvd.
Indianapolis, IN 46202
317-274-7771
bhatchet@iu.edu

BRETT HATCHETT
SENIOR ASSOCIATE UNIVERSITY ARCHITECT
INDIANA UNIVERSITY
HEALTH SCIENCES, SUITE 4100
1050 WISHARD BLVD.
INDIANAPOLIS, IN 46202
317-274-7771
bhatchet@iu.edu

SITE STATISTICS
TOTAL ACRES OF SITE 5.36 ACRES
TOTAL ACRES DISTURBED 5.36 ACRES
TOTAL ACRES NEW IMPERVIOUS ADDED 3.34 ACRES
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SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

FINK ROBERTS AND PETRIE, INC.
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INTROBA
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SUITE 200
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317-547-5580

AMERICAN STRUCTUREPOINT, INC.

Acoustics / Technology Engineer

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

WJHW

Plumbing Engineer

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

DLZ

Food Service Consultant

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
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IU Project NO. 20240127

Code Consultant

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729
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23112.000

PROJECT AREA

C521

WETLANDS
MAP



POSITIVE DRAINAGE
TO SEDIMENT
TRAPPING DEVICE

WASH RACK
(OPTIONAL)

MOUNTABLE BERM
(OPTIONAL)

* MUST EXTEND FULL
  WIDTH OF INGRESS AND
  EGRESS OPERATION.

B

B

A

A
6" MIN.

GEOTEXTILE FABRIC

EXISTING GROUND

5:1 SLOPE
EX

IS
TI

NG
PA

VE
M

EN
T

COUARSE AGGREGATE

EXISTING GROUND

PLAN VIEW

ELEVATION

NOTES:

1. GEOTEXTILE FABRIC SHALL BE IN ACCORDANCE WITH THE
PROJECT SPECIFICATIONS

2. ROCK OR RECLAIMED CONCRETE SHALL MEET THE FOLLOWING
INDOT COURSE AGGREGATE GRADATION CA-2.

3. ANY DRAINAGE FACILITIES REQUIRED BECAUSE OF WASHING
SHALL BE CONSTRUCTED ACCORDING TO MANUFACTURERS
SPECIFICATIONS.

4. IF WASH RACKS ARE USED THEY SHALL BE INSTALLED ACCORDING
TO THE MANUFACTURER'S SPECIFICATIONS.

5. IF THE WASH RACK IS NOT CONSTRUCTED AS PART OF THE
STABILIZED CONSTRUCTION ENTRANCE, THEN THE CONTRACTOR
SHALL ESTABLISH AN ALTERNATIVE WASHOUT AREA AND SUBMIT
THAT LOCATION TO THE NECESSARY REGULATORY AGENCIES FOR
APPROVAL.

EXIST. ROLL
CURB & GUTTER

L=150'

3'
L=150'

10
'

M
IN

.
10

'
M

IN
.

10'
MIN.

20
'

M
IN

.*

3 STABILIZED CONSTRUCTION ENTRANCE
NTS

FILTER BAG

STONE PIT SUMP

PUMP

PROVIDE POSITIVE
DRAINAGE TO
STORM OUTLET

DEWATERING DETAIL
NTS4

CONCRETE WASHOUT DETAILS
NTS5

SEDIMENT LADEN FLOW

SEDIMENT LADEN FLOW

SEDIMENT LADEN FLOW

8" OR 12" COIR LOG WITH POLY
OR COIR NET LAID, STAKED, OR
OTHERWISE ANCHORED  IN PLACE
AS REQUIRED BY SITE CONDITIONS

2" X 2" X 36" TO 48"
HARDWOOD STAKES AT 2'
O.C. FRONT AND BACK;
STAGGER STAKES TO
ACCEPT 0.25" DIA. ROPE
LASHING. MASONRY NAILS
MAY BE USED TO MEET SITE
CONDITIONS.

EXISTING GRATE

ELEVATION VIEW

PIPE
EXISTING GRATE

GEOTEXTILE FILTER FABRIC BAGPLAN VIEW

GEOTEXTILE FILTER
FABRIC BAG

INLET PROTECTION - TYPE 2
NTS7

INLET PROTECTION - TYPE 1
NTS6

SEDIMENT FILTER ROLL

1. SEDIMENT FILTER ROLL IS A CYLINDRICAL EROSION
CONTROL DEVICE USED FOR SLOPE INTERRUPTION,
PERIMETER CONTROL, INLET PROTECTION AND
DITCH CHECKS.

2. SEDIMENT FILTER ROLL SHALL BE PLACED ALONG
THE CONTOURS WHEREVER POSSIBLE, BUT SHALL BE
INSTALLED BETWEEN 45 AND 90 DEGREES FROM THE
DIRECTION OF FLOW.

3. OVERLAP SIX (6) INCHES, MINIMUM, BETWEEN
PIECES, SHINGLED IN THE DIRECTION OF FLOW.

4. THERE ARE NO TRENCHING REQUIREMENTS FOR
SEDIMENT FILTER ROLLS.

5. WHEN SEDIMENT ACCUMULATION UPSTREAM OF
SEDIMENT FILTER ROLL BECOMES AT LEAST 1/2 THE
HEIGHT OF THE ROLL, SEDIMENT SHALL BE REMOVED
AND DISPOSED OF PROPERLY.

SEDIMENT FILTER ROLL (S.F.R.)

BETWEEN 45° & 90°

FLOW
FLOW

SFR SFR6"

MIN.

UPSTREAM SFR PLACED
45° TO 90° FROM FLOW
DIRECTION WITH 6" OVERLAP

LESS THAN 45°

INSTALL ANOTHER SOCK OR USE THE
UPSTREAM SOCK SET 45° TO 90° FROM
FLOW DIRECTION WITH 6" OVERLAP.

FLOW

SFR SFR6"

MIN.

SEDIMENT FILTER ROLL INSTALLATION DETAIL

SEDIMENT FILTER ROLL DETAIL

MIN. DIA. = 9 INCHES *
* (12 INCHES WHEN USED
  AS DITCH CHECK)

FILTER ROLL
AS SPECIFIED
(SILT-WORM)

FINISHED
GRADE

NOTES
MAINTENANCE OF FILTER ROLL
PER MANUFACTURER'S
RECOMMENDATIONS.

SEDIMENT FILTER ROLL DETAIL
NTS8
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3' 3'
CBA

3'

2 Staples per sq. yd.1-1/2 Staples per sq. yd.1 Staple per sq. yd.
General staple recommendations

Slope gradient
Lining
Channel

1:12:13:14:10

300
250
200
150
100
50

C

B

CC

BA

B

CB

A

6"

4'

6'6'

2'

3'3'

1 1/2'1 1/2'

5 In high velocity channel applications, check
slots should be established every 35 - 40'.
The slots should be 6" wide by 6" deep with
the blanket stapled in the bottom of the slot,
then backfilled and seeded.

3 The blanket should not be stretched
but allowed to lay loosely on the soil
surface to achieve maximum blanket to
soil contact.

1 The edges of the blanket should be
butted against each other, the edges of
the scc225 should be overlapped 2".

7 Roll blankets out
in direction of water
flow.

2 On slope applications, the top of the
blanket should be "slotted in" above the
break of the slope or at a minimum,
stapled in place with staples 6" apart on
the end of the blanket.

4 On long slopes, the ends of the
blankets should be overlapped 4 - 6" in
a "shingle effect".

7 Roll blankets out
in direction of water
flow.

6 Preparation of the seed bed,
including application of lime,
fertilizer and seed should be
conducted as normal prior to
installation of blanket.

staple patterns apply to all North American erosion control
blankets. Staple patterns may vary depending upon soil type and
average annual rainfall.

At slope lengths greater than 300 feet or where drainage over
large areas is directed onto the blankets, staple pattern "c" should
be utilized.

Channel linings utilize staple pattern "C" with
additional staples on side slopes at projected
water line.

Additional staples as required due to
depth of flow.

Slope
Length

(ft.)

Scale: N/A
Erosion Blanket Installation9

Silt fence

18
"

36
"

Concrete curb

2"X2"X36" Wood stake

Backfill
and

compact

Stone
subbase

Note:
Silt fence to be installed after
pouring curb and before backfilling

6" Min. flap
laid flat on
ground

Scale: N/A

Back of Curb Silt Fence
Installation Detail2

EROSION CONTROL NOTES:
1. ALL PROPOSED EROSION AND SEDIMENT CONTROL SHALL BE IN CONFORMANCE WITH

CHAPTER 600 OF THE CITY OF INDIANAPOLIS STORMWATER DESIGN AND
SPECIFICATIONS MANUAL, LATEST EDITION. DISCREPANCIES BETWEEN THE PLANS AND
THE MANUAL SHALL NOT ALLEVIATE THE CONTRACTOR FROM ADHERING TO THE
REQUIREMENTS SET FORTH IN THE MANUAL.

2. ADDITIONAL EROSION AND SEDIMENT CONTROL MEASURES MAY BE REQUIRED BY
IDEM, MCSW, AND/OR THE CITY INSPECTOR.

3. THE ACTUAL PERSON RESPONSIBLE FOR THE INSTALLATION AND MAINTENANCE OF
THE EROSION CONTROL SHALL BE DETERMINED DURING THE BIDDING PROCESS.  THE
AWARD WINNING CONTRACTOR SHALL BE RESPONSIBLE FOR THE PROPER
INSTALLATION AND MAINTENANCE OF ALL EROSION CONTROL MEASURES.  ONCE
DETERMINED, CONTRACTOR SHALL COORDINATE WITH THE CITY.

4. DETAILS AND REQUIREMENTS OF THE CITY OF INDIANAPOLIS TECHNICAL STANDARDS
MANUAL SHALL BE UTILIZED AND ADHERED TO.

INDIANA UNIVERSITY RESPONSIBLE PERSON
IN CHARGE OF EROSION CONTROL:

BRETT HATCHETT
SENIOR ASSOCIATE UNIVERSITY ARCHITECT
INDIANA UNIVERSITY
HEALTH SCIENCES, SUITE 4100
1050 WISHARD BLVD.
INDIANAPOLIS, IN 46202
317-274-7771
bhatchet@iu.edu

C530

EROSION
CONTROL
DETAILS

GENERAL NOTES:

2

Silt Fence Placement

Silt fenceFill slope

Flow

Silt fence

TIEBACK DETAILENBEDMENT DETAIL
Compacted soil

Flow

Geotextile fabric

Ground line

1

6' MAX.

36
"

18
"

M
IN

.

8" M
IN

.

4"

SILT FENCE ELEVATION

1. Silt fence shall be placed as close as possible to
edge of construction limits or as directed.

2. The spacing of the tiebacks shall equal the
spacing of posts. Additional post depth or
tiebacks maybe be   required in unstable soils.

Anchor stake min.
length 18"

Tieback between
fence posts at
anchor

Metal, Synthetic, or
Wood posts

Scale: N/A
Silt Fence Detail1
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Plumbing Engineer

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

DLZ

Food Service Consultant

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

CINILITTLE

IU Project NO. 20240127

Code Consultant

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

FORZA

APPROVAL PENDING
NOT FOR CONSTRUCTION
IN SUBMITTING BIDS IN RELIANCE ON

THESE PLANS THE CONTRACTOR
ASSUMES ALL RISKS OF ADDITIONAL

COSTS OF REVISIONS DUE TO
REQUIREMENTS OF THE OWNER OR
GOVERNMENTAL AUTHORITIES AND

MATERIAL REVISIONS IN THE COURSE OF
COMPLETING THE FINAL DESIGN.
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10/29/2024BID PACKAGE 1 - SITE EXCAVATION

245 UNIVERSITY BLVD.

B 01/13/2025CONSTRUCTION DOCUMENTS
C 01/27/2025ADDENDUM 01

C602

SITE DETAILS



SHEET TITLE

SHEET NUMBER

KEY PLAN

SHEET ISSUE

N

ASI PROJECT NO.

SEAL | DATE

COPYRIGHT NOTICE: THIS ARCHITECTURAL
AND ENGINEERING DRAWING IS GIVEN IN
CONFIDENCE AND SHALL BE USED ONLY
PURSUANT TO THE AGREEMENT WITH RATIO.
NO OTHER USE, DISSEMINATION OR
DUPLICATION MAY BE MADE WITHOUT PRIOR
WRITTEN CONSENT OF RATIO.  ALL COMMON
LAW RIGHTS OF COPYRIGHT AND OTHERWISE
ARE HEREBY SPECIFICALLY RESERVED.

Owner

Mechanical / Electrical Engineer

Civil Engineer

Architect

101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

RATIO

2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

INDIANA UNIVERSITY BOARD OF TRUSTEES

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

Structural Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

FINK ROBERTS AND PETRIE, INC.

23112.000

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
+1 800-404-7677

INTROBA

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

AMERICAN STRUCTUREPOINT, INC.

NOT FOR CONSTRUCTION
FOR REFERENCE ONLY

Acoustics / Technology Engineer

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

WJHW

Plumbing Engineer

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

DLZ

Food Service Consultant

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

CINILITTLE

IU Project NO. 20240127

Code Consultant

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

FORZA

APPROVAL PENDING
NOT FOR CONSTRUCTION
IN SUBMITTING BIDS IN RELIANCE ON

THESE PLANS THE CONTRACTOR
ASSUMES ALL RISKS OF ADDITIONAL

COSTS OF REVISIONS DUE TO
REQUIREMENTS OF THE OWNER OR
GOVERNMENTAL AUTHORITIES AND

MATERIAL REVISIONS IN THE COURSE OF
COMPLETING THE FINAL DESIGN.
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10/29/2024BID PACKAGE 1 - SITE EXCAVATION

245 UNIVERSITY BLVD.

B 01/13/2025CONSTRUCTION DOCUMENTS
C 01/27/2025ADDENDUM 01

C603

SITE DETAILS



SHEET TITLE

SHEET NUMBER

KEY PLAN

SHEET ISSUE

N

ASI PROJECT NO.

SEAL | DATE

COPYRIGHT NOTICE: THIS ARCHITECTURAL
AND ENGINEERING DRAWING IS GIVEN IN
CONFIDENCE AND SHALL BE USED ONLY
PURSUANT TO THE AGREEMENT WITH RATIO.
NO OTHER USE, DISSEMINATION OR
DUPLICATION MAY BE MADE WITHOUT PRIOR
WRITTEN CONSENT OF RATIO.  ALL COMMON
LAW RIGHTS OF COPYRIGHT AND OTHERWISE
ARE HEREBY SPECIFICALLY RESERVED.

Owner

Mechanical / Electrical Engineer

Civil Engineer

Architect

101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

RATIO

2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

INDIANA UNIVERSITY BOARD OF TRUSTEES

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

Structural Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

FINK ROBERTS AND PETRIE, INC.

23112.000

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
+1 800-404-7677

INTROBA

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

AMERICAN STRUCTUREPOINT, INC.

NOT FOR CONSTRUCTION
FOR REFERENCE ONLY

Acoustics / Technology Engineer

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

WJHW

Plumbing Engineer

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

DLZ

Food Service Consultant

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

CINILITTLE

IU Project NO. 20240127

Code Consultant

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

FORZA

APPROVAL PENDING
NOT FOR CONSTRUCTION
IN SUBMITTING BIDS IN RELIANCE ON

THESE PLANS THE CONTRACTOR
ASSUMES ALL RISKS OF ADDITIONAL

COSTS OF REVISIONS DUE TO
REQUIREMENTS OF THE OWNER OR
GOVERNMENTAL AUTHORITIES AND

MATERIAL REVISIONS IN THE COURSE OF
COMPLETING THE FINAL DESIGN.
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10/29/2024BID PACKAGE 1 - SITE EXCAVATION

245 UNIVERSITY BLVD.

B 01/13/2025CONSTRUCTION DOCUMENTS
C 01/27/2025ADDENDUM 01

C604

SITE DETAILS



SHEET TITLE

SHEET NUMBER

KEY PLAN

SHEET ISSUE

N

ASI PROJECT NO.

SEAL | DATE

COPYRIGHT NOTICE: THIS ARCHITECTURAL
AND ENGINEERING DRAWING IS GIVEN IN
CONFIDENCE AND SHALL BE USED ONLY
PURSUANT TO THE AGREEMENT WITH RATIO.
NO OTHER USE, DISSEMINATION OR
DUPLICATION MAY BE MADE WITHOUT PRIOR
WRITTEN CONSENT OF RATIO.  ALL COMMON
LAW RIGHTS OF COPYRIGHT AND OTHERWISE
ARE HEREBY SPECIFICALLY RESERVED.

Owner

Mechanical / Electrical Engineer

Civil Engineer

Architect

101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

RATIO

2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

INDIANA UNIVERSITY BOARD OF TRUSTEES

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

Structural Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

FINK ROBERTS AND PETRIE, INC.

23112.000

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
+1 800-404-7677

INTROBA

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

AMERICAN STRUCTUREPOINT, INC.

NOT FOR CONSTRUCTION
FOR REFERENCE ONLY

Acoustics / Technology Engineer

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

WJHW

Plumbing Engineer

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

DLZ

Food Service Consultant

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

CINILITTLE

IU Project NO. 20240127

Code Consultant

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

FORZA

APPROVAL PENDING
NOT FOR CONSTRUCTION
IN SUBMITTING BIDS IN RELIANCE ON

THESE PLANS THE CONTRACTOR
ASSUMES ALL RISKS OF ADDITIONAL

COSTS OF REVISIONS DUE TO
REQUIREMENTS OF THE OWNER OR
GOVERNMENTAL AUTHORITIES AND

MATERIAL REVISIONS IN THE COURSE OF
COMPLETING THE FINAL DESIGN.
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10/29/2024BID PACKAGE 1 - SITE EXCAVATION

245 UNIVERSITY BLVD.

B 01/13/2025CONSTRUCTION DOCUMENTS
C 01/27/2025ADDENDUM 01

C605

SITE DETAILS



SHEET TITLE

SHEET NUMBER

KEY PLAN

SHEET ISSUE

N

ASI PROJECT NO.

SEAL | DATE

COPYRIGHT NOTICE: THIS ARCHITECTURAL
AND ENGINEERING DRAWING IS GIVEN IN
CONFIDENCE AND SHALL BE USED ONLY
PURSUANT TO THE AGREEMENT WITH RATIO.
NO OTHER USE, DISSEMINATION OR
DUPLICATION MAY BE MADE WITHOUT PRIOR
WRITTEN CONSENT OF RATIO.  ALL COMMON
LAW RIGHTS OF COPYRIGHT AND OTHERWISE
ARE HEREBY SPECIFICALLY RESERVED.

Owner

Mechanical / Electrical Engineer

Civil Engineer

Architect

101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

RATIO

2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

INDIANA UNIVERSITY BOARD OF TRUSTEES

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

Structural Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

FINK ROBERTS AND PETRIE, INC.

23112.000

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
+1 800-404-7677

INTROBA

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

AMERICAN STRUCTUREPOINT, INC.

NOT FOR CONSTRUCTION
FOR REFERENCE ONLY

Acoustics / Technology Engineer

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

WJHW

Plumbing Engineer

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

DLZ

Food Service Consultant

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

CINILITTLE

IU Project NO. 20240127

Code Consultant

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

FORZA

APPROVAL PENDING
NOT FOR CONSTRUCTION
IN SUBMITTING BIDS IN RELIANCE ON

THESE PLANS THE CONTRACTOR
ASSUMES ALL RISKS OF ADDITIONAL

COSTS OF REVISIONS DUE TO
REQUIREMENTS OF THE OWNER OR
GOVERNMENTAL AUTHORITIES AND

MATERIAL REVISIONS IN THE COURSE OF
COMPLETING THE FINAL DESIGN.
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10/29/2024BID PACKAGE 1 - SITE EXCAVATION

245 UNIVERSITY BLVD.

B 01/13/2025CONSTRUCTION DOCUMENTS
C 01/27/2025ADDENDUM 01

C610

WATER DETAILS



SHEET TITLE

SHEET NUMBER

KEY PLAN

SHEET ISSUE

N

ASI PROJECT NO.

SEAL | DATE

COPYRIGHT NOTICE: THIS ARCHITECTURAL
AND ENGINEERING DRAWING IS GIVEN IN
CONFIDENCE AND SHALL BE USED ONLY
PURSUANT TO THE AGREEMENT WITH RATIO.
NO OTHER USE, DISSEMINATION OR
DUPLICATION MAY BE MADE WITHOUT PRIOR
WRITTEN CONSENT OF RATIO.  ALL COMMON
LAW RIGHTS OF COPYRIGHT AND OTHERWISE
ARE HEREBY SPECIFICALLY RESERVED.

Owner

Mechanical / Electrical Engineer

Civil Engineer

Architect

101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

RATIO

2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

INDIANA UNIVERSITY BOARD OF TRUSTEES

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

Structural Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

FINK ROBERTS AND PETRIE, INC.

23112.000

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
+1 800-404-7677

INTROBA

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

AMERICAN STRUCTUREPOINT, INC.

NOT FOR CONSTRUCTION
FOR REFERENCE ONLY

Acoustics / Technology Engineer

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

WJHW

Plumbing Engineer

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

DLZ

Food Service Consultant

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

CINILITTLE

IU Project NO. 20240127

Code Consultant

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

FORZA

APPROVAL PENDING
NOT FOR CONSTRUCTION
IN SUBMITTING BIDS IN RELIANCE ON

THESE PLANS THE CONTRACTOR
ASSUMES ALL RISKS OF ADDITIONAL

COSTS OF REVISIONS DUE TO
REQUIREMENTS OF THE OWNER OR
GOVERNMENTAL AUTHORITIES AND

MATERIAL REVISIONS IN THE COURSE OF
COMPLETING THE FINAL DESIGN.
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10/29/2024BID PACKAGE 1 - SITE EXCAVATION

245 UNIVERSITY BLVD.

B 01/13/2025CONSTRUCTION DOCUMENTS
C 01/27/2025ADDENDUM 01

C620

SANITARY SEWER
DETAILS



SHEET TITLE

SHEET NUMBER

KEY PLAN

SHEET ISSUE

N

ASI PROJECT NO.

SEAL | DATE

COPYRIGHT NOTICE: THIS ARCHITECTURAL
AND ENGINEERING DRAWING IS GIVEN IN
CONFIDENCE AND SHALL BE USED ONLY
PURSUANT TO THE AGREEMENT WITH RATIO.
NO OTHER USE, DISSEMINATION OR
DUPLICATION MAY BE MADE WITHOUT PRIOR
WRITTEN CONSENT OF RATIO.  ALL COMMON
LAW RIGHTS OF COPYRIGHT AND OTHERWISE
ARE HEREBY SPECIFICALLY RESERVED.

Owner

Mechanical / Electrical Engineer

Civil Engineer

Architect

101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

RATIO

2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

INDIANA UNIVERSITY BOARD OF TRUSTEES

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

Structural Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

FINK ROBERTS AND PETRIE, INC.

23112.000

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
+1 800-404-7677

INTROBA

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

AMERICAN STRUCTUREPOINT, INC.

NOT FOR CONSTRUCTION
FOR REFERENCE ONLY

Acoustics / Technology Engineer

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

WJHW

Plumbing Engineer

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

DLZ

Food Service Consultant

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

CINILITTLE

IU Project NO. 20240127

Code Consultant

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

FORZA

APPROVAL PENDING
NOT FOR CONSTRUCTION
IN SUBMITTING BIDS IN RELIANCE ON

THESE PLANS THE CONTRACTOR
ASSUMES ALL RISKS OF ADDITIONAL

COSTS OF REVISIONS DUE TO
REQUIREMENTS OF THE OWNER OR
GOVERNMENTAL AUTHORITIES AND

MATERIAL REVISIONS IN THE COURSE OF
COMPLETING THE FINAL DESIGN.
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10/29/2024BID PACKAGE 1 - SITE EXCAVATION

245 UNIVERSITY BLVD.

B 01/13/2025CONSTRUCTION DOCUMENTS
C 01/27/2025ADDENDUM 01

C621

SANITARY SEWER
DETAILS
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SYMBOL DESCRIPTION DETAIL

FLEXIBLE PAVING
ASPHALT PAVING, STANDARD, MEDIUM DUTY G4/L-701

ASPHALT PAVING, STANDARD, ROW F5/L-701

RIGID PAVING
CONCRETE PAVING, STANDARD, LIGHT DUTY, BROOM FINISH D7/L-701

CONCRETE PAVING, STANDARD, LIGHT DUTY, BROOM FINISH, IU BEIGE COLOR, SEE SPEC.
321316

D7/L-701

CONCRETE PAVING, STANDARD, HEAVY DUTY, BROOM FINISH B7/L-701

REFERENCE NOTES SCHEDULE

Owner

Mechanical / Electrical Engineer

Civil Engineer

Architect

101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

RATIO

2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

INDIANA UNIVERSITY BOARD OF TRUSTEES

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

Structural Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

FINK ROBERTS AND PETRIE, INC.

23112.000

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
+1 800-404-7677

INTROBA

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

AMERICAN STRUCTUREPOINT, INC.

Acoustics / Technology Engineer

7220 W. JEFFERSON AVE
SUITE 216
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LOADING DOCK

SITE FEATURES PLAN

1. REFERENCE GENERAL LANDSCAPE ARCHITECTURAL NOTES ON L-000 PRIOR TO COMMENCING THE SITE
FEATURES SCOPE OF WORK.

2. EXISTING AND PROPOSED UTILITIES THAT ARE SHOWN ARE FOR REFERENCE ONLY. REFER TO THE SITE SURVEY
FOR EXISTING UTILITIES AND VERIFY ALL IN THE FIELD.  REFER TO THE SITE ELECTRICAL PLAN FOR PROPOSED
SITE LIGHTING AND POWER DISTRIBUTION EQUIPMENT.  REFER TO CIVIL DRAWINGS FOR ALL OTHER PROPOSED
UTILITIES.

3. REFERENCE NOTES SCHEDULE MAY APPEAR ON MULTIPLE SHEETS.  NOT ALL REFERENCE NOTES APPEAR ON
EACH SHEET.

4. REFER TO                 FOR CONCRETE PAVING JOINT DETAILS.

5. 'IJ' DENOTES ISOLATION JOINT.

6. 'CJ-A' DENOTES CONTRACTION JOINT 'A'.

7. 'CJ-B' DENOTES CONTRACTION JOINT 'B'.

8. 'CJ-C' DENOTES CONTRACTION JOINT 'C'.

9. 'CJ-F' DENOTES CONTRACTION JOINT 'F'.

10. ALL CONCRETE PAVING JOINTS SHALL BE CONTRACTION JOINT 'A' UNLESS INDICATED OTHERWISE.

11. ALL ISOLATION AND CONCRETE JOINTS FOR CONCRETE CURBS SHALL ALIGN WITH RESPECTIVE  ISOLATION AND
CONTRACTION JOINT SPACING OF ADJACENT CONCRETE PAVEMENTS AND SIDEWALKS.  SEE CURB DETAILS FOR
ADDITIONAL INFORMATION, IF APPLICABLE.

12. REFER TO CIVIL DRAWINGS FOR ALL PAVING IN THE PUBLIC RIGHT-OF-WAY UNLESS OTHERWISE INDICATED IN
THE LANDSCAPE DRAWINGS.

13. CURB RAMPS SHALL COMPLY WITH  CURB RAMP DRAWING INDEX & GENERAL NOTES (REF:               )

GENERAL NOTES | SITE FEATURES PLANS:

A1/L-701

A6/L-702

A5
L-621
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5/L-202

AREAWAY OPENING,
REF: ARCH. DWGS.

32-17-PM
TYP.

32-17-PM

TYP.

CODE DESCRIPTION DETAIL

EXTERIOR LIGHTING
26-56-AA ELECTRICAL, EXTERIOR LIGHTING, 16' POLE, BLACK (REFER TO E-SERIES DRAWING FOR

FOOTING COORDINATION), REFER TO L-700 SERIES FOR FOOTING PAVEMENT
COORDINATION

A1/L-704

26-56-AC ELECTRICAL, EXTERIOR LIGHTING, 20' POLE, BLACK (REFER TO E-SERIES DRAWING FOR
FOOTING COORDINATION), REFER TO L-700 SERIES FOR FOOTING PAVEMENT
COORDINATION

A1/L-704

26-56-EV FUTURE EV CHARGER (REF: ELEC. DWGS.)

32 EXTERIOR IMPROVEMENTS
32-13-BA CURB RAMP, PERPENDICULAR D1/L-702
32-13-BB CURB RAMP, PERPENDICULAR, ONE-WAY DIRECTIONAL WITH BUFFER A5/L-702
32-13-BC CURB RAMP, PERPENDICULAR, ONE-WAY DIRECTIONAL ADJACENT CURB A3/L-702

CURBS, GUTTERS, SIDEWALKS, AND DRIVEWAYS
32-16-AC CURB, CONCRETE, VERTICAL A5/L-701
32-16-CG1 CURB, CONCRETE, VERTICAL CURB AND GUTTER @ EXISTING ASPHALT PATCH A5/L-703
32-16-CG2 CURB, CONCRETE, VERTICAL CURB AND GUTTER @ NEW ASPHALT PAVEMENT C5/L-703
32-16-MS CURB, CONCRETE, MAINTENANCE STRIP C1/L-704
32-16-SD CURB, CONCRETE, STORM CUT, TYPICAL D2/L-701
32-16-SDC CURB, CONCRETE, STORM CUT, CORNER E2/L-701
32-16-VG VALLEY GUTTER, CONCRETE, CATCHING D7/L-703

PAVING SPECIALTIES
32-17-PM PAVEMENT MARKING

33 UTILITIES
33-11-FH WATER UTILITY, FIRE HYDRANT, (REF. CIVIL DWGS.)
33-11-PV WATER UTILITY, POST INDICATOR VALVE ( REF. CIVIL DWGS.)

SANITARY UTILITY SEWERAGE PIPING
33-31-BA SANITARY SEWER, MANHOLE, (REF: CIVIL DWGS.)

STORM UTILITY DRAINAGE PIPING
33-41-AD STORM DRAINAGE, AREA DRAIN (REF: CIVIL DWGS.)
33-41-CI STORM DRAINAGE, CURB INLET (REF: CIVIL DWGS.)
33-41-MH STORM DRAINAGE, MANHOLE (REF: CIVIL DWGS.)

REFERENCE NOTES SCHEDULE
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SYMBOL DESCRIPTION DETAIL

FLEXIBLE PAVING
ASPHALT PAVING, STANDARD, MEDIUM DUTY G4/L-701

ASPHALT PAVING, STANDARD, ROW F5/L-701

RIGID PAVING
CONCRETE PAVING, STANDARD, LIGHT DUTY, BROOM FINISH D7/L-701

CONCRETE PAVING, STANDARD, LIGHT DUTY, BROOM FINISH, IU BEIGE COLOR, SEE SPEC.
321316

D7/L-701

CONCRETE PAVING, STANDARD, HEAVY DUTY, BROOM FINISH B7/L-701

REFERENCE NOTES SCHEDULE
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2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

INDIANA UNIVERSITY BOARD OF TRUSTEES

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
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Structural Engineer
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INDIANAPOLIS, IN 46240
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Plumbing Engineer
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PLAN ENLARGEMENTS - SITE FEATURES

PLAN ENLARGEMENTS
- SITE FEATURES

1. REFERENCE GENERAL LANDSCAPE ARCHITECTURAL NOTES ON L-000 PRIOR TO COMMENCING THE SITE
FEATURES SCOPE OF WORK.

2. EXISTING AND PROPOSED UTILITIES THAT ARE SHOWN ARE FOR REFERENCE ONLY.  REFER TO THE SITE SURVEY
FOR EXISTING UTILITIES AND VERIFY ALL IN THE FIELD.  REFER TO THE SITE ELECTRICAL PLAN FOR PROPOSED
SITE LIGHTING AND POWER DISTRIBUTION EQUIPMENT.  REFER TO CIVIL DRAWINGS FOR ALL OTHER PROPOSED
UTILITIES.

3. REFERENCE NOTES SCHEDULE MAY APPEAR ON MULTIPLE SHEETS.  NOT ALL REFERENCE NOTES APPEAR ON
EACH SHEET.

4. REFER TO                 FOR CONCRETE PAVING JOINT DETAILS.

5. 'IJ' DENOTES ISOLATION JOINT.

6. 'CJ-A' DENOTES CONTRACTION JOINT 'A'.

7. 'CJ-B' DENOTES CONTRACTION JOINT 'B'.

8. 'CJ-C' DENOTES CONTRACTION JOINT 'C'.

9. 'CJ-F' DENOTES CONTRACTION JOINT 'F'.

10. ALL CONCRETE PAVING JOINTS SHALL BE CONTRACTION JOINT 'A' UNLESS INDICATED OTHERWISE.

11. ALL ISOLATION AND CONCRETE JOINTS FOR CONCRETE CURBS SHALL ALIGN WITH RESPECTIVE ISOLATION AND
CONTRACTION JOINT SPACING OF ADJACENT CONCRETE PAVEMENTS AND SIDEWALKS.  SEE CURB DETAILS FOR
ADDITIONAL INFORMATION, IF APPLICABLE.

12. REFER TO CIVIL DRAWINGS FOR ALL PAVING IN THE PUBLIC RIGHT-OF-WAY UNLESS OTHERWISE INDICATED IN
THE LANDSCAPE DRAWINGS.

13. CURB RAMPS SHALL COMPLY WITH CURB RAMP DRAWING INDEX & GENERAL NOTES (REF:                ).

GENERAL NOTES | SITE FEATURES PLAN ENLARGEMENTS:

A1/L-701

A6/L-702

SCALE 0 5' 10' 20'
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PLAN ENLARGEMENTS - SITE FEATURES

GENERATOR ON CONCRETE
EQUIPMENT PAD (REF: ELEC.
AND STRUCT. DWGS.)

SCALE 0 5' 10' 20'

D1
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PLAN ENLARGEMENTS - SITE FEATURES

SCALE 0 5' 10' 20'

F1
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PLAN ENLARGEMENTS - SITE FEATURES

12-93-BR

9 IN GROUP

12-93-CB

05-52-HR

12-93-CB

12-93-BR
3 IN GROUP

32-16-MC

TVRP CABINET ON CONCRETE
EQUIPMENT PAD (REF: ELEC. DWGS.)

12-93-CB

10-14-ADA

32-17-PM

TYP.

ADA PARKING
STALL (1 OF 2)

12-93-LR

12-93-LR

10-75-AA

ADA PARKING
STALL (2 OF 2)

10-14-ADA

12-93-CB

CODE DESCRIPTION DETAIL

METAL FABRICATIONS
05-50-BP METAL FABRICATION, BOLLARD, FIXED, BUMPER POST APPLICATION C7/L-703

METAL RAILINGS
05-52-HR METAL RAILING, ADA RAMP HANDRAIL, GROUND MOUNT, TYPE 316 STAINLESS STEEL A1/L-703

10 SPECIALTIES
10-14-ADA ADA PARKING SIGNAGE, (REF. CIVIL DWGS.)

FLAGPOLES
10-75-AA FLAGPOLE, GROUND MOUNT (U.S. [WEST] 30') (STATE, CITY 25') A6/L-704

12 FURNISHINGS
12-93-BL PRECAST CONCRETE, BOLLARD, WAUSAU TILE, ZB.RO.02 CONCRETE HIGH BOLLARD,

COLOR TO BE SELECTED BY LANDSCAPE ARCHITECT
A1/L-706

12-93-BR SITE FURNISHING, BIKE RACK, FUNCTION FIRST BIKE SECURITY, MODEL BR-8 BROWN, IU
CUSTOM COLOR, SURFACE MOUNT

E1/L-706

12-93-CB SITE FURNISHING, STREETLIFE SOLID CROSSWISE BENCH, FSC HARDWOOD SLATS, 24"
WIDE WITH POWDER COATED STEEL SUPPORTS, COLOR TO BE SELECTED BY LANDSCAPE
ARCHITECT

C1/L-706

12-93-G1 SITE FURNISHINGS, BENCH, WAUSAU, GALET I, COLOR AND FINISH TO BE SELECTED BY
LANDSCAPE ARCHITECT

D1/L-707

12-93-G3 SITE FURNISHINGS, BENCH, WAUSAU, GALET III, COLOR AND FINISH TO BE SELECTED BY
LANDSCAPE ARCHITECT

A4/L-707

12-93-G4 SITE FURNISHINGS, BENCH, WAUSAU, GALET IV, COLOR AND FINISH TO BE SELECTED BY
LANDSCAPE ARCHITECT

D4/L-707

12-93-G6 SITE FURNISHINGS, BENCH, WAUSAU, GALET VI, COLOR AND FINISH TO BE SELECTED BY
LANDSCAPE ARCHITECT

A1/L-707

12-93-LR SITE FURNISHING, LITTER RECEPTACLE, VICTOR STANLEY, IRONSITES MODEL SD42,
POWDER COAT FINISH, COLOR TO BE SELECTED BY OWNER

D1/L-706

12-93-MC SITE FURNISHING, MOVEABLE CHAIR, LANDSCAPE FORMS, PARC CENTRE, ARMLESS,
POWDER COAT FINISH, COLOR TO BE SELECTED BY OWNER

A4/L-706

12-93-MT SITE FURNISHING, MOVEABLE TABLE, LANDSCAPE FORMS, PARC CENTRE, SQUARE,
POWDER COAT FINISH, COLOR TO BE SELECTED BY OWNER

A6/L-706

26 ELECTRICAL
26-56-AA ELECTRICAL, EXTERIOR LIGHTING, 16' POLE, BLACK (REFER TO E-SERIES DRAWING FOR

FOOTING COORDINATION), REFER TO L-700 SERIES FOR FOOTING PAVEMENT
COORDINATION

A1/L-704

26-56-AC ELECTRICAL, EXTERIOR LIGHTING, 20' POLE, BLACK (REFER TO E-SERIES DRAWING FOR
FOOTING COORDINATION), REFER TO L-700 SERIES FOR FOOTING PAVEMENT
COORDINATION

A1/L-704

26-56-EV FUTURE EV CHARGER (REF: ELEC. DWGS.)

26-56-PP PEDOC POWER PEDESTAL

27 COMMUNICATIONS
27-51-BL SECURITY, CODE BLUE EMERGENCY PHONE (REF: IT DWGS.) C3/L-704

32 EXTERIOR IMPROVEMENTS
32-16-AC CURB, CONCRETE, VERTICAL A5/L-701

32-16-MC CURB, CONCRETE INTEGRAL CURB, MOUNTABLE D5/L-701

32-16-MS CURB, CONCRETE, MAINTENANCE STRIP C1/L-704

32-16-SD CURB, CONCRETE, STORM CUT, TYPICAL D2/L-701

PAVING SPECIALTIES
32-17-PM PAVEMENT MARKING

32-17-TW PAVING SPECIALTIES, TACTILE WARNING SURFACE, CAST-IRON, FINISH: OIL, A7/L-703

33 UTILITIES
33-31-BA SANITARY SEWER, MANHOLE, (REF: CIVIL DWGS.)

33-31-GT SANITARY, GREASE TRAP (REF:CIVIL/MEP DWGS.)

STORM UTILITY DRAINAGE PIPING
33-41-AD STORM DRAINAGE, AREA DRAIN (REF: CIVIL DWGS.)

33-41-MH STORM DRAINAGE, MANHOLE (REF: CIVIL DWGS.)

REFERENCE NOTES SCHEDULE

12-93-BL

32-17-TW

10 THIS LOCATION

TYP.
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12-93-LR
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4 IN GROUP
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2 IN GROUP
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12-93-MT

12-93-MC

4 IN GROUP
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05-50-BP 5 THIS
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INDIANA UNIVERSITY INDIANAPOLIS
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BUILDING OVERHEAD
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SEE SPEC. 118226
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CONNECTION, (REF: ELEC DWGS).

SPRAY/WASH AREA
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(REF: CIVIL DWGS.)
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SEE SPEC.
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AREAWAY OPENING,
REF: ARCH. DWGS.
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CLADDING AND CLADDING BACKUP CRITERIA NOTES:

1. THIS DRAWING INDICATES THE SUPPORT CONDITIONS AND 
PROVIDES DESIGN CRITERIA FOR PERFORMANCE SPECIFIED 
CLADDING COMPONENTS AND CLADDING BACKUP SYSTEMS.

2. CLADDING CONTRACTOR SHALL ENGINEER, FURNISH, INSTALL 
ANY MISCELLANEOUS STEEL AND EMBEDS THAT ARE 
REQUIRED TO SUPPORT THEIR SYSTEM THAT IS NOT SHOWN 
ON THIS DRAWING OR THE S570 SERIES DRAWINGS. DO NOT 
ATTACH TO WOOD BLOCKING.

3. ALL CLADDING AND CLADDING COMPONENT CONNECTIONS TO 
THE STRUCTURAL SYSTEM MUST ACCOMMODATE BUILDING 
MOVEMENTS INDICATED ON THIS DRAWING.

4. EACH CLADDING ENGINEER MUST COORDINATE REACTIONS 
ON THEIR SYSTEM FROM OTHER CLADDING SYSTEMS.

5. SEE DESIGN INFORMATION DRAWING FOR WIND PRESSURE 
DESIGN PARAMETERS.

6. DEFLECTION CHECKS SHALL BE AT FULL NOMINAL (ASD) 
PRESSURE, UNLESS REDUCED PRESSURE CRITERIA FOR 
SERVICEABILITY IS OTHERWISE INDICATED.

7. REGIONS NEAR ALL DISCONTINUITIES INCLUDING CORNERS, 
SOFFITS AND PARAPETS SHALL BE DESIGNED FOR ZONE 5 
PRESSURES PER MINIMUM WALL CLADDING DESIGN 
PRESSURES ON DESIGN INFORMATION DRAWING.

8. METAL STUD FRAMING TO ACCEPT VERTICAL AND LATERAL 
LOADS FROM WINDOW SYSTEMS AND STONE SILLS. 
ADDITIONAL COLD FORMED PLATES AND ANGLES REQUIRED 
FOR WINDOW AND STONE SILL SUPPORT ARE TO BE 
ENGINEERED AND SUPPLIED BY COLD FORMED METAL 
FRAMING SUPPLIER.  SEE ARCHITECTURAL SECTIONS FOR 
ADDITIONAL INFORMATION.

CLADDING BACKUP CRITERIA LEGEND

DEAD LOAD AND LATERAL CONNECTION TO PRIMARY 
STRUCTURE, CLADDING BACKUP OR OTHER CLADDING 
SYSTEM.  DEAD LOAD CONNECTION DESIGN BY CONTRACTOR, 
INCLUDING ANY ADDITIONAL MISCELLANEOUS STEEL 
REQUIRED BUT NOT SHOWN ON STRUCTURAL DRAWINGS. DO 
NOT ATTACH TO WOOD BLOCKING.

LATERAL TIE-BACK ONLY ACCOMMODATES STRUCTURAL 
DEFLECTIONS INDICATED ON ELEVATIONS.  LATERAL 
CONNECTION DESIGN BY CONTRACTOR.

INDICATES DIRECTION OF SPAN FOR CLADDING AND CLADDING 
BACKUP FOR WIND AND SEISMIC LOADS. SEE DESIGN 
INFORMATION DRAWING AND SPECIFICATIONS FOR DESIGN 
LOADS AND PERFORMANCE CRITERIA.

CURTAIN WALL / STORE FRONT/SLOPED GLAZING CLADDING 
SYSTEM (PERFORMANCE SPECIFIED).  SEE SPECIFICATIONS 
FOR ADDITIONAL PERFORMANCE DESIGN CRITERIA AND 
DESIGN INFORMATION DRAWING FOR LOADING CRITERIA.  
CONNECTIONS TO STRUCTURE MUST ACCOMMODATE 
INDICATED MOVEMENTS OF THE STRUCTURE.

LIGHT GAGE METAL STUD CLADDING BACKUP SYSTEM (SEE 
S-570 SERIES DRAWINGS FOR ADDITIONAL INFORMATION). SEE 
SPECIFICATIONS FOR ADDITIONAL PERFORMANCE DESIGN 
CRITERIA AND DESIGN INFORMATION DRAWING FOR LOAD 
CRITERIA. CONNECTIONS TO STRUCTURE MUST BE ABLE TO 
ACCOMMODATE INDICATED MOVEMENTS OF THE STRUCTURE.

INDICATES INULTED METAL PANEL SYSTEM.

INDICATES THE AMOUNT OF VERTICAL DEFLECTION OF THE 
PRIMARY OR SECONDARY STRUCTURE TO BE 
ACCOMMODATED BY THE CLADDING SYSTEM AND ITS 
ATTACHMENTS.

INDICATES THE AMOUNT OF HORIZONTAL OUT OF PLANE 
DEFLECTION TO BE ACCOMMODATED ON THE CLADDING 
SYSTEM AND ITS ATTACHMENTS.

INDICATES MISCELLANEOUS STEEL, SEE S570 SERIES 
DRAWINGS IN CONJUNCTION WITH ARCHITECTURAL 
DRAWINGS.

INDICATES PRIMARY STRUCTURE.

INDICTATES BUILT UP METAL STUD FRAMING DESIGNED 
BY CONTRACTOR.
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FOUNDATION PLAN NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE DRAWING S-302 FOR TYPICAL FOUNDATION DETAILS.

6. SEE DRAWING S-310 FOR TYPICAL PIER DETAILS.

7. SEE DRAWING S-320 FOR TYPICAL WALL DETAILS.

8. SEE DRAWING S-400 FOR TYPICAL CMU WALL DETAILS.

9. SEE DRAWING S-500 FOR STRUCTURAL STEEL COLUMN BASE PLATE 
AND ANCHOR ROD DETAILS.
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LE

INDICATES FOOTING MARK.  "B" INDICATES REQUIRED 
BEARING CAPACITY IN KSF AND FX INDICATES FOOTING MARK.

INDICATES TOP OF FOOTING ELEVATION.

INDICATES CONCRETE PIER MARK.  SEE DRAWING S-310 FOR 
TYPICAL DETAILS.

INDICATES TOP OF PIER ELEVATION.

INDICATES FOOTING STEP.

INDICATES ANCHOR ROD MARK.  SEE S-501 FOR DETAILS.

INDICATES BASE PLATE MARK.  SEE S-503 FOR DETAILS.

INDICATES WALL CONTROL JOINT.

INDICATES WALL EXPANSION JOINT.

INDICATES TOP OF WALL ELEVATION.

INDICATES TOP OF LEDGE ELEVATION.

INDICATES MASONRY WALL.  SEE ARCHITECTURAL DRAWINGS 
FOR LOCATIONS.  
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ARX

UNDERCUT UNSUITABLE SOILS BELOW  
FOOTINGS AND REPLACE WITH 
COMPACTED ENGINEERED FILL OR 
LEAN CONCRETE.  

BID SHALL BE BASED ON UNSUITABLE 
SOILS DOWN TO ELEVATION 686'.

AGGREGATE PIERS AT FOOTINGS IN 
NON-BASEMENT FOOTINGS.
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(7 1/2" TOTAL THICKNESS).

INDICATES COLUMN ABOVE ONLY. 

INDICATES COLUMN BELOW ONLY. 

INDICATES TOP OF BEAM ELEVATION.

INDICATES OPENING IN SLAB.  COORDINATE  DIMENSIONS WITH 
MEP CONTRACTOR AND PROVIDE ADDITIONAL SLAB 
REINFORCING AROUND OPENING IN ACCORDANCE WITH THE 
GENERAL NOTES AND TYPICAL DETAILS.  SEE DRAWING S-510 
FOR TYPICAL FRAMING DETAIL.

INDICATES ROOF DRAIN AND OVERFLOW DRAIN. SEE 
ARCHITECTURAL/PLUMBING DRAWINGS.

INDICATES EMBEDDED PLATE MARK.  SEE DRAWING S-500 FOR 
DETAILS.

INDICATES HORIZONTAL SLEEVE THROUGH BEAM WEB.  SEE 
S-500 SERIES DRAWINGS FOR TYPICAL DETAIL.

INDICATES BEAM CAMBER.

INDICATES NUMBER OF HEADED SHEAR STUD CONNECTORS 
ON BEAM.  SEE DRAWING S-510 FOR LAYOUT DETAILS.

INDICATES AXIAL FORCE AT CONNECTION.  DESIGN 
CONNECTION FOR COMBINED SHEAR AND AXIAL LOADS.  AXIAL 
LOADS CAN BE APPLIED IN BOTH TENSION AND COMPRESSION.

INDICATES MOMENT REACTION AT CONNECTION. DESIGN 
CONNECTION FOR COMBINED SHEAR, AXIAL AND MOMENT 
LOADS. MOMENTS ARE REVERSIBLE.

INDICATES BEAM TO HSS COLUMN MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM TO W COLUMN MOMENT CONNECTION.  SEE 
S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM THROUGH GIRDER MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES DIAGONAL KICKERS OR BRIDGING BELOW.

INDICATES EDGE OF SLAB.

INDICATES CONTROL JOINT.

STRUCTURAL STEEL FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE DRAWING S-320 FOR TYPICAL CAST-IN-PLACE CONCRETE WALL 
DETAILS.

6. SEE DRAWING S-335 FOR TYPICAL COMPOSITE SLAB REINFORCING 
DETAILS.

7. SEE DRAWING S-400 FOR TYPICAL CMU WALL DETAILS.

8. SEE DRAWING S-500 FOR TYPICAL EMBED DETAILS.

9. SEE S-500 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
CONNECTION DETAILS.

10. SEE DRAWING S-510 FOR TYPICAL STRUCTURAL STEEL FLOOR 
FRAMING DETAILS.

11. SEE S-520 SERIES FOR STRUCTURAL STEEL RAKER ELEVATIONS 
AND DETAILS.

12. SEE DRAWING S-530 FOR TYPICAL STRUCTURAL STEEL ROOF 
FRAMING DETAILS.

13. SEE S-560 SERIES DRAWINGS FOR BRACING ELEVATIONS AND 
DETAILS.

14. SEE S-570 SERIES DRAWINGS FOR CLADDING STEEL ELEVATIONS 
AND DETAILS.

15. VERTICAL SHEAR REACTIONS (XXk) ARE INDICATED AT THE ENDS 
OF SOME BEAMS.  SEE STRUCTURAL STEEL GENERAL NOTES FOR 
CONNECTION DESIGN REQUIREMENTS.
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INDICATES SPAN DIRECTION OF 4 1/2" NORMAL WEIGHT 
CONCRETE ON 3", 18 GAGE COMPOSITE STEEL FLOOR DECK
(7 1/2" TOTAL THICKNESS).

INDICATES COLUMN ABOVE ONLY. 

INDICATES COLUMN BELOW ONLY. 

INDICATES TOP OF BEAM ELEVATION.

INDICATES OPENING IN SLAB.  COORDINATE  DIMENSIONS WITH 
MEP CONTRACTOR AND PROVIDE ADDITIONAL SLAB 
REINFORCING AROUND OPENING IN ACCORDANCE WITH THE 
GENERAL NOTES AND TYPICAL DETAILS.  SEE DRAWING S-510 
FOR TYPICAL FRAMING DETAIL.

INDICATES ROOF DRAIN AND OVERFLOW DRAIN. SEE 
ARCHITECTURAL/PLUMBING DRAWINGS.

INDICATES EMBEDDED PLATE MARK.  SEE DRAWING S-500 FOR 
DETAILS.

INDICATES HORIZONTAL SLEEVE THROUGH BEAM WEB.  SEE 
S-500 SERIES DRAWINGS FOR TYPICAL DETAIL.

INDICATES BEAM CAMBER.

INDICATES NUMBER OF HEADED SHEAR STUD CONNECTORS 
ON BEAM.  SEE DRAWING S-510 FOR LAYOUT DETAILS.

INDICATES AXIAL FORCE AT CONNECTION.  DESIGN 
CONNECTION FOR COMBINED SHEAR AND AXIAL LOADS.  AXIAL 
LOADS CAN BE APPLIED IN BOTH TENSION AND COMPRESSION.

INDICATES MOMENT REACTION AT CONNECTION. DESIGN 
CONNECTION FOR COMBINED SHEAR, AXIAL AND MOMENT 
LOADS. MOMENTS ARE REVERSIBLE.

INDICATES BEAM TO HSS COLUMN MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM TO W COLUMN MOMENT CONNECTION.  SEE 
S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM THROUGH GIRDER MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES DIAGONAL KICKERS OR BRIDGING BELOW.

INDICATES EDGE OF SLAB.

INDICATES CONTROL JOINT.

STRUCTURAL STEEL FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE DRAWING S-320 FOR TYPICAL CAST-IN-PLACE CONCRETE WALL 
DETAILS.

6. SEE DRAWING S-335 FOR TYPICAL COMPOSITE SLAB REINFORCING 
DETAILS.

7. SEE DRAWING S-400 FOR TYPICAL CMU WALL DETAILS.

8. SEE DRAWING S-500 FOR TYPICAL EMBED DETAILS.

9. SEE S-500 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
CONNECTION DETAILS.

10. SEE DRAWING S-510 FOR TYPICAL STRUCTURAL STEEL FLOOR 
FRAMING DETAILS.

11. SEE S-520 SERIES FOR STRUCTURAL STEEL RAKER ELEVATIONS 
AND DETAILS.

12. SEE DRAWING S-530 FOR TYPICAL STRUCTURAL STEEL ROOF 
FRAMING DETAILS.

13. SEE S-560 SERIES DRAWINGS FOR BRACING ELEVATIONS AND 
DETAILS.

14. SEE S-570 SERIES DRAWINGS FOR CLADDING STEEL ELEVATIONS 
AND DETAILS.

15. VERTICAL SHEAR REACTIONS (XXk) ARE INDICATED AT THE ENDS 
OF SOME BEAMS.  SEE STRUCTURAL STEEL GENERAL NOTES FOR 
CONNECTION DESIGN REQUIREMENTS.
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INDICATES SPAN DIRECTION OF 4 1/2" NORMAL WEIGHT 
CONCRETE ON 3", 18 GAGE COMPOSITE STEEL FLOOR DECK
(7 1/2" TOTAL THICKNESS).

INDICATES COLUMN ABOVE ONLY. 

INDICATES COLUMN BELOW ONLY. 

INDICATES TOP OF BEAM ELEVATION.

INDICATES OPENING IN SLAB.  COORDINATE  DIMENSIONS WITH 
MEP CONTRACTOR AND PROVIDE ADDITIONAL SLAB 
REINFORCING AROUND OPENING IN ACCORDANCE WITH THE 
GENERAL NOTES AND TYPICAL DETAILS.  SEE DRAWING S-510 
FOR TYPICAL FRAMING DETAIL.

INDICATES ROOF DRAIN AND OVERFLOW DRAIN. SEE 
ARCHITECTURAL/PLUMBING DRAWINGS.

INDICATES EMBEDDED PLATE MARK.  SEE DRAWING S-500 FOR 
DETAILS.

INDICATES HORIZONTAL SLEEVE THROUGH BEAM WEB.  SEE 
S-500 SERIES DRAWINGS FOR TYPICAL DETAIL.

INDICATES BEAM CAMBER.

INDICATES NUMBER OF HEADED SHEAR STUD CONNECTORS 
ON BEAM.  SEE DRAWING S-510 FOR LAYOUT DETAILS.

INDICATES AXIAL FORCE AT CONNECTION.  DESIGN 
CONNECTION FOR COMBINED SHEAR AND AXIAL LOADS.  AXIAL 
LOADS CAN BE APPLIED IN BOTH TENSION AND COMPRESSION.

INDICATES MOMENT REACTION AT CONNECTION. DESIGN 
CONNECTION FOR COMBINED SHEAR, AXIAL AND MOMENT 
LOADS. MOMENTS ARE REVERSIBLE.

INDICATES BEAM TO HSS COLUMN MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM TO W COLUMN MOMENT CONNECTION.  SEE 
S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM THROUGH GIRDER MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES DIAGONAL KICKERS OR BRIDGING BELOW.

INDICATES EDGE OF SLAB.

INDICATES CONTROL JOINT.

STRUCTURAL STEEL FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE DRAWING S-320 FOR TYPICAL CAST-IN-PLACE CONCRETE WALL 
DETAILS.

6. SEE DRAWING S-335 FOR TYPICAL COMPOSITE SLAB REINFORCING 
DETAILS.

7. SEE DRAWING S-400 FOR TYPICAL CMU WALL DETAILS.

8. SEE DRAWING S-500 FOR TYPICAL EMBED DETAILS.

9. SEE S-500 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
CONNECTION DETAILS.

10. SEE DRAWING S-510 FOR TYPICAL STRUCTURAL STEEL FLOOR 
FRAMING DETAILS.

11. SEE S-520 SERIES FOR STRUCTURAL STEEL RAKER ELEVATIONS 
AND DETAILS.

12. SEE DRAWING S-530 FOR TYPICAL STRUCTURAL STEEL ROOF 
FRAMING DETAILS.

13. SEE S-560 SERIES DRAWINGS FOR BRACING ELEVATIONS AND 
DETAILS.

14. SEE S-570 SERIES DRAWINGS FOR CLADDING STEEL ELEVATIONS 
AND DETAILS.

15. VERTICAL SHEAR REACTIONS (XXk) ARE INDICATED AT THE ENDS 
OF SOME BEAMS.  SEE STRUCTURAL STEEL GENERAL NOTES FOR 
CONNECTION DESIGN REQUIREMENTS.
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INDICATES SPAN DIRECTION OF 4 1/2" NORMAL WEIGHT 
CONCRETE ON 3", 18 GAGE COMPOSITE STEEL FLOOR DECK
(7 1/2" TOTAL THICKNESS).

INDICATES SPAN DIRECTION OF 1 1/2", 20 GAGE, METAL ROOF 
DECK.  SEE S-530 FOR FASTENING REQUIREMENTS.

INDICATES COLUMN ABOVE ONLY. 

INDICATES COLUMN BELOW ONLY. 

INDICATES TOP OF BEAM ELEVATION.

INDICATES OPENING IN SLAB.  COORDINATE  DIMENSIONS WITH 
MEP CONTRACTOR AND PROVIDE ADDITIONAL SLAB 
REINFORCING AROUND OPENING IN ACCORDANCE WITH THE 
GENERAL NOTES AND TYPICAL DETAILS.  SEE DRAWING S-510 
FOR TYPICAL FRAMING DETAIL.

INDICATES ROOF DRAIN AND OVERFLOW DRAIN. SEE 
ARCHITECTURAL/PLUMBING DRAWINGS.

INDICATES EMBEDDED PLATE MARK.  SEE DRAWING S-500 FOR 
DETAILS.

INDICATES HORIZONTAL SLEEVE THROUGH BEAM WEB.  SEE 
S-500 SERIES DRAWINGS FOR TYPICAL DETAIL.

INDICATES BEAM CAMBER.

INDICATES NUMBER OF HEADED SHEAR STUD CONNECTORS 
ON BEAM.  SEE DRAWING S-510 FOR LAYOUT DETAILS.

INDICATES AXIAL FORCE AT CONNECTION.  DESIGN 
CONNECTION FOR COMBINED SHEAR AND AXIAL LOADS.  AXIAL 
LOADS CAN BE APPLIED IN BOTH TENSION AND COMPRESSION.

INDICATES MOMENT REACTION AT CONNECTION. DESIGN 
CONNECTION FOR COMBINED SHEAR, AXIAL AND MOMENT 
LOADS. MOMENTS ARE REVERSIBLE.

INDICATES BEAM TO HSS COLUMN MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM TO W COLUMN MOMENT CONNECTION.  SEE 
S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM THROUGH GIRDER MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES DIAGONAL KICKERS OR BRIDGING BELOW.
SEE 11/S-530

INDICATES EDGE OF SLAB.

STRUCTURAL STEEL FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE DRAWING S-335 FOR TYPICAL COMPOSITE SLAB REINFORCING 
DETAILS.

6. SEE DRAWING S-400 FOR TYPICAL CMU WALL DETAILS.

7. SEE DRAWING S-500 FOR TYPICAL EMBED DETAILS.

8. SEE S-500 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
CONNECTION DETAILS.

9. SEE DRAWING S-510 FOR TYPICAL STRUCTURAL STEEL FLOOR 
FRAMING DETAILS.

10. SEE DRAWING S-530 FOR TYPICAL STRUCTURAL STEEL ROOF 
FRAMING DETAILS.

11. SEE S-560 SERIES DRAWINGS FOR BRACING ELEVATIONS AND 
DETAILS.

12. SEE S570 SERIES DRAWINGS FOR STEEL CLADDING ELEVATIONS 
AND DETAILS.

13. VERTICAL SHEAR REACTIONS (XXk) ARE INDICATED AT THE ENDS 
OF SOME BEAMS.  SEE STRUCTURAL STEEL GENERAL NOTES FOR 
CONNECTION DESIGN REQUIREMENTS.
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INDICATES SPAN DIRECTION OF 4 1/2" NORMAL WEIGHT 
CONCRETE ON 3", 18 GAGE COMPOSITE STEEL FLOOR DECK
(7 1/2" TOTAL THICKNESS).

INDICATES SPAN DIRECTION OF 1 1/2", 20 GAGE, METAL ROOF 
DECK.  SEE S-530 FOR FASTENING REQUIREMENTS.

INDICATES COLUMN ABOVE ONLY. 

INDICATES COLUMN BELOW ONLY. 

INDICATES TOP OF BEAM ELEVATION.

INDICATES OPENING IN SLAB.  COORDINATE  DIMENSIONS WITH 
MEP CONTRACTOR AND PROVIDE ADDITIONAL SLAB 
REINFORCING AROUND OPENING IN ACCORDANCE WITH THE 
GENERAL NOTES AND TYPICAL DETAILS.  SEE DRAWING S-510 
FOR TYPICAL FRAMING DETAIL.

INDICATES ROOF DRAIN AND OVERFLOW DRAIN. SEE 
ARCHITECTURAL/PLUMBING DRAWINGS.

INDICATES EMBEDDED PLATE MARK.  SEE DRAWING S-500 FOR 
DETAILS.

INDICATES HORIZONTAL SLEEVE THROUGH BEAM WEB.  SEE 
S-500 SERIES DRAWINGS FOR TYPICAL DETAIL.

INDICATES BEAM CAMBER.

INDICATES NUMBER OF HEADED SHEAR STUD CONNECTORS 
ON BEAM.  SEE DRAWING S-510 FOR LAYOUT DETAILS.

INDICATES AXIAL FORCE AT CONNECTION.  DESIGN 
CONNECTION FOR COMBINED SHEAR AND AXIAL LOADS.  AXIAL 
LOADS CAN BE APPLIED IN BOTH TENSION AND COMPRESSION.

INDICATES MOMENT REACTION AT CONNECTION. DESIGN 
CONNECTION FOR COMBINED SHEAR, AXIAL AND MOMENT 
LOADS. MOMENTS ARE REVERSIBLE.

INDICATES BEAM TO HSS COLUMN MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM TO W COLUMN MOMENT CONNECTION.  SEE 
S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM THROUGH GIRDER MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES DIAGONAL KICKERS OR BRIDGING BELOW.
SEE 11/S-530

INDICATES EDGE OF SLAB.

STRUCTURAL STEEL FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE DRAWING S-335 FOR TYPICAL COMPOSITE SLAB REINFORCING 
DETAILS.

6. SEE DRAWING S-400 FOR TYPICAL CMU WALL DETAILS.

7. SEE DRAWING S-500 FOR TYPICAL EMBED DETAILS.

8. SEE S-500 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
CONNECTION DETAILS.

9. SEE DRAWING S-510 FOR TYPICAL STRUCTURAL STEEL FLOOR 
FRAMING DETAILS.

10. SEE DRAWING S-530 FOR TYPICAL STRUCTURAL STEEL ROOF 
FRAMING DETAILS.

11. SEE S-560 SERIES DRAWINGS FOR BRACING ELEVATIONS AND 
DETAILS.

12. SEE S570 SERIES DRAWINGS FOR STEEL CLADDING ELEVATIONS 
AND DETAILS.

13. VERTICAL SHEAR REACTIONS (XXk) ARE INDICATED AT THE ENDS 
OF SOME BEAMS.  SEE STRUCTURAL STEEL GENERAL NOTES FOR 
CONNECTION DESIGN REQUIREMENTS.
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INDICATES SPAN DIRECTION OF 4 1/2" NORMAL WEIGHT 
CONCRETE ON 3", 18 GAGE COMPOSITE STEEL FLOOR DECK
(7 1/2" TOTAL THICKNESS).

INDICATES SPAN DIRECTION OF 1 1/2", 20 GAGE, METAL ROOF 
DECK.  SEE S-530 FOR FASTENING REQUIREMENTS.

INDICATES COLUMN ABOVE ONLY. 

INDICATES COLUMN BELOW ONLY. 

INDICATES TOP OF BEAM ELEVATION.

INDICATES OPENING IN SLAB.  COORDINATE  DIMENSIONS WITH 
MEP CONTRACTOR AND PROVIDE ADDITIONAL SLAB 
REINFORCING AROUND OPENING IN ACCORDANCE WITH THE 
GENERAL NOTES AND TYPICAL DETAILS.  SEE DRAWING S-510 
FOR TYPICAL FRAMING DETAIL.

INDICATES ROOF DRAIN AND OVERFLOW DRAIN. SEE 
ARCHITECTURAL/PLUMBING DRAWINGS.

INDICATES EMBEDDED PLATE MARK.  SEE DRAWING S-500 FOR 
DETAILS.

INDICATES HORIZONTAL SLEEVE THROUGH BEAM WEB.  SEE 
S-500 SERIES DRAWINGS FOR TYPICAL DETAIL.

INDICATES BEAM CAMBER.

INDICATES NUMBER OF HEADED SHEAR STUD CONNECTORS 
ON BEAM.  SEE DRAWING S-510 FOR LAYOUT DETAILS.

INDICATES AXIAL FORCE AT CONNECTION.  DESIGN 
CONNECTION FOR COMBINED SHEAR AND AXIAL LOADS.  AXIAL 
LOADS CAN BE APPLIED IN BOTH TENSION AND COMPRESSION.

INDICATES MOMENT REACTION AT CONNECTION. DESIGN 
CONNECTION FOR COMBINED SHEAR, AXIAL AND MOMENT 
LOADS. MOMENTS ARE REVERSIBLE.

INDICATES BEAM TO HSS COLUMN MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM TO W COLUMN MOMENT CONNECTION.  SEE 
S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM THROUGH GIRDER MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES DIAGONAL KICKERS OR BRIDGING BELOW.
SEE 11/S-530

INDICATES EDGE OF SLAB.

STRUCTURAL STEEL FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE DRAWING S-335 FOR TYPICAL COMPOSITE SLAB REINFORCING 
DETAILS.

6. SEE DRAWING S-400 FOR TYPICAL CMU WALL DETAILS.

7. SEE DRAWING S-500 FOR TYPICAL EMBED DETAILS.

8. SEE S-500 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
CONNECTION DETAILS.

9. SEE DRAWING S-510 FOR TYPICAL STRUCTURAL STEEL FLOOR 
FRAMING DETAILS.

10. SEE DRAWING S-530 FOR TYPICAL STRUCTURAL STEEL ROOF 
FRAMING DETAILS.

11. SEE S-560 SERIES DRAWINGS FOR BRACING ELEVATIONS AND 
DETAILS.

12. SEE S570 SERIES DRAWINGS FOR STEEL CLADDING ELEVATIONS 
AND DETAILS.

13. VERTICAL SHEAR REACTIONS (XXk) ARE INDICATED AT THE ENDS 
OF SOME BEAMS.  SEE STRUCTURAL STEEL GENERAL NOTES FOR 
CONNECTION DESIGN REQUIREMENTS.
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INDICATES SPAN DIRECTION OF 4 1/2" NORMAL WEIGHT 
CONCRETE ON 3", 18 GAGE COMPOSITE STEEL FLOOR DECK
(7 1/2" TOTAL THICKNESS).

INDICATES SPAN DIRECTION OF 1 1/2", 20 GAGE, METAL ROOF 
DECK.  SEE S-530 FOR FASTENING REQUIREMENTS.

INDICATES COLUMN ABOVE ONLY. 

INDICATES COLUMN BELOW ONLY. 

INDICATES TOP OF BEAM ELEVATION.

INDICATES OPENING IN SLAB.  COORDINATE  DIMENSIONS WITH 
MEP CONTRACTOR AND PROVIDE ADDITIONAL SLAB 
REINFORCING AROUND OPENING IN ACCORDANCE WITH THE 
GENERAL NOTES AND TYPICAL DETAILS.  SEE DRAWING S-510 
FOR TYPICAL FRAMING DETAIL.

INDICATES ROOF DRAIN AND OVERFLOW DRAIN. SEE 
ARCHITECTURAL/PLUMBING DRAWINGS.

INDICATES EMBEDDED PLATE MARK.  SEE DRAWING S-500 FOR 
DETAILS.

INDICATES HORIZONTAL SLEEVE THROUGH BEAM WEB.  SEE 
S-500 SERIES DRAWINGS FOR TYPICAL DETAIL.

INDICATES BEAM CAMBER.

INDICATES NUMBER OF HEADED SHEAR STUD CONNECTORS 
ON BEAM.  SEE DRAWING S-510 FOR LAYOUT DETAILS.

INDICATES AXIAL FORCE AT CONNECTION.  DESIGN 
CONNECTION FOR COMBINED SHEAR AND AXIAL LOADS.  AXIAL 
LOADS CAN BE APPLIED IN BOTH TENSION AND COMPRESSION.

INDICATES MOMENT REACTION AT CONNECTION. DESIGN 
CONNECTION FOR COMBINED SHEAR, AXIAL AND MOMENT 
LOADS. MOMENTS ARE REVERSIBLE.

INDICATES BEAM TO HSS COLUMN MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM TO W COLUMN MOMENT CONNECTION.  SEE 
S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM THROUGH GIRDER MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES DIAGONAL KICKERS OR BRIDGING BELOW.
SEE 11/S-530

INDICATES EDGE OF SLAB.

STRUCTURAL STEEL FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE DRAWING S-335 FOR TYPICAL COMPOSITE SLAB REINFORCING 
DETAILS.

6. SEE DRAWING S-400 FOR TYPICAL CMU WALL DETAILS.

7. SEE DRAWING S-500 FOR TYPICAL EMBED DETAILS.

8. SEE S-500 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
CONNECTION DETAILS.

9. SEE DRAWING S-510 FOR TYPICAL STRUCTURAL STEEL FLOOR 
FRAMING DETAILS.

10. SEE DRAWING S-530 FOR TYPICAL STRUCTURAL STEEL ROOF 
FRAMING DETAILS.

11. SEE S-560 SERIES DRAWINGS FOR BRACING ELEVATIONS AND 
DETAILS.

12. SEE S570 SERIES DRAWINGS FOR STEEL CLADDING ELEVATIONS 
AND DETAILS.

13. VERTICAL SHEAR REACTIONS (XXk) ARE INDICATED AT THE ENDS 
OF SOME BEAMS.  SEE STRUCTURAL STEEL GENERAL NOTES FOR 
CONNECTION DESIGN REQUIREMENTS.
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INDICATES SPAN DIRECTION OF 1 1/2", 20 GAGE, METAL ROOF 
DECK.  SEE S-530 FOR DECK FASTENING REQUIREMENTS.

INDICATES COLUMN ABOVE ONLY. 

INDICATES COLUMN BELOW ONLY. 

INDICATES TOP OF BEAM ELEVATION.

INDICATES OPENING IN DECK.  COORDINATE  DIMENSIONS 
WITH MEP CONTRACTOR.  SEE DRAWING S-530 FOR TYPICAL 
FRAMING DETAIL.

INDICATES ROOF DRAIN AND OVERFLOW DRAIN. SEE 
ARCHITECTURAL/PLUMBING DRAWINGS.

INDICATES HORIZONTAL SLEEVE THROUGH BEAM WEB.  SEE 
S500 SERIES DRAWINGS FOR TYPICAL DETAIL.

INDICATES AXIAL FORCE AT CONNECTION.  DESIGN 
CONNECTION FOR COMBINED SHEAR AND AXIAL LOADS.  AXIAL 
LOADS CAN BE APPLIED IN BOTH TENSION AND COMPRESSION.

INDICATES MOMENT REACTION AT CONNECTION. DESIGN 
CONNECTION FOR COMBINED SHEAR, AXIAL AND MOMENT 
LOADS. MOMENTS ARE REVERSIBLE.

INDICATES BEAM TO HSS COLUMN MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM TO W COLUMN MOMENT CONNECTION.  SEE 
S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM THROUGH GIRDER MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES DIAGONAL KICKERS OR BRIDGING BELOW.

INDICATES ROOF ANCHOR.

INDICATES SPEAKER SUPPORT.  

STRUCTURAL STEEL FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S-000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE DRAWING S-400 SERIES DRAWINGS FOR TYPICAL CMU WALL 
DETAILS.

6. SEE S-500 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
CONNECTION DETAILS.

7. SEE S-530 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
ROOF FRAMING DETAILS.

8. SEE S-540 SERIES DRAWINGS FOR STRUCUTRAL STEEL ROOF 
TRUSS ELEVATIONS AND DETAILS.

9. SEE S-560 SERIES DRAWINGS FOR BRACING ELEVATIONS AND 
DETAILS.

10. SEE S-570 SERIES DRAWINGS FOR CLADDING STEEL ELEVATIONS 
AND DETAILS.

11. VERTICAL SHEAR REACTIONS (XXk) ARE INDICATED AT THE ENDS 
OF SOME BEAMS.  SEE STRUCTURAL STEEL GENERAL NOTES FOR 
CONNECTION DESIGN REQUIREMENTS.
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INDICATES SPAN DIRECTION OF 1 1/2", 20 GAGE, METAL ROOF 
DECK.  SEE S-530 FOR DECK FASTENING REQUIREMENTS.

INDICATES COLUMN ABOVE ONLY. 

INDICATES COLUMN BELOW ONLY. 

INDICATES TOP OF BEAM ELEVATION.

INDICATES OPENING IN DECK.  COORDINATE  DIMENSIONS 
WITH MEP CONTRACTOR.  SEE DRAWING S-530 FOR TYPICAL 
FRAMING DETAIL.

INDICATES ROOF DRAIN AND OVERFLOW DRAIN. SEE 
ARCHITECTURAL/PLUMBING DRAWINGS.

INDICATES HORIZONTAL SLEEVE THROUGH BEAM WEB.  SEE 
S500 SERIES DRAWINGS FOR TYPICAL DETAIL.

INDICATES AXIAL FORCE AT CONNECTION.  DESIGN 
CONNECTION FOR COMBINED SHEAR AND AXIAL LOADS.  AXIAL 
LOADS CAN BE APPLIED IN BOTH TENSION AND COMPRESSION.

INDICATES MOMENT REACTION AT CONNECTION. DESIGN 
CONNECTION FOR COMBINED SHEAR, AXIAL AND MOMENT 
LOADS. MOMENTS ARE REVERSIBLE.

INDICATES BEAM TO HSS COLUMN MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM TO W COLUMN MOMENT CONNECTION.  SEE 
S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM THROUGH GIRDER MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES DIAGONAL KICKERS OR BRIDGING BELOW.

INDICATES ROOF ANCHOR.

INDICATES SPEAKER SUPPORT.  

STRUCTURAL STEEL FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S-000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE DRAWING S-400 SERIES DRAWINGS FOR TYPICAL CMU WALL 
DETAILS.

6. SEE S-500 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
CONNECTION DETAILS.

7. SEE S-530 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
ROOF FRAMING DETAILS.

8. SEE S-540 SERIES DRAWINGS FOR STRUCUTRAL STEEL ROOF 
TRUSS ELEVATIONS AND DETAILS.

9. SEE S-560 SERIES DRAWINGS FOR BRACING ELEVATIONS AND 
DETAILS.

10. SEE S-570 SERIES DRAWINGS FOR CLADDING STEEL ELEVATIONS 
AND DETAILS.

11. VERTICAL SHEAR REACTIONS (XXk) ARE INDICATED AT THE ENDS 
OF SOME BEAMS.  SEE STRUCTURAL STEEL GENERAL NOTES FOR 
CONNECTION DESIGN REQUIREMENTS.
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INDICATES SPAN DIRECTION OF 1 1/2", 20 GAGE, METAL ROOF 
DECK.  SEE S-530 FOR DECK FASTENING REQUIREMENTS.

INDICATES COLUMN ABOVE ONLY. 

INDICATES COLUMN BELOW ONLY. 

INDICATES TOP OF BEAM ELEVATION.

INDICATES OPENING IN DECK.  COORDINATE  DIMENSIONS 
WITH MEP CONTRACTOR.  SEE DRAWING S-530 FOR TYPICAL 
FRAMING DETAIL.

INDICATES ROOF DRAIN AND OVERFLOW DRAIN. SEE 
ARCHITECTURAL/PLUMBING DRAWINGS.

INDICATES HORIZONTAL SLEEVE THROUGH BEAM WEB.  SEE 
S500 SERIES DRAWINGS FOR TYPICAL DETAIL.

INDICATES AXIAL FORCE AT CONNECTION.  DESIGN 
CONNECTION FOR COMBINED SHEAR AND AXIAL LOADS.  AXIAL 
LOADS CAN BE APPLIED IN BOTH TENSION AND COMPRESSION.

INDICATES MOMENT REACTION AT CONNECTION. DESIGN 
CONNECTION FOR COMBINED SHEAR, AXIAL AND MOMENT 
LOADS. MOMENTS ARE REVERSIBLE.

INDICATES BEAM TO HSS COLUMN MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM TO W COLUMN MOMENT CONNECTION.  SEE 
S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM THROUGH GIRDER MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES DIAGONAL KICKERS OR BRIDGING BELOW.

INDICATES ROOF ANCHOR.

INDICATES SPEAKER SUPPORT.  

STRUCTURAL STEEL FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S-000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE DRAWING S-400 SERIES DRAWINGS FOR TYPICAL CMU WALL 
DETAILS.

6. SEE S-500 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
CONNECTION DETAILS.

7. SEE S-530 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
ROOF FRAMING DETAILS.

8. SEE S-540 SERIES DRAWINGS FOR STRUCUTRAL STEEL ROOF 
TRUSS ELEVATIONS AND DETAILS.

9. SEE S-560 SERIES DRAWINGS FOR BRACING ELEVATIONS AND 
DETAILS.

10. SEE S-570 SERIES DRAWINGS FOR CLADDING STEEL ELEVATIONS 
AND DETAILS.

11. VERTICAL SHEAR REACTIONS (XXk) ARE INDICATED AT THE ENDS 
OF SOME BEAMS.  SEE STRUCTURAL STEEL GENERAL NOTES FOR 
CONNECTION DESIGN REQUIREMENTS.
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INDICATES SPAN DIRECTION OF 1 1/2", 20 GAGE, METAL ROOF 
DECK.  SEE S-530 FOR DECK FASTENING REQUIREMENTS.

INDICATES COLUMN ABOVE ONLY. 

INDICATES COLUMN BELOW ONLY. 

INDICATES TOP OF BEAM ELEVATION.

INDICATES OPENING IN DECK.  COORDINATE  DIMENSIONS 
WITH MEP CONTRACTOR.  SEE DRAWING S-530 FOR TYPICAL 
FRAMING DETAIL.

INDICATES ROOF DRAIN AND OVERFLOW DRAIN. SEE 
ARCHITECTURAL/PLUMBING DRAWINGS.

INDICATES HORIZONTAL SLEEVE THROUGH BEAM WEB.  SEE 
S500 SERIES DRAWINGS FOR TYPICAL DETAIL.

INDICATES AXIAL FORCE AT CONNECTION.  DESIGN 
CONNECTION FOR COMBINED SHEAR AND AXIAL LOADS.  AXIAL 
LOADS CAN BE APPLIED IN BOTH TENSION AND COMPRESSION.

INDICATES MOMENT REACTION AT CONNECTION. DESIGN 
CONNECTION FOR COMBINED SHEAR, AXIAL AND MOMENT 
LOADS. MOMENTS ARE REVERSIBLE.

INDICATES BEAM TO HSS COLUMN MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM TO W COLUMN MOMENT CONNECTION.  SEE 
S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM THROUGH GIRDER MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES DIAGONAL KICKERS OR BRIDGING BELOW.

INDICATES ROOF ANCHOR.

INDICATES SPEAKER SUPPORT.  

STRUCTURAL STEEL FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S-000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE DRAWING S-400 SERIES DRAWINGS FOR TYPICAL CMU WALL 
DETAILS.

6. SEE S-500 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
CONNECTION DETAILS.

7. SEE S-530 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
ROOF FRAMING DETAILS.

8. SEE S-540 SERIES DRAWINGS FOR STRUCUTRAL STEEL ROOF 
TRUSS ELEVATIONS AND DETAILS.

9. SEE S-560 SERIES DRAWINGS FOR BRACING ELEVATIONS AND 
DETAILS.

10. SEE S-570 SERIES DRAWINGS FOR CLADDING STEEL ELEVATIONS 
AND DETAILS.

11. VERTICAL SHEAR REACTIONS (XXk) ARE INDICATED AT THE ENDS 
OF SOME BEAMS.  SEE STRUCTURAL STEEL GENERAL NOTES FOR 
CONNECTION DESIGN REQUIREMENTS.
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INDICATES SPAN OF 3 1/2" GALVANIZED, 20 GAGE, ACOUSTIC 
METAL ROOF DECK. BASIS OF DESIGN: EPIC METALS, EPICORE 
ER3.5A. NEW MILLENIUM, VERSA-DEK 3.5 LS ACOUSTICAL.

INDICATES SPAN OF 3 1/2" GALVANIZED, 20 GAGE, METAL ROOF 
DECK. BASIS OF DESIGN: EPIC METALS, EPICORE ER3.5. NEW 
MILLENIUM, VERSA-DEK 3.5 LS.

INDICATES TOP OF BEAM ELEVATION.

INDICATES OPENING IN DECK.  COORDINATE  DIMENSIONS 
WITH MEP CONTRACTOR.  SEE DRAWING S-530 FOR TYPICAL 
FRAMING DETAIL.

INDICATES ROOF DRAIN AND OVERFLOW DRAIN. SEE 
ARCHITECTURAL/PLUMBING DRAWINGS.

INDICATES AXIAL FORCE AT CONNECTION.  DESIGN 
CONNECTION FOR COMBINED SHEAR AND AXIAL LOADS.  AXIAL 
LOADS CAN BE APPLIED IN BOTH TENSION AND COMPRESSION.

INDICATES MOMENT REACTION AT CONNECTION. DESIGN 
CONNECTION FOR COMBINED SHEAR, AXIAL AND MOMENT 
LOADS. MOMENTS ARE REVERSIBLE.

INDICATES BEAM TO HSS COLUMN MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM TO W COLUMN MOMENT CONNECTION.  SEE 
S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM THROUGH GIRDER MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES DIAGONAL KICKERS OR BRIDGING BELOW.

INDICATES ROOF ANCHOR SEE 8/S-532.

INDICATES SPEAKER SUPPORT. SEE 9/S-532.

INDICATES BIG FAN SUPPORT.  SEE 2/S-532.

INDICATES SPORTS LIGHTING SUPPORT.  SEE 2/S-532.

INDICATES CAMERA SUPPORT.  SEE 3/S-532.

STRUCTURAL STEEL FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S-000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE S-400 SERIES DRAWINGS FOR TYPICAL CMU WALL DETAILS.

6. SEE S-500 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
CONNECTION DETAILS.

7. SEE S-530 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
ROOF FRAMING DETAILS.

8. SEE S-540 SERIES DRAWINGS FOR STRUCUTRAL STEEL ROOF 
TRUSS ELEVATIONS AND DETAILS.

9. SEE S-560 SERIES DRAWINGS FOR BRACING ELEVATIONS AND 
DETAILS.

10. SEE S-570 SERIES DRAWINGS FOR CLADDING STEEL ELEVATIONS 
AND DETAILS.

11. VERTICAL SHEAR REACTIONS (XXk) ARE INDICATED AT THE ENDS 
OF SOME BEAMS.  SEE STRUCTURAL STEEL GENERAL NOTES FOR 
CONNECTION DESIGN REQUIREMENTS.

12. HANGERS FOR CEILINGS, MEP, SPRINKLERS, AND OTHER 
SUSPENDED ELEMENTS SHALL COMPLY WITH THE FOLLOWING:

A. HANGERS WITH LOADS NOT EXCEEDING 50 LBS MAY BE 
SUPPORTED FROM THE ROOF DECK.  REFERENCE 1/S-532.

B. HANGERS WITH LOADS GREATER THAN 50 LBS SHALL BE 
SUPPORTED FROM PURLINS OR TRUSSES.  ANY 
ADDITIONAL MISC FRAMING TO SPAN BETWEEN PURLINS 
NOT SHOWN ON THE S-DRAWINGS SHALL BE PROVIDED BY 
THE CONTRACTOR OF THE HANGING ITEM.
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INDICATES SPAN OF 3 1/2" GALVANIZED, 20 GAGE, ACOUSTIC 
METAL ROOF DECK. BASIS OF DESIGN: EPIC METALS, EPICORE 
ER3.5A. NEW MILLENIUM, VERSA-DEK 3.5 LS ACOUSTICAL.

INDICATES SPAN OF 3 1/2" GALVANIZED, 20 GAGE, METAL ROOF 
DECK. BASIS OF DESIGN: EPIC METALS, EPICORE ER3.5. NEW 
MILLENIUM, VERSA-DEK 3.5 LS.

INDICATES TOP OF BEAM ELEVATION.

INDICATES OPENING IN DECK.  COORDINATE  DIMENSIONS 
WITH MEP CONTRACTOR.  SEE DRAWING S-530 FOR TYPICAL 
FRAMING DETAIL.

INDICATES ROOF DRAIN AND OVERFLOW DRAIN. SEE 
ARCHITECTURAL/PLUMBING DRAWINGS.

INDICATES AXIAL FORCE AT CONNECTION.  DESIGN 
CONNECTION FOR COMBINED SHEAR AND AXIAL LOADS.  AXIAL 
LOADS CAN BE APPLIED IN BOTH TENSION AND COMPRESSION.

INDICATES MOMENT REACTION AT CONNECTION. DESIGN 
CONNECTION FOR COMBINED SHEAR, AXIAL AND MOMENT 
LOADS. MOMENTS ARE REVERSIBLE.

INDICATES BEAM TO HSS COLUMN MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM TO W COLUMN MOMENT CONNECTION.  SEE 
S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM THROUGH GIRDER MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES DIAGONAL KICKERS OR BRIDGING BELOW.

INDICATES ROOF ANCHOR SEE 8/S-532.

INDICATES SPEAKER SUPPORT. SEE 9/S-532.

INDICATES BIG FAN SUPPORT.  SEE 2/S-532.

INDICATES SPORTS LIGHTING SUPPORT.  SEE 2/S-532.

INDICATES CAMERA SUPPORT.  SEE 3/S-532.

STRUCTURAL STEEL FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S-000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE S-400 SERIES DRAWINGS FOR TYPICAL CMU WALL DETAILS.

6. SEE S-500 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
CONNECTION DETAILS.

7. SEE S-530 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
ROOF FRAMING DETAILS.

8. SEE S-540 SERIES DRAWINGS FOR STRUCUTRAL STEEL ROOF 
TRUSS ELEVATIONS AND DETAILS.

9. SEE S-560 SERIES DRAWINGS FOR BRACING ELEVATIONS AND 
DETAILS.

10. SEE S-570 SERIES DRAWINGS FOR CLADDING STEEL ELEVATIONS 
AND DETAILS.

11. VERTICAL SHEAR REACTIONS (XXk) ARE INDICATED AT THE ENDS 
OF SOME BEAMS.  SEE STRUCTURAL STEEL GENERAL NOTES FOR 
CONNECTION DESIGN REQUIREMENTS.

12. HANGERS FOR CEILINGS, MEP, SPRINKLERS, AND OTHER 
SUSPENDED ELEMENTS SHALL COMPLY WITH THE FOLLOWING:

A. HANGERS WITH LOADS NOT EXCEEDING 50 LBS MAY BE 
SUPPORTED FROM THE ROOF DECK.  REFERENCE 1/S-532.

B. HANGERS WITH LOADS GREATER THAN 50 LBS SHALL BE 
SUPPORTED FROM PURLINS OR TRUSSES.  ANY 
ADDITIONAL MISC FRAMING TO SPAN BETWEEN PURLINS 
NOT SHOWN ON THE S-DRAWINGS SHALL BE PROVIDED BY 
THE CONTRACTOR OF THE HANGING ITEM.
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INDICATES SPAN OF 3 1/2" GALVANIZED, 20 GAGE, ACOUSTIC 
METAL ROOF DECK. BASIS OF DESIGN: EPIC METALS, EPICORE 
ER3.5A. NEW MILLENIUM, VERSA-DEK 3.5 LS ACOUSTICAL.

INDICATES SPAN OF 3 1/2" GALVANIZED, 20 GAGE, METAL ROOF 
DECK. BASIS OF DESIGN: EPIC METALS, EPICORE ER3.5. NEW 
MILLENIUM, VERSA-DEK 3.5 LS.

INDICATES TOP OF BEAM ELEVATION.

INDICATES OPENING IN DECK.  COORDINATE  DIMENSIONS 
WITH MEP CONTRACTOR.  SEE DRAWING S-530 FOR TYPICAL 
FRAMING DETAIL.

INDICATES ROOF DRAIN AND OVERFLOW DRAIN. SEE 
ARCHITECTURAL/PLUMBING DRAWINGS.

INDICATES AXIAL FORCE AT CONNECTION.  DESIGN 
CONNECTION FOR COMBINED SHEAR AND AXIAL LOADS.  AXIAL 
LOADS CAN BE APPLIED IN BOTH TENSION AND COMPRESSION.

INDICATES MOMENT REACTION AT CONNECTION. DESIGN 
CONNECTION FOR COMBINED SHEAR, AXIAL AND MOMENT 
LOADS. MOMENTS ARE REVERSIBLE.

INDICATES BEAM TO HSS COLUMN MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM TO W COLUMN MOMENT CONNECTION.  SEE 
S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM THROUGH GIRDER MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES DIAGONAL KICKERS OR BRIDGING BELOW.

INDICATES ROOF ANCHOR SEE 8/S-532.

INDICATES SPEAKER SUPPORT. SEE 9/S-532.

INDICATES BIG FAN SUPPORT.  SEE 2/S-532.

INDICATES SPORTS LIGHTING SUPPORT.  SEE 2/S-532.

INDICATES CAMERA SUPPORT.  SEE 3/S-532.

STRUCTURAL STEEL FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S-000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE S-400 SERIES DRAWINGS FOR TYPICAL CMU WALL DETAILS.

6. SEE S-500 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
CONNECTION DETAILS.

7. SEE S-530 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
ROOF FRAMING DETAILS.

8. SEE S-540 SERIES DRAWINGS FOR STRUCUTRAL STEEL ROOF 
TRUSS ELEVATIONS AND DETAILS.

9. SEE S-560 SERIES DRAWINGS FOR BRACING ELEVATIONS AND 
DETAILS.

10. SEE S-570 SERIES DRAWINGS FOR CLADDING STEEL ELEVATIONS 
AND DETAILS.

11. VERTICAL SHEAR REACTIONS (XXk) ARE INDICATED AT THE ENDS 
OF SOME BEAMS.  SEE STRUCTURAL STEEL GENERAL NOTES FOR 
CONNECTION DESIGN REQUIREMENTS.

12. HANGERS FOR CEILINGS, MEP, SPRINKLERS, AND OTHER 
SUSPENDED ELEMENTS SHALL COMPLY WITH THE FOLLOWING:

A. HANGERS WITH LOADS NOT EXCEEDING 50 LBS MAY BE 
SUPPORTED FROM THE ROOF DECK.  REFERENCE 1/S-532.

B. HANGERS WITH LOADS GREATER THAN 50 LBS SHALL BE 
SUPPORTED FROM PURLINS OR TRUSSES.  ANY 
ADDITIONAL MISC FRAMING TO SPAN BETWEEN PURLINS 
NOT SHOWN ON THE S-DRAWINGS SHALL BE PROVIDED BY 
THE CONTRACTOR OF THE HANGING ITEM.
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INDICATES SPAN OF 3 1/2" GALVANIZED, 20 GAGE, ACOUSTIC 
METAL ROOF DECK. BASIS OF DESIGN: EPIC METALS, EPICORE 
ER3.5A. NEW MILLENIUM, VERSA-DEK 3.5 LS ACOUSTICAL.

INDICATES SPAN OF 3 1/2" GALVANIZED, 20 GAGE, METAL ROOF 
DECK. BASIS OF DESIGN: EPIC METALS, EPICORE ER3.5. NEW 
MILLENIUM, VERSA-DEK 3.5 LS.

INDICATES TOP OF BEAM ELEVATION.

INDICATES OPENING IN DECK.  COORDINATE  DIMENSIONS 
WITH MEP CONTRACTOR.  SEE DRAWING S-530 FOR TYPICAL 
FRAMING DETAIL.

INDICATES ROOF DRAIN AND OVERFLOW DRAIN. SEE 
ARCHITECTURAL/PLUMBING DRAWINGS.

INDICATES AXIAL FORCE AT CONNECTION.  DESIGN 
CONNECTION FOR COMBINED SHEAR AND AXIAL LOADS.  AXIAL 
LOADS CAN BE APPLIED IN BOTH TENSION AND COMPRESSION.

INDICATES MOMENT REACTION AT CONNECTION. DESIGN 
CONNECTION FOR COMBINED SHEAR, AXIAL AND MOMENT 
LOADS. MOMENTS ARE REVERSIBLE.

INDICATES BEAM TO HSS COLUMN MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM TO W COLUMN MOMENT CONNECTION.  SEE 
S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES BEAM THROUGH GIRDER MOMENT CONNECTION.  
SEE S-500 SERIES DRAWINGS FOR CONNECTION DETAIL.

INDICATES DIAGONAL KICKERS OR BRIDGING BELOW.

INDICATES ROOF ANCHOR SEE 8/S-532.

INDICATES SPEAKER SUPPORT. SEE 9/S-532.

INDICATES BIG FAN SUPPORT.  SEE 2/S-532.

INDICATES SPORTS LIGHTING SUPPORT.  SEE 2/S-532.

INDICATES CAMERA SUPPORT.  SEE 3/S-532.

STRUCTURAL STEEL FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S-000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-005 FOR STRUCTURAL FINISHES.

4. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

5. SEE S-400 SERIES DRAWINGS FOR TYPICAL CMU WALL DETAILS.

6. SEE S-500 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
CONNECTION DETAILS.

7. SEE S-530 SERIES DRAWINGS FOR TYPICAL STRUCTURAL STEEL 
ROOF FRAMING DETAILS.

8. SEE S-540 SERIES DRAWINGS FOR STRUCUTRAL STEEL ROOF 
TRUSS ELEVATIONS AND DETAILS.

9. SEE S-560 SERIES DRAWINGS FOR BRACING ELEVATIONS AND 
DETAILS.

10. SEE S-570 SERIES DRAWINGS FOR CLADDING STEEL ELEVATIONS 
AND DETAILS.

11. VERTICAL SHEAR REACTIONS (XXk) ARE INDICATED AT THE ENDS 
OF SOME BEAMS.  SEE STRUCTURAL STEEL GENERAL NOTES FOR 
CONNECTION DESIGN REQUIREMENTS.

12. HANGERS FOR CEILINGS, MEP, SPRINKLERS, AND OTHER 
SUSPENDED ELEMENTS SHALL COMPLY WITH THE FOLLOWING:

A. HANGERS WITH LOADS NOT EXCEEDING 50 LBS MAY BE 
SUPPORTED FROM THE ROOF DECK.  REFERENCE 1/S-532.

B. HANGERS WITH LOADS GREATER THAN 50 LBS SHALL BE 
SUPPORTED FROM PURLINS OR TRUSSES.  ANY 
ADDITIONAL MISC FRAMING TO SPAN BETWEEN PURLINS 
NOT SHOWN ON THE S-DRAWINGS SHALL BE PROVIDED BY 
THE CONTRACTOR OF THE HANGING ITEM.
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RETAINING WALL PLAN:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE CIVIL DRAWINGS FOR LAYOUT AND DIMENSIONS.

INDICATES TOP OF FOOTING ELEVATION

INDICATES TOP OF WALL ELEVATION

INDICATES TOP OF LEDGE ELEVATION.

INDICATES WALL CONTROL JOINT. SEE

INDICATES WALL EXPANSION JOINT. SEE
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SOUTH OFFICE MONUMENTAL STAIR - ENLARGED PLAN

SOUTH OFFICE MONUMENTAL STAIR FRAMING PLAN NOTES

1. SEE ARCHITECTURAL DRAWINGS FOR ALL DIMENSIONS, ELEVATIONS, AND 
ADDITIONAL INFORMATION.

2. SEE SPECIFICATION 055110 - MONUMENTAL STAIRS.

3. THE INTENT OF THIS DRAWING IS TO SHOW MEMBER SIZES AND CONNECTION 
DETAIL CONCEPT FOR STAIR PRIMARY FRAMING MEMBERS. STAIR SUPPLIER 
SHALL DETAIL AND SUPPLY ADDITIONAL SECONDARY MEMBERS INCLUDING, 
BUT NOT LIMITED TO, TREAD PANS, LANDING PANS, SUPPORT ANGLES, AND 
CONNECTIONS

        
INDICATES KINKED BEAM MOMENT CONNECTION
SEE S500 SERIES DRAWINGS FOR CONNECTION DETAIL
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PRECAST PLAN NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S-001 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE DRAWING S-008 FOR OVERALL GRID GEOMETRY LAYOUT.

4. SEE ARCHITECTURAL DRAWINGS FOR DIMENSIONS.

5. SEE DRAWING S-390 SERIES DRWINGS FOR PRECAST DETAILS.

LEGEND

SOFT CONNECTION:
INDICATES SOFT CONNECTION BETWEEN PRECAST AND STEEL.

HARD CONNECTION:
INDICATES HARD CONNECTION BETWEEN PRECAST AND STEEL.
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TB

INDICATES SPAN DIRECTION OF 3/4" BAR GRATING.  SEE SPEC 
055300.

INDICATES TOP OF BEAM ELEVATION.

MECHANICAL PLATFORM FRAMING NOTES:

1. PROJECT ELEVATION 100'-0" = USGS 712.00'.

2. SEE S-000 SERIES DRAWINGS FOR GENERAL NOTES, CONCRETE 
SCHEDULES, DESIGN INFORMATION, AND LOADING CRITERIA.

3. SEE ARCHITECTURAL DRAWINGS AND MECHANICAL DRAWINGS 
FOR ADDITIONAL INFORMATION.

4. PLATFORM LAYOUT, DIMENSIONS, AND HEIGHT ARE PRELIMINARY 

AND MUST BE COORDINATED WITH MECHANICAL UNIT SHOP 

DRAWINGS.
A. FRAMING SHALL BE CONFIGURED TO MAINTAIN ACCESS TO 

DOORS, COIL PULLS, AND OTHER KEY AREAS OF THE UNIT.
B. PROVIDE REMOVAL HANDRAILS AT PLATFORMS TO ALLOW 

FOR UPPER LEVEL COIL PULLS.

5. MECHANICAL PLATFORM STEEL SHALL RECEIVE SSPC SP3 
SURFACE PREP AND SHOP PRIMER.
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SCALE:   1 1/2" = 1'-0"
3

TYPICAL CONTROL JOINT AT TOP OF WALL
SCALE:   1 1/2" = 1'-0"

2
TYPICAL RETAINING WALL EXPANSION JOINT

SCALE:   1 1/2" = 1'-0"
1

TYPICAL RETAINING WALL CONTROL JOINT

SCALE:   1/2" = 1'-0"
5

RETAINING WALL SECTION
SCALE:   1/2" = 1'-0"

6
RETAINING WALL SECTION

SCALE:   1/2" = 1'-0"
9

RETAINING WALL SECTION

SCALE:   1/2" = 1'-0"
8

RETAINING WALL SECTION

SCALE:   1/2" = 1'-0"
7

SERVICE YARD WALL SECTION

SCALE:   1/2" = 1'-0"
10

RETAINING WALL SECTION
SCALE:   1/2" = 1'-0"

11
RETAINING WALL SECTION

SCALE:   3/4" = 1'-0"
12

TVRP WALL SECTION

SCALE:   1 1/2" = 1'-0"
4

RETAINING WALL EXPANSION JOINT AT BASEMENT WALL
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(1) - #5
EACH
JAMB

(1) - #5
EACH
JAMB

(2) - # 5
EACH SILL

C.J.

(1) #5
EACH
JAMB

ATTACH WALL TO STRUCTURE FRAMING ABOVE. SEE TYPICAL 
ATTACHMENT DETAILS. (2) - #5 AT NEXT TO TOP COURSE  OF 
WALLS AND AT LEVEL OF ANY STRUCTURAL ATTACHMENTS.
FILL TOP COURSE WITH GROUT

NOTES:

1. PROVIDE 9 GAGE HORIZONTAL JOINT REINFORCEMENT AT 16" O.C.

2. SEE LINTEL SCHEDULE FOR GROUT AND REINFORCING ABOVE OPENINGS. 

3. LAP SPLICE HORIZONTAL JOINT REINFORCEMENT 12 INCHES.

4. DOWEL INTO FOUNDATIONS WITH SAME BAR SIZE AND SPACING. CONTRACTOR HAS OPTION TO EMBED 
DOWELS DURING POUR.

5. C.J. INDICATES CONTROL JOINT. SEE TYPICAL CONTROL JOINT DETAIL. SEE PLANS AND 
SPECIFICATIONS FOR ADDITIONAL CONTROL JOINT LAYOUT INFORMATION.

2'-0"

(1) #5 AT ALL 
ENDS OF WALL
AND EACH SIDE
OF CONTROL 
JOINT

SEE SCHEDULESEE SCHEDULE

C.J.

TYPICAL EVENT LEVEL 
WALLS DO NOT 
REQUIRE REGULARLY 
SPACED REBAR.

SEE ELEVATIONS ON 
S-401 FOR REGULARLY 
SPACED REBAR AT AUX 
GYM WALLS, AREAWAY, 
AND WALLS BEHIND 
BLEACHERS AT COURT 
PERIMETER.

LINTEL SCHEDULE
LIGHT WEIGHT BLOCK NON-BEARING WALLS

*NOMINAL BLOCK DIMENSION

MARK
WALL*
THICK

LINTEL*
HEIGHT

BOTTOM
REINF.

MAXIMUM
CLEAR SPAN SECTION

L1 6 8

L3 8 8

L4 8 16

(1) #5

(2) #5

(2) #5

4'-4"

4'-4"

6'-4"

TYPE A

TYPE A

TYPE B

REINFORCE
PER SCHEDULE

TYPE "A"

1
'-
4

"

FILL BOTH UNITS
WITH GROUT AT
THE SAME TIME

3
"

REINFORCE 
PER SCHEDULE

USE SUPPORTS TO HOLD BARS
IN PROPER POSTION

TYPE "B"

NOTES:

1. USE LINTEL SECTION THAT COINCIDES WITH OPENING CLEAR SPAN UNLESS OTHERWISE NOTED ON THE 
BUILDING ELEVATIONS.

2. THE SCHEDULE ABOVE APPLIES ONLY TO LINTELS SUPPORTING MASONRY IN RUNNING BOND.

3. PROVIDE LINTELS FOR ANY OPENING GREATER THAN 1'-4" IN NEW WALLS IN ACCORDANCE WITH THE 
SCHEDULE ABOVE. SHORE WALL ABOVE AS REQUIRED UNTIL NEW LINTEL IS INSTALLED. SEE 
ARCHITECTURAL AND MEP DRAWINGS FOR SIZE AND LOCATIONS OF PENETRATIONS.

4. SEE S-570 SERIES DRAWINGS FOR ADDTIONAL MISCELLANEOUS STEEL REQUIRED FOR LARGE OPENINGS.

7
 5

/8
"

3
"

L2 6 16 (1) #5 6'-4" TYPE B

LINTEL SCHEDULE NOTES:

FOR ALL OPENINGS AND RECESSES IN BOTH INTERIOR AND EXTERIOR NON-LOAD BEARING WALLS NOT 
SHOWN ON STRUCTURAL DRAWINGS.  PROVIDE THE FOLLOWING LINTELS:

1. STEEL LINTELS:

A. SEE S-570 SERIES DRAWINGS FOR STEEL LINTELS.

B. SEE ARCHITECTURAL PLANS, ELEVATIONS AND DETAILS, ETC FOR LINTEL ELEVATIONS AND 
CLEAR OPENINGS, ETC.

C. PROVIDE STEEL LINTELS WHERE SPECIFICALLY INDICATED AND FOR OPENINGS LARGER THAN 
COVERED BY THE LINTEL SCHEDULE.

D. ALL MASONRY BEARING STEEL LINTELS SHALL BE ANCHORED WITH (1) - 3/4"x0'-4" HOOKED 
ANCHOR BOLT AT EACH END INTO GROUT.  PROVIDE SLOTTED HOLES IN LINTEL.

E. LINTELS WITH CLEAR SPAN OPENING OF 6'-0" OR LARGER, PROVIDE 100 PERCENT GROUT FILL 
FROM FOOTING (OR FLOOR BELOW) TO LINTEL BEARING.

F. LINTELS WITH CLEAR SPAN OPENING LESS THAN 6'-0", PROVIDE SOLID OR GROUTED MASONRY 
TO A MININUM DEPTH OF 2'-8" BELOW THE LINTEL BEARING.

G. ALL LINTELS SHALL BE CENTERED ON WALL THICKNESS, UNLESS OTHERWISE NOTED.  BOTTOM 
LINTEL PLATE SHALL BE SHOP WELDED TO BEAM.

H. ANCHOR MASONRY ENCASING STEEL LINTEL BEAMS WITH CHANNEL SLOTS AND ANCHORS.  
WELD CHANNEL SLOTS TO EACH SIDE OF BEAM WEB AT 32".  PROVIDE ONE LONGITUDINAL ROW 
FOR BEAMS UP TO 18" IN DEPTH AND 2 ROWS FOR DEEPER BEAMS.

I. ALL LINTELS EXPOSED TO WEATHER SHALL BE GALVANIZED.

J. CONTINUOUS PLATE CONNECTED TO LINTEL BOTTOM FLANGE SHALL BE PROVIDED FOR THE 
FULL LENGTH OF THE LINTEL UNLESS NOTED OTHERWISE.

2. CMU BLOCK LINTEL: USE WHERE MASONRY WALL IS EXPOSED IN A FINISHED ROOM.

A. REINFORCE LINTEL BLOCK AS INDICATED IN THE "MASONRY LINTEL SCHEDULE" FOR THE WALL 
THICKNESS AND CLEAR SPAN.

B. JOINTING SHALL BE AS ADJACENT WALL.

C. MINIMUM BEARING ON MASONRY WALL IS 8" EACH END BUT NOT LESS THAN 1" OF BEARING PER 
FOOT WIDTH OF OPENING SPAN.

D. LINTEL SHALL BE SHORED FOR 28 DAYS.

E. PROVIDE 100 PERCENT GROUT FILLED JAMB FROM FOOTING (OR FLOOR BELOW) TO LINTEL 
BEARING.

F. CONTRACTOR HAS THE OPTION TO PROVIDE PRECAST CONCRETE LINTELS WITH SAME 
DIMENSIONS AND REINFORCING GIVEN IN LINTEL SCHEDULE FOR CONDITIONS CONCEALED BY 
ARCHITECTURAL FINISHES.

3. OPENING IN VENEER

A. SEE S-570 SERIES DRAWINGS FOR LOOSE ANGLE LINTELS.

VERTICAL BAR AT 
ALL INTERSECTIONS AND CORNERS

PREFABRICATED WIRE JOINT
REINFORCING
LAP WITH TYPICAL CONTINUOUS
JOINT REINFORCING

PREFABRICATED WIRE JOINT
REINFORCING
LAP WITH TYPICAL CONTINUOUS
JOINT REINFORCING

2
" 

C
L
R

2
" 

C
L
R

PROVIDE VERTICAL
REINFORCING AT ALL
CORNERS AND 
INTERSECTIONS
USE REBAR POSITIONER
HARDWARE AT 8'-0" MAX

L
A

P
 S

P
L

IC
E

CORNER BARS TO MATCH
SIZE OF HORIZONTAL 
WALL REINFORCING

NOTES:

1. SEE INDIVIDUAL BUILDING PLANS FOR HORIZONTAL AND VERTICAL REINFORCING 
STEEL REQUIREMENTS.

2. SEE GENERAL NOTES FOR REINFORCING STEEL CLEARANCES.

L
A

P
 S

P
L

IC
E

BOND BEAM REINFORCING

DOWELS TO MATCH AND
LAP WITH BOND BEAM
REINFORCING

WALL THICKNESSS WALL THICKNESS

USE REBAR POSITIONER
HARDWARE AT 8'-0" O.C. 
MAX

LAP SPLICE STD. HOOK STD. HOOK

L
A

P
 S

P
L

IC
E

VERTICAL BARS AT
CORNERS AND 
INTERSECTIONS

VERTICAL BAR EACH SIDE 
OF CONTROL JOINT, TYP

GROUT SOLID

BUILDING PAPER BONDBREAKER

OPTION 1

OPTION 2

OPTION 3

CONTROL JOINT MATERIAL

SPECIAL CONTROL JOINT UNITS

NOTES:

1. DISCONTINUE HORIZONTAL JOINT REINFORCEMENT AND 
BOND BEAM REINFORCEMENT AT CONTROL JOINTS

GROUT CORE
FULL HEIGHT

INTERIOR OR
EXTERIOR CMU

INTERIOR
NON-LOAD
BEARING CMU

JOINT STABLIZATION
ANCHORS AT 16" OC
SEE SPECIFICATIONS

REINFORCING IN
GROUTED CORE
PROVIDE REBAR POSITIONERS
AT 8'-0" ON CENTER MAX
AND AT EACH END

DOWELS TO MATCH AND LAP
WITH WALL REINFORCING

DRILL AND ADHESIVE ANCHOR.
EMBED = 4".

CONCRETE SLAB ON GRADE

CONCRETE FOUNDATION WALL

4
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0
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P
R
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 L
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TOP/SECOND
GROUT POUR

TOP/FIRST
GROUT POUR

A
N
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 L

A
P

P
R

O
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E

C
T
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N

A
N

D
 L

A
P

P
R

O
J
E

C
T

IO
N

CMU WALL

TERMINATE GROUT LIFT A
MINIMUM 1 1/2" BELOW MORTAR
JOINT TO FORM A GROUT KEY
FOR SHEAR TRANSFER

CONTRACTOR HAS OPTION
TO PROVIDE UP TO 5'-4" HIGH
GROUT LIFTS

DOWELS TO MATCH AND LAP
WITH WALL REINFORCING

DRILL AND ADHESIVE ANCHOR.
EMBED = 4".

DOWELS TO MATCH AND LAP
WITH WALL REINFORCING

DRILL AND ADHESIVE ANCHOR.
EMBED = 4".

DOWELS TO MATCH AND LAP
WITH WALL REINFORCING

DRILL AND ADHESIVE ANCHOR.
EMBED = 4".

02M UPPER LEVEL MECH
111'-8"

FORMED EDGE

CONCRETE SCREWS
AT 12" OC

SLAB ON METAL
DECK PER PLAN

FLOOR FRAMING
PER PLAN

HOIST BEAM
PER PLAN

SEE 1/S-401 SEE 1/S-401

BOND BEAM 
WITH (2) #5

SLAB ON METAL
DECK PER PLAN

8" CMU

02M UPPER LEVEL MECH
111'-8"

FORMED EDGE

CONCRETE SCREWS
AT 12" OC

HOIST BEAM 
PER PLAN

8" CMU WALL

SLAB ON METAL
DECK PER PLAN

FLOOR FRAMING
PER PLAN

GROUT WALLS SOLID AT 
GUIDERAIL ATTACHMENT
POINTS

SEE 1/S-401

BOND BEAM 
WITH (2) #5

CUT BOTTOM COURSE AND
GROUT SOLID AROUND STUDS

HEADED STUDS 
AT 16" OC

SEE 4/S-401

SLAB ON METAL
DECK PER PLAN
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NOT-TO-SCALE
1

TYPICAL CMU WALL REINFORCING
NOT-TO-SCALE

2
MASONRY LINTEL SCHEDULE

SCALE:   1" = 1'-0"
4

TYPICAL HORIZONTAL JOINT REINFORCING DETAIL
SCALE:   1" = 1'-0"

5
TYPICAL HORIZ BOND BEAM (1 BAR) REINFORCING

SCALE:   1" = 1'-0"
6

TYPICAL HORIZ BOND BEAM (2 BARS) REINFORCING

SCALE:   1" = 1'-0"
8

TYPICAL CMU CONTROL JOINT DETAIL
SCALE:   1" = 1'-0"

7
TYP CMU WALL CONTROL JOINT AT INTERSECTION

SCALE:   1/2" = 1'-0"
3

TYPICAL REINFORCED CMU WALL

SCALE:   3/4" = 1'-0"
9

TYP CMU WALL AT FOOTING

SCALE:   3/4" = 1'-0"
11

TYP CMU WALL AT SLAB ON METAL DECK

SCALE:   3/4" = 1'-0"
10

TYP CMU WALL AT SLAB ON GRADE

SCALE:   3/4" = 1'-0"
12

SECTION AT SERVICE ELEVATOR DOGHOUSE
SCALE:   3/4" = 1'-0"

13
SECTION AT SERVICE ELEVATOR DOGHOUSE
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CONTINUE VERTICAL
REINFORCEMENT
TO TOP OF WALL

CONTINUOUS BOND
BEAM WITH (2) #5

1
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PARTITION TOP ANCHOR
AT 24" O.C. (MINIMUM CAPACITY
250 LBS WORKING LOAD)

TO BE USED WHERE TOP OF WALL IS EXPOSED TO VIEW

CONTINUE VERTICAL
REINFORCEMENT
TO TOP OF WALL

CONTINUOUS BOND
BEAM WITH (2) #5
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PARTITION TOP ANCHOR
AT 24" O.C. (MINIMUM CAPACITY
250 LBS WORKING LOAD)

TO USED BE ABOVE CEILINGS

COMPOSITE FLOOR
DECK

CONTINUE VERTICAL
REINFORCEMENT
TO SECOND COURSE
FROM TOP

CONTINUOUS BOND
BEAM WITH (2) #5

(WALLS PARALLEL TO STRUCTURAL MEMBERS)

1
" 

C
L
R

PARTITION TOP ANCHOR
AT 24" O.C. (MINIMUM CAPACITY
250 LBS WORKING LOAD)

FRAMING 
MEMBERS
SEE PLAN
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COMPOSITE FLOOR
DECK

STEEL BEAM

L6x4x5/16 x 0'-8"

1/4

CONTINUE VERTICAL
REINFORCEMENT
TO TOP OF WALL

CONTINUOUS BOND
BEAM WITH (2) #5
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PARTITION TOP ANCHOR
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.

CONTINUE VERTICAL
REINFORCEMENT
TO TOP OF WALL

CONTINUOUS BOND
BEAM WITH (2) #5

01 MAIN CONCOURSE
100'-0"

02 UPPER LEVEL
113'-8"

11 12

04 LOW ROOF
127'-4"

1413SS1

4'-0" 4'-0"
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O
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.

GROUT SOLID
BETWEEN
132'-0" AND 134'-0"

.

GROUT SOLID
BETWEEN
130'-8" AND 132'-8"

.

GROUT SOLID
BETWEEN
129'-4" AND 131'-4"

.

GROUT SOLID
BETWEEN
128'-0" AND 130'-0"

#5 EACH SIDE OF
CONTROL JOINT

#5 AT SINGLE DOOR(2) #5 EACH SIDE OF
DOUBLE DOOR

LINTEL PER
SCHEDULE

(2) #5 BOND BEAM

#5 AT 48", TYP

NOTCH WALL AT PURLINS
AND BRACES. PROVIDE 
2" CLEAR BETWEEN STEEL
AND CMU

EXTEND WALL UP TO
2" BELOW BOTTOM
OF ROOF DECK

STEEL WALL BRACING
ON NORTH SIDE OF WALL.
LOCATE AT EACH PURLIN
AND 1/2 BETWEEN PURLIN

4'-0"
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●

01 MAIN CONCOURSE
100'-0"

02 UPPER LEVEL
113'-8"

1112

04 LOW ROOF
127'-4"
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#5 EACH SIDE OF
CONTROL JOINT

#5 AT SINGLE DOOR(2) #5 EACH SIDE OF
DOUBLE DOOR

LINTEL PER
SCHEDULE

(2) #5 BOND BEAM

#5 AT 48", TYP

NOTCH WALL AT PURLINS
AND BRACES. PROVIDE 
2" CLEAR BETWEEN STEEL
AND CMU

EXTEND WALL UP TO
2" BELOW BOTTOM
OF ROOF DECK

STEEL WALL BRACING
ON SOUTH SIDE OF WALL.
LOCATE AT EACH PURLIN
AND 1/2 BETWEEN PURLIN

.

GROUT SOLID
BETWEEN
128'-0" AND 130'-0"

.

.

.

GROUT SOLID
BETWEEN
129'-4" AND 131'-4"

GROUT SOLID
BETWEEN
130'-8" AND 132'-8"

GROUT SOLID
BETWEEN
132'-0" AND 134'-0"
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CONTINUE VERTICAL
REINFORCEMENT
TO SECOND COURSE
FROM TOP

CONTINUOUS BOND
BEAM WITH (2) #5

PARTITION TOP ANCHOR
AT 24" O.C. (MINIMUM CAPACITY
250 LBS WORKING LOAD)
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PRECAST TREADS 
AND RISERS

ANCHORS SHALL HAVE 3/4" 
MAXIMUM PENETRATIONS TO 
PREVENT DAMAGE TO 
PRESTRESSING STRANDS.
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3/8"x4"x1'-0" PLATE

3/8"x12"x1'-4" PLATE
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(4) 1/2" DIAMETER
EXPANSION ANCHORS,
EMBED 4", GAGE 8"

PURLIN PER PLAN
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BEAM PER PLAN

3/8"x4"x0'-10" PLATE

3/16

3/16 2"

ROOF DECK
PER PLAN

01 MAIN CONCOURSE
100'-0"

000 T.O. FOOTING
80'-5 1/2"

BOND BEAM
WITH (2) #5

#5 AT 48"

#5 AT 48" DOWELS,
DRILL AND ADHESIVE 
ANCHOR INTO 
CONCRETE WALL, 
EMBED = 19"

1
" 

C
L
R

CONTINUOUS BOND BEAM
WITH (2) #5

(2) 3/4" DIAMETER
EXPANSION ANCHOR,
EMBED 4"

L8x4x7/16 x 1'-0" AT 48" OC.
WITH 13/16" x 3" VERTICAL 
SLOTS AT 8" GAGE

4
"

3/16

EVENT FLOOR PERIMETER CMU WALL
TYPICAL TOP ANCHORAGE
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TYPICAL CMU WALL
ATTACHMENT
DETAILS

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

SCALE:   1" = 1'-0"
3

TYP CMU WALL TOP CONNECTION
AT BOTTOM OF PARALLEL BEAM

SCALE:   1" = 1'-0"
4

TYP CMU WALL TOP CONNECTION
AT BOTTOM OF PARALLEL BEAM

SCALE:   1" = 1'-0"
5

TYP CMU WALL TOP CONNECTION BETWEEN
PARALLEL FLOOR BEAMS

SCALE:   1" = 1'-0"
2

TYP CMU WALL TOP CONN AT PERP FLOOR BEAMS
SCALE:   1" = 1'-0"

1
TYP CMU WALL CONNECTION AT FLOOR EDGE

NOT-TO-SCALE
9

AUX. GYM NORTH WALL ELEVATION
SCALE:   1/8" = 1'-0"

10
AUX. GYM SOUTH WALL ELEVATION

SCALE:   1" = 1'-0"
6

TYP CMU WALL TOP CONNECTION AT TREADS AND RISERS
SCALE:   1" = 1'-0"

8
AUX. GYM - WALL BRACING

SCALE:   1/4" = 1'-0"
11

WALL ELEVATION AT AREAWAY

SCALE:   1" = 1'-0"
7

TYP CMU WALL TOP ANCHORAGE - EVENT LEVEL
PERIMETER BEHIND BLEACHERS

1 Construction Documents 01/13/25

2 Addendum 01 01/27/25

01/27/25

SCALE:   1/4" = 1'-0"
12

WALL ELEVATION AT RETRACTABLE BLEACHERS AT COURT
PERIMETER

2
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02M UPPER LEVEL MECH
111'-8"

2

S-512

EQEQ

8
'-
0

"

L3x3x1/4
L3x3x1/4

(a
=5k) (a=5k)

3

S-512

4

S-512
COORDINATE 
PLATFORM 
DIMENSIONS AND 
ELEVATIONS WITH 
MECHANICAL 
CONTRACTOR.

POST PER PLAN

BEAM PER PLAN

ERU.  
SEE MECH.

SLAB ON METAL 
DECK PER PLAN

B

02M UPPER LEVEL MECH
111'-8"

5

S-512

3

S-512
●

6

S-512
●

COORDINATE 
PLATFORM 
DIMENSIONS AND 
ELEVATIONS WITH 
MECHANICAL 
CONTRACTOR.

ERU.
SEE MECH

BEAM PER PLAN

POST PER PLAN

ELEVATOR 
DOG HOUSE

SLAB ON METAL
DECK PER PLAN

4"

3/4" DIAMETER
EXPANSION BOLTS,
EMBED 4"

POST PER PLAN

3/16

3/8"x5"x1'-0" PLATE AT HSS 4x4
3/8"x4"x0'-11" PLATE AT HSS 3x3

SLAB ON METAL 
DECK PER PLAN

2"

POST PER PLAN

3/16

BRACE PER 
ELEVATION

3/8"x4"x0'-6" PLATE

3/16

04 LOW ROOF
127'-4"

B

1

1

3/8"x4"x0'-6"
PLATE

L6 x 3 1/2 x 5/16
BETWEEN BEAMS

3/16 3/16

3/16
TYP

1 1/2"
1 1/2"

BEAM PER PLAN

BEAM
PER PLAN

HANGER PER PLAN

BEAM PER PLAN

3/8"xFLANGE WIDTH x 10" PLATE

3/16

L3x3x1/4 BRACE

(4) 3/4" DIAMETER
A325 BOLTS

1 1/2"

1 1/2"
(4) 3/4" DIAMETER
A325 BOLTS

3/16

HANGER PER PLAN

3/16

3/16
TYP

3/8"x4"x0'-6"
PLATE

BEAM PER PLAN

BEAM PER PLAN1/4" STIFFENER PLATE

1

1

L3x3x1/4 BRACE

3/8"xFLANGE WIDTH x 10" PLATE

MECH 
UNIT

GUARDRAIL 
AND KICK 
PLATE.  
PROVIDE 
REMOVABLE 
PIECES AT 
UNIT FILTER 
PULLS

GRATING PER 
PLAN

2'-6"

FRAMING 
PER PLAN

10

S-512
●

L3x2x1/4 x 3"

3/4" DIA A325 BOLT

3/16
3 SIDES

GRATING PER 
PLAN

L2x2x3/16

3/16 2-12

FRAMING 
PER PLAN

GUARDRAIL 
AND KICK 
PLATE

POST PER 
PLAN

3/8" CAP 
PLATE

1/4

3
/4

"

1/4

7'-0" CLEAR AT 
LOW POINT OF 
BRACE

L3x3x3/16 
BRACE

BEAM PER PLAN

POST PER 
PLAN

3/16

HSS4x4x3/8
CROSS MEMBER

3/16

04 LOW ROOF
127'-4"

B

LOW ROOF 
FRAMING

ERU SUPPORT 
FRAMING

GRATING PER PLAN

GUARDRAIL AND 
KICK PLATE

CATWALK 
FRAMING

REINFORCING
PER 8/S335

BOX-OUT SLAB
FOR FLOOR SINK

DECK CONTINUOUS
FOR CONCRETE POUR

GROUT FLOOR
SINK IN PLACE

CUT DECK AFTER CONCRETE 
HAS REACHED 28-DAY STRENGTH

FLOOR SINK3/16

CJP
3/8" CAP PLATE
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STRUCTURAL STEEL
FLOOR FRAMING
DETAILS

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

SCALE:   1/2" = 1'-0"
1

SECTION AT ERU SUPPORT
SCALE:   1/2" = 1'-0"

2
SECTION AT ERU SUPPORT

SCALE:   1 1/2" = 1'-0"
3

POST BASE DETAIL

SCALE:   1 1/2" = 1'-0"
4

BRACE CONNECTION DETAIL

SCALE:   1" = 1'-0"
6

HANGER DETAIL
SCALE:   1" = 1'-0"

5
HANGER DETAIL

1 Construction Documents 01/13/25

2 Addendum 01 01/27/25

01/27/25

SCALE:   1 1/2" = 1'-0"
7

CATWALK SECTION

SCALE:   1 1/2" = 1'-0"
9

CATWALK DETAIL

3/16

SCALE:   1 1/2" = 1'-0"
8

CATWALK SECTION

SCALE:   1 1/2" = 1'-0"
10

CATWALK SECTION

SCALE:   1 1/2" = 1'-0"
11

CATWALK BRACE
SCALE:   3/4" = 1'-0"

12
CATWALK FRAMING AT ERU

SCALE:   1" = 1'-0"
14

TYPICAL FLOOR SINK DETAIL

2

SCALE:   1 1/2" = 1'-0"
13

CATWALK SECTION

2



AA

B
B

3/16 4

1'-9 1/2" 1" 1'-9 1/2"

3'-8"

ROOF DECK 
PER PLAN

ERECTION BOLT.  
CONTRACTOR OPTION TO 
USE SHURIKEN NUT KEEPER.

TRUSS TOP 
CHORD

PURLIN PER 
PLAN

SEE TYPICAL TRUSS CROSS 
BRACING DETAIL

1/4" STIFFENER PLATE
ALONG GRIDS D AND G,
STIFFENERS NOT REQUIRED
AT REMAINDER OF GRIDS

ROOF DECK 
PER PLAN

TRUSS TOP 
CHORD

ERECTION 
BOLT

3/16 4

3/16

L3x3x1/4

PURLIN PER 
PLAN

3/16

L3x3x1/4

4
"

L3x3x1/4 x 0'-3"

3/16

3/16 2

1"

2

3/16

L3x3x1/4

PURLIN PER 
PLAN

3/16 4

ERECTION 
BOLT

TRUSS TOP 
CHORD

3'-4"

ROOF DECK 
PER PLAN

3'-8"

3/16

L3x3x1/4

L3x3x1/4 x 0'-3"

3/16

3/16 2

4
"

1"

2

6

3'-8"

ROOF DECK 
PER PLAN

TRUSS TOP 
CHORD

HSS14x6x1/4

1'-10" 1'-10"

1" 1"

FALL PROTECTION ANCHOR, 
SEE SPEC 118129

MAXIMUM WORKING
LOAD OF 3250 LBS AT
18" ABOVE TOP OF
INSULATION

L3x3x1/4 FRAME

TRUSS TOP CHORD

3/16

NOTES:

1. COORDINATE SIZE AND LOCATION WITH PLUMBING 
CONTRACTOR PRIOR TO FABRICATION

SECTION A

OVERFLOW DRAIN

PRIMARY DRAIN TRUSS TOP CHORD

OUTRIGGER BEAM

OUTRIGGER 
BEAM

COPE VERTICAL 
LEG AT BEARING

3'-4"
ROOF DECK 
PER PLAN

TRUSS TOP 
CHORD

3/16

11/16" DIA. HOLE

L3x3x1/4 HORIZONTAL 
LEG PARALLEL TO 
GROUND

3'-8"

COORDINATE EXACT HEIGHT AND 
LOCATIONS WITH AV CONTRACTOR

ROOF DECK 
PER PLAN

SWIVEL HANGER

HANGER

DOVETAIL DECK HANGER
     - EPIC WEDGE BOLT/ NUT
     - NEW MILLENIUM VERSA WEDGE

NOTES:

1. HANGER LOAD SHALL NOT EXCEED 50 LBS.

2. TOTAL LOAD ON MULTIPLE HANGERS 
WITHIN 2' SHALL NOT EXCEED 50 LBS.

1
 1

/2
"

3
"

1/4" STIFFENER PLATE

(4) 1/2" DIA. BOLTS
PURLIN PER PLAN

ROOF DECK PER PLAN

3/16"x5"x11" PLATE

3/161 3/8"

HSS3.5x0.188

1 3/8"

3
"1
 1

/2
"

3/16

3/16"x9"x9" PLATE

129'-0"

COORD. w/ MEP COORD. w/ MEP

HSS3x3x1/4 ON TOP 
OF DECK IN FLUTES

WELD THRU DECK 
TO SUPPORT

A-A

SECTION B-B

2'-0"

4"

NOTCH DECK 
FOR BRACKET

SECTION A-A

5
"

1'-4"

3/16

1/4" PLATE
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ROOF FRAMING
DETAILS

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

SCALE:   1" = 1'-0"
5

TYPICAL INTERIOR PURLIN BEARING
SCALE:   1" = 1'-0"

6
TYPICAL PERIMETER PURLIN BEARING

SCALE:   1" = 1'-0"
7

TYPICAL PERIMETER PURLIN BEARING
SCALE:   1" = 1'-0"

8
TYPICAL ROOF ANCHOR

SCALE:   1" = 1'-0"
4

TYPICAL ROOF DRAIN FRAME

SCALE:   1" = 1'-0"
9

TYPICAL SPEAKER SUPPORT

SCALE:   1" = 1'-0"
1

TYPICAL HANGER ATTACHMENT TO DECK - 50 LBS MAX
SCALE:   1" = 1'-0"

3
SECTION AT CAMERA HANGER

SCALE:   3/8" = 1'-0"
2

TYPICAL BIG FAN AND SPORTS LIGHTING SUPPORT

TRUSS TOP CHORD

1 Construction Documents 01/13/25

2 Addendum 01 01/27/25

01/27/25



C.3

1'-4 3/8"

1/2" PLATE 1/2" PLATE

1 1/2" DIAMETER
STAINLESS STEEL
BOLTS, ASTM A193
B8 CLASS 2

1" THERMAL BREAK
PLATE, SEE SPEC 051200

PURLIN
PER PLAN

ROOF DECK
PER PLAN

FULLY DESIGNED
CONNECTION

2"
2 1/2" 2 1/2"

2"

E
Q

E
Q

1/4

13

ROOF DECK
PER PLAN

1 1/2" STEEL
PLATE

1 1/2" STEEL
PLATE

1" THERMAL
BREAK PLATE,
SEE SPEC 051200

1 1/2" DIAMETER
STAINLESS STEEL
BOLTS, ASTM A193
B8 CLASS 2

AIRDAM IN 
DECK FLUTE

PURLIN 
PER PLAN

TRUSS CHORD

PER PLAN

2" 4" 4" 2"

3
 1

/2
"

2
 1

/4
"

2
"

2
"

2
 1

/4
"

3
 1

/2
"

4
"

CENTERLINE OF
TRUSS CHORD

3/8

FULLY DESIGNED
CONNECTION

CJP

CJP

SEE TRUSS ELEVATIONS FOR DIMS

OUTRIGGER 
CENTERED ON 
GIRDERSEE TYPICAL 

ROOF DECK 
EDGE DETAIL

3/16 6

3/16 6

PURLIN PER PLAN

CANTILEVER GIRDER 
PER PLAN

PURLIN PER PLAN

6"

1

PER PLAN ROOF DECK
PER PLAN

TRUSS 
CHORD

TAPERED PLATE
7 1/2" x 12"
SHOP WELD TO TRUSS
FILED WELD TO GIRDER

1" STEEL
PLATE

1" STEEL
PLATE

1" THERMAL
BREAK PLATE,
SEE SPEC 051200

1 1/2" DIAMETER
STAINLESS STEEL
BOLTS, ASTM A193 
B8 CLASS 2

AIRDAM IN 
DECK FLUTE

5/16

5/16

14

PER PLAN

ROOF DECK
PER PLAN

1" STEEL
PLATE

1" STEEL
PLATE

1" THERMAL
BREAK PLATE,
SEE SPEC 051200

1 1/2" DIAMETER
STAINLESS STEEL
BOLTS, ASTM A193
B8 CLASS 2

AIRDAM IN 
DECK FLUTE

PURLIN
PER PLAN

CJP

TRUSS CHORD

3/16

PLATE  TO MATCH
THICKNESS AND WIDTH
OF FLANGE

5/16

2" 4" 4" 2"

3
 1

/2
"

2
 1

/4
"

2
"

2
"

2
 1

/4
"

3
 1

/2
"

CENTERLINE OF
TRUSS CHORD

3/8

FULLY DESIGNED
CONNECTION

2" 4" 4" 2"

3
 1

/2
"

2
 1

/4
"

2
"

2
"

2
 1

/4
"

3
 1

/2
"

CENTERLINE OF
TRUSS CHORD

3/8

FULLY DESIGNED
CONNECTION

04 LOW ROOF
127'-4"

B

FRAMING SEE TRUSS
ELEVATION

ROOF DECK
PER PLAN

HANGER CONNECTION:
1/2" x 6 1/2" x 0'-10" PLATE
1/4" ALL AROUND WELD
(4) 3/4" DIAMETER A325 BOLTS

SHEAR CONNECTION

HANGER 
PER PLAN

SHEAR CONNECTION

CLADDING STEEL,
SEE S-570 SERIES
DRAWINGS

EDGE ANGLE.

(SEE 6/S-532)

8

S-533

PURLIN PER PLAN

TRUSS PER PLAN

HANGER PER PLAN

BEAM PER PLAN 

HANGER PER PLAN

BEAM PER PLAN 

3/16

3/8"x10 1/2"x10" PLATE

(4) 3/4" A325 BOLTS

3/16

BEAM PER PLAN

HANGER PER PLAN

TRUSS 
PER PLAN

3/8" STIFFENER 
PLATE

SEE PLAN

2" MIN
METAL ROOF
DECK

3/16 2-12

1/4" BENT PLATE
CONTINUOUS

3
"

BEAM PER PLAN

NOTES:

1. LOCATION OF BENT PLATE EDGE SHALL BE ADJUSTED IN FIELD TO
WITHIN AISC TOLERANCES FOR ADJUSTABLE ITEMS (+/- 3/8") FROM
THEORETICAL CENTERLINE OF BEAM (NOT ERECTED CENTERLINE
OF BEAM). AT ELEVATOR SHAFTS LOCATE WITHIN (0"/+1/2") FROM
INTERIOR  OF SHAFT.

L3x3x1/4 KICKER AT 48" OC

L3x3x1/4 KICKER AT 48" OC
(AT SIM ONLY)

3/16 2 MIN

TYP AT
KICKER

ATTACHMENT

CLIP TO EOD ANGLE
BY CFS SUPPLIER

PARAPET CFS STUD WALL
SEE ARCH

SCALE:   3/4" = 1'-0"
4

NE AND SE THERMAL BREAK
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ROOF FRAMING
DETAILS
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IN128 - JAMES T.
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SCALE:   1" = 1'-0"
5

PURLIN THERMAL BREAK

SCALE:   1" = 1'-0"
1

TYPICAL CANTILEVER END
SCALE:   3/4" = 1'-0"

2
WEST BEARING AND THERMAL BREAK

SCALE:   3/4" = 1'-0"
3

EAST BEARING AND THERMAL BREAK

SCALE:   1" = 1'-0"
6

SECTION AT HANGER

1 Construction Documents 01/13/25

2 Addendum 01 01/27/25

01/27/25

2

SCALE:   1" = 1'-0"
7

SECTION AT PRACTICE GYM BASKETBALL HOOP
SCALE:   1 1/2" = 1'-0"

8
BASKETBALL HOOP HANGER CONNECTION DETAIL

2

SCALE:   1" = 1'-0"
9

TYPICAL ROOF DECK EDGE DETAIL AT
CFS STUD PARAPET ABOVE CURTAIN WALL

2



1

PURLIN/TRUSS PER 
PLAN

CLADDING BEAM 
PER PLAN

5

S-534
●

7

S-534
●

6

S-534
●

HANGER PER PLAN

9

S-534
●

B

PURLIN/TRUSS PER 
PLAN

LOW ROOF BEAM 
PER PLAN

4

S-534
●

6

S-534

7

S-534

HANGER PER PLAN

10

S-534
●

11

PURLIN/TRUSS PER 
PLAN

CLADDING BEAM 
PER PLAN

7

S-534
●

6

S-534
●

HANGER PER PLAN

2

1"1"
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DW

A. THESE GENERAL NOTES APPLY TO ROOF DRAWINGS.
B. VERIFY SIZE, LOCATION AND NUMBER OF ROOF 

PENETRATIONS INCLUDING VENTS, PIPES, CURBS, ROOF 
DRAINS, CONDUITS, ETC.  PROVIDE NEW FLASHING AND 
SEAL PENETRATIONS WHETHER OR NOT INDICATED ON THE 
DRAWINGS.

C. COMPLETE WORK ABOVE ROOF, SUCH AS MASONRY, 
WELDING, MASONRY RESTORATION, ETC., PRIOR TO 
STARTING ROOFING WORK.

D. VERIFY AND MAINTAIN ROOF SLOPES AND DRAINAGE 
PATTERNS.  TEST FOR AND CORRECT ANY PONDING 
CONDITIONS.

E. REPAIR AND REPLACE ROOFING SYSTEM OR STRUCTURE 
DAMAGED BY IMPROPER STORAGE, CONSTRUCTION 
ACTIVITIES, OR LACK OF ADEQUATE TEMPORARY 
PROTECTION. THIS ALSO INCLUDES INTERIOR DAMAGE TO 
FINISHES, EQUIPMENT, FURNISHINGS, ETC., RESULTING 
FROM LEAKS.

F. NEW BLOCKING SHALL BE PRESERVATIVE-TREATED WOOD.
G. PAINT EXTERIOR LADDERS, BRACKETS, ETC., UNLESS 

NOTED OTHERWISE.
H. CAP FASTENERS THAT PENETRATE ROOF DECK IN AREAS 

NOT CONCEALED BY CEILINGS WITH WIRE NUTS OR OTHER 
MEANS ACCEPTABLE TO ARCHITECT UNLESS OTHERWISE 
INDICATED.  AREAS SUCH AS JANITOR CLOSETS, STORAGE 
ROOMS, MECHANICAL AND ELECTRICAL EQUIPMENT 
ROOMS, ETC., ARE EXEMPT FROM THIS REQUIREMENT 
UNLESS OTHERWISE INDICATED.

I. REFER TO WALL SECTIONS NOTED ON ROOF PLANS FOR 
INFORMATION.

J. REFER TO MECHANICAL DRAWINGS TO COORDINATE ROOF 
CONDUCTOR LOCATIONS.
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A. THESE GENERAL NOTES APPLY TO ROOF DRAWINGS.
B. VERIFY SIZE, LOCATION AND NUMBER OF ROOF 

PENETRATIONS INCLUDING VENTS, PIPES, CURBS, ROOF 
DRAINS, CONDUITS, ETC.  PROVIDE NEW FLASHING AND 
SEAL PENETRATIONS WHETHER OR NOT INDICATED ON THE 
DRAWINGS.

C. COMPLETE WORK ABOVE ROOF, SUCH AS MASONRY, 
WELDING, MASONRY RESTORATION, ETC., PRIOR TO 
STARTING ROOFING WORK.

D. VERIFY AND MAINTAIN ROOF SLOPES AND DRAINAGE 
PATTERNS.  TEST FOR AND CORRECT ANY PONDING 
CONDITIONS.

E. REPAIR AND REPLACE ROOFING SYSTEM OR STRUCTURE 
DAMAGED BY IMPROPER STORAGE, CONSTRUCTION 
ACTIVITIES, OR LACK OF ADEQUATE TEMPORARY 
PROTECTION. THIS ALSO INCLUDES INTERIOR DAMAGE TO 
FINISHES, EQUIPMENT, FURNISHINGS, ETC., RESULTING 
FROM LEAKS.

F. NEW BLOCKING SHALL BE PRESERVATIVE-TREATED WOOD.
G. PAINT EXTERIOR LADDERS, BRACKETS, ETC., UNLESS 

NOTED OTHERWISE.
H. CAP FASTENERS THAT PENETRATE ROOF DECK IN AREAS 

NOT CONCEALED BY CEILINGS WITH WIRE NUTS OR OTHER 
MEANS ACCEPTABLE TO ARCHITECT UNLESS OTHERWISE 
INDICATED.  AREAS SUCH AS JANITOR CLOSETS, STORAGE 
ROOMS, MECHANICAL AND ELECTRICAL EQUIPMENT 
ROOMS, ETC., ARE EXEMPT FROM THIS REQUIREMENT 
UNLESS OTHERWISE INDICATED.

I. REFER TO WALL SECTIONS NOTED ON ROOF PLANS FOR 
INFORMATION.

J. REFER TO MECHANICAL DRAWINGS TO COORDINATE ROOF 
CONDUCTOR LOCATIONS.
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A. THESE GENERAL NOTES APPLY TO ROOF DRAWINGS.
B. VERIFY SIZE, LOCATION AND NUMBER OF ROOF 

PENETRATIONS INCLUDING VENTS, PIPES, CURBS, ROOF 
DRAINS, CONDUITS, ETC.  PROVIDE NEW FLASHING AND 
SEAL PENETRATIONS WHETHER OR NOT INDICATED ON THE 
DRAWINGS.

C. COMPLETE WORK ABOVE ROOF, SUCH AS MASONRY, 
WELDING, MASONRY RESTORATION, ETC., PRIOR TO 
STARTING ROOFING WORK.

D. VERIFY AND MAINTAIN ROOF SLOPES AND DRAINAGE 
PATTERNS.  TEST FOR AND CORRECT ANY PONDING 
CONDITIONS.

E. REPAIR AND REPLACE ROOFING SYSTEM OR STRUCTURE 
DAMAGED BY IMPROPER STORAGE, CONSTRUCTION 
ACTIVITIES, OR LACK OF ADEQUATE TEMPORARY 
PROTECTION. THIS ALSO INCLUDES INTERIOR DAMAGE TO 
FINISHES, EQUIPMENT, FURNISHINGS, ETC., RESULTING 
FROM LEAKS.

F. NEW BLOCKING SHALL BE PRESERVATIVE-TREATED WOOD.
G. PAINT EXTERIOR LADDERS, BRACKETS, ETC., UNLESS 

NOTED OTHERWISE.
H. CAP FASTENERS THAT PENETRATE ROOF DECK IN AREAS 

NOT CONCEALED BY CEILINGS WITH WIRE NUTS OR OTHER 
MEANS ACCEPTABLE TO ARCHITECT UNLESS OTHERWISE 
INDICATED.  AREAS SUCH AS JANITOR CLOSETS, STORAGE 
ROOMS, MECHANICAL AND ELECTRICAL EQUIPMENT 
ROOMS, ETC., ARE EXEMPT FROM THIS REQUIREMENT 
UNLESS OTHERWISE INDICATED.

I. REFER TO WALL SECTIONS NOTED ON ROOF PLANS FOR 
INFORMATION.

J. REFER TO MECHANICAL DRAWINGS TO COORDINATE ROOF 
CONDUCTOR LOCATIONS.
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A. THESE GENERAL NOTES APPLY TO ROOF DRAWINGS.
B. VERIFY SIZE, LOCATION AND NUMBER OF ROOF 

PENETRATIONS INCLUDING VENTS, PIPES, CURBS, ROOF 
DRAINS, CONDUITS, ETC.  PROVIDE NEW FLASHING AND 
SEAL PENETRATIONS WHETHER OR NOT INDICATED ON THE 
DRAWINGS.

C. COMPLETE WORK ABOVE ROOF, SUCH AS MASONRY, 
WELDING, MASONRY RESTORATION, ETC., PRIOR TO 
STARTING ROOFING WORK.

D. VERIFY AND MAINTAIN ROOF SLOPES AND DRAINAGE 
PATTERNS.  TEST FOR AND CORRECT ANY PONDING 
CONDITIONS.

E. REPAIR AND REPLACE ROOFING SYSTEM OR STRUCTURE 
DAMAGED BY IMPROPER STORAGE, CONSTRUCTION 
ACTIVITIES, OR LACK OF ADEQUATE TEMPORARY 
PROTECTION. THIS ALSO INCLUDES INTERIOR DAMAGE TO 
FINISHES, EQUIPMENT, FURNISHINGS, ETC., RESULTING 
FROM LEAKS.

F. NEW BLOCKING SHALL BE PRESERVATIVE-TREATED WOOD.
G. PAINT EXTERIOR LADDERS, BRACKETS, ETC., UNLESS 

NOTED OTHERWISE.
H. CAP FASTENERS THAT PENETRATE ROOF DECK IN AREAS 

NOT CONCEALED BY CEILINGS WITH WIRE NUTS OR OTHER 
MEANS ACCEPTABLE TO ARCHITECT UNLESS OTHERWISE 
INDICATED.  AREAS SUCH AS JANITOR CLOSETS, STORAGE 
ROOMS, MECHANICAL AND ELECTRICAL EQUIPMENT 
ROOMS, ETC., ARE EXEMPT FROM THIS REQUIREMENT 
UNLESS OTHERWISE INDICATED.

I. REFER TO WALL SECTIONS NOTED ON ROOF PLANS FOR 
INFORMATION.

J. REFER TO MECHANICAL DRAWINGS TO COORDINATE ROOF 
CONDUCTOR LOCATIONS.
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A. THESE GENERAL NOTES APPLY TO ROOF DRAWINGS.
B. VERIFY SIZE, LOCATION AND NUMBER OF ROOF 

PENETRATIONS INCLUDING VENTS, PIPES, CURBS, ROOF 
DRAINS, CONDUITS, ETC.  PROVIDE NEW FLASHING AND 
SEAL PENETRATIONS WHETHER OR NOT INDICATED ON THE 
DRAWINGS.

C. COMPLETE WORK ABOVE ROOF, SUCH AS MASONRY, 
WELDING, MASONRY RESTORATION, ETC., PRIOR TO 
STARTING ROOFING WORK.

D. VERIFY AND MAINTAIN ROOF SLOPES AND DRAINAGE 
PATTERNS.  TEST FOR AND CORRECT ANY PONDING 
CONDITIONS.

E. REPAIR AND REPLACE ROOFING SYSTEM OR STRUCTURE 
DAMAGED BY IMPROPER STORAGE, CONSTRUCTION 
ACTIVITIES, OR LACK OF ADEQUATE TEMPORARY 
PROTECTION. THIS ALSO INCLUDES INTERIOR DAMAGE TO 
FINISHES, EQUIPMENT, FURNISHINGS, ETC., RESULTING 
FROM LEAKS.

F. NEW BLOCKING SHALL BE PRESERVATIVE-TREATED WOOD.
G. PAINT EXTERIOR LADDERS, BRACKETS, ETC., UNLESS 

NOTED OTHERWISE.
H. CAP FASTENERS THAT PENETRATE ROOF DECK IN AREAS 

NOT CONCEALED BY CEILINGS WITH WIRE NUTS OR OTHER 
MEANS ACCEPTABLE TO ARCHITECT UNLESS OTHERWISE 
INDICATED.  AREAS SUCH AS JANITOR CLOSETS, STORAGE 
ROOMS, MECHANICAL AND ELECTRICAL EQUIPMENT 
ROOMS, ETC., ARE EXEMPT FROM THIS REQUIREMENT 
UNLESS OTHERWISE INDICATED.

I. REFER TO WALL SECTIONS NOTED ON ROOF PLANS FOR 
INFORMATION.

J. REFER TO MECHANICAL DRAWINGS TO COORDINATE ROOF 
CONDUCTOR LOCATIONS.
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A. THESE GENERAL NOTES APPLY TO SERIES A-130 
REFLECTED CEILING DRAWINGS.

B. INSTALL NEW CEILINGS AT ▐►+9'-0”◄▌ A.F.F. UNLESS 
NOTED OTHERWISE. ALL CEILINGS TO BE ▐►ACT-01
◄▌UNLESS NOTED OTHERWISE. 

C. CENTER CEILING GRIDS WITHIN ROOMS EACH DIRECTION 
UNLESS NOTED OTHERWISE.

D. LOCATE CEILING GRIDS WITHIN ROOMS SUCH THAT 
BORDERS CONTAIN ▐►NOT LESS THAN 1/2 TILE WIDTH,◄▌
UNLESS OTHERWISE INDICATED.

E. CENTER PENETRATIONS IN ACOUSTICAL CEILING SYSTEMS 
WITHIN INDIVIDUAL CEILING PANELS, SUCH AS SPRINKLER 
HEADS, DIFFUSERS, LIGHT FIXTURES, ETC., UNLESS 
OTHERWISE INDICATED.

F. PAINT EXPOSED GYPSUM BOARD AND PLASTER CEILING 
SURFACES ▐►PT-01◄▌UNLESS OTHERWISE INDICATED.

G. PROVIDE CONTROL JOINTS (C.J.) IN GYPSUM BOARD 
CEILING CONSTRUCTION AS INDICATED. WHERE NOT 
SHOWN, PROVIDE MAXIMUM SPACING BETWEEN JOINTS OF 
30'-0”.  VERIFY FINAL CONTROL JOINT LOCATIONS WITH 
ARCHITECT PRIOR TO STARTING WORK WHETHER OR NOT 
INDICATED ON THE DRAWINGS.

H. CEILING ACCESS PANELS INDICATED ARE NOT INTENDED 
TO LIMIT NUMBER OF PANELS REQUIRED. PANEL QUANTITY 
SHALL BE SUFFICIENT TO PROVIDE REQUIRED ACCESS 
WHETHER OR NOT INDICATED ON THE DRAWINGS. VERIFY 
FINAL LOCATIONS WITH ARCHITECT PRIOR TO STARTING 
WORK. REFER TO A-524 FOR ACCESS PANEL DETAILS. PAINT 
TO MATCH COLOR OF CEILING, TYP. CEILING ACCESS 
PANELS TO BE FLUSH W/ CONCEALED MUD-IN FLANGE TRIM 
24"X24" U.N.O.

I. REFER TO ▐►SERIES A-001◄▌ GENERAL INFORMATION 
DRAWINGS FOR MATERIAL SYMBOL KEY.

J. REFER TO ▐►SERIES A-150◄▌ FINISH PLANS FOR 
ADDITIONAL CEILING FINISH INFORMATION.

K. REFER TO ELECTRICAL DRAWINGS FOR CEILING-MOUNTED 
LIGHT FIXTURE TYPES AND QUANTITIES.

L. REFER TO MECHANICAL DRAWINGS FOR CEILING-MOUNTED 
DIFFUSERS, GRILLE TYPES AND QUANTITIES.

M. REFER TO FIRE PROTECTION DRAWINGS FOR SPRINKLER 
HEAD TYPES AND QUANTITIES. HEADS HAVE BEEN 
INTENTIONALLY OMITTED FROM REFLECTED CEILING PLANS 
FOR CLARITY.

N. INSTALLATION OF CEILING SYSTEMS SHALL NOT BEGIN 
PRIOR TO SUBMITTAL AND REVIEW OF CEILING 
COORDINATION DRAWINGS SHOWING LAYOUT OF CEILING 
GRIDS OR CONTROL JOINTS AND ITEMS TO BE INSTALLED IN 
OR ON CEILINGS SUCH AS SPRINKLER HEADS, DIFFUSERS, 
GRILLES, LIGHT FIXTURES, FIRE DETECTION AND ALARM 
DEVICES, ACCESS PANELS, ETC. 

O. PROVIDE ▐►4" AXIOM EDGE TRIM◄▌ON ALL EXPOSED 
EDGES OF CEILINGS UNLESS NOTED OTHERWISE. 

P. IN AREAS WHERE STRUCTURE IS EXPOSED, CONTRACTOR 
TO PROVIDE FANAL LAYOUTS OF ALL DUCTWORK, PIPING, 
CONDUIT, LIGHTING, ETC. FOR FINAL APPROVAL BY 
ARCHITECT PRIOR TO INSTALLATION. 

Q. PAINT ALL ELEMENTS IN OPEN & EXPOSED CEILINGS 
INCLUDING BUT NOT LIMITED TO DUCTWORK, STRUCTURE, 
CABLES, METAL STUDS, PIPING, CEILING HANGERS, AND 
MECHANICAL DEVICES PT-05 U.N.O.
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A. THESE GENERAL NOTES APPLY TO SERIES A-130 
REFLECTED CEILING DRAWINGS.

B. INSTALL NEW CEILINGS AT ▐►+9'-0”◄▌ A.F.F. UNLESS 
NOTED OTHERWISE. ALL CEILINGS TO BE ▐►ACT-01
◄▌UNLESS NOTED OTHERWISE. 

C. CENTER CEILING GRIDS WITHIN ROOMS EACH DIRECTION 
UNLESS NOTED OTHERWISE.

D. LOCATE CEILING GRIDS WITHIN ROOMS SUCH THAT 
BORDERS CONTAIN ▐►NOT LESS THAN 1/2 TILE WIDTH,◄▌
UNLESS OTHERWISE INDICATED.

E. CENTER PENETRATIONS IN ACOUSTICAL CEILING SYSTEMS 
WITHIN INDIVIDUAL CEILING PANELS, SUCH AS SPRINKLER 
HEADS, DIFFUSERS, LIGHT FIXTURES, ETC., UNLESS 
OTHERWISE INDICATED.

F. PAINT EXPOSED GYPSUM BOARD AND PLASTER CEILING 
SURFACES ▐►PT-01◄▌UNLESS OTHERWISE INDICATED.

G. PROVIDE CONTROL JOINTS (C.J.) IN GYPSUM BOARD 
CEILING CONSTRUCTION AS INDICATED. WHERE NOT 
SHOWN, PROVIDE MAXIMUM SPACING BETWEEN JOINTS OF 
30'-0”.  VERIFY FINAL CONTROL JOINT LOCATIONS WITH 
ARCHITECT PRIOR TO STARTING WORK WHETHER OR NOT 
INDICATED ON THE DRAWINGS.

H. CEILING ACCESS PANELS INDICATED ARE NOT INTENDED 
TO LIMIT NUMBER OF PANELS REQUIRED. PANEL QUANTITY 
SHALL BE SUFFICIENT TO PROVIDE REQUIRED ACCESS 
WHETHER OR NOT INDICATED ON THE DRAWINGS. VERIFY 
FINAL LOCATIONS WITH ARCHITECT PRIOR TO STARTING 
WORK. REFER TO A-524 FOR ACCESS PANEL DETAILS. PAINT 
TO MATCH COLOR OF CEILING, TYP. CEILING ACCESS 
PANELS TO BE FLUSH W/ CONCEALED MUD-IN FLANGE TRIM 
24"X24" U.N.O.

I. REFER TO ▐►SERIES A-001◄▌ GENERAL INFORMATION 
DRAWINGS FOR MATERIAL SYMBOL KEY.

J. REFER TO ▐►SERIES A-150◄▌ FINISH PLANS FOR 
ADDITIONAL CEILING FINISH INFORMATION.

K. REFER TO ELECTRICAL DRAWINGS FOR CEILING-MOUNTED 
LIGHT FIXTURE TYPES AND QUANTITIES.

L. REFER TO MECHANICAL DRAWINGS FOR CEILING-MOUNTED 
DIFFUSERS, GRILLE TYPES AND QUANTITIES.

M. REFER TO FIRE PROTECTION DRAWINGS FOR SPRINKLER 
HEAD TYPES AND QUANTITIES. HEADS HAVE BEEN 
INTENTIONALLY OMITTED FROM REFLECTED CEILING PLANS 
FOR CLARITY.

N. INSTALLATION OF CEILING SYSTEMS SHALL NOT BEGIN 
PRIOR TO SUBMITTAL AND REVIEW OF CEILING 
COORDINATION DRAWINGS SHOWING LAYOUT OF CEILING 
GRIDS OR CONTROL JOINTS AND ITEMS TO BE INSTALLED IN 
OR ON CEILINGS SUCH AS SPRINKLER HEADS, DIFFUSERS, 
GRILLES, LIGHT FIXTURES, FIRE DETECTION AND ALARM 
DEVICES, ACCESS PANELS, ETC. 

O. PROVIDE ▐►4" AXIOM EDGE TRIM◄▌ON ALL EXPOSED 
EDGES OF CEILINGS UNLESS NOTED OTHERWISE. 

P. IN AREAS WHERE STRUCTURE IS EXPOSED, CONTRACTOR 
TO PROVIDE FANAL LAYOUTS OF ALL DUCTWORK, PIPING, 
CONDUIT, LIGHTING, ETC. FOR FINAL APPROVAL BY 
ARCHITECT PRIOR TO INSTALLATION. 

Q. PAINT ALL ELEMENTS IN OPEN & EXPOSED CEILINGS 
INCLUDING BUT NOT LIMITED TO DUCTWORK, STRUCTURE, 
CABLES, METAL STUDS, PIPING, CEILING HANGERS, AND 
MECHANICAL DEVICES PT-05 U.N.O.
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BLACK DEVICES & MECH 
GRILLES ON ACT-04 
CEILING. CONFIRM 

FINISHES W/ ARCHITECT

2

A. THESE GENERAL NOTES APPLY TO SERIES A-130 
REFLECTED CEILING DRAWINGS.

B. INSTALL NEW CEILINGS AT ▐►+9'-0”◄▌ A.F.F. UNLESS 
NOTED OTHERWISE. ALL CEILINGS TO BE ▐►ACT-01
◄▌UNLESS NOTED OTHERWISE. 

C. CENTER CEILING GRIDS WITHIN ROOMS EACH DIRECTION 
UNLESS NOTED OTHERWISE.

D. LOCATE CEILING GRIDS WITHIN ROOMS SUCH THAT 
BORDERS CONTAIN ▐►NOT LESS THAN 1/2 TILE WIDTH,◄▌
UNLESS OTHERWISE INDICATED.

E. CENTER PENETRATIONS IN ACOUSTICAL CEILING SYSTEMS 
WITHIN INDIVIDUAL CEILING PANELS, SUCH AS SPRINKLER 
HEADS, DIFFUSERS, LIGHT FIXTURES, ETC., UNLESS 
OTHERWISE INDICATED.

F. PAINT EXPOSED GYPSUM BOARD AND PLASTER CEILING 
SURFACES ▐►PT-01◄▌UNLESS OTHERWISE INDICATED.

G. PROVIDE CONTROL JOINTS (C.J.) IN GYPSUM BOARD 
CEILING CONSTRUCTION AS INDICATED. WHERE NOT 
SHOWN, PROVIDE MAXIMUM SPACING BETWEEN JOINTS OF 
30'-0”.  VERIFY FINAL CONTROL JOINT LOCATIONS WITH 
ARCHITECT PRIOR TO STARTING WORK WHETHER OR NOT 
INDICATED ON THE DRAWINGS.

H. CEILING ACCESS PANELS INDICATED ARE NOT INTENDED 
TO LIMIT NUMBER OF PANELS REQUIRED. PANEL QUANTITY 
SHALL BE SUFFICIENT TO PROVIDE REQUIRED ACCESS 
WHETHER OR NOT INDICATED ON THE DRAWINGS. VERIFY 
FINAL LOCATIONS WITH ARCHITECT PRIOR TO STARTING 
WORK. REFER TO A-524 FOR ACCESS PANEL DETAILS. PAINT 
TO MATCH COLOR OF CEILING, TYP. CEILING ACCESS 
PANELS TO BE FLUSH W/ CONCEALED MUD-IN FLANGE TRIM 
24"X24" U.N.O.

I. REFER TO ▐►SERIES A-001◄▌ GENERAL INFORMATION 
DRAWINGS FOR MATERIAL SYMBOL KEY.

J. REFER TO ▐►SERIES A-150◄▌ FINISH PLANS FOR 
ADDITIONAL CEILING FINISH INFORMATION.

K. REFER TO ELECTRICAL DRAWINGS FOR CEILING-MOUNTED 
LIGHT FIXTURE TYPES AND QUANTITIES.

L. REFER TO MECHANICAL DRAWINGS FOR CEILING-MOUNTED 
DIFFUSERS, GRILLE TYPES AND QUANTITIES.

M. REFER TO FIRE PROTECTION DRAWINGS FOR SPRINKLER 
HEAD TYPES AND QUANTITIES. HEADS HAVE BEEN 
INTENTIONALLY OMITTED FROM REFLECTED CEILING PLANS 
FOR CLARITY.

N. INSTALLATION OF CEILING SYSTEMS SHALL NOT BEGIN 
PRIOR TO SUBMITTAL AND REVIEW OF CEILING 
COORDINATION DRAWINGS SHOWING LAYOUT OF CEILING 
GRIDS OR CONTROL JOINTS AND ITEMS TO BE INSTALLED IN 
OR ON CEILINGS SUCH AS SPRINKLER HEADS, DIFFUSERS, 
GRILLES, LIGHT FIXTURES, FIRE DETECTION AND ALARM 
DEVICES, ACCESS PANELS, ETC. 

O. PROVIDE ▐►4" AXIOM EDGE TRIM◄▌ON ALL EXPOSED 
EDGES OF CEILINGS UNLESS NOTED OTHERWISE. 

P. IN AREAS WHERE STRUCTURE IS EXPOSED, CONTRACTOR 
TO PROVIDE FANAL LAYOUTS OF ALL DUCTWORK, PIPING, 
CONDUIT, LIGHTING, ETC. FOR FINAL APPROVAL BY 
ARCHITECT PRIOR TO INSTALLATION. 

Q. PAINT ALL ELEMENTS IN OPEN & EXPOSED CEILINGS 
INCLUDING BUT NOT LIMITED TO DUCTWORK, STRUCTURE, 
CABLES, METAL STUDS, PIPING, CEILING HANGERS, AND 
MECHANICAL DEVICES PT-05 U.N.O.

GYB BOARD CEILING
(REFER TO PLAN FOR 
SUSPENSION TYPE)

ACOUSTIC CEILING TILE 

SPOT ELEVATION MARKER

XXX-01
10'-10" A.F.F.

CEILING TAG

CEILING TYPE

CEILING HEIGHT  
(ABOVE FINISH FLOOR)

SHEET TITLE

SHEET NUMBER

INDIANA UNIVERSITY BOARD OF TRUSTEES
2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

Owner

RATIO
101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

Architect

FINK ROBERTS AND PETRIE, INC.

Structural Engineer

Mechanical / Electrical

Civil Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

INTROBA

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
800-404-7677

AMERICAN STRUCTUREPOINT, INC.

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

PROJECT NO.

SHEET ISSUE

SEAL | DATE

COPYRIGHT NOTICE: THIS ARCHITECTURAL 
AND ENGINEERING DRAWING IS GIVEN IN 
CONFIDENCE AND SHALL BE USED ONLY 
PURSUANT TO THE AGREEMENT WITH RATIO.  
NO OTHER USE, DISSEMINATION OR 
DUPLICATION MAY BE MADE WITHOUT PRIOR 
WRITTEN CONSENT OF RATIO.  ALL COMMON 
LAW RIGHTS OF COPYRIGHT AND OTHERWISE 
ARE HEREBY SPECIFICALLY RESERVED.

Acoustics / Technology Engineer

WJHW

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

Plumbing Engineer

DLZ

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

Food Service Consultant

CINILITTLE

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

IU Project NO. 20240127

Code Consultant

FORZA

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

1/
26

/2
02

5 
10

:2
4:

15
 P

M

A-131D

EVENT FLOOR
REFLECTED CEILING
PLAN - AREA D

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1/8" = 1'-0"A-131D
A2 EVENT LEVEL REFLECTED CEILING PLAN - AREA D

GENERAL CEILING PLAN NOTES

RCP LEGEND

KEYNOTES (SPEC BASED)

083113.B04 ACCESS DOORS AND FRAMES - FLUSH ACCESS
DOOR WITH CONCEALED FLANGE

KEYNOTES (ACTION/GENERAL)

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25



02

02

03

03

06.5

06.5

A A

A.9 A.9

C C

D D

E E

B B

01.N

01.N

NW.A

NW.A

NW.C

NW.C

NW.B

NW.B

NW2

NW2

NW1

NW1

05

05

03.6

03.6

01

01

NW3

NW3

01.R

01.R

C.3 C.3

04

04

B.5 B.5

05.6

05.6

04.3

04.3

5'
-0

"

02.6

02.6

WOMEN
103

KITCHEN
102

STORAGE
102B

JAN
102A

TICKETING
101

A
2 

/ A
-1

32
B

A2 / A-132D

VEST
100

VEST
100

ACT-03
7'-9" A.F.F.

GWB-X1
8'-0" A.F.F.

GWB-01
9'-0" A.F.F.

GWB-X1
8'-0" A.F.F.

GWB-X1
8'-0" A.F.F.

OPEN & EXPOSED, TYP BOH ROOMS

GWB-X1
25'-0" A.F.F.

GWB-X1
7'-0" A.F.F.

GWB-X1
27'-4" A.F.F.

GWB-X1
10'-4" A.F.F.

GWB-X1
10'-4" A.F.F.

GWB-X1
10'-4" A.F.F.

06

06

04.7

04.7

4'
-0

"

A1
A-530

CONCOURSE
FLOOR

115F

CONCESSIONS
102C

3'
-0

"

7'-6" 5'-6" 6'-0" 6'-0" 6'-0"

E
Q

E
Q

3'-5" 7'-2" 7'-2" 7'-2" 7'-2" 7'-2" 7'-2"

E
Q

E
Q

4'-6" 6'-0" 6'-0" 6'-0"

3'
-1

0"

B.6 B.6

V1

V1

VA

VA

ALIGN

A
LI

G
N

C1
A-523

C1
A-530

4'-0"

4'
-4

"
R

 40'-0"

R 30'-0"

4'-0 3/4"

H1
A-530

GWB-X1
27'-4" A.F.F.

GWB-X1
27'-4" A.F.F.

87
.00

°

3 7/8"
2

2

A3
A-531

GWB-X1
7'-0" A.F.F.

E
Q

E
Q 1'-6"6'-0"

A. THESE GENERAL NOTES APPLY TO SERIES A-130 
REFLECTED CEILING DRAWINGS.

B. INSTALL NEW CEILINGS AT ▐►+9'-0”◄▌ A.F.F. UNLESS 
NOTED OTHERWISE. ALL CEILINGS TO BE ▐►ACT-01
◄▌UNLESS NOTED OTHERWISE. 

C. CENTER CEILING GRIDS WITHIN ROOMS EACH DIRECTION 
UNLESS NOTED OTHERWISE.

D. LOCATE CEILING GRIDS WITHIN ROOMS SUCH THAT 
BORDERS CONTAIN ▐►NOT LESS THAN 1/2 TILE WIDTH,◄▌
UNLESS OTHERWISE INDICATED.

E. CENTER PENETRATIONS IN ACOUSTICAL CEILING SYSTEMS 
WITHIN INDIVIDUAL CEILING PANELS, SUCH AS SPRINKLER 
HEADS, DIFFUSERS, LIGHT FIXTURES, ETC., UNLESS 
OTHERWISE INDICATED.

F. PAINT EXPOSED GYPSUM BOARD AND PLASTER CEILING 
SURFACES ▐►PT-01◄▌UNLESS OTHERWISE INDICATED.

G. PROVIDE CONTROL JOINTS (C.J.) IN GYPSUM BOARD 
CEILING CONSTRUCTION AS INDICATED. WHERE NOT 
SHOWN, PROVIDE MAXIMUM SPACING BETWEEN JOINTS OF 
30'-0”.  VERIFY FINAL CONTROL JOINT LOCATIONS WITH 
ARCHITECT PRIOR TO STARTING WORK WHETHER OR NOT 
INDICATED ON THE DRAWINGS.

H. CEILING ACCESS PANELS INDICATED ARE NOT INTENDED 
TO LIMIT NUMBER OF PANELS REQUIRED. PANEL QUANTITY 
SHALL BE SUFFICIENT TO PROVIDE REQUIRED ACCESS 
WHETHER OR NOT INDICATED ON THE DRAWINGS. VERIFY 
FINAL LOCATIONS WITH ARCHITECT PRIOR TO STARTING 
WORK. REFER TO A-524 FOR ACCESS PANEL DETAILS. PAINT 
TO MATCH COLOR OF CEILING, TYP. CEILING ACCESS 
PANELS TO BE FLUSH W/ CONCEALED MUD-IN FLANGE TRIM 
24"X24" U.N.O.

I. REFER TO ▐►SERIES A-001◄▌ GENERAL INFORMATION 
DRAWINGS FOR MATERIAL SYMBOL KEY.

J. REFER TO ▐►SERIES A-150◄▌ FINISH PLANS FOR 
ADDITIONAL CEILING FINISH INFORMATION.

K. REFER TO ELECTRICAL DRAWINGS FOR CEILING-MOUNTED 
LIGHT FIXTURE TYPES AND QUANTITIES.

L. REFER TO MECHANICAL DRAWINGS FOR CEILING-MOUNTED 
DIFFUSERS, GRILLE TYPES AND QUANTITIES.

M. REFER TO FIRE PROTECTION DRAWINGS FOR SPRINKLER 
HEAD TYPES AND QUANTITIES. HEADS HAVE BEEN 
INTENTIONALLY OMITTED FROM REFLECTED CEILING PLANS 
FOR CLARITY.

N. INSTALLATION OF CEILING SYSTEMS SHALL NOT BEGIN 
PRIOR TO SUBMITTAL AND REVIEW OF CEILING 
COORDINATION DRAWINGS SHOWING LAYOUT OF CEILING 
GRIDS OR CONTROL JOINTS AND ITEMS TO BE INSTALLED IN 
OR ON CEILINGS SUCH AS SPRINKLER HEADS, DIFFUSERS, 
GRILLES, LIGHT FIXTURES, FIRE DETECTION AND ALARM 
DEVICES, ACCESS PANELS, ETC. 

O. PROVIDE ▐►4" AXIOM EDGE TRIM◄▌ON ALL EXPOSED 
EDGES OF CEILINGS UNLESS NOTED OTHERWISE. 

P. IN AREAS WHERE STRUCTURE IS EXPOSED, CONTRACTOR 
TO PROVIDE FANAL LAYOUTS OF ALL DUCTWORK, PIPING, 
CONDUIT, LIGHTING, ETC. FOR FINAL APPROVAL BY 
ARCHITECT PRIOR TO INSTALLATION. 

Q. PAINT ALL ELEMENTS IN OPEN & EXPOSED CEILINGS 
INCLUDING BUT NOT LIMITED TO DUCTWORK, STRUCTURE, 
CABLES, METAL STUDS, PIPING, CEILING HANGERS, AND 
MECHANICAL DEVICES PT-05 U.N.O.
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A. THESE GENERAL NOTES APPLY TO SERIES A-130 
REFLECTED CEILING DRAWINGS.

B. INSTALL NEW CEILINGS AT ▐►+9'-0”◄▌ A.F.F. UNLESS 
NOTED OTHERWISE. ALL CEILINGS TO BE ▐►ACT-01
◄▌UNLESS NOTED OTHERWISE. 

C. CENTER CEILING GRIDS WITHIN ROOMS EACH DIRECTION 
UNLESS NOTED OTHERWISE.

D. LOCATE CEILING GRIDS WITHIN ROOMS SUCH THAT 
BORDERS CONTAIN ▐►NOT LESS THAN 1/2 TILE WIDTH,◄▌
UNLESS OTHERWISE INDICATED.

E. CENTER PENETRATIONS IN ACOUSTICAL CEILING SYSTEMS 
WITHIN INDIVIDUAL CEILING PANELS, SUCH AS SPRINKLER 
HEADS, DIFFUSERS, LIGHT FIXTURES, ETC., UNLESS 
OTHERWISE INDICATED.

F. PAINT EXPOSED GYPSUM BOARD AND PLASTER CEILING 
SURFACES ▐►PT-01◄▌UNLESS OTHERWISE INDICATED.

G. PROVIDE CONTROL JOINTS (C.J.) IN GYPSUM BOARD 
CEILING CONSTRUCTION AS INDICATED. WHERE NOT 
SHOWN, PROVIDE MAXIMUM SPACING BETWEEN JOINTS OF 
30'-0”.  VERIFY FINAL CONTROL JOINT LOCATIONS WITH 
ARCHITECT PRIOR TO STARTING WORK WHETHER OR NOT 
INDICATED ON THE DRAWINGS.

H. CEILING ACCESS PANELS INDICATED ARE NOT INTENDED 
TO LIMIT NUMBER OF PANELS REQUIRED. PANEL QUANTITY 
SHALL BE SUFFICIENT TO PROVIDE REQUIRED ACCESS 
WHETHER OR NOT INDICATED ON THE DRAWINGS. VERIFY 
FINAL LOCATIONS WITH ARCHITECT PRIOR TO STARTING 
WORK. REFER TO A-524 FOR ACCESS PANEL DETAILS. PAINT 
TO MATCH COLOR OF CEILING, TYP. CEILING ACCESS 
PANELS TO BE FLUSH W/ CONCEALED MUD-IN FLANGE TRIM 
24"X24" U.N.O.

I. REFER TO ▐►SERIES A-001◄▌ GENERAL INFORMATION 
DRAWINGS FOR MATERIAL SYMBOL KEY.

J. REFER TO ▐►SERIES A-150◄▌ FINISH PLANS FOR 
ADDITIONAL CEILING FINISH INFORMATION.

K. REFER TO ELECTRICAL DRAWINGS FOR CEILING-MOUNTED 
LIGHT FIXTURE TYPES AND QUANTITIES.

L. REFER TO MECHANICAL DRAWINGS FOR CEILING-MOUNTED 
DIFFUSERS, GRILLE TYPES AND QUANTITIES.

M. REFER TO FIRE PROTECTION DRAWINGS FOR SPRINKLER 
HEAD TYPES AND QUANTITIES. HEADS HAVE BEEN 
INTENTIONALLY OMITTED FROM REFLECTED CEILING PLANS 
FOR CLARITY.

N. INSTALLATION OF CEILING SYSTEMS SHALL NOT BEGIN 
PRIOR TO SUBMITTAL AND REVIEW OF CEILING 
COORDINATION DRAWINGS SHOWING LAYOUT OF CEILING 
GRIDS OR CONTROL JOINTS AND ITEMS TO BE INSTALLED IN 
OR ON CEILINGS SUCH AS SPRINKLER HEADS, DIFFUSERS, 
GRILLES, LIGHT FIXTURES, FIRE DETECTION AND ALARM 
DEVICES, ACCESS PANELS, ETC. 

O. PROVIDE ▐►4" AXIOM EDGE TRIM◄▌ON ALL EXPOSED 
EDGES OF CEILINGS UNLESS NOTED OTHERWISE. 

P. IN AREAS WHERE STRUCTURE IS EXPOSED, CONTRACTOR 
TO PROVIDE FANAL LAYOUTS OF ALL DUCTWORK, PIPING, 
CONDUIT, LIGHTING, ETC. FOR FINAL APPROVAL BY 
ARCHITECT PRIOR TO INSTALLATION. 

Q. PAINT ALL ELEMENTS IN OPEN & EXPOSED CEILINGS 
INCLUDING BUT NOT LIMITED TO DUCTWORK, STRUCTURE, 
CABLES, METAL STUDS, PIPING, CEILING HANGERS, AND 
MECHANICAL DEVICES PT-05 U.N.O.

GYB BOARD CEILING
(REFER TO PLAN FOR 
SUSPENSION TYPE)

ACOUSTIC CEILING TILE 

SPOT ELEVATION MARKER

XXX-01
10'-10" A.F.F.

CEILING TAG

CEILING TYPE

CEILING HEIGHT  
(ABOVE FINISH FLOOR)

SHEET TITLE

SHEET NUMBER

INDIANA UNIVERSITY BOARD OF TRUSTEES
2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

Owner

RATIO
101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

Architect

FINK ROBERTS AND PETRIE, INC.

Structural Engineer

Mechanical / Electrical

Civil Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

INTROBA

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
800-404-7677

AMERICAN STRUCTUREPOINT, INC.

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

KEY PLAN

A B

C

PROJECT NO.

SHEET ISSUE

SEAL | DATE

COPYRIGHT NOTICE: THIS ARCHITECTURAL 
AND ENGINEERING DRAWING IS GIVEN IN 
CONFIDENCE AND SHALL BE USED ONLY 
PURSUANT TO THE AGREEMENT WITH RATIO.  
NO OTHER USE, DISSEMINATION OR 
DUPLICATION MAY BE MADE WITHOUT PRIOR 
WRITTEN CONSENT OF RATIO.  ALL COMMON 
LAW RIGHTS OF COPYRIGHT AND OTHERWISE 
ARE HEREBY SPECIFICALLY RESERVED.

Acoustics / Technology Engineer

WJHW

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

D

Plumbing Engineer

DLZ

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

Food Service Consultant

CINILITTLE

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

IU Project NO. 20240127

Code Consultant

FORZA

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

1/
26

/2
02

5 
10

:2
4:

48
 P

M

A-132B

CONCOURSE
REFLECTED CEILING
PLAN - AREA B

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1/8" = 1'-0"A-132B
A2 CONCOURSE LEVEL REFLECTED CEILING PLAN - AREA B

GENERAL CEILING PLAN NOTES

RCP LEGEND

KEYNOTES (SPEC BASED)

083113.B04 ACCESS DOORS AND FRAMES - FLUSH ACCESS
DOOR WITH CONCEALED FLANGE

KEYNOTES (ACTION/GENERAL)

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25



06.5

06.5

07.4

07.4

10

10

11

11

H H

J.5 J.5

K K

G G

J J

L L

SE.A

SE.A

SE.C

SE.C

SE.B

SE.B

SE2

SE2

SE1

SE1

F F

12

12

14

14

08

08
11.S

11.S

09.5

09.5

14.R

14.R

H.3 H.3

H.7 H.7

SE3

SE3

G.5 G.5

09

09

08.7

08.7

1'
-0

"

10.4

10.4

PRACTICE
GYNMASIUM

115

CONFERENCE
108B

CONFERENCE
109D

PO
109E

PO
109C

WELLNESS
110 PO

109F

MEN
114

GRAB-N-GO
(FUTURE -

N.I.C.)
113

SE STAIR
048

FAN ROOM
115G

FOOD
CART
122B VEST

111

SECURITY
112

A2 / A-132B

A
2 

/ A
-1

32
D

14.S

14.S

JAN
114B

RECEPTION
109

AV ROOM
115F

E
Q

E
Q

08.3

08.3

10.S

10.S

07

07

A-407
A6

G4
A-530

G4
A-530

G4
A-530

G4
A-530

G4
A-530

A-623
A3

E
Q

E
Q

ACT-06
10'-0" A.F.F.

EQ EQ EQ EQ EQ

7'
-5

"
2'

-6
"

GWB-X1
10'-0" A.F.F.

GWB-X1
9'-0" A.F.F.

GWB-X1
9'-0" A.F.F.

1'
-1

0 
1/

4"3'
-0

"
10

'-0
"

24'-0" 2'-0"

ACT-01
8'-0" A.F.F.

ACT-01
8'-0" A.F.F. ACT-01

9'-0" A.F.F.

ACT-01
9'-0" A.F.F.

ACT-01
9'-0" A.F.F.

ACT-01
9'-0" A.F.F.

PANTRY /
COPY
109B

CONCOURSE
FLOOR

115F

MECHANICAL ACCESS PLATFORM. 
COORDINATE WITH MECHANICAL 
CONTRACTOR

GWB-X1
8'-0" A.F.F.

FAMILY
114A

5'
-0

"
3'

-8
"

2'
-4

"

6'-0" 6'-0" 6'-0" 6'-0"

D4
A-530

A4
A-530

OPEN TO ABOVE

13

13

J.8

J.8

GWB-X1
25'-0" A.F.F.

D4
A-530

1'-5" 9'-0" 1'-5"

GWB-X1
10'-8" A.F.F.

GWB-X1
10'-8" A.F.F.

A6
A-530

2'-0"

5'
-0

"
2'

-6
"

5'-0"

GWB-X1
8'-0" A.F.F.

EQ EQ

E
Q

E
Q

5'
-0

"
5'

-0
"

EQ EQ EQ EQ

2'-0"

5'-0"

E
Q

E
Q

2'-6"

2'-6"EQ EQ EQ EQ EQ EQ

7'
-0

"

GWB-X1
7'-0" A.F.F.

A1
A-530

GWB-X1
8'-0" A.F.F.

EQ EQ

E
Q

E
Q

4'-0"3'-0"

W
T-

02

WT-02

5'-0"

R 30'-0"

4'
-4

"

C1
A-530

GWB-X1
27'-4" A.F.F.

GWB-X1
27'-4" A.F.F.

GWB-X1
27'-4" A.F.F.

F3
A-531

F3
A-531

2

2TYP

TYP

11'-0 1/8" 13'-0"

4'
-0

"
6'

-0
"

2

3'
-3

"
1'

-0
"3"083113.B04

2

6'-0"

1'
-0

"

083113.B04
2

A. THESE GENERAL NOTES APPLY TO SERIES A-130 
REFLECTED CEILING DRAWINGS.

B. INSTALL NEW CEILINGS AT ▐►+9'-0”◄▌ A.F.F. UNLESS 
NOTED OTHERWISE. ALL CEILINGS TO BE ▐►ACT-01
◄▌UNLESS NOTED OTHERWISE. 

C. CENTER CEILING GRIDS WITHIN ROOMS EACH DIRECTION 
UNLESS NOTED OTHERWISE.

D. LOCATE CEILING GRIDS WITHIN ROOMS SUCH THAT 
BORDERS CONTAIN ▐►NOT LESS THAN 1/2 TILE WIDTH,◄▌
UNLESS OTHERWISE INDICATED.

E. CENTER PENETRATIONS IN ACOUSTICAL CEILING SYSTEMS 
WITHIN INDIVIDUAL CEILING PANELS, SUCH AS SPRINKLER 
HEADS, DIFFUSERS, LIGHT FIXTURES, ETC., UNLESS 
OTHERWISE INDICATED.

F. PAINT EXPOSED GYPSUM BOARD AND PLASTER CEILING 
SURFACES ▐►PT-01◄▌UNLESS OTHERWISE INDICATED.

G. PROVIDE CONTROL JOINTS (C.J.) IN GYPSUM BOARD 
CEILING CONSTRUCTION AS INDICATED. WHERE NOT 
SHOWN, PROVIDE MAXIMUM SPACING BETWEEN JOINTS OF 
30'-0”.  VERIFY FINAL CONTROL JOINT LOCATIONS WITH 
ARCHITECT PRIOR TO STARTING WORK WHETHER OR NOT 
INDICATED ON THE DRAWINGS.

H. CEILING ACCESS PANELS INDICATED ARE NOT INTENDED 
TO LIMIT NUMBER OF PANELS REQUIRED. PANEL QUANTITY 
SHALL BE SUFFICIENT TO PROVIDE REQUIRED ACCESS 
WHETHER OR NOT INDICATED ON THE DRAWINGS. VERIFY 
FINAL LOCATIONS WITH ARCHITECT PRIOR TO STARTING 
WORK. REFER TO A-524 FOR ACCESS PANEL DETAILS. PAINT 
TO MATCH COLOR OF CEILING, TYP. CEILING ACCESS 
PANELS TO BE FLUSH W/ CONCEALED MUD-IN FLANGE TRIM 
24"X24" U.N.O.

I. REFER TO ▐►SERIES A-001◄▌ GENERAL INFORMATION 
DRAWINGS FOR MATERIAL SYMBOL KEY.

J. REFER TO ▐►SERIES A-150◄▌ FINISH PLANS FOR 
ADDITIONAL CEILING FINISH INFORMATION.

K. REFER TO ELECTRICAL DRAWINGS FOR CEILING-MOUNTED 
LIGHT FIXTURE TYPES AND QUANTITIES.

L. REFER TO MECHANICAL DRAWINGS FOR CEILING-MOUNTED 
DIFFUSERS, GRILLE TYPES AND QUANTITIES.

M. REFER TO FIRE PROTECTION DRAWINGS FOR SPRINKLER 
HEAD TYPES AND QUANTITIES. HEADS HAVE BEEN 
INTENTIONALLY OMITTED FROM REFLECTED CEILING PLANS 
FOR CLARITY.

N. INSTALLATION OF CEILING SYSTEMS SHALL NOT BEGIN 
PRIOR TO SUBMITTAL AND REVIEW OF CEILING 
COORDINATION DRAWINGS SHOWING LAYOUT OF CEILING 
GRIDS OR CONTROL JOINTS AND ITEMS TO BE INSTALLED IN 
OR ON CEILINGS SUCH AS SPRINKLER HEADS, DIFFUSERS, 
GRILLES, LIGHT FIXTURES, FIRE DETECTION AND ALARM 
DEVICES, ACCESS PANELS, ETC. 

O. PROVIDE ▐►4" AXIOM EDGE TRIM◄▌ON ALL EXPOSED 
EDGES OF CEILINGS UNLESS NOTED OTHERWISE. 

P. IN AREAS WHERE STRUCTURE IS EXPOSED, CONTRACTOR 
TO PROVIDE FANAL LAYOUTS OF ALL DUCTWORK, PIPING, 
CONDUIT, LIGHTING, ETC. FOR FINAL APPROVAL BY 
ARCHITECT PRIOR TO INSTALLATION. 

Q. PAINT ALL ELEMENTS IN OPEN & EXPOSED CEILINGS 
INCLUDING BUT NOT LIMITED TO DUCTWORK, STRUCTURE, 
CABLES, METAL STUDS, PIPING, CEILING HANGERS, AND 
MECHANICAL DEVICES PT-05 U.N.O.
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A. THESE GENERAL NOTES APPLY TO SERIES A-130 
REFLECTED CEILING DRAWINGS.

B. INSTALL NEW CEILINGS AT ▐►+9'-0”◄▌ A.F.F. UNLESS 
NOTED OTHERWISE. ALL CEILINGS TO BE ▐►ACT-01
◄▌UNLESS NOTED OTHERWISE. 

C. CENTER CEILING GRIDS WITHIN ROOMS EACH DIRECTION 
UNLESS NOTED OTHERWISE.

D. LOCATE CEILING GRIDS WITHIN ROOMS SUCH THAT 
BORDERS CONTAIN ▐►NOT LESS THAN 1/2 TILE WIDTH,◄▌
UNLESS OTHERWISE INDICATED.

E. CENTER PENETRATIONS IN ACOUSTICAL CEILING SYSTEMS 
WITHIN INDIVIDUAL CEILING PANELS, SUCH AS SPRINKLER 
HEADS, DIFFUSERS, LIGHT FIXTURES, ETC., UNLESS 
OTHERWISE INDICATED.

F. PAINT EXPOSED GYPSUM BOARD AND PLASTER CEILING 
SURFACES ▐►PT-01◄▌UNLESS OTHERWISE INDICATED.

G. PROVIDE CONTROL JOINTS (C.J.) IN GYPSUM BOARD 
CEILING CONSTRUCTION AS INDICATED. WHERE NOT 
SHOWN, PROVIDE MAXIMUM SPACING BETWEEN JOINTS OF 
30'-0”.  VERIFY FINAL CONTROL JOINT LOCATIONS WITH 
ARCHITECT PRIOR TO STARTING WORK WHETHER OR NOT 
INDICATED ON THE DRAWINGS.

H. CEILING ACCESS PANELS INDICATED ARE NOT INTENDED 
TO LIMIT NUMBER OF PANELS REQUIRED. PANEL QUANTITY 
SHALL BE SUFFICIENT TO PROVIDE REQUIRED ACCESS 
WHETHER OR NOT INDICATED ON THE DRAWINGS. VERIFY 
FINAL LOCATIONS WITH ARCHITECT PRIOR TO STARTING 
WORK. REFER TO A-524 FOR ACCESS PANEL DETAILS. PAINT 
TO MATCH COLOR OF CEILING, TYP. CEILING ACCESS 
PANELS TO BE FLUSH W/ CONCEALED MUD-IN FLANGE TRIM 
24"X24" U.N.O.

I. REFER TO ▐►SERIES A-001◄▌ GENERAL INFORMATION 
DRAWINGS FOR MATERIAL SYMBOL KEY.

J. REFER TO ▐►SERIES A-150◄▌ FINISH PLANS FOR 
ADDITIONAL CEILING FINISH INFORMATION.

K. REFER TO ELECTRICAL DRAWINGS FOR CEILING-MOUNTED 
LIGHT FIXTURE TYPES AND QUANTITIES.

L. REFER TO MECHANICAL DRAWINGS FOR CEILING-MOUNTED 
DIFFUSERS, GRILLE TYPES AND QUANTITIES.

M. REFER TO FIRE PROTECTION DRAWINGS FOR SPRINKLER 
HEAD TYPES AND QUANTITIES. HEADS HAVE BEEN 
INTENTIONALLY OMITTED FROM REFLECTED CEILING PLANS 
FOR CLARITY.

N. INSTALLATION OF CEILING SYSTEMS SHALL NOT BEGIN 
PRIOR TO SUBMITTAL AND REVIEW OF CEILING 
COORDINATION DRAWINGS SHOWING LAYOUT OF CEILING 
GRIDS OR CONTROL JOINTS AND ITEMS TO BE INSTALLED IN 
OR ON CEILINGS SUCH AS SPRINKLER HEADS, DIFFUSERS, 
GRILLES, LIGHT FIXTURES, FIRE DETECTION AND ALARM 
DEVICES, ACCESS PANELS, ETC. 

O. PROVIDE ▐►4" AXIOM EDGE TRIM◄▌ON ALL EXPOSED 
EDGES OF CEILINGS UNLESS NOTED OTHERWISE. 

P. IN AREAS WHERE STRUCTURE IS EXPOSED, CONTRACTOR 
TO PROVIDE FANAL LAYOUTS OF ALL DUCTWORK, PIPING, 
CONDUIT, LIGHTING, ETC. FOR FINAL APPROVAL BY 
ARCHITECT PRIOR TO INSTALLATION. 

Q. PAINT ALL ELEMENTS IN OPEN & EXPOSED CEILINGS 
INCLUDING BUT NOT LIMITED TO DUCTWORK, STRUCTURE, 
CABLES, METAL STUDS, PIPING, CEILING HANGERS, AND 
MECHANICAL DEVICES PT-05 U.N.O.
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A. THESE GENERAL NOTES APPLY TO SERIES A-130 
REFLECTED CEILING DRAWINGS.

B. INSTALL NEW CEILINGS AT ▐►+9'-0”◄▌ A.F.F. UNLESS 
NOTED OTHERWISE. ALL CEILINGS TO BE ▐►ACT-01
◄▌UNLESS NOTED OTHERWISE. 

C. CENTER CEILING GRIDS WITHIN ROOMS EACH DIRECTION 
UNLESS NOTED OTHERWISE.

D. LOCATE CEILING GRIDS WITHIN ROOMS SUCH THAT 
BORDERS CONTAIN ▐►NOT LESS THAN 1/2 TILE WIDTH,◄▌
UNLESS OTHERWISE INDICATED.

E. CENTER PENETRATIONS IN ACOUSTICAL CEILING SYSTEMS 
WITHIN INDIVIDUAL CEILING PANELS, SUCH AS SPRINKLER 
HEADS, DIFFUSERS, LIGHT FIXTURES, ETC., UNLESS 
OTHERWISE INDICATED.

F. PAINT EXPOSED GYPSUM BOARD AND PLASTER CEILING 
SURFACES ▐►PT-01◄▌UNLESS OTHERWISE INDICATED.

G. PROVIDE CONTROL JOINTS (C.J.) IN GYPSUM BOARD 
CEILING CONSTRUCTION AS INDICATED. WHERE NOT 
SHOWN, PROVIDE MAXIMUM SPACING BETWEEN JOINTS OF 
30'-0”.  VERIFY FINAL CONTROL JOINT LOCATIONS WITH 
ARCHITECT PRIOR TO STARTING WORK WHETHER OR NOT 
INDICATED ON THE DRAWINGS.

H. CEILING ACCESS PANELS INDICATED ARE NOT INTENDED 
TO LIMIT NUMBER OF PANELS REQUIRED. PANEL QUANTITY 
SHALL BE SUFFICIENT TO PROVIDE REQUIRED ACCESS 
WHETHER OR NOT INDICATED ON THE DRAWINGS. VERIFY 
FINAL LOCATIONS WITH ARCHITECT PRIOR TO STARTING 
WORK. REFER TO A-524 FOR ACCESS PANEL DETAILS. PAINT 
TO MATCH COLOR OF CEILING, TYP. CEILING ACCESS 
PANELS TO BE FLUSH W/ CONCEALED MUD-IN FLANGE TRIM 
24"X24" U.N.O.

I. REFER TO ▐►SERIES A-001◄▌ GENERAL INFORMATION 
DRAWINGS FOR MATERIAL SYMBOL KEY.

J. REFER TO ▐►SERIES A-150◄▌ FINISH PLANS FOR 
ADDITIONAL CEILING FINISH INFORMATION.

K. REFER TO ELECTRICAL DRAWINGS FOR CEILING-MOUNTED 
LIGHT FIXTURE TYPES AND QUANTITIES.

L. REFER TO MECHANICAL DRAWINGS FOR CEILING-MOUNTED 
DIFFUSERS, GRILLE TYPES AND QUANTITIES.

M. REFER TO FIRE PROTECTION DRAWINGS FOR SPRINKLER 
HEAD TYPES AND QUANTITIES. HEADS HAVE BEEN 
INTENTIONALLY OMITTED FROM REFLECTED CEILING PLANS 
FOR CLARITY.

N. INSTALLATION OF CEILING SYSTEMS SHALL NOT BEGIN 
PRIOR TO SUBMITTAL AND REVIEW OF CEILING 
COORDINATION DRAWINGS SHOWING LAYOUT OF CEILING 
GRIDS OR CONTROL JOINTS AND ITEMS TO BE INSTALLED IN 
OR ON CEILINGS SUCH AS SPRINKLER HEADS, DIFFUSERS, 
GRILLES, LIGHT FIXTURES, FIRE DETECTION AND ALARM 
DEVICES, ACCESS PANELS, ETC. 

O. PROVIDE ▐►4" AXIOM EDGE TRIM◄▌ON ALL EXPOSED 
EDGES OF CEILINGS UNLESS NOTED OTHERWISE. 

P. IN AREAS WHERE STRUCTURE IS EXPOSED, CONTRACTOR 
TO PROVIDE FANAL LAYOUTS OF ALL DUCTWORK, PIPING, 
CONDUIT, LIGHTING, ETC. FOR FINAL APPROVAL BY 
ARCHITECT PRIOR TO INSTALLATION. 

Q. PAINT ALL ELEMENTS IN OPEN & EXPOSED CEILINGS 
INCLUDING BUT NOT LIMITED TO DUCTWORK, STRUCTURE, 
CABLES, METAL STUDS, PIPING, CEILING HANGERS, AND 
MECHANICAL DEVICES PT-05 U.N.O.
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A. THESE GENERAL NOTES APPLY TO SERIES A-130 
REFLECTED CEILING DRAWINGS.

B. INSTALL NEW CEILINGS AT ▐►+9'-0”◄▌ A.F.F. UNLESS 
NOTED OTHERWISE. ALL CEILINGS TO BE ▐►ACT-01
◄▌UNLESS NOTED OTHERWISE. 

C. CENTER CEILING GRIDS WITHIN ROOMS EACH DIRECTION 
UNLESS NOTED OTHERWISE.

D. LOCATE CEILING GRIDS WITHIN ROOMS SUCH THAT 
BORDERS CONTAIN ▐►NOT LESS THAN 1/2 TILE WIDTH,◄▌
UNLESS OTHERWISE INDICATED.

E. CENTER PENETRATIONS IN ACOUSTICAL CEILING SYSTEMS 
WITHIN INDIVIDUAL CEILING PANELS, SUCH AS SPRINKLER 
HEADS, DIFFUSERS, LIGHT FIXTURES, ETC., UNLESS 
OTHERWISE INDICATED.

F. PAINT EXPOSED GYPSUM BOARD AND PLASTER CEILING 
SURFACES ▐►PT-01◄▌UNLESS OTHERWISE INDICATED.

G. PROVIDE CONTROL JOINTS (C.J.) IN GYPSUM BOARD 
CEILING CONSTRUCTION AS INDICATED. WHERE NOT 
SHOWN, PROVIDE MAXIMUM SPACING BETWEEN JOINTS OF 
30'-0”.  VERIFY FINAL CONTROL JOINT LOCATIONS WITH 
ARCHITECT PRIOR TO STARTING WORK WHETHER OR NOT 
INDICATED ON THE DRAWINGS.

H. CEILING ACCESS PANELS INDICATED ARE NOT INTENDED 
TO LIMIT NUMBER OF PANELS REQUIRED. PANEL QUANTITY 
SHALL BE SUFFICIENT TO PROVIDE REQUIRED ACCESS 
WHETHER OR NOT INDICATED ON THE DRAWINGS. VERIFY 
FINAL LOCATIONS WITH ARCHITECT PRIOR TO STARTING 
WORK. REFER TO A-524 FOR ACCESS PANEL DETAILS. PAINT 
TO MATCH COLOR OF CEILING, TYP. CEILING ACCESS 
PANELS TO BE FLUSH W/ CONCEALED MUD-IN FLANGE TRIM 
24"X24" U.N.O.

I. REFER TO ▐►SERIES A-001◄▌ GENERAL INFORMATION 
DRAWINGS FOR MATERIAL SYMBOL KEY.

J. REFER TO ▐►SERIES A-150◄▌ FINISH PLANS FOR 
ADDITIONAL CEILING FINISH INFORMATION.

K. REFER TO ELECTRICAL DRAWINGS FOR CEILING-MOUNTED 
LIGHT FIXTURE TYPES AND QUANTITIES.

L. REFER TO MECHANICAL DRAWINGS FOR CEILING-MOUNTED 
DIFFUSERS, GRILLE TYPES AND QUANTITIES.

M. REFER TO FIRE PROTECTION DRAWINGS FOR SPRINKLER 
HEAD TYPES AND QUANTITIES. HEADS HAVE BEEN 
INTENTIONALLY OMITTED FROM REFLECTED CEILING PLANS 
FOR CLARITY.

N. INSTALLATION OF CEILING SYSTEMS SHALL NOT BEGIN 
PRIOR TO SUBMITTAL AND REVIEW OF CEILING 
COORDINATION DRAWINGS SHOWING LAYOUT OF CEILING 
GRIDS OR CONTROL JOINTS AND ITEMS TO BE INSTALLED IN 
OR ON CEILINGS SUCH AS SPRINKLER HEADS, DIFFUSERS, 
GRILLES, LIGHT FIXTURES, FIRE DETECTION AND ALARM 
DEVICES, ACCESS PANELS, ETC. 

O. PROVIDE ▐►4" AXIOM EDGE TRIM◄▌ON ALL EXPOSED 
EDGES OF CEILINGS UNLESS NOTED OTHERWISE. 

P. IN AREAS WHERE STRUCTURE IS EXPOSED, CONTRACTOR 
TO PROVIDE FANAL LAYOUTS OF ALL DUCTWORK, PIPING, 
CONDUIT, LIGHTING, ETC. FOR FINAL APPROVAL BY 
ARCHITECT PRIOR TO INSTALLATION. 

Q. PAINT ALL ELEMENTS IN OPEN & EXPOSED CEILINGS 
INCLUDING BUT NOT LIMITED TO DUCTWORK, STRUCTURE, 
CABLES, METAL STUDS, PIPING, CEILING HANGERS, AND 
MECHANICAL DEVICES PT-05 U.N.O.
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A. THESE GENERAL NOTES APPLY TO SERIES A-130 
REFLECTED CEILING DRAWINGS.

B. INSTALL NEW CEILINGS AT ▐►+9'-0”◄▌ A.F.F. UNLESS 
NOTED OTHERWISE. ALL CEILINGS TO BE ▐►ACT-01
◄▌UNLESS NOTED OTHERWISE. 

C. CENTER CEILING GRIDS WITHIN ROOMS EACH DIRECTION 
UNLESS NOTED OTHERWISE.

D. LOCATE CEILING GRIDS WITHIN ROOMS SUCH THAT 
BORDERS CONTAIN ▐►NOT LESS THAN 1/2 TILE WIDTH,◄▌
UNLESS OTHERWISE INDICATED.

E. CENTER PENETRATIONS IN ACOUSTICAL CEILING SYSTEMS 
WITHIN INDIVIDUAL CEILING PANELS, SUCH AS SPRINKLER 
HEADS, DIFFUSERS, LIGHT FIXTURES, ETC., UNLESS 
OTHERWISE INDICATED.

F. PAINT EXPOSED GYPSUM BOARD AND PLASTER CEILING 
SURFACES ▐►PT-01◄▌UNLESS OTHERWISE INDICATED.

G. PROVIDE CONTROL JOINTS (C.J.) IN GYPSUM BOARD 
CEILING CONSTRUCTION AS INDICATED. WHERE NOT 
SHOWN, PROVIDE MAXIMUM SPACING BETWEEN JOINTS OF 
30'-0”.  VERIFY FINAL CONTROL JOINT LOCATIONS WITH 
ARCHITECT PRIOR TO STARTING WORK WHETHER OR NOT 
INDICATED ON THE DRAWINGS.

H. CEILING ACCESS PANELS INDICATED ARE NOT INTENDED 
TO LIMIT NUMBER OF PANELS REQUIRED. PANEL QUANTITY 
SHALL BE SUFFICIENT TO PROVIDE REQUIRED ACCESS 
WHETHER OR NOT INDICATED ON THE DRAWINGS. VERIFY 
FINAL LOCATIONS WITH ARCHITECT PRIOR TO STARTING 
WORK. REFER TO A-524 FOR ACCESS PANEL DETAILS. PAINT 
TO MATCH COLOR OF CEILING, TYP. CEILING ACCESS 
PANELS TO BE FLUSH W/ CONCEALED MUD-IN FLANGE TRIM 
24"X24" U.N.O.

I. REFER TO ▐►SERIES A-001◄▌ GENERAL INFORMATION 
DRAWINGS FOR MATERIAL SYMBOL KEY.

J. REFER TO ▐►SERIES A-150◄▌ FINISH PLANS FOR 
ADDITIONAL CEILING FINISH INFORMATION.

K. REFER TO ELECTRICAL DRAWINGS FOR CEILING-MOUNTED 
LIGHT FIXTURE TYPES AND QUANTITIES.

L. REFER TO MECHANICAL DRAWINGS FOR CEILING-MOUNTED 
DIFFUSERS, GRILLE TYPES AND QUANTITIES.

M. REFER TO FIRE PROTECTION DRAWINGS FOR SPRINKLER 
HEAD TYPES AND QUANTITIES. HEADS HAVE BEEN 
INTENTIONALLY OMITTED FROM REFLECTED CEILING PLANS 
FOR CLARITY.

N. INSTALLATION OF CEILING SYSTEMS SHALL NOT BEGIN 
PRIOR TO SUBMITTAL AND REVIEW OF CEILING 
COORDINATION DRAWINGS SHOWING LAYOUT OF CEILING 
GRIDS OR CONTROL JOINTS AND ITEMS TO BE INSTALLED IN 
OR ON CEILINGS SUCH AS SPRINKLER HEADS, DIFFUSERS, 
GRILLES, LIGHT FIXTURES, FIRE DETECTION AND ALARM 
DEVICES, ACCESS PANELS, ETC. 

O. PROVIDE ▐►4" AXIOM EDGE TRIM◄▌ON ALL EXPOSED 
EDGES OF CEILINGS UNLESS NOTED OTHERWISE. 

P. IN AREAS WHERE STRUCTURE IS EXPOSED, CONTRACTOR 
TO PROVIDE FANAL LAYOUTS OF ALL DUCTWORK, PIPING, 
CONDUIT, LIGHTING, ETC. FOR FINAL APPROVAL BY 
ARCHITECT PRIOR TO INSTALLATION. 

Q. PAINT ALL ELEMENTS IN OPEN & EXPOSED CEILINGS 
INCLUDING BUT NOT LIMITED TO DUCTWORK, STRUCTURE, 
CABLES, METAL STUDS, PIPING, CEILING HANGERS, AND 
MECHANICAL DEVICES PT-05 U.N.O.
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A. THESE GENERAL NOTES APPLY TO SERIES A-130 
REFLECTED CEILING DRAWINGS.

B. INSTALL NEW CEILINGS AT ▐►+9'-0”◄▌ A.F.F. UNLESS 
NOTED OTHERWISE. ALL CEILINGS TO BE ▐►ACT-01
◄▌UNLESS NOTED OTHERWISE. 

C. CENTER CEILING GRIDS WITHIN ROOMS EACH DIRECTION 
UNLESS NOTED OTHERWISE.

D. LOCATE CEILING GRIDS WITHIN ROOMS SUCH THAT 
BORDERS CONTAIN ▐►NOT LESS THAN 1/2 TILE WIDTH,◄▌
UNLESS OTHERWISE INDICATED.

E. CENTER PENETRATIONS IN ACOUSTICAL CEILING SYSTEMS 
WITHIN INDIVIDUAL CEILING PANELS, SUCH AS SPRINKLER 
HEADS, DIFFUSERS, LIGHT FIXTURES, ETC., UNLESS 
OTHERWISE INDICATED.

F. PAINT EXPOSED GYPSUM BOARD AND PLASTER CEILING 
SURFACES ▐►PT-01◄▌UNLESS OTHERWISE INDICATED.

G. PROVIDE CONTROL JOINTS (C.J.) IN GYPSUM BOARD 
CEILING CONSTRUCTION AS INDICATED. WHERE NOT 
SHOWN, PROVIDE MAXIMUM SPACING BETWEEN JOINTS OF 
30'-0”.  VERIFY FINAL CONTROL JOINT LOCATIONS WITH 
ARCHITECT PRIOR TO STARTING WORK WHETHER OR NOT 
INDICATED ON THE DRAWINGS.

H. CEILING ACCESS PANELS INDICATED ARE NOT INTENDED 
TO LIMIT NUMBER OF PANELS REQUIRED. PANEL QUANTITY 
SHALL BE SUFFICIENT TO PROVIDE REQUIRED ACCESS 
WHETHER OR NOT INDICATED ON THE DRAWINGS. VERIFY 
FINAL LOCATIONS WITH ARCHITECT PRIOR TO STARTING 
WORK. REFER TO A-524 FOR ACCESS PANEL DETAILS. PAINT 
TO MATCH COLOR OF CEILING, TYP. CEILING ACCESS 
PANELS TO BE FLUSH W/ CONCEALED MUD-IN FLANGE TRIM 
24"X24" U.N.O.

I. REFER TO ▐►SERIES A-001◄▌ GENERAL INFORMATION 
DRAWINGS FOR MATERIAL SYMBOL KEY.

J. REFER TO ▐►SERIES A-150◄▌ FINISH PLANS FOR 
ADDITIONAL CEILING FINISH INFORMATION.

K. REFER TO ELECTRICAL DRAWINGS FOR CEILING-MOUNTED 
LIGHT FIXTURE TYPES AND QUANTITIES.

L. REFER TO MECHANICAL DRAWINGS FOR CEILING-MOUNTED 
DIFFUSERS, GRILLE TYPES AND QUANTITIES.

M. REFER TO FIRE PROTECTION DRAWINGS FOR SPRINKLER 
HEAD TYPES AND QUANTITIES. HEADS HAVE BEEN 
INTENTIONALLY OMITTED FROM REFLECTED CEILING PLANS 
FOR CLARITY.

N. INSTALLATION OF CEILING SYSTEMS SHALL NOT BEGIN 
PRIOR TO SUBMITTAL AND REVIEW OF CEILING 
COORDINATION DRAWINGS SHOWING LAYOUT OF CEILING 
GRIDS OR CONTROL JOINTS AND ITEMS TO BE INSTALLED IN 
OR ON CEILINGS SUCH AS SPRINKLER HEADS, DIFFUSERS, 
GRILLES, LIGHT FIXTURES, FIRE DETECTION AND ALARM 
DEVICES, ACCESS PANELS, ETC. 

O. PROVIDE ▐►4" AXIOM EDGE TRIM◄▌ON ALL EXPOSED 
EDGES OF CEILINGS UNLESS NOTED OTHERWISE. 

P. IN AREAS WHERE STRUCTURE IS EXPOSED, CONTRACTOR 
TO PROVIDE FANAL LAYOUTS OF ALL DUCTWORK, PIPING, 
CONDUIT, LIGHTING, ETC. FOR FINAL APPROVAL BY 
ARCHITECT PRIOR TO INSTALLATION. 

Q. PAINT ALL ELEMENTS IN OPEN & EXPOSED CEILINGS 
INCLUDING BUT NOT LIMITED TO DUCTWORK, STRUCTURE, 
CABLES, METAL STUDS, PIPING, CEILING HANGERS, AND 
MECHANICAL DEVICES PT-05 U.N.O.

GYB BOARD CEILING
(REFER TO PLAN FOR 
SUSPENSION TYPE)
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A. THESE GENERAL NOTES APPLY TO SERIES A-150 
DRAWINGS. 

B. PAINT NEW AND EXISTING HOLLOW METAL DOORS, DOOR 
FRAMES, AND LINTELS EXPOSED TO VIEW IN FINISHED 
AREAS AND AT EXTERIOR LOCATIONS PT-01 UNLESS NOTED 
OTHERWISE.

C. PAINT STEEL COLUMNS, BEAMS, STRUCTURE, ETC., 
EXPOSED TO VIEW IN FINISHED AREAS PT-01 UNLESS 
NOTES OTHERWISE.

D. PAINT EXISTING FIRE EXTINGUISHER CABINETS, METAL 
ACCESS PANELS, LOUVERS, UNIT VENTILATORS, AND 
OTHER PAINTABLE SURFACES IN ROOMS TO BE FINISHED 
TO MATCH HOST WALL UNLESS NOTES OTHERWISE.

E. IN STAIRWELLS, PAINT STEEL STAIR AND LANDING PARTS 
EXPOSED TO VIEW INCLUDING RISERS AND TREADS, 
STRINGERS, UNDERSIDE OF STAIR STRUCTURE, 
HANDRAILS, WALL BRACKETS, COMPONENTS VISIBLE FROM 
EXTERIOR, ETC., 

F. PROVIDE FINISHES BEHIND FIXED CABINETS/CASEWORK.
G. PROVIDE FINISHES BEHIND FIXED EQUIPMENT SUCH AS 

CHALK AND TACKBOARDS, LOCKERS, ETC.
H. ALIGN FLOOR FINISH TRANSITIONS AT DOOR LOCATIONS 

WITH CENTERLINE OF DOOR SUCH THAT TRANSITION 
MATERIALS ARE NOT VISIBLE FROM EITHER SIDE WHEN 
DOOR IS IN CLOSED POSITION.

I. REFER TO REFLECTED CEILING PLANS AND INTERIOR 
ELEVATIONS FOR ADDITIONAL FINISH INFORMATION.

J. REFER TO PROJECT MANUAL DIVISION 09 FOR FINISH LEVEL 
REQUIREMENTS FOR GYPSUM BOARD SURFACES UNLESS 
OTHERWISE INDICATED.

K. REFER TO SPECIFICATIONSFOR ELEVATOR CAB FINISHES, 
UNLESS NOTED OTHERWISE. 

L. REFERENCE INTERIOR DETAIL SHEETS FOR TYPICAL 
TRANSITION AND BASE DETAILS.  

M. DO NOT APPLY BASE TO CURTAIN WALL BASE MULLION OR 
BRICK. SCRIBE FLOOR FINISHES TO MULLIONS / BRICK.

N. UNLESS NOTED OTHERWISE, DO NOT TERMINATE OR 
TRANSITION ANY FINISHES ON OUTSIDE CORNERS. BRING 
ANY CONFLICTS TO THE ARCHITECT'S/OWNER'S ATTENTION 
PRIOR TO ORDER AND INSTALLATION OF MATERIALS.

O. WHERE RESILENT BASE IS SPECIFICED, PROVIDE STRAIGHT 
BASE AT CARPET & COVED BASE AT HARD SURFACE 
FLOORING

P. REVEALS AND EXPOSED MEPRP ROUGH-IN SHALL BE 
PAINTED TO MATCH ADJACENT WALL SURFACE. 

FLOORING MATERIAL 
TRANSITION VIEW 
REFERENCE

W
B
F

Room name

XXXXX

Base Fin
Floor Fin

Wall Fin

150 SF

ROOM NAME AND 
ROOM FINISHES
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ACCENT WALL FINISH 
DESIGNATION
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A. THESE GENERAL NOTES APPLY TO SERIES A-150 
DRAWINGS. 

B. PAINT NEW AND EXISTING HOLLOW METAL DOORS, DOOR 
FRAMES, AND LINTELS EXPOSED TO VIEW IN FINISHED 
AREAS AND AT EXTERIOR LOCATIONS PT-01 UNLESS NOTED 
OTHERWISE.

C. PAINT STEEL COLUMNS, BEAMS, STRUCTURE, ETC., 
EXPOSED TO VIEW IN FINISHED AREAS PT-01 UNLESS 
NOTES OTHERWISE.

D. PAINT EXISTING FIRE EXTINGUISHER CABINETS, METAL 
ACCESS PANELS, LOUVERS, UNIT VENTILATORS, AND 
OTHER PAINTABLE SURFACES IN ROOMS TO BE FINISHED 
TO MATCH HOST WALL UNLESS NOTES OTHERWISE.

E. IN STAIRWELLS, PAINT STEEL STAIR AND LANDING PARTS 
EXPOSED TO VIEW INCLUDING RISERS AND TREADS, 
STRINGERS, UNDERSIDE OF STAIR STRUCTURE, 
HANDRAILS, WALL BRACKETS, COMPONENTS VISIBLE FROM 
EXTERIOR, ETC., 

F. PROVIDE FINISHES BEHIND FIXED CABINETS/CASEWORK.
G. PROVIDE FINISHES BEHIND FIXED EQUIPMENT SUCH AS 

CHALK AND TACKBOARDS, LOCKERS, ETC.
H. ALIGN FLOOR FINISH TRANSITIONS AT DOOR LOCATIONS 

WITH CENTERLINE OF DOOR SUCH THAT TRANSITION 
MATERIALS ARE NOT VISIBLE FROM EITHER SIDE WHEN 
DOOR IS IN CLOSED POSITION.

I. REFER TO REFLECTED CEILING PLANS AND INTERIOR 
ELEVATIONS FOR ADDITIONAL FINISH INFORMATION.

J. REFER TO PROJECT MANUAL DIVISION 09 FOR FINISH LEVEL 
REQUIREMENTS FOR GYPSUM BOARD SURFACES UNLESS 
OTHERWISE INDICATED.

K. REFER TO SPECIFICATIONSFOR ELEVATOR CAB FINISHES, 
UNLESS NOTED OTHERWISE. 

L. REFERENCE INTERIOR DETAIL SHEETS FOR TYPICAL 
TRANSITION AND BASE DETAILS.  

M. DO NOT APPLY BASE TO CURTAIN WALL BASE MULLION OR 
BRICK. SCRIBE FLOOR FINISHES TO MULLIONS / BRICK.

N. UNLESS NOTED OTHERWISE, DO NOT TERMINATE OR 
TRANSITION ANY FINISHES ON OUTSIDE CORNERS. BRING 
ANY CONFLICTS TO THE ARCHITECT'S/OWNER'S ATTENTION 
PRIOR TO ORDER AND INSTALLATION OF MATERIALS.

O. WHERE RESILENT BASE IS SPECIFICED, PROVIDE STRAIGHT 
BASE AT CARPET & COVED BASE AT HARD SURFACE 
FLOORING

P. REVEALS AND EXPOSED MEPRP ROUGH-IN SHALL BE 
PAINTED TO MATCH ADJACENT WALL SURFACE. 

FLOORING MATERIAL 
TRANSITION VIEW 
REFERENCE

W
B
F

Room name

XXXXX

Base Fin
Floor Fin

Wall Fin

150 SF

ROOM NAME AND 
ROOM FINISHES

PT-XX
ACCENT WALL FINISH 
DESIGNATION

FLOORING DIRECTION

-/---

CT

VCT

CT

TZ

QT

TZ

CPT

CT

CPT

VCT

CPT

QT

- / --- - / --- - / ---

- / --- - / --- - / ---

1/8" = 1'-0"
A-151D

B2 EVENT LEVEL FINISH PLAN - AREA D

KEYNOTES (SPEC BASED)

KEYNOTES (ACTION/GENERAL)

GENERAL FINISH PLAN NOTES

FINISHES-SYMBOLS LEGEND

FINISH TRANSITIONS AT DOORS

SHEET TITLE

SHEET NUMBER

INDIANA UNIVERSITY BOARD OF TRUSTEES
2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

Owner

RATIO
101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

Architect

FINK ROBERTS AND PETRIE, INC.

Structural Engineer

Mechanical / Electrical

Civil Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

INTROBA

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
800-404-7677

AMERICAN STRUCTUREPOINT, INC.

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

KEY PLAN

A B

C

PROJECT NO.

SHEET ISSUE

SEAL | DATE

COPYRIGHT NOTICE: THIS ARCHITECTURAL 
AND ENGINEERING DRAWING IS GIVEN IN 
CONFIDENCE AND SHALL BE USED ONLY 
PURSUANT TO THE AGREEMENT WITH RATIO.  
NO OTHER USE, DISSEMINATION OR 
DUPLICATION MAY BE MADE WITHOUT PRIOR 
WRITTEN CONSENT OF RATIO.  ALL COMMON 
LAW RIGHTS OF COPYRIGHT AND OTHERWISE 
ARE HEREBY SPECIFICALLY RESERVED.

Acoustics / Technology Engineer

WJHW

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

D

Plumbing Engineer

DLZ

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

Food Service Consultant

CINILITTLE

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

IU Project NO. 20240127

Code Consultant

FORZA

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

1
/2

4
/2

0
2
5
 3

:5
3
:1

3
 P

M

A-151D

EVENT FLOOR
FINISH PLAN - AREA
D

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25



24" x 60" (5)24" x 60" (5) 24" x 60" (5) 24" x 60" (5)24" x 60" (5) 24" x 60" (5)

A
L
IG

N
A

L
IG

N

02

02

03

03

06.5

06.5

A A

A.9 A.9

C C

D D

E E

B B

01.N

01.N

NW.A

NW.A

NW.C

NW.C

NW.B

NW.B

NW2

NW2

NW1

NW1

05

05

03.6

03.6

01

01

NW3

NW3

01.R

01.R

C.3 C.3

04

04

B.5 B.5

05.6

05.6

04.3

04.3

02.6

02.6
A

1
 /

 A
-1

5
2
B

A2 / A-152D

A-356

F3

W
B
F

--
CT-03

CT-05

WOMEN

103

E4
A-911

W
B
F

RB-01
CPT-03

PT-01

TICKETING

101

W
B
F

VEST

100

RB-01
WO-01

PT-01

W
B
F

EPB-01
EP-01

FRP-01

KITCHEN

102

W
B
F

RB-01
SC-01

PT-01

JAN

102A

W
B
F

RB-01
SC-01

PT-01

STORAGE

102B

W
B
F

EPB-01
EP-01

CT-07

CONCESSIONS

102C

MTL-01

CW-02

CT-05
CT-01

CT-01 CT-01

SSB-01

AT-01

06

06

04.7

04.7

CT-04

CW-01CW-01 CW-01CW-01

FRP-01

CT-04

W
B
F

CONCOURSE
FLOOR

115F

SSB-01
PC-01

PT-01

C3
A-911

B.6 B.6

V1

V1

VA

VA

CT-01

PT-03

WO-01 
TO 
FOLLOW 
CEILING 
ABOVE

ST-01

2

A. THESE GENERAL NOTES APPLY TO SERIES A-150 
DRAWINGS. 

B. PAINT NEW AND EXISTING HOLLOW METAL DOORS, DOOR 
FRAMES, AND LINTELS EXPOSED TO VIEW IN FINISHED 
AREAS AND AT EXTERIOR LOCATIONS PT-01 UNLESS NOTED 
OTHERWISE.

C. PAINT STEEL COLUMNS, BEAMS, STRUCTURE, ETC., 
EXPOSED TO VIEW IN FINISHED AREAS PT-01 UNLESS 
NOTES OTHERWISE.

D. PAINT EXISTING FIRE EXTINGUISHER CABINETS, METAL 
ACCESS PANELS, LOUVERS, UNIT VENTILATORS, AND 
OTHER PAINTABLE SURFACES IN ROOMS TO BE FINISHED 
TO MATCH HOST WALL UNLESS NOTES OTHERWISE.

E. IN STAIRWELLS, PAINT STEEL STAIR AND LANDING PARTS 
EXPOSED TO VIEW INCLUDING RISERS AND TREADS, 
STRINGERS, UNDERSIDE OF STAIR STRUCTURE, 
HANDRAILS, WALL BRACKETS, COMPONENTS VISIBLE FROM 
EXTERIOR, ETC., 

F. PROVIDE FINISHES BEHIND FIXED CABINETS/CASEWORK.
G. PROVIDE FINISHES BEHIND FIXED EQUIPMENT SUCH AS 

CHALK AND TACKBOARDS, LOCKERS, ETC.
H. ALIGN FLOOR FINISH TRANSITIONS AT DOOR LOCATIONS 

WITH CENTERLINE OF DOOR SUCH THAT TRANSITION 
MATERIALS ARE NOT VISIBLE FROM EITHER SIDE WHEN 
DOOR IS IN CLOSED POSITION.

I. REFER TO REFLECTED CEILING PLANS AND INTERIOR 
ELEVATIONS FOR ADDITIONAL FINISH INFORMATION.

J. REFER TO PROJECT MANUAL DIVISION 09 FOR FINISH LEVEL 
REQUIREMENTS FOR GYPSUM BOARD SURFACES UNLESS 
OTHERWISE INDICATED.

K. REFER TO SPECIFICATIONSFOR ELEVATOR CAB FINISHES, 
UNLESS NOTED OTHERWISE. 

L. REFERENCE INTERIOR DETAIL SHEETS FOR TYPICAL 
TRANSITION AND BASE DETAILS.  

M. DO NOT APPLY BASE TO CURTAIN WALL BASE MULLION OR 
BRICK. SCRIBE FLOOR FINISHES TO MULLIONS / BRICK.

N. UNLESS NOTED OTHERWISE, DO NOT TERMINATE OR 
TRANSITION ANY FINISHES ON OUTSIDE CORNERS. BRING 
ANY CONFLICTS TO THE ARCHITECT'S/OWNER'S ATTENTION 
PRIOR TO ORDER AND INSTALLATION OF MATERIALS.

O. WHERE RESILENT BASE IS SPECIFICED, PROVIDE STRAIGHT 
BASE AT CARPET & COVED BASE AT HARD SURFACE 
FLOORING

P. REVEALS AND EXPOSED MEPRP ROUGH-IN SHALL BE 
PAINTED TO MATCH ADJACENT WALL SURFACE. 
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A. THESE GENERAL NOTES APPLY TO SERIES A-150 
DRAWINGS. 

B. PAINT NEW AND EXISTING HOLLOW METAL DOORS, DOOR 
FRAMES, AND LINTELS EXPOSED TO VIEW IN FINISHED 
AREAS AND AT EXTERIOR LOCATIONS PT-01 UNLESS NOTED 
OTHERWISE.

C. PAINT STEEL COLUMNS, BEAMS, STRUCTURE, ETC., 
EXPOSED TO VIEW IN FINISHED AREAS PT-01 UNLESS 
NOTES OTHERWISE.

D. PAINT EXISTING FIRE EXTINGUISHER CABINETS, METAL 
ACCESS PANELS, LOUVERS, UNIT VENTILATORS, AND 
OTHER PAINTABLE SURFACES IN ROOMS TO BE FINISHED 
TO MATCH HOST WALL UNLESS NOTES OTHERWISE.

E. IN STAIRWELLS, PAINT STEEL STAIR AND LANDING PARTS 
EXPOSED TO VIEW INCLUDING RISERS AND TREADS, 
STRINGERS, UNDERSIDE OF STAIR STRUCTURE, 
HANDRAILS, WALL BRACKETS, COMPONENTS VISIBLE FROM 
EXTERIOR, ETC., 

F. PROVIDE FINISHES BEHIND FIXED CABINETS/CASEWORK.
G. PROVIDE FINISHES BEHIND FIXED EQUIPMENT SUCH AS 

CHALK AND TACKBOARDS, LOCKERS, ETC.
H. ALIGN FLOOR FINISH TRANSITIONS AT DOOR LOCATIONS 

WITH CENTERLINE OF DOOR SUCH THAT TRANSITION 
MATERIALS ARE NOT VISIBLE FROM EITHER SIDE WHEN 
DOOR IS IN CLOSED POSITION.

I. REFER TO REFLECTED CEILING PLANS AND INTERIOR 
ELEVATIONS FOR ADDITIONAL FINISH INFORMATION.

J. REFER TO PROJECT MANUAL DIVISION 09 FOR FINISH LEVEL 
REQUIREMENTS FOR GYPSUM BOARD SURFACES UNLESS 
OTHERWISE INDICATED.

K. REFER TO SPECIFICATIONSFOR ELEVATOR CAB FINISHES, 
UNLESS NOTED OTHERWISE. 

L. REFERENCE INTERIOR DETAIL SHEETS FOR TYPICAL 
TRANSITION AND BASE DETAILS.  

M. DO NOT APPLY BASE TO CURTAIN WALL BASE MULLION OR 
BRICK. SCRIBE FLOOR FINISHES TO MULLIONS / BRICK.

N. UNLESS NOTED OTHERWISE, DO NOT TERMINATE OR 
TRANSITION ANY FINISHES ON OUTSIDE CORNERS. BRING 
ANY CONFLICTS TO THE ARCHITECT'S/OWNER'S ATTENTION 
PRIOR TO ORDER AND INSTALLATION OF MATERIALS.

O. WHERE RESILENT BASE IS SPECIFICED, PROVIDE STRAIGHT 
BASE AT CARPET & COVED BASE AT HARD SURFACE 
FLOORING

P. REVEALS AND EXPOSED MEPRP ROUGH-IN SHALL BE 
PAINTED TO MATCH ADJACENT WALL SURFACE. 
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A. THESE GENERAL NOTES APPLY TO SERIES A-150 
DRAWINGS. 

B. PAINT NEW AND EXISTING HOLLOW METAL DOORS, DOOR 
FRAMES, AND LINTELS EXPOSED TO VIEW IN FINISHED 
AREAS AND AT EXTERIOR LOCATIONS PT-01 UNLESS NOTED 
OTHERWISE.

C. PAINT STEEL COLUMNS, BEAMS, STRUCTURE, ETC., 
EXPOSED TO VIEW IN FINISHED AREAS PT-01 UNLESS 
NOTES OTHERWISE.

D. PAINT EXISTING FIRE EXTINGUISHER CABINETS, METAL 
ACCESS PANELS, LOUVERS, UNIT VENTILATORS, AND 
OTHER PAINTABLE SURFACES IN ROOMS TO BE FINISHED 
TO MATCH HOST WALL UNLESS NOTES OTHERWISE.

E. IN STAIRWELLS, PAINT STEEL STAIR AND LANDING PARTS 
EXPOSED TO VIEW INCLUDING RISERS AND TREADS, 
STRINGERS, UNDERSIDE OF STAIR STRUCTURE, 
HANDRAILS, WALL BRACKETS, COMPONENTS VISIBLE FROM 
EXTERIOR, ETC., 

F. PROVIDE FINISHES BEHIND FIXED CABINETS/CASEWORK.
G. PROVIDE FINISHES BEHIND FIXED EQUIPMENT SUCH AS 

CHALK AND TACKBOARDS, LOCKERS, ETC.
H. ALIGN FLOOR FINISH TRANSITIONS AT DOOR LOCATIONS 

WITH CENTERLINE OF DOOR SUCH THAT TRANSITION 
MATERIALS ARE NOT VISIBLE FROM EITHER SIDE WHEN 
DOOR IS IN CLOSED POSITION.

I. REFER TO REFLECTED CEILING PLANS AND INTERIOR 
ELEVATIONS FOR ADDITIONAL FINISH INFORMATION.

J. REFER TO PROJECT MANUAL DIVISION 09 FOR FINISH LEVEL 
REQUIREMENTS FOR GYPSUM BOARD SURFACES UNLESS 
OTHERWISE INDICATED.

K. REFER TO SPECIFICATIONSFOR ELEVATOR CAB FINISHES, 
UNLESS NOTED OTHERWISE. 

L. REFERENCE INTERIOR DETAIL SHEETS FOR TYPICAL 
TRANSITION AND BASE DETAILS.  

M. DO NOT APPLY BASE TO CURTAIN WALL BASE MULLION OR 
BRICK. SCRIBE FLOOR FINISHES TO MULLIONS / BRICK.

N. UNLESS NOTED OTHERWISE, DO NOT TERMINATE OR 
TRANSITION ANY FINISHES ON OUTSIDE CORNERS. BRING 
ANY CONFLICTS TO THE ARCHITECT'S/OWNER'S ATTENTION 
PRIOR TO ORDER AND INSTALLATION OF MATERIALS.

O. WHERE RESILENT BASE IS SPECIFICED, PROVIDE STRAIGHT 
BASE AT CARPET & COVED BASE AT HARD SURFACE 
FLOORING

P. REVEALS AND EXPOSED MEPRP ROUGH-IN SHALL BE 
PAINTED TO MATCH ADJACENT WALL SURFACE. 
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A. THESE GENERAL NOTES APPLY TO SERIES A-150 
DRAWINGS. 

B. PAINT NEW AND EXISTING HOLLOW METAL DOORS, DOOR 
FRAMES, AND LINTELS EXPOSED TO VIEW IN FINISHED 
AREAS AND AT EXTERIOR LOCATIONS PT-01 UNLESS NOTED 
OTHERWISE.

C. PAINT STEEL COLUMNS, BEAMS, STRUCTURE, ETC., 
EXPOSED TO VIEW IN FINISHED AREAS PT-01 UNLESS 
NOTES OTHERWISE.

D. PAINT EXISTING FIRE EXTINGUISHER CABINETS, METAL 
ACCESS PANELS, LOUVERS, UNIT VENTILATORS, AND 
OTHER PAINTABLE SURFACES IN ROOMS TO BE FINISHED 
TO MATCH HOST WALL UNLESS NOTES OTHERWISE.

E. IN STAIRWELLS, PAINT STEEL STAIR AND LANDING PARTS 
EXPOSED TO VIEW INCLUDING RISERS AND TREADS, 
STRINGERS, UNDERSIDE OF STAIR STRUCTURE, 
HANDRAILS, WALL BRACKETS, COMPONENTS VISIBLE FROM 
EXTERIOR, ETC., 

F. PROVIDE FINISHES BEHIND FIXED CABINETS/CASEWORK.
G. PROVIDE FINISHES BEHIND FIXED EQUIPMENT SUCH AS 

CHALK AND TACKBOARDS, LOCKERS, ETC.
H. ALIGN FLOOR FINISH TRANSITIONS AT DOOR LOCATIONS 

WITH CENTERLINE OF DOOR SUCH THAT TRANSITION 
MATERIALS ARE NOT VISIBLE FROM EITHER SIDE WHEN 
DOOR IS IN CLOSED POSITION.

I. REFER TO REFLECTED CEILING PLANS AND INTERIOR 
ELEVATIONS FOR ADDITIONAL FINISH INFORMATION.

J. REFER TO PROJECT MANUAL DIVISION 09 FOR FINISH LEVEL 
REQUIREMENTS FOR GYPSUM BOARD SURFACES UNLESS 
OTHERWISE INDICATED.

K. REFER TO SPECIFICATIONSFOR ELEVATOR CAB FINISHES, 
UNLESS NOTED OTHERWISE. 

L. REFERENCE INTERIOR DETAIL SHEETS FOR TYPICAL 
TRANSITION AND BASE DETAILS.  

M. DO NOT APPLY BASE TO CURTAIN WALL BASE MULLION OR 
BRICK. SCRIBE FLOOR FINISHES TO MULLIONS / BRICK.

N. UNLESS NOTED OTHERWISE, DO NOT TERMINATE OR 
TRANSITION ANY FINISHES ON OUTSIDE CORNERS. BRING 
ANY CONFLICTS TO THE ARCHITECT'S/OWNER'S ATTENTION 
PRIOR TO ORDER AND INSTALLATION OF MATERIALS.

O. WHERE RESILENT BASE IS SPECIFICED, PROVIDE STRAIGHT 
BASE AT CARPET & COVED BASE AT HARD SURFACE 
FLOORING

P. REVEALS AND EXPOSED MEPRP ROUGH-IN SHALL BE 
PAINTED TO MATCH ADJACENT WALL SURFACE. 
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A. THESE GENERAL NOTES APPLY TO SERIES A-150 
DRAWINGS. 

B. PAINT NEW AND EXISTING HOLLOW METAL DOORS, DOOR 
FRAMES, AND LINTELS EXPOSED TO VIEW IN FINISHED 
AREAS AND AT EXTERIOR LOCATIONS PT-01 UNLESS NOTED 
OTHERWISE.

C. PAINT STEEL COLUMNS, BEAMS, STRUCTURE, ETC., 
EXPOSED TO VIEW IN FINISHED AREAS PT-01 UNLESS 
NOTES OTHERWISE.

D. PAINT EXISTING FIRE EXTINGUISHER CABINETS, METAL 
ACCESS PANELS, LOUVERS, UNIT VENTILATORS, AND 
OTHER PAINTABLE SURFACES IN ROOMS TO BE FINISHED 
TO MATCH HOST WALL UNLESS NOTES OTHERWISE.

E. IN STAIRWELLS, PAINT STEEL STAIR AND LANDING PARTS 
EXPOSED TO VIEW INCLUDING RISERS AND TREADS, 
STRINGERS, UNDERSIDE OF STAIR STRUCTURE, 
HANDRAILS, WALL BRACKETS, COMPONENTS VISIBLE FROM 
EXTERIOR, ETC., 

F. PROVIDE FINISHES BEHIND FIXED CABINETS/CASEWORK.
G. PROVIDE FINISHES BEHIND FIXED EQUIPMENT SUCH AS 

CHALK AND TACKBOARDS, LOCKERS, ETC.
H. ALIGN FLOOR FINISH TRANSITIONS AT DOOR LOCATIONS 

WITH CENTERLINE OF DOOR SUCH THAT TRANSITION 
MATERIALS ARE NOT VISIBLE FROM EITHER SIDE WHEN 
DOOR IS IN CLOSED POSITION.

I. REFER TO REFLECTED CEILING PLANS AND INTERIOR 
ELEVATIONS FOR ADDITIONAL FINISH INFORMATION.

J. REFER TO PROJECT MANUAL DIVISION 09 FOR FINISH LEVEL 
REQUIREMENTS FOR GYPSUM BOARD SURFACES UNLESS 
OTHERWISE INDICATED.

K. REFER TO SPECIFICATIONSFOR ELEVATOR CAB FINISHES, 
UNLESS NOTED OTHERWISE. 

L. REFERENCE INTERIOR DETAIL SHEETS FOR TYPICAL 
TRANSITION AND BASE DETAILS.  

M. DO NOT APPLY BASE TO CURTAIN WALL BASE MULLION OR 
BRICK. SCRIBE FLOOR FINISHES TO MULLIONS / BRICK.

N. UNLESS NOTED OTHERWISE, DO NOT TERMINATE OR 
TRANSITION ANY FINISHES ON OUTSIDE CORNERS. BRING 
ANY CONFLICTS TO THE ARCHITECT'S/OWNER'S ATTENTION 
PRIOR TO ORDER AND INSTALLATION OF MATERIALS.

O. WHERE RESILENT BASE IS SPECIFICED, PROVIDE STRAIGHT 
BASE AT CARPET & COVED BASE AT HARD SURFACE 
FLOORING

P. REVEALS AND EXPOSED MEPRP ROUGH-IN SHALL BE 
PAINTED TO MATCH ADJACENT WALL SURFACE. 
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KEYNOTES (SPEC BASED)

3/32" = 1'-0"A-301
A1 BUILDING SECTION - EAST TO WEST

3/32" = 1'-0"A-301
D1 BUILDING SECTION - NORTH TO SOUTH

REFER TO WALL SECTIONS AND 
ELEVATIONS FOR EXTERIOR INFORMATION

GLAZING SCHEDULE

GL-0
1

CLEAR INSULATING GLASS, LOW-E COATED - EXTERIOR
APPLICATIONS

GL-0
2

CERAMIC COATED SPANDREL GLASS - EXTERIOR
APPLICATIONS

GL-0
3

INSULATING, CERAMIC COATED VISION GLASS -
EXTERIOR APPLICATIONS

GL-0
5
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EXTERIOR DESIGN ALTERNATE SCHEDULE

A. ALTERNATE NO.2 (SEE PROJECT MANUAL): 107115 - VERTICAL 
AND HORIZONTAL SUNSHADES
a. BASE BID = ALUMINUM SUNSHADES, CURTAINWALL 

SUPPORTED
b. ALTERNATE = TERRACOTTA SUNSHADES, CURTAINWALL 

SUPPORTED
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1/4" = 1'-0"A-321
A1 WALL SECTION

1/4" = 1'-0"A-321
A4 WALL SECTION

1/4" = 1'-0"A-321
A6 WALL SECTION

EXT. DESIGN & ALTERNATE NOTES

KEYNOTES (SPEC BASED)

033000.A01 CAST-IN-PLACE CONCRETE, REFERENCE
STRUCTURAL

033000.A05 CAST-IN-PLACE CONCRETE WALL
042000.H05 CONCRETE MASONRY UNIT, 4"
042000.H07 CONCRETE MASONRY UNIT, 8"
044313.13.A01 ANCHORED STONE MASONRY VENEER - GRANITE
054000.A02 COLD-FORMED METAL FRAMING - 6"
061600.B05 WALL SHEATHING, GLASS-MAT GYPSUM, 5/8"
071000 DAMPPROOFING AND WATERPROOFING
071326.A00 SELF-ADHERING SHEET WATERPROOFING
072100.C02 MINERAL-WOOL BOARD
072726.A00 FLUID APPLIED MEMBRANE AIR BARRIER
074213.16.A00 METAL PLATE WALL PANELS
074213.53.A00 METAL SOFFIT PANELS
074320.A01 EXTERIOR COMPOSITE WALL PANELS - INDIANA

LIMESTONE
075423.A02 TPO ROOFING SYSTEM
084413.A00 GLAZED ALUMINUM CURTAIN WALLS
089119.A00 FIXED LOUVERS
280000.A00 ELECTRONIC SAFETY AND SECURITY DEVICE,

REFERENCE ELECTRICAL/TECHNOLOGY
DRAWINGS

GLAZING SCHEDULE

GL-0
1

CLEAR INSULATING GLASS, LOW-E COATED - EXTERIOR
APPLICATIONS

GL-0
2

CERAMIC COATED SPANDREL GLASS - EXTERIOR
APPLICATIONS

GL-0
3

INSULATING, CERAMIC COATED VISION GLASS -
EXTERIOR APPLICATIONS

GL-0
5

CLEAR INSULATING GLASS, LOW-E COATED, LAMINATED -
EXTERIOR APPLICATIONS

GL-1
1

CLEAR TEMPERED GLASS - INTERIOR APPLICATIONS,
WINDOWS AND DOORS

GL-1
2

DECORATIVE GLASS, FILM OVERLAY - INTERIOR
APPLICATIONS

GL-1
3

CLEAR, LAMINATED - INTERIOR APPLICATIONS, FIRE
RATED
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2 ADDENDUM 01 01/27/25
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EXTERIOR DESIGN ALTERNATE SCHEDULE

A. ALTERNATE NO.2 (SEE PROJECT MANUAL): 107115 - VERTICAL 
AND HORIZONTAL SUNSHADES
a. BASE BID = ALUMINUM SUNSHADES, CURTAINWALL 

SUPPORTED
b. ALTERNATE = TERRACOTTA SUNSHADES, CURTAINWALL 

SUPPORTED
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1/4" = 1'-0"A-322
A1 WALL SECTION

1/4" = 1'-0"A-322
A4 WALL SECTION

1/4" = 1'-0"A-322
B7 WALL SECTION

KEYNOTES (SPEC BASED)

033000.A05 CAST-IN-PLACE CONCRETE WALL
044313.13.A01 ANCHORED STONE MASONRY VENEER - GRANITE
051200 STRUCTURAL STEEL FRAMING (VERIFY

NUMBERING WITH CONSULTANTS, AS REQUIRED)
072100.C02 MINERAL-WOOL BOARD
074213.16.A00 METAL PLATE WALL PANELS
074213.19.A00 INSULATED METAL WALL PANELS
074213.53.A00 METAL SOFFIT PANELS
074320.A01 EXTERIOR COMPOSITE WALL PANELS - INDIANA

LIMESTONE
074616.B01 ALUMINUM SOFFIT
075423.A02 TPO ROOFING SYSTEM
084413.A00 GLAZED ALUMINUM CURTAIN WALLS
089119.A00 FIXED LOUVERS

EXT. DESIGN & ALTERNATE NOTES

GLAZING SCHEDULE

GL-0
1

CLEAR INSULATING GLASS, LOW-E COATED - EXTERIOR
APPLICATIONS

GL-0
2

CERAMIC COATED SPANDREL GLASS - EXTERIOR
APPLICATIONS

GL-0
3

INSULATING, CERAMIC COATED VISION GLASS -
EXTERIOR APPLICATIONS

GL-0
5

CLEAR INSULATING GLASS, LOW-E COATED, LAMINATED -
EXTERIOR APPLICATIONS

GL-1
1

CLEAR TEMPERED GLASS - INTERIOR APPLICATIONS,
WINDOWS AND DOORS

GL-1
2

DECORATIVE GLASS, FILM OVERLAY - INTERIOR
APPLICATIONS

GL-1
3

CLEAR, LAMINATED - INTERIOR APPLICATIONS, FIRE
RATED
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A. ALTERNATE NO.2 (SEE PROJECT MANUAL): 107115 - VERTICAL 
AND HORIZONTAL SUNSHADES
a. BASE BID = ALUMINUM SUNSHADES, CURTAINWALL 

SUPPORTED
b. ALTERNATE = TERRACOTTA SUNSHADES, CURTAINWALL 

SUPPORTED

A. CONTINUOUS INSULATION NOTES:
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WALL SECTIONS
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MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1/4" = 1'-0"A-323
A1 WALL SECTION

1/4" = 1'-0"A-323
A2 WALL SECTION

KEYNOTES (SPEC BASED)

033000.A01 CAST-IN-PLACE CONCRETE, REFERENCE
STRUCTURAL

033000.A03 CAST-IN-PLACE CONCRETE FOOTING
033000.A05 CAST-IN-PLACE CONCRETE WALL
044313.13.A01 ANCHORED STONE MASONRY VENEER - GRANITE
051200.C01 STRUCTURAL STEEL FRAMING, BEAM
054000.A02 COLD-FORMED METAL FRAMING - 6"
054000.A03 COLD-FORMED METAL FRAMING - 8"
061600.B05 WALL SHEATHING, GLASS-MAT GYPSUM, 5/8"
071326.A00 SELF-ADHERING SHEET WATERPROOFING
072100.A00 THERMAL INSULATION
072100.A01 EXTRUDED POLYSTYRENE BOARD INSULATION

(RIGID)
072100.C02 MINERAL-WOOL BOARD
072726.A00 FLUID APPLIED MEMBRANE AIR BARRIER
075423.A02 TPO ROOFING SYSTEM
076200.A01 SHEET METAL FLASHING AND TRIM
076200.G01 CURTAIN WALL INTEGRATED COPING, NOT BY

CURTAIN WALL MANUFACTURER
077100.A01 COPING, METAL, MANUFACTURED
084413.A00 GLAZED ALUMINUM CURTAIN WALLS
107113.B02 FIXED SUN SCREEN, HORIZONTAL
107113.B03 FIXED SUN SCREEN, VERTICAL

1/4" = 1'-0"A-323
E2 WALL SECTION

1/4" = 1'-0"A-323
E4 WALL SECTION

1/4" = 1'-0"A-323
A6 WALL SECTION

1/4" = 1'-0"A-323
A4 WALL SECTION

EXT. DESIGN & ALTERNATE NOTESGENERAL WALL SECTION NOTES

KEYNOTES (ACTION/GENERAL)

00-D2 REFER TO REFLECTED CEILING PLAN FOR
CEILING TYPE

09-A2 WALL FINISH, REFER TO FINISH PLAN FOR TYPE

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25

1/4" = 1'-0"A-323
A7 WALL SECTION

2
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01-CONCOURSE LEVEL
100'-0"

02-UPPER LEVEL
113'-8"

LOW ROOF
127'-4"

A

4'-0"

2-HR FIRE RATED 
FLOOR HATCH

HOIST

2'-6"

7"

7" 4'-0"

074320.A01

089119.A00

074320.A01

033000.A05

2

01-CONCOURSE LEVEL
100'-0"

T.O. ROOF
149'-9"

T.O. FOOTING
80'-5 1/2"

02-UPPER LEVEL
113'-8"

00-EVENT LEVEL
82'-5 1/2"

LOW ROOF
127'-4"

J.5K J

A-351
A1

075423.A02

074213.16.A00

074213.19.A00

054000.A02

075423.A02

TYP.
00-D2

033000.A01

051200.C01

A-352
E5

077100.A01

034100

A-355
A5

A-354
F1

A-357
C4

10
'-9

"

084113.C02

033000.A01

3 3/4" E.O. SLAB

084113.B03

01-CONCOURSE LEVEL
100'-0"

T.O. FOOTING
80'-5 1/2"

02-UPPER LEVEL
113'-8"

00-EVENT LEVEL
82'-5 1/2"

LOW ROOF
127'-4"

NE.C

033000.A05

033000.A03

A-354
A6

GWB FINISH ON 3 
5/8" METAL STUD 

2'
-0

"
11

'-4
"

TYP.
033000.A01

075423.A02

1'-0"

A-523
D1

01-CONCOURSE LEVEL
100'-0"

02-UPPER LEVEL
113'-8"

LOW ROOF
127'-4"

NW1

A-354
A6

SIM.

054000.A02

A-523
D1

SIM.

A. CONTINUOUS INSULATION NOTES:
a. ALL ABOVE GRADE WALL SYSTEMS (EXCEPT FOR THE 

IMP METAL PANEL CLADDING SYSTEM) HAVE 4" MINERAL 
BOARD INSULATION.

b. BELOW GRADE CONDITIONS WILL HAVE 4" OF XPS

EXTERIOR DESIGN ALTERNATE SCHEDULE

A. ALTERNATE NO.2 (SEE PROJECT MANUAL): 107115 - VERTICAL 
AND HORIZONTAL SUNSHADES
a. BASE BID = ALUMINUM SUNSHADES, CURTAINWALL 

SUPPORTED
b. ALTERNATE = TERRACOTTA SUNSHADES, CURTAINWALL 

SUPPORTED

01-CONCOURSE LEVEL
100'-0"

T.O. FOOTING
80'-5 1/2"

02-UPPER LEVEL
113'-8"

00-EVENT LEVEL
82'-5 1/2"

LOW ROOF
127'-4"

11

084423.A00

051200.A00

051200.A00

075423.A02

033000.A01

033000.A05

071326.A00

092900.B04

A-357
F3

WOOD SPORT COURT 
ON CONCRETE SLAB -
REF. FINISH PLANS

A-355
F3

1/4" = 1'-0"A-324
A5 WALL SECTION
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1/4" = 1'-0"A-324
A6 WALL SECTION

1/4" = 1'-0"A-324
A1 WALL SECTION

1/4" = 1'-0"A-324
A4 INTERIOR WALL SECTION

1/4" = 1'-0"A-324
A7 INTERIOR WALL SECTION

KEYNOTES (SPEC BASED)

033000.A01 CAST-IN-PLACE CONCRETE, REFERENCE
STRUCTURAL

033000.A03 CAST-IN-PLACE CONCRETE FOOTING
033000.A05 CAST-IN-PLACE CONCRETE WALL
034100 PRECAST STRUCTURAL CONCRETE
051200.A00 STRUCTURAL STEEL FRAMING
051200.C01 STRUCTURAL STEEL FRAMING, BEAM
054000.A02 COLD-FORMED METAL FRAMING - 6"
071326.A00 SELF-ADHERING SHEET WATERPROOFING
074213.16.A00 METAL PLATE WALL PANELS
074213.19.A00 INSULATED METAL WALL PANELS
074320.A01 EXTERIOR COMPOSITE WALL PANELS - INDIANA

LIMESTONE
075423.A02 TPO ROOFING SYSTEM
077100.A01 COPING, METAL, MANUFACTURED
084113.B03 ALUMINUM-FRAMED ENTRANCES AND

STOREFRONTS - EXTERIOR, 6" FRAME DEPTH
084113.C02 ALUMINUM-FRAMED ENTRANCES AND

STOREFRONTS - INTERIOR, 4 1/2" FRAME DEPTH
084423.A00 STRUCTURAL-SEALANT-GLAZED CURTAIN WALLS
089119.A00 FIXED LOUVERS
092900.B04 GYPSUM BOARD, 5/8"

KEYNOTES (ACTION/GENERAL)

00-D2 REFER TO REFLECTED CEILING PLAN FOR
CEILING TYPE

GENERAL WALL SECTION NOTES

EXT. DESIGN & ALTERNATE NOTES

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25
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01-CONCOURSE LEVEL
100'-0"

T.O. FOOTING
80'-5 1/2"

02-UPPER LEVEL
113'-8"

00-EVENT LEVEL
82'-5 1/2"

LOW ROOF
127'-4"

A

E1
A-203

A-358
A1 A-358

A3

A. CONTINUOUS INSULATION NOTES:
a. ALL ABOVE GRADE WALL SYSTEMS (EXCEPT FOR THE 

IMP METAL PANEL CLADDING SYSTEM) HAVE 4" MINERAL 
BOARD INSULATION.

b. BELOW GRADE CONDITIONS WILL HAVE 4" OF XPS

EXTERIOR DESIGN ALTERNATE SCHEDULE

A. ALTERNATE NO.2 (SEE PROJECT MANUAL): 107115 - VERTICAL 
AND HORIZONTAL SUNSHADES
a. BASE BID = ALUMINUM SUNSHADES, CURTAINWALL 

SUPPORTED
b. ALTERNATE = TERRACOTTA SUNSHADES, CURTAINWALL 

SUPPORTED

01-CONCOURSE LEVEL
100'-0"

02-UPPER LEVEL
113'-8"

V1
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-1
0"
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SPEAK 
THROUGH
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TICKET 
WINDOW 
FRAME
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C6
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D5

SIM.
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A6

SIM.
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113'-8"

01.R
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-0

"
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THROUGH
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A6

SIM.

2'
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"
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1/4" = 1'-0"A-325
A1 WALL SECTION

KEYNOTES (SPEC BASED)

084313.A00 ALUMINUM-FRAMED STOREFRONTS
084423.A00 STRUCTURAL-SEALANT-GLAZED CURTAIN WALLS

KEYNOTES (ACTION/GENERAL)

GENERAL WALL SECTION NOTES

EXT. DESIGN & ALTERNATE NOTES

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25

1/2" = 1'-0"A-325
A3 WALL SECTION

1/2" = 1'-0"A-325
A5 WALL SECTION - INT TICKET WINDOW

2



T.O. ROOF
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A.9 B
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'-
0
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1

0
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"
2

"
1

'-
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"

074213.16.A00

072726.A00

061600.B05

054000.A00

075423.A00

075423.A02

WRAP MEMBRANE OVER 
PARAPET. MIN 6" LAP.

072726.A01

074213.16.A00

051200.E01

053100.B01

WITH VENTS

077100.B01

051200.A00

074293.A00

074213.19.A00

054000.A00

061600.B05

072726.A01

072100.A01

FLUTE FILLER
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3'-4 1/2"
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A-351
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SUPPORT
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BASE BID

107113.C01

ALTERNATE 
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REFER TO INTERIORS
DRAWINGS FOR TYPICAL
SHADE POCKET DETAILS.

1"

COORDINATE CEILING POCKET
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ALIGN

8 1/8" 5"
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2
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1 1/2" = 1'-0"
A-351

D6 SECTION DETAIL

1 1/2" = 1'-0"
A-351

A6 SECTION DETAIL
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KEYNOTES (SPEC BASED)

033000.A01 CAST-IN-PLACE CONCRETE, REFERENCE
STRUCTURAL

051200.A00 STRUCTURAL STEEL FRAMING

051200.E01 STRUCTURAL STEEL FRAMING, BENT PLATE

053100.B01 ROOF DECK

054000.A00 COLD-FORMED METAL FRAMING

054000.A02 COLD-FORMED METAL FRAMING - 6"

054000.G01 COLD-FORMED METAL FRAMING - VERTICAL
SLIDE CLIP

054000.H01 COLD-FORMED METAL FRAMING - FRAMING
ANGLE

055000.A02 METAL FABRICATIONS, STEEL FRAMING,
REFERENCE STRUCTURAL

061053.F05 MISCELLANEOUS ROUGH CARPENTRY,
PLYWOOD, 3/4"

061600.B05 WALL SHEATHING, GLASS-MAT GYPSUM, 5/8"

072100.A01 EXTRUDED POLYSTYRENE BOARD INSULATION
(RIGID)

072100.C02 MINERAL-WOOL BOARD

072119.A00 FOAMED-IN-PLACE INSULATION

072726.A00 FLUID APPLIED MEMBRANE AIR BARRIER

072726.A01 MEMBRANE FLASHING

072726.A02 WRAP MEMBRANE FLASHING INTO OPENING

074210.A00 RAINSCREEN ATTACHMENT SYSTEM

074210.B01 RAINSCREEN ATTACHMENT CLIP

074210.C01 EXTRUDED ALUMINUM REVEAL TRIM

074213.16.A00 METAL PLATE WALL PANELS

074213.16.B01 METAL PLATE WALL PANELS, TRIM

074213.19.A00 INSULATED METAL WALL PANELS

074213.53.A00 METAL SOFFIT PANELS

074213.53.A01 METAL SOFFIT PANEL TRIM

074293.A00 SOFFIT PANELS

074320.A01 EXTERIOR COMPOSITE WALL PANELS - INDIANA
LIMESTONE

074320.A02 CONCEALED FASTENER PANEL RAIL

075423.A00 TPO ROOFING

075423.A02 TPO ROOFING SYSTEM

076200.A01 SHEET METAL FLASHING AND TRIM

077100.B01 GRAVEL STOP, MANUFACTURED

078100.A00 APPLIED FIREPROOFING

078443.A00 JOINT FIRESTOPPING

079200.A01 SEALANT

079200.C01 BACKER ROD AND SEALANT

084313.A00 ALUMINUM-FRAMED STOREFRONTS

084423.A00 STRUCTURAL-SEALANT-GLAZED CURTAIN WALLS

089119.A00 FIXED LOUVERS

092216.C01 3 5/8" METAL STUD FRAMING, NON-STRUCTURAL

092900.B04 GYPSUM BOARD, 5/8"

107113.A00 EXERIOR SUN CONTROL DEVICES

107113.C01 TERRA COTTA SUNSHADE SYSTEM

1 1/2" = 1'-0"
A-351

A1 SECTION DETAIL

1 1/2" = 1'-0"
A-351

D1 SECTION DETAIL
1 1/2" = 1'-0"

A-351

D4 SECTION DETAIL

1 1/2" = 1'-0"
A-351

A4 SECTION DETAIL

1 1/2" = 1'-0"
A-351

C6 SECTION DETAIL

KEYNOTES (ACTION/GENERAL)

1 1/2" = 1'-0"
A-351

C5 SECTION DETAIL 1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25
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074213.16.A00
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075423.A00
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WRAP MEMBRANE OVER 
PARAPET. MIN 6" LAP.
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072726.A01

074213.16.B01
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051200.A00
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074320.A01

074210.A00
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061053.F05

072726.A01

075423.A00

WRAP OVER
PARAPET

072100.C02

072726.A00

061600.B05

054000.A02

051200.A00

053100.B01

054000.F01

075423.A02
01.N

054000.A02

061600.B05

072726.A02

074213.19.A00

SEE D6/A-351
FOR TYPICAL 
SOFFIT NOTES.
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330000.B02
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076200.A01
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SHEET APPLIED
DRAINAGE BOARD

REFER TO ELEVATION 
FOR GLASS TYPE
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CMU WALL
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INSULATION (MINERAL 
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SHEET TITLE

SHEET NUMBER

INDIANA UNIVERSITY BOARD OF TRUSTEES
2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

Owner

RATIO
101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

Architect

FINK ROBERTS AND PETRIE, INC.

Structural Engineer

Mechanical / Electrical

Civil Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

INTROBA

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
800-404-7677

AMERICAN STRUCTUREPOINT, INC.

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580
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Acoustics / Technology Engineer

WJHW

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

Plumbing Engineer

DLZ

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

Food Service Consultant

CINILITTLE

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

IU Project NO. 20240127

Code Consultant

FORZA

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
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A-352

EXTERIOR DETAILS

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

KEYNOTES (SPEC BASED)

033000.A02 CAST-IN-PLACE CONCRETE SLAB

033000.A03 CAST-IN-PLACE CONCRETE FOOTING

033000.A05 CAST-IN-PLACE CONCRETE WALL

042000.H05 CONCRETE MASONRY UNIT, 4"

051200 STRUCTURAL STEEL FRAMING (VERIFY
NUMBERING WITH CONSULTANTS, AS REQUIRED)

051200.A00 STRUCTURAL STEEL FRAMING

051200.B01 STRUCTURAL STEEL FRAMING, COLUMN

051200.C01 STRUCTURAL STEEL FRAMING, BEAM

051200.E01 STRUCTURAL STEEL FRAMING, BENT PLATE

053100.B01 ROOF DECK

054000.A00 COLD-FORMED METAL FRAMING

054000.A02 COLD-FORMED METAL FRAMING - 6"

054000.F01 COLD-FORMED METAL FRAMING - DEFLECTION
TRACK

054000.G01 COLD-FORMED METAL FRAMING - VERTICAL
SLIDE CLIP

054000.H01 COLD-FORMED METAL FRAMING - FRAMING
ANGLE

061053.F05 MISCELLANEOUS ROUGH CARPENTRY,
PLYWOOD, 3/4"

061600.B05 WALL SHEATHING, GLASS-MAT GYPSUM, 5/8"

071326 SELF-ADHERING SHEET WATERPROOFING

072100.A01 EXTRUDED POLYSTYRENE BOARD INSULATION
(RIGID)

072100.B05 GLASS-FIBER BLANKET, R-19 (BATT)

072100.C02 MINERAL-WOOL BOARD

072726.A00 FLUID APPLIED MEMBRANE AIR BARRIER

072726.A01 MEMBRANE FLASHING

072726.A02 WRAP MEMBRANE FLASHING INTO OPENING

074210.A00 RAINSCREEN ATTACHMENT SYSTEM

074210.B01 RAINSCREEN ATTACHMENT CLIP

074213.16.A00 METAL PLATE WALL PANELS

074213.16.B01 METAL PLATE WALL PANELS, TRIM

074213.19.A00 INSULATED METAL WALL PANELS

074213.19.B01 INSULATED METAL WALL PANELS, TRIM

074320.A01 EXTERIOR COMPOSITE WALL PANELS - INDIANA
LIMESTONE

074320.A02 CONCEALED FASTENER PANEL RAIL

074616.B01 ALUMINUM SOFFIT

075423.A00 TPO ROOFING

075423.A02 TPO ROOFING SYSTEM

076200.A01 SHEET METAL FLASHING AND TRIM

077100.B01 GRAVEL STOP, MANUFACTURED

079200.C01 BACKER ROD AND SEALANT

084113 ALUMINUM-FRAMED ENTRANCES AND
STOREFRONTS

084423.A00 STRUCTURAL-SEALANT-GLAZED CURTAIN WALLS

089119.A00 FIXED LOUVERS

092900.B05 GYPSUM BOARD, 3/4"

330000.B02 UNDERSLAB DRAINAGE
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A1 SECTION DETAIL

1 1/2" = 1'-0"
A-352

C6 SECTION DETAIL

1 1/2" = 1'-0"
A-352

C4 SECTION DETAIL

1 1/2" = 1'-0"
A-352

A4 SECTION DETAIL

1 1/2" = 1'-0"
A-352

F3 SECTION DETAIL

1 1/2" = 1'-0"
A-352

E5 SECTION DETAIL

1 1/2" = 1'-0"
A-352

A6 SECTION DETAIL

1 1/2" = 1'-0"
A-352

F1 SECTION DETAIL

1/2" = 1'-0"
A-352

E1 SECTION DETAIL

GLAZING SCHEDULE

GL-0
1

CLEAR INSULATING GLASS, LOW-E COATED - EXTERIOR
APPLICATIONS

GL-0
2

CERAMIC COATED SPANDREL GLASS - EXTERIOR
APPLICATIONS

GL-0
3

INSULATING, CERAMIC COATED VISION GLASS -
EXTERIOR APPLICATIONS

GL-0
5

CLEAR INSULATING GLASS, LOW-E COATED, LAMINATED -
EXTERIOR APPLICATIONS

GL-1
1

CLEAR TEMPERED GLASS - INTERIOR APPLICATIONS,
WINDOWS AND DOORS

GL-1
2

DECORATIVE GLASS, FILM OVERLAY - INTERIOR
APPLICATIONS

GL-1
3

CLEAR, LAMINATED - INTERIOR APPLICATIONS, FIRE
RATED

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25

1 1/2" = 1'-0"
A-352

E3 SECTION DETAIL

2

2
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01-CONCOURSE LEVEL
100'-0"

L

033000.A01

084423.A00

044313.13.A01

GROUT CAVITY 
SOLID

076200.A01

054000.H01

079200.A01

072100.C02

072726.A00

072726.A02

LOW ROOF
127'-4"

L

061053.F05

2 LAYERS 3/4"

054000.H01

054000.G01

051200.E01

051200.A00

053100.B01

COPING W/ 
SUPPORT

077100.A01

074213.16.A00

074210.A00

072100.A00

072726.A00

061600.B01

054000.A00

075423.A02

2
"

1
0
"

2
"

1
0
"

2'-2 1/4"

5 1/4" 7 1/4" 11 3/4"

1 1/4"

2'-0 1/4"
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02-UPPER LEVEL
113'-8"

L

1"

079200.C01

076200.A01

084413.A00

054000.H01

074210.A00

072726.A02

072726.A00

061600.B01

054000.A02

033000.A02

054000.G01

078443.A00

5 1/4" 7 1/4" 11 3/4"

1'-9"

01-CONCOURSE LEVEL
100'-0"

MULLION EXTENSION PER 
CW MANUFACTURER. 
FINISH TO MATCH CW

ALUMINUM SHROUD, 
FINISH TO MATCH CW

8
 1

/4
"

4
"

FINISH HARDSCAPE/LANDSCAPE. 
REF. L-SERIES 

CONCRETE EXPANSION 
JOINT WITH SEALANT

GROUT CAVITY SOLID

RIGID INSULATION 

METAL FLASHING, SET 
IN SEALANT 

072100.A01

REFER TO ELEVATION. 
EXTENDS 4' FROM 

BOTTOM OF GRANITE 
LEDGE

STEEL ANGLE

VARIES

071326.A00

A-524

C4

2

01-CONCOURSE LEVEL
100'-0"

01.N

076200.H01

071326.A00

044313.13.A01

072500.A02

1/2" 2'-2 1/2"

01.N

PAN FLASHING 
WITH END DAMS

089119.A00

079200.C01

2" 1'-11 7/8"

042000.H05

09-A2

01-CONCOURSE LEVEL
100'-0"

071326.A00

SHEET APPLIED
DRAINAGE BOARD

076200.A01

079200.A01

044313.13.A01

REFER TO ELEVATION 
FOR JOINT PATTERN

MINIMUM TWO 
PINS PER 
COPING PIECE

1'-2"

2" 2"

2

T.O. FOOTING
80'-5 1/2"

00-EVENT LEVEL
82'-5 1/2"

033000.A01

071326.A00

330000.B01

071326.A00

033000.A01

SHEET APPLIED
DRAINAGE BOARD

00-EVENT LEVEL
82'-5 1/2"

00 EVENT LEVEL
82'-5 1/2"

01-CONCOURSE LEVEL
100'-0"

01.R

330000.B02

072100.A01

071326.A00

SHEET APPLIED
DRAINAGE BOARD

033000.A01

033000.A01

1 1/4" REFER TO PLAN 
FOR WALL TYPE

3
"

01-CONCOURSE LEVEL
100'-0"

01.S

2'-1 1/2"

1/2"

2'-2"

8
"

071326.A00

072726.A01

072726.A00

044313.13.A00

GROUT 
CAVITY SOLID

1 1/2" = 1'-0"
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F3 SECTION DETAIL

1 1/2" = 1'-0"
A-353

A6 SECTION DETAIL

1 1/2" = 1'-0"
A-353

E6 SECTION DETAIL

1 1/2" = 1'-0"
A-353

F1 SECTION DETAIL

1 1/2" = 1'-0"
A-353

A1 SECTION DETAIL

1 1/2" = 1'-0"
A-353

C1 SECTION DETAIL

SHEET TITLE

SHEET NUMBER

INDIANA UNIVERSITY BOARD OF TRUSTEES
2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

Owner

RATIO
101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

Architect

FINK ROBERTS AND PETRIE, INC.

Structural Engineer

Mechanical / Electrical

Civil Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

INTROBA

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
800-404-7677

AMERICAN STRUCTUREPOINT, INC.

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

PROJECT NO.

SHEET ISSUE

SEAL | DATE

COPYRIGHT NOTICE: THIS ARCHITECTURAL 
AND ENGINEERING DRAWING IS GIVEN IN 
CONFIDENCE AND SHALL BE USED ONLY 
PURSUANT TO THE AGREEMENT WITH RATIO.  
NO OTHER USE, DISSEMINATION OR 
DUPLICATION MAY BE MADE WITHOUT PRIOR 
WRITTEN CONSENT OF RATIO.  ALL COMMON 
LAW RIGHTS OF COPYRIGHT AND OTHERWISE 
ARE HEREBY SPECIFICALLY RESERVED.

Acoustics / Technology Engineer

WJHW

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

Plumbing Engineer

DLZ

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

Food Service Consultant

CINILITTLE

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

IU Project NO. 20240127

Code Consultant

FORZA

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729
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A-353

EXTERIOR DETAILS

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1 1/2" = 1'-0"
A-353

C6 SECTION DETAIL

1 1/2" = 1'-0"
A-353

C3 SECTION DETAIL

1 1/2" = 1'-0"
A-353

A3 SECTION DETAIL

KEYNOTES (SPEC BASED)

033000.A01 CAST-IN-PLACE CONCRETE, REFERENCE
STRUCTURAL

033000.A02 CAST-IN-PLACE CONCRETE SLAB

042000.H05 CONCRETE MASONRY UNIT, 4"

044313.13.A00 ANCHORED STONE MASONRY VENEER

044313.13.A01 ANCHORED STONE MASONRY VENEER - GRANITE

051200.A00 STRUCTURAL STEEL FRAMING

051200.E01 STRUCTURAL STEEL FRAMING, BENT PLATE

053100.B01 ROOF DECK

054000.A00 COLD-FORMED METAL FRAMING

054000.A02 COLD-FORMED METAL FRAMING - 6"

054000.G01 COLD-FORMED METAL FRAMING - VERTICAL
SLIDE CLIP

054000.H01 COLD-FORMED METAL FRAMING - FRAMING
ANGLE

061053.F05 MISCELLANEOUS ROUGH CARPENTRY,
PLYWOOD, 3/4"

061600.B01 WALL SHEATHING

071326.A00 SELF-ADHERING SHEET WATERPROOFING

072100.A00 THERMAL INSULATION

072100.A01 EXTRUDED POLYSTYRENE BOARD INSULATION
(RIGID)

072100.C02 MINERAL-WOOL BOARD

072500.A02 BUILDING WRAP

072726.A00 FLUID APPLIED MEMBRANE AIR BARRIER

072726.A01 MEMBRANE FLASHING

072726.A02 WRAP MEMBRANE FLASHING INTO OPENING

074210.A00 RAINSCREEN ATTACHMENT SYSTEM

074213.16.A00 METAL PLATE WALL PANELS

075423.A02 TPO ROOFING SYSTEM

076200.A01 SHEET METAL FLASHING AND TRIM

076200.H01 THROUGH-WALL FLASHING

077100.A01 COPING, METAL, MANUFACTURED

078443.A00 JOINT FIRESTOPPING

079200.A01 SEALANT

079200.C01 BACKER ROD AND SEALANT

084413.A00 GLAZED ALUMINUM CURTAIN WALLS

084423.A00 STRUCTURAL-SEALANT-GLAZED CURTAIN WALLS

089119.A00 FIXED LOUVERS

330000.B01 SUBSURFACE DRAINAGE

330000.B02 UNDERSLAB DRAINAGE

GLAZING SCHEDULE

GL-0
1

CLEAR INSULATING GLASS, LOW-E COATED - EXTERIOR
APPLICATIONS

GL-0
2

CERAMIC COATED SPANDREL GLASS - EXTERIOR
APPLICATIONS

GL-0
3

INSULATING, CERAMIC COATED VISION GLASS -
EXTERIOR APPLICATIONS

GL-0
5

CLEAR INSULATING GLASS, LOW-E COATED, LAMINATED -
EXTERIOR APPLICATIONS

GL-1
1

CLEAR TEMPERED GLASS - INTERIOR APPLICATIONS,
WINDOWS AND DOORS

GL-1
2

DECORATIVE GLASS, FILM OVERLAY - INTERIOR
APPLICATIONS

GL-1
3

CLEAR, LAMINATED - INTERIOR APPLICATIONS, FIRE
RATED

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25
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C8 SECTION DETAIL
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PARTITION TYPE
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WALL BASE
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GEOMETRY CONTROL LINE
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074210.A00

072100.A01
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GEOMETRY 
CONTROL LINE

054000.H01
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DOWNSPOUT

072726.A02
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F4 PLAN DETAIL

SHEET TITLE

SHEET NUMBER

INDIANA UNIVERSITY BOARD OF TRUSTEES
2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

Owner

RATIO
101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

Architect

FINK ROBERTS AND PETRIE, INC.

Structural Engineer

Mechanical / Electrical

Civil Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

INTROBA

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
800-404-7677

AMERICAN STRUCTUREPOINT, INC.

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

PROJECT NO.

SHEET ISSUE

SEAL | DATE

COPYRIGHT NOTICE: THIS ARCHITECTURAL 
AND ENGINEERING DRAWING IS GIVEN IN 
CONFIDENCE AND SHALL BE USED ONLY 
PURSUANT TO THE AGREEMENT WITH RATIO.  
NO OTHER USE, DISSEMINATION OR 
DUPLICATION MAY BE MADE WITHOUT PRIOR 
WRITTEN CONSENT OF RATIO.  ALL COMMON 
LAW RIGHTS OF COPYRIGHT AND OTHERWISE 
ARE HEREBY SPECIFICALLY RESERVED.

Acoustics / Technology Engineer

WJHW

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

Plumbing Engineer

DLZ

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

Food Service Consultant

CINILITTLE

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

IU Project NO. 20240127

Code Consultant

FORZA

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

1
/2

7
/2

0
2
5
 1

2
:3

4
:1

8
 P

M

A-354

EXTERIOR DETAILS

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1 1/2" = 1'-0"
A-354

A4 SECTION DETAIL
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A6 SECTION DETAIL

1 1/2" = 1'-0"
A-354

C4 PLAN DETAIL

1 1/2" = 1'-0"
A-354

C6 PLAN DETAIL

KEYNOTES (SPEC BASED)

033000.A00 CAST-IN-PLACE CONCRETE

033000.A02 CAST-IN-PLACE CONCRETE SLAB

054000.A02 COLD-FORMED METAL FRAMING - 6"

054000.G01 COLD-FORMED METAL FRAMING - VERTICAL
SLIDE CLIP

054000.H01 COLD-FORMED METAL FRAMING - FRAMING
ANGLE

061600.B02 WALL SHEATHING, PLYWOOD, 5/8"

061600.B05 WALL SHEATHING, GLASS-MAT GYPSUM, 5/8"

071326 SELF-ADHERING SHEET WATERPROOFING

072100.A01 EXTRUDED POLYSTYRENE BOARD INSULATION
(RIGID)

072726.A00 FLUID APPLIED MEMBRANE AIR BARRIER

072726.A02 WRAP MEMBRANE FLASHING INTO OPENING

074210.A00 RAINSCREEN ATTACHMENT SYSTEM

074320.A01 EXTERIOR COMPOSITE WALL PANELS - INDIANA
LIMESTONE

074320.A02 CONCEALED FASTENER PANEL RAIL

078443.A00 JOINT FIRESTOPPING

079200.C01 BACKER ROD AND SEALANT

084113.A01 ALUMINUM-FRAMED ENTRANCES AND
STOREFRONT

084413.A00 GLAZED ALUMINUM CURTAIN WALLS

092900.B04 GYPSUM BOARD, 5/8"

102400 ARCHITECTURAL SCREEN

330000.B02 UNDERSLAB DRAINAGE

GLAZING SCHEDULE

GL-0
1

CLEAR INSULATING GLASS, LOW-E COATED - EXTERIOR
APPLICATIONS

GL-0
2

CERAMIC COATED SPANDREL GLASS - EXTERIOR
APPLICATIONS

GL-0
3

INSULATING, CERAMIC COATED VISION GLASS -
EXTERIOR APPLICATIONS

GL-0
5

CLEAR INSULATING GLASS, LOW-E COATED, LAMINATED -
EXTERIOR APPLICATIONS

GL-1
1

CLEAR TEMPERED GLASS - INTERIOR APPLICATIONS,
WINDOWS AND DOORS

GL-1
2

DECORATIVE GLASS, FILM OVERLAY - INTERIOR
APPLICATIONS

GL-1
3

CLEAR, LAMINATED - INTERIOR APPLICATIONS, FIRE
RATED
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2 ADDENDUM 01 01/27/25

01/27/25
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F1 SECTION DETAIL

KEYNOTES (SPEC BASED)

033000.A00 CAST-IN-PLACE CONCRETE

033000.A02 CAST-IN-PLACE CONCRETE SLAB

033000.A03 CAST-IN-PLACE CONCRETE FOOTING

033000.A05 CAST-IN-PLACE CONCRETE WALL

044313.13.A01 ANCHORED STONE MASONRY VENEER - GRANITE

051200.A00 STRUCTURAL STEEL FRAMING

054000.A02 COLD-FORMED METAL FRAMING - 6"

061600.B05 WALL SHEATHING, GLASS-MAT GYPSUM, 5/8"

071326 SELF-ADHERING SHEET WATERPROOFING

071326.A00 SELF-ADHERING SHEET WATERPROOFING

072100.A01 EXTRUDED POLYSTYRENE BOARD INSULATION
(RIGID)

072100.C02 MINERAL-WOOL BOARD

074213.16.A00 METAL PLATE WALL PANELS

079200.A01 SEALANT

084413.A00 GLAZED ALUMINUM CURTAIN WALLS

142400.A00 HYDRAULIC ELEVATOR

330000.B01 SUBSURFACE DRAINAGE

330000.B02 UNDERSLAB DRAINAGE

GLAZING SCHEDULE

GL-0
1

CLEAR INSULATING GLASS, LOW-E COATED - EXTERIOR
APPLICATIONS

GL-0
2

CERAMIC COATED SPANDREL GLASS - EXTERIOR
APPLICATIONS

GL-0
3

INSULATING, CERAMIC COATED VISION GLASS -
EXTERIOR APPLICATIONS

GL-0
5

CLEAR INSULATING GLASS, LOW-E COATED, LAMINATED -
EXTERIOR APPLICATIONS

GL-1
1

CLEAR TEMPERED GLASS - INTERIOR APPLICATIONS,
WINDOWS AND DOORS

GL-1
2

DECORATIVE GLASS, FILM OVERLAY - INTERIOR
APPLICATIONS

GL-1
3

CLEAR, LAMINATED - INTERIOR APPLICATIONS, FIRE
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MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

KEYNOTES (SPEC BASED)

054000.A01 COLD-FORMED METAL FRAMING - 3 5/8"

054000.A02 COLD-FORMED METAL FRAMING - 6"

061053.B01 WOOD BLOCKING

061600.B05 WALL SHEATHING, GLASS-MAT GYPSUM, 5/8"

072100.A01 EXTRUDED POLYSTYRENE BOARD INSULATION
(RIGID)

072726.A00 FLUID APPLIED MEMBRANE AIR BARRIER

072726.A02 WRAP MEMBRANE FLASHING INTO OPENING

074210.A00 RAINSCREEN ATTACHMENT SYSTEM

074320.A01 EXTERIOR COMPOSITE WALL PANELS - INDIANA
LIMESTONE

074320.A02 CONCEALED FASTENER PANEL RAIL

079200.C01 BACKER ROD AND SEALANT

092900.B04 GYPSUM BOARD, 5/8"

107113.B03 FIXED SUN SCREEN, VERTICAL

1 1/2" = 1'-0"
A-356

F3 PLAN DETAIL
1 1/2" = 1'-0"

A-356

F6 PLAN DETAIL

1 1/2" = 1'-0"
A-356

A1 PLAN DETAIL

1 1/2" = 1'-0"
A-356

C1 PLAN DETAIL

1 1/2" = 1'-0"
A-356

F1 PLAN DETAIL

1 1/2" = 1'-0"
A-356

D6 PLAN DETAIL

1 1/2" = 1'-0"
A-356

D4 PLAN DETAIL

1 1/2" = 1'-0"
A-356

A7 PLAN DETAIL
1 1/2" = 1'-0"

A-356

A4 PLAN DETAIL

GLAZING SCHEDULE

GL-0
1

CLEAR INSULATING GLASS, LOW-E COATED - EXTERIOR
APPLICATIONS

GL-0
2

CERAMIC COATED SPANDREL GLASS - EXTERIOR
APPLICATIONS

GL-0
3

INSULATING, CERAMIC COATED VISION GLASS -
EXTERIOR APPLICATIONS

GL-0
5

CLEAR INSULATING GLASS, LOW-E COATED, LAMINATED -
EXTERIOR APPLICATIONS

GL-1
1

CLEAR TEMPERED GLASS - INTERIOR APPLICATIONS,
WINDOWS AND DOORS

GL-1
2

DECORATIVE GLASS, FILM OVERLAY - INTERIOR
APPLICATIONS

GL-1
3

CLEAR, LAMINATED - INTERIOR APPLICATIONS, FIRE
RATED

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25

2
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A-357

EXTERIOR DETAILS
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IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1 1/2" = 1'-0"
A-357

C1 SECTION DETAIL

1 1/2" = 1'-0"
A-357

A1 SECTION DETAIL

1 1/2" = 1'-0"
A-357

F1 SECTION DETAIL

1 1/2" = 1'-0"
A-357

A3 SECTION DETAIL

1 1/2" = 1'-0"
A-357

F3 SECTION DETAIL
1 1/2" = 1'-0"

A-357

F4 SECTION DETAIL
1 1/2" = 1'-0"

A-357

F6 SECTION DETAIL

1 1/2" = 1'-0"
A-357

C4 SECTION DETAIL

1" = 1'-0"
A-357

A6 SECTION DETAIL

KEYNOTES (SPEC BASED)

09 30 13.A3

033000 CAST-IN-PLACE CONCRETE (VERIFY NUMBERING
WITH CONSULTANT)

033000.A01 CAST-IN-PLACE CONCRETE, REFERENCE
STRUCTURAL

033000.A02 CAST-IN-PLACE CONCRETE SLAB

033000.A05 CAST-IN-PLACE CONCRETE WALL

042000.B03 MASONRY VENEER, WEEP/VENT

042000.H05 CONCRETE MASONRY UNIT, 4"

044313.13.A01 ANCHORED STONE MASONRY VENEER - GRANITE

051200 STRUCTURAL STEEL FRAMING (VERIFY
NUMBERING WITH CONSULTANTS, AS REQUIRED)

051200.A00 STRUCTURAL STEEL FRAMING

051200.D01 STRUCTURAL STEEL FRAMING, ANGLE

054000.A01 COLD-FORMED METAL FRAMING - 3 5/8"

054000.A02 COLD-FORMED METAL FRAMING - 6"

054000.A03 COLD-FORMED METAL FRAMING - 8"

061600.B01 WALL SHEATHING

061600.B02 WALL SHEATHING, PLYWOOD, 5/8"

061600.B05 WALL SHEATHING, GLASS-MAT GYPSUM, 5/8"

072100.C02 MINERAL-WOOL BOARD

074213.16.A00 METAL PLATE WALL PANELS
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084423.A00 STRUCTURAL-SEALANT-GLAZED CURTAIN WALLS

092216.C01 3 5/8" METAL STUD FRAMING, NON-STRUCTURAL

092900.B04 GYPSUM BOARD, 5/8"

230000.C01 FIN-TUBE RADIATION, REFERENCE MECHANICAL
DRAWINGS

GLAZING SCHEDULE

GL-0
1

CLEAR INSULATING GLASS, LOW-E COATED - EXTERIOR
APPLICATIONS

GL-0
2

CERAMIC COATED SPANDREL GLASS - EXTERIOR
APPLICATIONS

GL-0
3

INSULATING, CERAMIC COATED VISION GLASS -
EXTERIOR APPLICATIONS

GL-0
5

CLEAR INSULATING GLASS, LOW-E COATED, LAMINATED -
EXTERIOR APPLICATIONS

GL-1
1

CLEAR TEMPERED GLASS - INTERIOR APPLICATIONS,
WINDOWS AND DOORS

GL-1
2

DECORATIVE GLASS, FILM OVERLAY - INTERIOR
APPLICATIONS

GL-1
3

CLEAR, LAMINATED - INTERIOR APPLICATIONS, FIRE
RATED

1 1/2" = 1'-0"
A-357

D1 PLAN DETAIL

1 1/2" = 1'-0"
A-357

A4 SECTION DETAIL

1 1/2" = 1'-0"
A-357

D3 WS - WEST THRU CURTAINWALL - Callout 1
1 1/2" = 1'-0"

A-357

D5 SECDTL -  CEILING/HEAD DETAIL

1 1/2" = 1'-0"
A-357

C6 SECDTL - NORTH GRANITE MEETING CMU

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25
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KEYNOTES (SPEC BASED)

09 30 13.A3

033000 CAST-IN-PLACE CONCRETE (VERIFY NUMBERING
WITH CONSULTANT)

033000.A01 CAST-IN-PLACE CONCRETE, REFERENCE
STRUCTURAL

033000.A02 CAST-IN-PLACE CONCRETE SLAB

033000.A05 CAST-IN-PLACE CONCRETE WALL

042000.B03 MASONRY VENEER, WEEP/VENT

042000.H05 CONCRETE MASONRY UNIT, 4"

044313.13.A01 ANCHORED STONE MASONRY VENEER - GRANITE

051200 STRUCTURAL STEEL FRAMING (VERIFY
NUMBERING WITH CONSULTANTS, AS REQUIRED)

051200.A00 STRUCTURAL STEEL FRAMING

051200.D01 STRUCTURAL STEEL FRAMING, ANGLE

054000.A01 COLD-FORMED METAL FRAMING - 3 5/8"

054000.A02 COLD-FORMED METAL FRAMING - 6"

054000.A03 COLD-FORMED METAL FRAMING - 8"

061600.B01 WALL SHEATHING

061600.B02 WALL SHEATHING, PLYWOOD, 5/8"

061600.B05 WALL SHEATHING, GLASS-MAT GYPSUM, 5/8"

072100.C02 MINERAL-WOOL BOARD

074213.16.A00 METAL PLATE WALL PANELS

074213.53.A00 METAL SOFFIT PANELS

074320.A01 EXTERIOR COMPOSITE WALL PANELS - INDIANA
LIMESTONE

076200.A01 SHEET METAL FLASHING AND TRIM

076200.H01 THROUGH-WALL FLASHING

078100.A00 APPLIED FIREPROOFING

079200.A01 SEALANT

084113.13.A00 FIRE-RATED ALUMINUM-FRAMED ENTANCES AND
STOREFRONTS

084313.A00 ALUMINUM-FRAMED STOREFRONTS

084413.A00 GLAZED ALUMINUM CURTAIN WALLS

084423 STRUCTURAL-SEALANT-GLAZED CURTAIN WALLS

084423.A00 STRUCTURAL-SEALANT-GLAZED CURTAIN WALLS

092216.C01 3 5/8" METAL STUD FRAMING, NON-STRUCTURAL

092900.B04 GYPSUM BOARD, 5/8"

230000.C01 FIN-TUBE RADIATION, REFERENCE MECHANICAL
DRAWINGS

GLAZING SCHEDULE

GL-0
1

CLEAR INSULATING GLASS, LOW-E COATED - EXTERIOR
APPLICATIONS

GL-0
2

CERAMIC COATED SPANDREL GLASS - EXTERIOR
APPLICATIONS

GL-0
3

INSULATING, CERAMIC COATED VISION GLASS -
EXTERIOR APPLICATIONS

GL-0
5

CLEAR INSULATING GLASS, LOW-E COATED, LAMINATED -
EXTERIOR APPLICATIONS

GL-1
1

CLEAR TEMPERED GLASS - INTERIOR APPLICATIONS,
WINDOWS AND DOORS

GL-1
2

DECORATIVE GLASS, FILM OVERLAY - INTERIOR
APPLICATIONS

GL-1
3

CLEAR, LAMINATED - INTERIOR APPLICATIONS, FIRE
RATED
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• GENERAL CONTRACTOR TO ORGANIZE A PRE-
CONSTRUCTION MEETING BETWEEN ARCHITECTURE, 
STRUCTURAL, CIVIL, AND APPROPRIATE SUBCONTRACTORS 
BEFORE FINALIZING DESIGN FOR GRANITE LEDGES

• REFER TO C-SERIES FOR FINAL EXTERIOR GRADING
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KEYNOTES (SPEC BASED)

093000.C00 METAL EDGE STRIP

220000.A00 PLUMBING EQUIPMENT/FIXTURE REFERENCE
PLUMBING DRAWINGS

270000.A00 COMMUNICATION DEVICE, REFERENCE
TECHNOLOGY DRAWINGS

1/4" = 1'-0"
A-401

E1 ENLARGED PLAN - VISITOR LKR

1/4" = 1'-0"
A-401

G5 E.F. VISITOR LKR WEST

1/4" = 1'-0"
A-401

F5 E.F. VISITOR LKR NORTH
1/4" = 1'-0"

A-401

F6 E.F. VISITOR LKR EAST

1/4" = 1'-0"
A-401

E5 E.F. VISITOR SHOWER/LKR SOUTH

1/4" = 1'-0"
A-401

D3 E.F. VISITOR SHOWER WEST
1/4" = 1'-0"

A-401

D5 E.F. VISITOR SHWR/VANITY NORTH
1/4" = 1'-0"

A-401

D6 E.F. - VISITOR SHOWER EAST

GENERAL TOILET ROOM NOTES

1/4" = 1'-0"
A-401

A1 ENLARGED PLAN - AUX LKR

1/4" = 1'-0"
A-401

C5 E.F. - AUX LKR SHW WEST
1/4" = 1'-0"

A-401

C6 E.F. - AUX LKR SHW EAST

1/4" = 1'-0"
A-401

B6 E.F. - GREEN RM VIS CCH LKR EAST
1/4" = 1'-0"

A-401

B5 E.F. - GREEN RM VIS CCH LKR NORTH

REFER TO SHEET A-002 FOR TOILET COMPARTMENT TYPES AND...

TOILET ROOM ACCESSORIES

TAG DESCRIPTION MFR MODEL NO.

01A PAPER TOWEL
DISPENSER/WASTE
RECEPTACLE,
RECESSED, INCLUDE
LINER

BOBRICK B-43944

01B PAPER TOWEL
DISPENSER/WASTE
RECEPTACLE, SURFACE
MOUNTED, INCLUDE
LINER

BOBRICK B-43949

01C PAPER TOWEL
DISPENSER, RECESSED

BOBRICK B-318

01D OWNER PROVIDED -
PAPER TOWEL
DISPENSER, SURFACE
MOUNTED

<varies> <varies>

02A WASTE RECEPTACLE,
RECESSED, INCLUDE
LINER

BOBRICK B-43644

02B <varies> BOBRICK B-277

03A TOILET TISSUE HOLDER,
2 STANDARD ROLL

BOBRICK B-2888

03C OWNER PROVIDED -
SEAT COVER
DISPENSER, SURFACE
MOUNTED

BOBRICK B-221

04A OWNER PROVIDED -
SANITARY NAPKIN
DISPOSAL, SURFACE
MOUNTED

BOBRICK B-270

05A OWNER PROVIDED -
GRAB BAR, 42"

BOBRICK B-5806 x 42

05B OWNER PROVIDED -
GRAB BAR, 36"

BOBRICK B-5806 x 36

05C OWNER PROVIDED -
GRAB BAR, 24"

BOBRICK B-5806 x 24

05D OWNER PROVIDED -
GRAB BAR, 18"

BOBRICK B-5806 x 18

05E OWNER PROVIDED -
GRAB BAR, 12"

BOBRICK B-5806 x 12

05F OWNER PROVIDED -
GRAB BAR, 12"

BOBRICK B-5806 x 30

06A SOAP DISPENSER,
COUNTERTOP MOUNTED

BOBRICK B-8221

06B SOAP DISPENSER, WALL
MOUNTED

BOBRICK B-2111

07A OWNER PROVIDED -
WARM-AIR HAND DRYER,
STAINLESS STEEL

BOBRICK B-7128

08A MIRROR, ABOVE
COUNTERTOP

BOBRICK B-290 2436

08B MIRROR, ABOVE
COUNTERTOP

BOBRICK B-290 2472

08C MIRROR, CUSTOM PER
SPECIFICATIONS

N/A

09A CLOTHES HOOK BOBRICK B-7672

10A CHANGING STATION,
RECESSED

KOALA KARE KB-110-SSRE
KB-110-SSWM
KB-110-SSWM

11A SHARPS DISPOSAL,
RECESSED

BOBRICK B-35016

11B SHARPS DISPOSAL,
SURFACE MOUNTED

BOBRICK B-350169

12A JANITOR'S CLOSET
SHELF, 18" W

BOBRICK B-295x18

12B JANITOR'S CLOSET
SHELF, 24" W

BOBRICK B-295x24

12C MOP AND BROOM
HOLDER

BOBRICK B-223x24

13A FOLDING SHOWER SEAT BOBRICK B-5181

17A.3 SHOWER CURTAIN ROD,
CONTRACTOR TO
PROVIDE SPEC FOR
RUSTFREE SHOWER
HOOKS

BOBRICK B-207 x 36

18A 42"W x 72"H SHOWER
CURTAIN

BOBRICK 204-2

1/4" = 1'-0"
A-401

C3 TYPICAL VISITOR SHOWER STALL WALL

1/4" = 1'-0"
A-401

B3 TYPICAL VISITOR SHOWER STALL CONTROLS

KEYNOTES (ACTION/GENERAL)

06-D1 PROVIDE WOOD BLOCKING

08-G1 FRAMELESS MIRROR, CONCEALED ATTACHMENT

1/2" = 1'-0"
A-401

C1 E.F. TYPICAL LOCKER ELEVATION

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25
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Ohio St & N Blackford St
Indianapolis, IN 46202

1/4" = 1'-0"
A-402

E1 ENLARGED PLAN - HOME COACH LKR

1/4" = 1'-0"
A-402

G4 E.F. HOME CCH LKR - WEST LKR

1/4" = 1'-0"
A-402

C1 E.F. HOME COACH LKR COUNTER

1/4" = 1'-0"
A-402

G7 E.F. HOME COACH LKR EAST

1/4" = 1'-0"
A-402

F4 E.F. HOME COACH LKR NORTH
1/4" = 1'-0"

A-402

F5 E.F. HOME COACH LKR RR SOUTH
1/4" = 1'-0"

A-402

F7 E.F. HOME COACH LKR SOUTH

1/4" = 1'-0"
A-402

D4 E.F. HOME COACH LKR SOUTH LOCKERS 1/4" = 1'-0"
A-402

D5 E.F. HOME COACH LKR VANITY
1/4" = 1'-0"

A-402

D3 E.F. HOME COACH LKR WEST
1/4" = 1'-0"

A-402

D1 E.F. HOME COACH SINGLE RR

1/4" = 1'-0"
A-402

C7 E.F. MBB EAST

1/4" = 1'-0"
A-402

B4 E.F. MBB NORTH

1/4" = 1'-0"
A-402

C4 E.F. MBB SOUTH
1/4" = 1'-0"

A-402

C6 E.F. MBB NORTH WEST

GENERAL TOILET ROOM NOTES

1/4" = 1'-0"
A-402

A1 ENLARGED PLAN - MBB LKR

1/4" = 1'-0"
A-402

D7 E.F. HOME COACH SHOWER

1/4" = 1'-0"
A-402

B7 MBB LKR

KEYNOTES (SPEC BASED)

064116.H05 HARDWARE, GROMMET

093000.C00 METAL EDGE STRIP

113013.D01 RESIDENTIAL APPLIANCES, REFRIGERATOR

122000.A00 WINDOW TREATMENT, REFER TO REFLECTED
CEILING PLAN FOR TYPE

270000.A00 COMMUNICATION DEVICE, REFERENCE
TECHNOLOGY DRAWINGS

KEYNOTES (ACTION/GENERAL)

06-D1 PROVIDE WOOD BLOCKING

09-A2 WALL FINISH, REFER TO FINISH PLAN FOR TYPE

REFER TO SHEET A-002 FOR TOILET COMPARTMENT TYPES AND...

TOILET ROOM ACCESSORIES

TAG DESCRIPTION MFR MODEL NO.

01A PAPER TOWEL
DISPENSER/WASTE
RECEPTACLE,
RECESSED, INCLUDE
LINER

BOBRICK B-43944

01B PAPER TOWEL
DISPENSER/WASTE
RECEPTACLE, SURFACE
MOUNTED, INCLUDE
LINER

BOBRICK B-43949

01C PAPER TOWEL
DISPENSER, RECESSED

BOBRICK B-318

01D OWNER PROVIDED -
PAPER TOWEL
DISPENSER, SURFACE
MOUNTED

<varies> <varies>

02A WASTE RECEPTACLE,
RECESSED, INCLUDE
LINER

BOBRICK B-43644

02B <varies> BOBRICK B-277

03A TOILET TISSUE HOLDER,
2 STANDARD ROLL

BOBRICK B-2888

03C OWNER PROVIDED -
SEAT COVER
DISPENSER, SURFACE
MOUNTED

BOBRICK B-221

04A OWNER PROVIDED -
SANITARY NAPKIN
DISPOSAL, SURFACE
MOUNTED

BOBRICK B-270

05A OWNER PROVIDED -
GRAB BAR, 42"

BOBRICK B-5806 x 42

05B OWNER PROVIDED -
GRAB BAR, 36"

BOBRICK B-5806 x 36

05C OWNER PROVIDED -
GRAB BAR, 24"

BOBRICK B-5806 x 24

05D OWNER PROVIDED -
GRAB BAR, 18"

BOBRICK B-5806 x 18

05E OWNER PROVIDED -
GRAB BAR, 12"

BOBRICK B-5806 x 12

05F OWNER PROVIDED -
GRAB BAR, 12"

BOBRICK B-5806 x 30

06A SOAP DISPENSER,
COUNTERTOP MOUNTED

BOBRICK B-8221

06B SOAP DISPENSER, WALL
MOUNTED

BOBRICK B-2111

07A OWNER PROVIDED -
WARM-AIR HAND DRYER,
STAINLESS STEEL

BOBRICK B-7128

08A MIRROR, ABOVE
COUNTERTOP

BOBRICK B-290 2436

08B MIRROR, ABOVE
COUNTERTOP

BOBRICK B-290 2472

08C MIRROR, CUSTOM PER
SPECIFICATIONS

N/A

09A CLOTHES HOOK BOBRICK B-7672

10A CHANGING STATION,
RECESSED

KOALA KARE KB-110-SSRE
KB-110-SSWM
KB-110-SSWM

11A SHARPS DISPOSAL,
RECESSED

BOBRICK B-35016

11B SHARPS DISPOSAL,
SURFACE MOUNTED

BOBRICK B-350169

12A JANITOR'S CLOSET
SHELF, 18" W

BOBRICK B-295x18

12B JANITOR'S CLOSET
SHELF, 24" W

BOBRICK B-295x24

12C MOP AND BROOM
HOLDER

BOBRICK B-223x24

13A FOLDING SHOWER SEAT BOBRICK B-5181

17A.3 SHOWER CURTAIN ROD,
CONTRACTOR TO
PROVIDE SPEC FOR
RUSTFREE SHOWER
HOOKS

BOBRICK B-207 x 36

18A 42"W x 72"H SHOWER
CURTAIN

BOBRICK 204-2

1/4" = 1'-0"
A-402

G5 E.F. HOME COACH LKR - NORTH LKR

1/4" = 1'-0"
A-402

B6 E.F. MBB NUTR WEST

1/4" = 1'-0"
A-402

A4 E.F. MBB LKR NORTH

1/4" = 1'-0"
A-402

A6 E.F. MBB LKR WEST

1/4" = 1'-0"
A-402

A7 E.F. MBB LKR SOUTH

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25
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A-403

ENLARGED PLANS &
ELEVATIONS

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1/4" = 1'-0"
A-403

F1 ENPL (E.F. NUTRITION ZONE)

1/4" = 1'-0"
A-403

A1 ENPL - E.F. WELLNESS

1/4" = 1'-0"
A-403

E3 E.F. NTR ZONE NORTH

1/4" = 1'-0"
A-403

D1 E.F. NTR MLWK - CNT WEST

1/4" = 1'-0"
A-403

E6 E.F. NTR ZONE - EAST

1/4" = 1'-0"
A-403

A3 E.F. WELLNESS NORTH

1/4" = 1'-0"
A-403

D3 E.F. - STAFF BRK. NORTH

KEYNOTES (SPEC BASED)

064116.H05 HARDWARE, GROMMET

093000.C00 METAL EDGE STRIP

113013.D01 RESIDENTIAL APPLIANCES, REFRIGERATOR

260000.B01 LIGHT FIXTURE, REFERENCE ELECTRICAL
DRAWINGSKEYNOTES (ACTION/GENERAL)

11-C2 OWNER PROVIDED EQUIPMENT -
REFRIGERATOR, VERIFY SIZE AND CLEARANCE
REQUIREMENTS

1/4" = 1'-0"
A-403

E4 E.F. NTR ZONE SOUTH

1/4" = 1'-0"
A-403

E1 E.F. NTR MLWK - CNT NORTH

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25

1/4" = 1'-0"
A-403

1 E.F. LAUNDRY
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ENLARGED PLANS &
ELEVATIONS
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IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1/4" = 1'-0"
A-404

C1 ENLARGED PLAN - WVB LKR

1/4" = 1'-0"
A-404

A1 ENLARGED PLAN - INDIVIDUAL LKR
1/4" = 1'-0"

A-404

A3 E.F. INDIVIDUAL LOCKER TYPICAL
1/4" = 1'-0"

A-404

A5 E.F. INDIVIDUAL LOCKER WEST

1/4" = 1'-0"
A-404

G5 E.F. WVB LKR NORTH

1/4" = 1'-0"
A-404

F5 E.F. WVB LKR EAST
1/4" = 1'-0"

A-404

F6 E.F. WVB LKR SOUTH

1/4" = 1'-0"
A-404

B3 E.F. WVB GRM SOUTH
1/4" = 1'-0"

A-404

B5 E.F. WVB SHOWER NORTH

1/4" = 1'-0"
A-404

C5 E.F. WVB NUTR NORTH AND TOWEL

1/4" = 1'-0"
A-404

E6 E.F. WVB TOWEL SOUTH

GENERAL TOILET ROOM NOTES

KEYNOTES (SPEC BASED)

083113.B04 ACCESS DOORS AND FRAMES - FLUSH ACCESS
DOOR WITH CONCEALED FLANGE

093000.C00 METAL EDGE STRIP

220000.A00 PLUMBING EQUIPMENT/FIXTURE REFERENCE
PLUMBING DRAWINGS

270000.A00 COMMUNICATION DEVICE, REFERENCE
TECHNOLOGY DRAWINGS

KEYNOTES (ACTION/GENERAL)

06-D1 PROVIDE WOOD BLOCKING

09-A2 WALL FINISH, REFER TO FINISH PLAN FOR TYPE

REFER TO SHEET A-002 FOR TOILET COMPARTMENT TYPES AND...

TOILET ROOM ACCESSORIES

TAG DESCRIPTION MFR MODEL NO.

01A PAPER TOWEL
DISPENSER/WASTE
RECEPTACLE,
RECESSED, INCLUDE
LINER

BOBRICK B-43944

01B PAPER TOWEL
DISPENSER/WASTE
RECEPTACLE, SURFACE
MOUNTED, INCLUDE
LINER

BOBRICK B-43949

01C PAPER TOWEL
DISPENSER, RECESSED

BOBRICK B-318

01D OWNER PROVIDED -
PAPER TOWEL
DISPENSER, SURFACE
MOUNTED

<varies> <varies>

02A WASTE RECEPTACLE,
RECESSED, INCLUDE
LINER

BOBRICK B-43644

02B <varies> BOBRICK B-277

03A TOILET TISSUE HOLDER,
2 STANDARD ROLL

BOBRICK B-2888

03C OWNER PROVIDED -
SEAT COVER
DISPENSER, SURFACE
MOUNTED

BOBRICK B-221

04A OWNER PROVIDED -
SANITARY NAPKIN
DISPOSAL, SURFACE
MOUNTED

BOBRICK B-270

05A OWNER PROVIDED -
GRAB BAR, 42"

BOBRICK B-5806 x 42

05B OWNER PROVIDED -
GRAB BAR, 36"

BOBRICK B-5806 x 36

05C OWNER PROVIDED -
GRAB BAR, 24"

BOBRICK B-5806 x 24

05D OWNER PROVIDED -
GRAB BAR, 18"

BOBRICK B-5806 x 18

05E OWNER PROVIDED -
GRAB BAR, 12"

BOBRICK B-5806 x 12

05F OWNER PROVIDED -
GRAB BAR, 12"

BOBRICK B-5806 x 30

06A SOAP DISPENSER,
COUNTERTOP MOUNTED

BOBRICK B-8221

06B SOAP DISPENSER, WALL
MOUNTED

BOBRICK B-2111

07A OWNER PROVIDED -
WARM-AIR HAND DRYER,
STAINLESS STEEL

BOBRICK B-7128

08A MIRROR, ABOVE
COUNTERTOP

BOBRICK B-290 2436

08B MIRROR, ABOVE
COUNTERTOP

BOBRICK B-290 2472

08C MIRROR, CUSTOM PER
SPECIFICATIONS

N/A

09A CLOTHES HOOK BOBRICK B-7672

10A CHANGING STATION,
RECESSED

KOALA KARE KB-110-SSRE
KB-110-SSWM
KB-110-SSWM

11A SHARPS DISPOSAL,
RECESSED

BOBRICK B-35016

11B SHARPS DISPOSAL,
SURFACE MOUNTED

BOBRICK B-350169

12A JANITOR'S CLOSET
SHELF, 18" W

BOBRICK B-295x18

12B JANITOR'S CLOSET
SHELF, 24" W

BOBRICK B-295x24

12C MOP AND BROOM
HOLDER

BOBRICK B-223x24

13A FOLDING SHOWER SEAT BOBRICK B-5181

17A.3 SHOWER CURTAIN ROD,
CONTRACTOR TO
PROVIDE SPEC FOR
RUSTFREE SHOWER
HOOKS

BOBRICK B-207 x 36

18A 42"W x 72"H SHOWER
CURTAIN

BOBRICK 204-2

1/4" = 1'-0"
A-404

E5 E.F. WVB LKR WEST

1/4" = 1'-0"
A-404

C6 E.F. - RECOVERY ROOM WEST

1/4" = 1'-0"
A-404

B6 E.F. HYDROTHERAPY NORTH

1/4" = 1'-0"
A-404

A6 E.F. HYDROTHERAPY SOUTH

1/4" = 1'-0"
A-404

E7 E.F. TRAINING EAST

1/4" = 1'-0"
A-404

C7 E.F. TRAINING NORTH

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25

1/4" = 1'-0"
A-404

1 TRAINING SHOE CUBBY
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A-405

ENLARGED PLANS &
ELEVATIONS

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1/4" = 1'-0"
A-405

E1 ENLARGED PLAN - WBB LKR

1/4" = 1'-0"
A-405

E6 E.F. WBB GRM - NORTH
1/4" = 1'-0"

A-405

E4 E.F. WBB GRM - SOUTH

1/4" = 1'-0"
A-405

F4 E.F. WBB GRM - WEST

1/4" = 1'-0"
A-405

D1 E.F. WBB LKR NORTH
1/4" = 1'-0"

A-405

D3 E.F. WBB LKR SOUTH
1/4" = 1'-0"

A-405

D4 E.F. WBB LKR WEST
1/4" = 1'-0"

A-405

D6 E.F. WBB NTR EAST

GENERAL TOILET ROOM NOTES

KEYNOTES (SPEC BASED)

083113.B04 ACCESS DOORS AND FRAMES - FLUSH ACCESS
DOOR WITH CONCEALED FLANGE

093000.C00 METAL EDGE STRIP

KEYNOTES (ACTION/GENERAL)

09-A2 WALL FINISH, REFER TO FINISH PLAN FOR TYPE

REFER TO SHEET A-002 FOR TOILET COMPARTMENT TYPES AND...

TOILET ROOM ACCESSORIES

TAG DESCRIPTION MFR MODEL NO.

01A PAPER TOWEL
DISPENSER/WASTE
RECEPTACLE,
RECESSED, INCLUDE
LINER

BOBRICK B-43944

01B PAPER TOWEL
DISPENSER/WASTE
RECEPTACLE, SURFACE
MOUNTED, INCLUDE
LINER

BOBRICK B-43949

01C PAPER TOWEL
DISPENSER, RECESSED

BOBRICK B-318

01D OWNER PROVIDED -
PAPER TOWEL
DISPENSER, SURFACE
MOUNTED

<varies> <varies>

02A WASTE RECEPTACLE,
RECESSED, INCLUDE
LINER

BOBRICK B-43644

02B <varies> BOBRICK B-277

03A TOILET TISSUE HOLDER,
2 STANDARD ROLL

BOBRICK B-2888

03C OWNER PROVIDED -
SEAT COVER
DISPENSER, SURFACE
MOUNTED

BOBRICK B-221

04A OWNER PROVIDED -
SANITARY NAPKIN
DISPOSAL, SURFACE
MOUNTED

BOBRICK B-270

05A OWNER PROVIDED -
GRAB BAR, 42"

BOBRICK B-5806 x 42

05B OWNER PROVIDED -
GRAB BAR, 36"

BOBRICK B-5806 x 36

05C OWNER PROVIDED -
GRAB BAR, 24"

BOBRICK B-5806 x 24

05D OWNER PROVIDED -
GRAB BAR, 18"

BOBRICK B-5806 x 18

05E OWNER PROVIDED -
GRAB BAR, 12"

BOBRICK B-5806 x 12

05F OWNER PROVIDED -
GRAB BAR, 12"

BOBRICK B-5806 x 30

06A SOAP DISPENSER,
COUNTERTOP MOUNTED

BOBRICK B-8221

06B SOAP DISPENSER, WALL
MOUNTED

BOBRICK B-2111

07A OWNER PROVIDED -
WARM-AIR HAND DRYER,
STAINLESS STEEL

BOBRICK B-7128

08A MIRROR, ABOVE
COUNTERTOP

BOBRICK B-290 2436

08B MIRROR, ABOVE
COUNTERTOP

BOBRICK B-290 2472

08C MIRROR, CUSTOM PER
SPECIFICATIONS

N/A

09A CLOTHES HOOK BOBRICK B-7672

10A CHANGING STATION,
RECESSED

KOALA KARE KB-110-SSRE
KB-110-SSWM
KB-110-SSWM

11A SHARPS DISPOSAL,
RECESSED

BOBRICK B-35016

11B SHARPS DISPOSAL,
SURFACE MOUNTED

BOBRICK B-350169

12A JANITOR'S CLOSET
SHELF, 18" W

BOBRICK B-295x18

12B JANITOR'S CLOSET
SHELF, 24" W

BOBRICK B-295x24

12C MOP AND BROOM
HOLDER

BOBRICK B-223x24

13A FOLDING SHOWER SEAT BOBRICK B-5181

17A.3 SHOWER CURTAIN ROD,
CONTRACTOR TO
PROVIDE SPEC FOR
RUSTFREE SHOWER
HOOKS

BOBRICK B-207 x 36

18A 42"W x 72"H SHOWER
CURTAIN

BOBRICK 204-2

1/4" = 1'-0"
A-405

F6 E.F. WBB LKR EAST

1/4" = 1'-0"
A-405

C1 E.F. WBB NTR WEST
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A-411

ENLARGED
RESTROOM PLANS

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1/4" = 1'-0"
A-411

F1 ENLARGED PLAN - WOMENS RR NW

1/4" = 1'-0"
A-411

A1 ENLARGED PLAN - MENS RR NE

1/4" = 1'-0"
A-411

E1 C.F. - WOMEN RR NORTH

1/4" = 1'-0"
A-411

E3 C.F. - WOMENS RR NW SOUTH

1/4" = 1'-0"
A-411

D1 C.F. - WOMENS RR NW NORTH LAVATORY

1/4" = 1'-0"
A-411

B5 C.F. - MEN RR NE NORTH LAVATORY

1/4" = 1'-0"
A-411

A5 C.F. - MENS RR NE SOUTH

GENERAL TOILET ROOM NOTES

KEYNOTES (SPEC BASED)

083113.B04 ACCESS DOORS AND FRAMES - FLUSH ACCESS
DOOR WITH CONCEALED FLANGE

093000.C00 METAL EDGE STRIP

KEYNOTES (ACTION/GENERAL)

REFER TO SHEET A-002 FOR TOILET COMPARTMENT TYPES AND...

TOILET ROOM ACCESSORIES

TAG DESCRIPTION MFR MODEL NO.

01A PAPER TOWEL
DISPENSER/WASTE
RECEPTACLE,
RECESSED, INCLUDE
LINER

BOBRICK B-43944

01B PAPER TOWEL
DISPENSER/WASTE
RECEPTACLE, SURFACE
MOUNTED, INCLUDE
LINER

BOBRICK B-43949

01C PAPER TOWEL
DISPENSER, RECESSED

BOBRICK B-318

01D OWNER PROVIDED -
PAPER TOWEL
DISPENSER, SURFACE
MOUNTED

<varies> <varies>

02A WASTE RECEPTACLE,
RECESSED, INCLUDE
LINER

BOBRICK B-43644

02B <varies> BOBRICK B-277

03A TOILET TISSUE HOLDER,
2 STANDARD ROLL

BOBRICK B-2888

03C OWNER PROVIDED -
SEAT COVER
DISPENSER, SURFACE
MOUNTED

BOBRICK B-221

04A OWNER PROVIDED -
SANITARY NAPKIN
DISPOSAL, SURFACE
MOUNTED

BOBRICK B-270

05A OWNER PROVIDED -
GRAB BAR, 42"

BOBRICK B-5806 x 42

05B OWNER PROVIDED -
GRAB BAR, 36"

BOBRICK B-5806 x 36

05C OWNER PROVIDED -
GRAB BAR, 24"

BOBRICK B-5806 x 24

05D OWNER PROVIDED -
GRAB BAR, 18"

BOBRICK B-5806 x 18

05E OWNER PROVIDED -
GRAB BAR, 12"

BOBRICK B-5806 x 12

05F OWNER PROVIDED -
GRAB BAR, 12"

BOBRICK B-5806 x 30

06A SOAP DISPENSER,
COUNTERTOP MOUNTED

BOBRICK B-8221

06B SOAP DISPENSER, WALL
MOUNTED

BOBRICK B-2111

07A OWNER PROVIDED -
WARM-AIR HAND DRYER,
STAINLESS STEEL

BOBRICK B-7128

08A MIRROR, ABOVE
COUNTERTOP

BOBRICK B-290 2436

08B MIRROR, ABOVE
COUNTERTOP

BOBRICK B-290 2472

08C MIRROR, CUSTOM PER
SPECIFICATIONS

N/A

09A CLOTHES HOOK BOBRICK B-7672

10A CHANGING STATION,
RECESSED

KOALA KARE KB-110-SSRE
KB-110-SSWM
KB-110-SSWM

11A SHARPS DISPOSAL,
RECESSED

BOBRICK B-35016

11B SHARPS DISPOSAL,
SURFACE MOUNTED

BOBRICK B-350169

12A JANITOR'S CLOSET
SHELF, 18" W

BOBRICK B-295x18

12B JANITOR'S CLOSET
SHELF, 24" W

BOBRICK B-295x24

12C MOP AND BROOM
HOLDER

BOBRICK B-223x24

13A FOLDING SHOWER SEAT BOBRICK B-5181

17A.3 SHOWER CURTAIN ROD,
CONTRACTOR TO
PROVIDE SPEC FOR
RUSTFREE SHOWER
HOOKS

BOBRICK B-207 x 36

18A 42"W x 72"H SHOWER
CURTAIN

BOBRICK 204-2

1/4" = 1'-0"
A-411

B6 C.F. - MENS RR NE NORTHEAST

1/4" = 1'-0"
A-411

A6 C.F. - MENS RR NE SOUTHEAST

1/4" = 1'-0"
A-411

D5 C.F. - FAMILY RR NE SOUTH 1/4" = 1'-0"
A-411

D6 WOMEN 103 WEST
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A. REFERENCE STANDARD PLUMBING FIXTURE 
REQUIREMENTS AND STANDARD TOILET TOOM ACCESSORY 
MOUNTING HEIGHTS ON A-001 FOR ADDITIONAL 
INFORMATION UNLESS OTHERWISE NOTED.

B. REFERENCE STANDARD TOILET COMPARTMENTS - TYPICAL 
ACCESSORIES ON A-002 FOR TOILET ROOM ACCESSORIES 
LOCATED IN STALLS.
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A-412

ENLARGED
RESTROOM PLANS

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1/4" = 1'-0"
A-412

F1 ENLARGED PLAN - MENS RR SE

1/4" = 1'-0"
A-412

E1 C.F. - MENS RR NORTH

1/4" = 1'-0"
A-412

B1 C.F. - WOMENS RR SW NORTH
1/4" = 1'-0"

A-412

B4 C.F. - WOMENS RR SW SOUTH LAVATORY

1/4" = 1'-0"
A-412

E5 C.F. - MENS RR SE EAST
1/4" = 1'-0"

A-412

E6 C.F. - MENS RR SE SOUTH

1/4" = 1'-0"
A-412

F5 C.F. - FAMILY RR SE EAST

GENERAL TOILET ROOM NOTES

KEYNOTES (SPEC BASED)

083113.B04 ACCESS DOORS AND FRAMES - FLUSH ACCESS
DOOR WITH CONCEALED FLANGE

093000.C00 METAL EDGE STRIP

KEYNOTES (ACTION/GENERAL)

09-A2 WALL FINISH, REFER TO FINISH PLAN FOR TYPE

REFER TO SHEET A-002 FOR TOILET COMPARTMENT TYPES AND...

TOILET ROOM ACCESSORIES

TAG DESCRIPTION MFR MODEL NO.

01A PAPER TOWEL
DISPENSER/WASTE
RECEPTACLE,
RECESSED, INCLUDE
LINER

BOBRICK B-43944

01B PAPER TOWEL
DISPENSER/WASTE
RECEPTACLE, SURFACE
MOUNTED, INCLUDE
LINER

BOBRICK B-43949

01C PAPER TOWEL
DISPENSER, RECESSED

BOBRICK B-318

01D OWNER PROVIDED -
PAPER TOWEL
DISPENSER, SURFACE
MOUNTED

<varies> <varies>

02A WASTE RECEPTACLE,
RECESSED, INCLUDE
LINER

BOBRICK B-43644

02B <varies> BOBRICK B-277

03A TOILET TISSUE HOLDER,
2 STANDARD ROLL

BOBRICK B-2888

03C OWNER PROVIDED -
SEAT COVER
DISPENSER, SURFACE
MOUNTED

BOBRICK B-221

04A OWNER PROVIDED -
SANITARY NAPKIN
DISPOSAL, SURFACE
MOUNTED

BOBRICK B-270

05A OWNER PROVIDED -
GRAB BAR, 42"

BOBRICK B-5806 x 42

05B OWNER PROVIDED -
GRAB BAR, 36"

BOBRICK B-5806 x 36

05C OWNER PROVIDED -
GRAB BAR, 24"

BOBRICK B-5806 x 24

05D OWNER PROVIDED -
GRAB BAR, 18"

BOBRICK B-5806 x 18

05E OWNER PROVIDED -
GRAB BAR, 12"

BOBRICK B-5806 x 12

05F OWNER PROVIDED -
GRAB BAR, 12"

BOBRICK B-5806 x 30

06A SOAP DISPENSER,
COUNTERTOP MOUNTED

BOBRICK B-8221

06B SOAP DISPENSER, WALL
MOUNTED

BOBRICK B-2111

07A OWNER PROVIDED -
WARM-AIR HAND DRYER,
STAINLESS STEEL

BOBRICK B-7128

08A MIRROR, ABOVE
COUNTERTOP

BOBRICK B-290 2436

08B MIRROR, ABOVE
COUNTERTOP

BOBRICK B-290 2472

08C MIRROR, CUSTOM PER
SPECIFICATIONS

N/A

09A CLOTHES HOOK BOBRICK B-7672

10A CHANGING STATION,
RECESSED

KOALA KARE KB-110-SSRE
KB-110-SSWM
KB-110-SSWM

11A SHARPS DISPOSAL,
RECESSED

BOBRICK B-35016

11B SHARPS DISPOSAL,
SURFACE MOUNTED

BOBRICK B-350169

12A JANITOR'S CLOSET
SHELF, 18" W

BOBRICK B-295x18

12B JANITOR'S CLOSET
SHELF, 24" W

BOBRICK B-295x24

12C MOP AND BROOM
HOLDER

BOBRICK B-223x24

13A FOLDING SHOWER SEAT BOBRICK B-5181

17A.3 SHOWER CURTAIN ROD,
CONTRACTOR TO
PROVIDE SPEC FOR
RUSTFREE SHOWER
HOOKS

BOBRICK B-207 x 36

18A 42"W x 72"H SHOWER
CURTAIN

BOBRICK 204-2

1/4" = 1'-0"
A-412

A1 C.F. - WOMENS RR SW SOUTH

1/4" = 1'-0"
A-412

E3 CF MENS EAST
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A-413

E1 ENLARGED PLAN - WOMENS RR SE

1/4" = 1'-0"
A-413

D1 E.F. WOMENS RR NORTH
1/4" = 1'-0"

A-413

D4 E.F. WOMENS RR SOUTH

1/4" = 1'-0"
A-413

C1 E.F. MENS RR NORTH
1/4" = 1'-0"

A-413

C3 E.F. MENS RR SOUTH
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C4 E.F. MENS RR WEST
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GENERAL TOILET ROOM NOTES

KEYNOTES (SPEC BASED)

093000.C00 METAL EDGE STRIP

220000.A00 PLUMBING EQUIPMENT/FIXTURE REFERENCE
PLUMBING DRAWINGS

KEYNOTES (ACTION/GENERAL)

08-G1 FRAMELESS MIRROR, CONCEALED ATTACHMENT

REFER TO SHEET A-002 FOR TOILET COMPARTMENT TYPES AND...

TOILET ROOM ACCESSORIES

TAG DESCRIPTION MFR MODEL NO.

01A PAPER TOWEL
DISPENSER/WASTE
RECEPTACLE,
RECESSED, INCLUDE
LINER

BOBRICK B-43944

01B PAPER TOWEL
DISPENSER/WASTE
RECEPTACLE, SURFACE
MOUNTED, INCLUDE
LINER

BOBRICK B-43949

01C PAPER TOWEL
DISPENSER, RECESSED

BOBRICK B-318

01D OWNER PROVIDED -
PAPER TOWEL
DISPENSER, SURFACE
MOUNTED

<varies> <varies>

02A WASTE RECEPTACLE,
RECESSED, INCLUDE
LINER

BOBRICK B-43644

02B <varies> BOBRICK B-277

03A TOILET TISSUE HOLDER,
2 STANDARD ROLL

BOBRICK B-2888

03C OWNER PROVIDED -
SEAT COVER
DISPENSER, SURFACE
MOUNTED

BOBRICK B-221

04A OWNER PROVIDED -
SANITARY NAPKIN
DISPOSAL, SURFACE
MOUNTED

BOBRICK B-270

05A OWNER PROVIDED -
GRAB BAR, 42"

BOBRICK B-5806 x 42

05B OWNER PROVIDED -
GRAB BAR, 36"

BOBRICK B-5806 x 36

05C OWNER PROVIDED -
GRAB BAR, 24"

BOBRICK B-5806 x 24

05D OWNER PROVIDED -
GRAB BAR, 18"

BOBRICK B-5806 x 18

05E OWNER PROVIDED -
GRAB BAR, 12"

BOBRICK B-5806 x 12

05F OWNER PROVIDED -
GRAB BAR, 12"

BOBRICK B-5806 x 30

06A SOAP DISPENSER,
COUNTERTOP MOUNTED

BOBRICK B-8221

06B SOAP DISPENSER, WALL
MOUNTED

BOBRICK B-2111

07A OWNER PROVIDED -
WARM-AIR HAND DRYER,
STAINLESS STEEL

BOBRICK B-7128

08A MIRROR, ABOVE
COUNTERTOP

BOBRICK B-290 2436

08B MIRROR, ABOVE
COUNTERTOP

BOBRICK B-290 2472

08C MIRROR, CUSTOM PER
SPECIFICATIONS

N/A

09A CLOTHES HOOK BOBRICK B-7672

10A CHANGING STATION,
RECESSED

KOALA KARE KB-110-SSRE
KB-110-SSWM
KB-110-SSWM

11A SHARPS DISPOSAL,
RECESSED

BOBRICK B-35016

11B SHARPS DISPOSAL,
SURFACE MOUNTED

BOBRICK B-350169

12A JANITOR'S CLOSET
SHELF, 18" W

BOBRICK B-295x18

12B JANITOR'S CLOSET
SHELF, 24" W

BOBRICK B-295x24

12C MOP AND BROOM
HOLDER

BOBRICK B-223x24

13A FOLDING SHOWER SEAT BOBRICK B-5181

17A.3 SHOWER CURTAIN ROD,
CONTRACTOR TO
PROVIDE SPEC FOR
RUSTFREE SHOWER
HOOKS

BOBRICK B-207 x 36

18A 42"W x 72"H SHOWER
CURTAIN

BOBRICK 204-2
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A. PAINT ALL METAL PAN STAIRS AND ASSOCIATED RAILINGS 
TO MATCH PT-05 UNLESS NOTED OTHERWISE. 
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2" WARNING 
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PAINT
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NOTE: FOR REFERENCE ONLY. SOME 
ELEMENTS HAVE BEEN HIDDEN FOR CLARITY 
OF STAIR DESIGN INTENT
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100'-0"
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02-UPPER LEVEL
113'-8"

00-EVENT LEVEL
82'-5 1/2"

LOW ROOF
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STAIR LANDING

033000.A01
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CANE RAIL

2

4'-2 3/8" 14 TR @ 11" = 12'-10"

A. PAINT ALL METAL PAN STAIRS AND ASSOCIATED RAILINGS 
TO MATCH PT-05 UNLESS NOTED OTHERWISE. 

1/4" = 1'-0"A-424
A1 STAIR SECTION - SE EGRESS

1/4" = 1'-0"A-424
E1 SE STAIR PLAN - EVENT LEVEL

1/4" = 1'-0"A-424
E4 SE STAIR PLAN - CONCOURSE LEVEL

1/4" = 1'-0"A-424
E6 SE STAIR PLAN - UPPER LEVEL
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1/4" = 1'-0"A-424
C6 SE STAIR PLAN - ROOF LEVEL

KEYNOTES (SPEC BASED)

033000.A01 CAST-IN-PLACE CONCRETE, REFERENCE
STRUCTURAL

055113.A01 METAL PAN STAIR WITH CONCRETE FILLED
TREADS

055213.A01 STEEL TUBE RAILING

A-424
A6 3D View - SE Egress Stair

1/4" = 1'-0"A-424
A3 STAIR SECTION - SE EGRESS
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02-UPPER LEVEL
113'-8"

02M UPPER LEVEL MECH
111'-8"

02MTS UP. LVL MECH T/S
111 0 1/2

111'-0 1/2"

4 1/4"

3 5/8"

L L

08

08

A4
A-426

A6
A-426

MONUMENTAL STAIR 
w/ 2" WD. TREAD AND 
LANDING, STEEL 
STRINGER W/ 1/4" 
WELDED PLATE BOTH 
SIDES, OPEN RISERS

BUTT-JOINTED GLASS 
GUARDRAIL RECESSED 
IN SHOE w/ STAINLESS 
STEEL HANDRAIL

UNDERSIDE OF STAIR 
LANDING  GYPSUM 
WALL BOARD. 

A-409
A2

A-409

A5

01-CONCOURSE LEVEL
100'-0"

02-UPPER LEVEL
113'-8"

LOW ROOF
127'-4"

L

02M UPPER LEVEL MECH
111'-8"

02MTS UP. LVL MECH T/S
111 0 1/2

111'-0 1/2"

A6
A-426

01-CONCOURSE LEVEL
100'-0"

02-UPPER LEVEL
113'-8"

LOW ROOF
127'-4"

07.4 08

A4
A-426

A7
A-426

L L

08

08

A4
A-426

A6
A-426

MONUMENTAL STAIR 
w/ CLT TREAD AND 
LANDING, STEEL 
STRINGS, OPEN 
RISERS

BUTT-JOINTED GLASS 
GUARDRAIL RECESSED 
IN SHOE w/ STAINLESS 
STEEL HANDRAIL

UNDERSIDE OF STAIR 
FULLY WRAPPED IN 
GYPSUM WALL BOARD. 

A7
A-426

A-409
A2
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3"

1/8" PERFERATED 
METAL PANEL

COUNTERSINK 
FASTENERS. 

COLOR TO 
MATCH METAL 

PANEL

4"W TUBE STRINGER, 
PAINT GLOSSY WHITE 
TO MATCH PT-01

ANGLE TREAD SUPPORT 
PAINT WHITE TO MATCH 
PT-01

2
"

1
"

1
/2

"

WELD

S.S. HANDRAIL, 
BURSHED FINISH

PRECAST CONCRETE 
TREAD. FINISH TO MATCH 
PC-01

PERFERATED METAL PANELS, TOP RAILS, & 
POSTS FABRICATED BY METAL MANUFACTURER 
AMICO OR APPROVED ALTERNATE

1"X3" STEEL TUBE TOP 
RAIL, FINISH TO MATCH 
PT-01

3" STEEL TUBE POSTS 
WELDED TO STRINGER, 
FINISH TO MATCH PT-01

ALIGN T.O. METAL 
PANEL TO T.O. 

STEEL TUBE 

4
'-
0

"

S.S. HANDRAIL, 
BURSHED FINISH

1"X3" STEEL TUBE TOP 
RAIL, FINISH TO MATCH 
PT-01

3" STEEL TUBE POST 
WELDED TO EMBED AT 
LANDING, FINISH TO 
MATCH PT-01

STEEL EMBED

PRECAST CONCRETE 
TREAD. FINISH TO MATCH 
PC-01

WELD

2" 8"

3
"

(3) 3/8" POLISHED STEEL 
BARSTOCK INSERTS. HOLD 
4" OFF STRINGER, TYP

ANGLE, REFER TO 
STRUCTURAL
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1'-0"

1"

092900.F00

092900.B04
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STRINGER

1/8" PERFERATED 
METAL PANEL
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2

S.S. HANDRAIL, 
BURSHED FINISH

1"X3" STEEL TUBE TOP 
RAIL, FINISH TO MATCH 
PT-01

3" STEEL TUBE POST 
WELDED TO EMBED AT 
LANDING, FINISH TO 
MATCH PT-01
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"

1/8" PERFERATED 
METAL PANEL

1'-0"

2"8"

3
"
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1'-0"

3
"

1
"

WOOD TREAD

3X14X3/8 STEEL TUBE

1/4X20 WELDED 
PLATE, PAINTED 
GLOSSY WHITE TO 
MATCH PT-1

1/4X20 WELDED 
PLATE, PAINTED 

GLOSSY WHITE TO 
MATCH PT-1

WELDING BLOCK

1/2" TEMPERED 
MONOLITHIC GLASS

RAILING SHOE W/ TAPER-LOC, 
NO SS CLADDING 

METAL TRIM TOP CAP, FIELD 
PAINT TO MATCH PT-01

HORIZONTAL 
TOP CAP

WD HANDRAIL

3X3X3/8 ANGLE TREAD SUPPORT

CONCEALED FASTENERS 
FOR TREAD BELOW

STRINGER SECTION THROUGH 
TOP TREAD AT 2ND FLOOR 
LANDING

GYP SOFFIT 
BEYOND

GLASS RAILING 
BEYOND

WOOD TREAD

3X14X3/8 STEEL TUBE

1/4X20 WELDED 
PLATE, PAINTED 
GLOSSY WHITE TO 
MATCH PT-1

1/4X20 WELDED 
PLATE, PAINTED 

GLOSSY WHITE TO 
MATCH PT-1

3X3X3/8 ANGLE TREAD SUPPORT

CONCEALED FASTENERS 
FOR TREAD BELOW

WELDING BLOCK

1/2" TEMPERED 
MONOLITHIC GLASS

RAILING SHOE W/ TAPER-LOC, 
NO SS CLADDING. THREADED 
ROD ATTACHMENT

METAL TRIM TOP CAP, FIELD 
PAINT TO MATCH PT-01

HORIZONTAL 
TOP CAP

WD HANDRAIL

4
"

3
"
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"

STRINGER SECTION THROUGH 
TYP TREAD 

3/8" STAINLESS 
STEEL BAR 

STOCK
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SECTION THROUGH RAILING 
SIDE VIEW OF 2ND FLOOR 
LANDING

1/4" = 1'-0"
A-426

A1 VCIRC - SOUTH STAIR CONC
1/4" = 1'-0"

A-426

A4 VCIRC - SOUTH STAIR
1/4" = 1'-0"

A-426

A3 VCIRC - SOUTH STAIR UPPER
1/4" = 1'-0"

A-426

A6 VCIRC - SOUTH STAIR 1
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1" = 1'-0"
A-426

A7 RAILING - STAIR OPENING - T&F

1" = 1'-0"
A-426

E1 PERF METAL RAILING @ LANDING

1 1/2" = 1'-0"
A-426

C1 STAIRDTL - WD TREAD OPEN RISER

KEYNOTES (ACTION/GENERAL)

KEYNOTES (SPEC BASED)

051200.D01 STRUCTURAL STEEL FRAMING, ANGLE

092900.B04 GYPSUM BOARD, 5/8"

092900.F00 GYPSUM BOARD TRIM ACCESSORIES
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PT-01

1' SETBACK PAINTED GYP, PT-01

DIGITAL VIDEOWALL 
SCORE BOARD

WDV-01

WDV-01

QTZ-01QTZ-01

101419.A00

N.I.S. PART OF FUTURE 
WAYFINDING PACKAGE
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A-325

H1
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"
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"

1
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"

FUTURE OPENING. REFER TO PLAN FOR 
DIMENSIONS. OMIT DRYWALL ON 
DASHED AREA ON BACKSIDE OF WALL. 
INSTALL WALL FINISH AND BASE AS 
SCHEDULED ON CONCOURSE SIDE

7
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"

2

ST-01 101419.A00
ST-01 084413.A00
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FUTURE WAYFINDING 

PACKAGE N.I.S., FUTURE 
WAYFNIDNG 
PACKAGE

A3
A-522

A3
A-522

A3
A-523

A4
A-530

GL-11GL-11

GYP CONTROL 
JOINT. APPLY WALL 
FINISH OVER PER 
MNFR REC.

FRAMED FUTURE OPENING. 
INSTALL GYP & WALL FINISH 
ON PUBLIC FACING SIDE, 
OMIT DRYWALL BEHIND. 

SSB-02

6
"

1
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"
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"

PT-01 STEPPED 
BACK SOFFIT

ALIGNALIGN

GYP CONTROL 
JOINT. APPLY WALL 

FINISH OVER PER 
MNFR REC.

PT-01 STEPPED 
BACK SOFFIT

ALIGN ALIGN

A3
A-523

SSB-02
FRAMED FUTURE OPENING. 
INSTALL GYP & WALL FINISH 
ON PUBLIC FACING SIDE, 
OMIT DRYWALL BEHIND. 
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TYP
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2

1' SETBACK PAINTED GYP REVEAL 

PAINTED GYP PT-01

1' SETBACK PAINTED GYP REVEAL PT-01

POWDER COATED EXPANDED METAL PANEL ON METAL TUBE 
FRAME SYSTEM BY AMICO. STRETCHED FABRIC ACOUSTIC 
PANELS W/ CUSTOM PRINTED GRAPHIC BEHIND. REFER TO 
ELEVATIONS ON A-504 FOR DETAILS

DIGITAL VIDEOWALL SCORE BOARD

WDV-01

CUSTOM PRINTED 
GRAPHIC

WDV-01
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QTZ-01 QTZ-01
C4

A-354 9
'-
0

"

2
'-
1
0

"

6
"

FUTURE 
WAYFINDING 
SCOPE

A1
A-523

C1
A-523

C1
A-523

6
"

A3
A-523

A3
A-523

SSB-02
SSB-02

092900.F07

092900.F07

A-504

A1
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INT GAMMASTONE. 
TERMINATE AT 

OUTSIDE CORNER

INT GAMMASTONE. 
TERMINATE AT 
OUTSIDE CORNER

SURFACE MOUNT TO 
UNDERSIDE OF BEAM 
FLANGE. CONCEAL 
WIRING, TYP

SURFACE MOUNT TO 
UNDERSIDE OF BEAM 
FLANGE. CONCEAL 
WIRING, TYP

CUSTOM 
PRINTED 
GRAPHIC 

18'X24'

GYP CONTROL 
JOINT. APPLY WALL 

FINISH OVER PER 
MNFR REC.

GYP CONTROL 
JOINT. APPLY WALL 
FINISH OVER PER 
MNFR REC.

PT-01

DIGITAL 
VIDEOWALL 
SCORE BOARD

WDV-01WDV-01

SHEET TITLE

SHEET NUMBER

INDIANA UNIVERSITY BOARD OF TRUSTEES
2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

Owner

RATIO
101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

Architect

FINK ROBERTS AND PETRIE, INC.

Structural Engineer

Mechanical / Electrical

Civil Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

INTROBA

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
800-404-7677

AMERICAN STRUCTUREPOINT, INC.

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

PROJECT NO.

SHEET ISSUE

SEAL | DATE

COPYRIGHT NOTICE: THIS ARCHITECTURAL 
AND ENGINEERING DRAWING IS GIVEN IN 
CONFIDENCE AND SHALL BE USED ONLY 
PURSUANT TO THE AGREEMENT WITH RATIO.  
NO OTHER USE, DISSEMINATION OR 
DUPLICATION MAY BE MADE WITHOUT PRIOR 
WRITTEN CONSENT OF RATIO.  ALL COMMON 
LAW RIGHTS OF COPYRIGHT AND OTHERWISE 
ARE HEREBY SPECIFICALLY RESERVED.

Acoustics / Technology Engineer

WJHW

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

Plumbing Engineer

DLZ

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

Food Service Consultant

CINILITTLE

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

IU Project NO. 20240127

Code Consultant

FORZA

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

1
/2

6
/2

0
2
5
 9

:4
7
:1

5
 P

M

A-501

INTERIOR
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1/8" = 1'-0"
A-501

F1 CONCOURSE OVERALL NORTH

1/8" = 1'-0"
A-501

C1 CONCOURSE OVERALL EAST

1/8" = 1'-0"
A-501

D1 CONCOURSE OVERALL SOUTH

KEYNOTES (SPEC BASED)
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D5 UPPER CABINET OPEN SHELVES
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B1 TYP. LOCKER SINK BASE ADA
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12" = 1'-0"
A-521

B5 PANELING DETAIL

6" = 1'-0"
A-521

A6 PANELING DETAIL
2

2

2

2

2



A-522

B6

A-522

A6

A-522

C6

A-524

B44
'-
0

"

4
"

1
0

'-
6

"
1

0
'-
6

"

2

2

KEEP GRAPHIC 
WALL 
UNOBSTRUCTED

STEEL SUPPORT 
ABOVE CEILING

2
7"

PER PARTITION TYPE

084113.A01

061053.F01

092900.F03

079200.A01

ALUM TRIM ANGLE

1/4"

08-F1

08-B1

079200.A01

TILE PER 
FINISH PLAN

MORTAR BED

093000.C00

084113.A01

061053.F01

092900.F03

079200.A01

08-F1

08-B1

079200.A01

TILE PER 
FINISH PLAN

MORTAR BED

093000.C00

1'-0"

PROVIDE BLOCKING IN 
WALL AS REQ'D

ANCHOR FRAME TO WALL, 
CONCEAL ATTACHMENT

3
 1

/2
"

WDV ON 3/4" PWD 

Z-CLIPS

VIDEOWALL -
REFER TO AV

MITER CORNER

9"

9
"

MICROCEMENT

METAL TRIM TO 
TERMINATE 
MICROCEMENT & 
TROWEL UP TO

CONTINUE 
MICROCEMENT FINISH 
BEHIND FRAME

COORDINATE CUTOUTS 
FOR POWER & 
VIDEOWALL MOUNTS IN 
WDV BACK PANEL

MICROCEMENT

3
 1

/2
"

9"

TIE BACK FRAMING AS REQ'D 
TO SUPPORT VIDEOWALL

9
"

2" 7" 4" 1"

EXPANDED METAL 
MESH PANEL

PANEL CLIP 
ATTACHMENT TO 
FRAME BEHIND

VERTICAL FRAME 
SUPPORT

HORIZONTAL SUPPORT, 
ATTACH BACK TO WALL AT 
INTERMEDIATE VERTICAL 
SUPPORT LOCATIONS. 
PROVIDE BLOCKING IN 
WALL

2" STRETCHED 
FABRIC ACOUSTIC 
PANEL SYSTEM

ALIGN TOP OF TILE W/ BTM 
OF METAL MESH WALL

2

EXPANDED METAL 
MESH PANEL

PANEL CLIP 
ATTACHMENT TO 
FRAME BEHIND

VERTICAL FRAME 
SUPPORT, WELD 
TO HORIZONTAL 
FRAMING

HORIZONTAL SUPPORT, 
ATTACH BACK TO 
VERTICAL POSTS AT 
COLUMN LINES

2" STRETCHED 
FABRIC ACOUSTIC 
PANEL SYSTEM

4
"

4"

2"

GAP

7"

2

*EXPANDED METAL 
MESH PANEL

*PANEL CLIP 
ATTACHMENT TO 
FRAME BEHIND

*2X4 VERTICAL 
FRAME SUPPORT

*4X4 HORIZONTAL 
SUPPORT, TIE BACK TO 
WALL AT INTERMEDIATE 
VERTICAL SUPPORT 
LOCATIONS. KEEP CLEAR 
OF RECESSED LIGHT 
FIXTURE. PROVIDE 
BLOCKING IN WALL

2" STRETCHED FABRIC 
ACOUSTIC PANEL 
SYSTEM

7"

EQ EQ

1
"

1
"

260000.B01

*MT-01 SYSTEM INCLUDES METAL PANELS, FRAME, & STEEL SUPPORT 
PROVIDED BY METAL MANUFACTURER AMICO OR APPROVED ALTERNATE

2

2

PROVIDE BLOCKING IN 
WALL AS REQ'D

ANCHOR FRAME TO WALL, 
CONCEAL ATTACHMENT

WDV ON 3/4" PWD 

Z-CLIPS

STRETCHED FABRIC 
ART GRAPHIC WALL -
ARTWORK PROVIDED 
BY ARCHITECT IN 
FUTURE WAYFINDING 
PACKAGE

MITER CORNER

MICROCEMENT

METAL TRIM TO 
TERMINATE 
MICROCEMENT & 
TROWEL UP TO

9
"

3
 1

/2
"

CONTINUE 
MICROCEMENT FINISH 
BEHIND FRAME

MICROCEMENT

TIE BACK FRAMING AS 
REQ'D TO SUPPORT 
WALL

9
"

1" 8"

2" NOVAWALL 
STRETCHED FABRIC 
FRAME, BLACK

3
 1

/2
"

*4X4 POST AND BASE PLATE, 
ATTACH TO COLUMN AND 
FLOOR

STRETCH FABRIC WALL GRAPHIC

*4X4 HORIZONTAL SUPPORT. 
ATTACH TO POST BURIED IN WALL

*METAL MESH PANEL, CLEAT ATTACHMENT

2X4 VERTICAL FRAME 
POST

PER PLAN

3" 3" 9"

1/2"

1
"

4
"

7
"

2
"

*STEEL TIE BACK AT 
VERTICAL FRAME 
POSTS, BELOW GRAPHIC

PROVIDE BLOCKING FOR 
FRAME ATTACHMENT IN 
WALL BEHIND

2"
5" 4"

2

2

1
'-
1
0

"

*MT-01 SYSTEM INCLUDES METAL PANELS, 
FRAME, & STEEL SUPPORT PROVIDED BY 
METAL MANUFACTURER AMICO OR 
APPROVED ALTERNATE

SOLID HARDWOOD 
END CAP AROUND 
PERIMETER

SHIM STAINED TO 
MATCH WDV-01

084113

061053.B01

fire rated sealant

3/4"

MAINTAIN 2HR RATING

6
"

1
'-
3

"

1
/4

"

7"

1
 1

/2
"

1
'-
0

"7"

1
/4

"

1
/4

"

FIRE RATED SEALANT

MAINTAIN 2HR RATING

SHIM STAINED TO 
MATCH WDV-01

084113

061053.B01

3/4"

G
A

P

6
"

1
'-
3

"

1
 1

/2
"

4
"

2"

SOLID HARDWOOD 
END CAP

*METAL PANEL SUPPORT 
FRAME. TIE BACK TO 

STEEL BURIED IN WALL

*METAL MESH PANEL, 
CLEAT ATTACHMENT

BETWEEN BACK OF 
METAL FRAME & FACE OF 
ACOUSTIC PANEL

*STEEL TUBE SUPPORT 
BURIED IN WDV WALL. 
ANCHOR TO SLAB.

*MT-01 SYSTEM INCLUDES METAL PANELS, FRAME, & STEEL SUPPORT 
PROVIDED BY METAL MANUFACTURER AMICO OR APPROVED ALTERNATE

1
/4

"

1
/4

"

2
"

AWP-01

MT-01

092216.A4

092216.A01

092900.B04

064216.A00

7"

3
/4

"

WD QUIRK, BOTH SIDES

SOLID HARDWOOD 
END CAP

WD QUIRK

3
/4

"

Z-CLIPS

084113

061053.B01

079200.A01

092216.A4

1
/4

"

6 5/8"

2
 1

/2
"

054000.A01

054000.A01

064216.C02

092900.B04

092900.B04

SOLID HARDWOOD END CAP 
AROUND PERIMETER. STAIN 
TO MATCH WDV

092900.B04

061053.B01

079200.A01

FIRE-RATED, 
BOTH SIDES

2 LAYERS 
5/8" GYP

084113

SHIM STAIN TO 
MATCH WDV

1
/4

"

1
"

4
"

6
"

2
"

1
/4

"

1/4"

WOOD QUIRK, 
TYP BOTH SIDES

1
'-
3

"
1

/4
"

054000.A01

061053.B01

064216.A00

064216.C02

092216.A4

054000.A02

CUSTOM GRAPHIC 
ACOUSTIC 
STRETCHED WALL 
SYSTEM

2X4 VERTICAL 
SUPPORT FRAME

TIE VERTICAL FRAME 
BACK TO WALL 
BELOW GRAPHIC

2"

4X4 POST. ANCHOR TO SLAB

4X4 HORIZONTAL 
SUPPORT FRAME, 
ATTACH TO POST 
BURIED IN WALL

BLOCKING AS REQ'D 
TO ANCHOR TIE-
BACK SUPPORTS

COORD CUTOUTS IN 
VENEER PANELS 
AROUND MTL WALL 
STEEL

MT-01

7"

1
'-
3

"

6
"

2
"

1/2"

MATCH NOTES ON 
ADJ. DETAILS

REFER TO 
STRUCTURAL

054000.A02

092216.A4
092900.B04

092900.B04

1
/4

"1
/4

"

TERMINATE SOFFIT 
ACCENT PAINT 
COLOR - REFER TO 
ELEVATION

METAL MESH WALL 
SYSTEM, FIXED

061000.E01

METAL MESH PANEL, POWDER 
COAT WHITE. DROP & LOCK 
ATTACHMENT TO FRAME 
BEHIND

METAL MESH WALL 
SYSTEM SUPPORT FRAME, 
POWDER COAT WHITE  

QUARTZ FRAME BEYOND

CUTOUTS FOR CABLE 
PASS-THRU

MITER

TERMINATE SOFFIT 
ACCENT PAINT 
COLOR - REFER TO 
ELEVATION

SCHLUTER JOLLY

SCHLUTER JOLLY

QUARTZ FRAME

SEALANT, MATCH QUARTZ

48" O.C. MAX.

SHADOWLINE MOLDING (TYP.)

09-A4

092216.P01

5" 2 1/4"

RECESSED SLIDING 
DOOR TRACK

D3
A-522

09-M2

06-C2

A-524

2

064116.D02

TYP

064116.F04

064116.C02

09-A3

09-A4

TERMINATE SOFFIT 
ACCENT PAINT 
COLOR - REFER TO 
ELEVATION

RECESSED SLIDING 
DOOR TRACK

METAL MESH WALL 
SYSTEM, FIXED

METAL MESH SLIDING 
DOOR

092216.C01

092216.P01

092900.B04

092216.D01

SCLUTER JOLLY 
TRIM, ALIGN W/ 
EDGE OF COUNTER

METAL MESH PANEL, 
POWDER COAT WHITE. 
DROP & LOCK 
ATTACHMENT TO FRAME 
BEHIND

METAL MESH SLIDING 
DOOR

METAL MESH WALL 
SYSTEM SUPPORT FRAME, 
POWDER COAT WHITE  

MOUNTING ANGLE & BOLTS. 
ANCHOR TO BLOCKING IN 
WALL BEHIND

1
"

1
"

1
"

1"

1"

METAL MESH SLIDING 
DOOR

METAL MESH WALL 
SYSTEM SUPPORT FRAME, 
POWDER COAT WHITE  

MOUNTING ANGLE & BOLTS. 
ANCHOR TO BLOCKING IN 
WALL BEHIND

METAL MESH PANEL, 
POWDER COAT WHITE. 
DROP & LOCK 
ATTACHMENT TO FRAME 
BEHIND

METAL MESH CURVED 
FIXED PANEL, POWDER 

COAT WHITE

QUARTZ FRAME BEYOND

CUTOUTS FOR CABLE 
PASS-THRU

SCHLUTER JOLLY

QUARTZ FRAME, MITER CORNERS

SEALANT, MATCH QUARTZ

1 1/2"

2
 1

/4
"

JAMB STUDS AS REQUIRED 
BY OPENING WIDTH

PER FRAME ELEVATION

1
/2

"

P
E

R
P

A
R

T
IT

IO
N

 T
Y

P
E

EACH
SIDE

079200.A01

081113.A00

061053.B01

08-D1

METAL MESH WALL 
SYSTEM SUPPORT FRAME, 
POWDER COAT WHITE. 
ALIGN W/ EDGE OF DOOR 
FRAME. PAINT DOOR 
FRAME WHITE TO MATCH 
METAL MESH SYSTEM

1"

METAL MESH PANEL W/ 
BENT EDGES, POWDER 

COAT WHITE. DROP & LOCK 
ATTACHMENT TO FRAME 

BEHIND

EQEQ

E
Q

E
Q

METAL 
SUPPORT 
FRAME 
BEYOND

MT-01 MT-01

A A

04.7

04.7

1'-6" 1'-0"

1/2"

3" 3"

9" 1/2"

4" 5"

*4X4 POST AND BASE PLATE, 
ATTACH TO COLUMN AND FLOOR

STRETCH FABRIC WALL GRAPHIC

*4X4 HORIZONTAL SUPPORT. 
ATTACH TO POST BURIED IN WALL

*METAL MESH PANEL, CLEAT ATTACHMENT

2X4 VERTICAL FRAME 
POST

1/2"

1
"

4
"

7
"

2
"

*STEEL TIE BACK AT 
VERTICAL FRAME 
POSTS, BELOW GRAPHIC

PROVIDE BLOCKING FOR 
FRAME ATTACHMENT IN 
WALL BEHIND

2"
11" 4"

1
'-
1
0

"

*MT-01 SYSTEM INCLUDES METAL PANELS, 
FRAME, & STEEL SUPPORT PROVIDED BY 
METAL MANUFACTURER AMICO OR 
APPROVED ALTERNATE

FRAME AROUND PIPE. COORD METAL WALL STEEL 
SUPPORT LOCATIONS W/ PLUMBING LOCATION
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A-522

INTERIOR DETAILS

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1/4" = 1'-0"
A-522

A5 MTL/ STRETCH FAB WALL
3" = 1'-0"

A-522

A1 E.F. TRAINING EAST
1" = 1'-0"

A-522

A2 WD FRAME @ VIDEOWALL
1 1/2" = 1'-0"

A-522

A6 METAL WALL BTM

1 1/2" = 1'-0"
A-522

B6 METAL WALL TIE BACK

1 1/2" = 1'-0"
A-522

C6 METAL WALL TOP

1" = 1'-0"
A-522

A3 WD FRAME @ ART WALL

1" = 1'-0"
A-522

D6 METAL WALL SUPPORT AT COLUMN

1 1/2" = 1'-0"
A-522

B7 WD FRAME @ OFFICE SF

1 1/2" = 1'-0"
A-522

C7 WD FRAME @ OFFICE SF W/ COLUMN

1 1/2" = 1'-0"
A-522

F7 METAL WALL SUPPORT @ STAIR
1 1/2" = 1'-0"

A-522

F6 METAL WALL SUPPORT

3" = 1'-0"
A-522

C1 METAL WALL NUTRITION FIXED
1 1/2" = 1'-0"

A-522

C2 METAL WALL NUTRITION OPENING

3" = 1'-0"
A-522

D1 METAL WALL NUTRITION SLIDING

6" = 1'-0"
A-522

F3 MT-02 SLIDING DOOR @ OPENING
6" = 1'-0"

A-522

F2 PLAN DTL - MTL SLIDING DOOR @ END

3" = 1'-0"
A-522

D3 PLANDTL - NUTRITION COUNTER QZ FRAME

3" = 1'-0"
A-522

C3 PLANDTL - METAL MESH AT DOOR

3" = 1'-0"
A-522

F1 METAL PANEL INTERSECTION

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25

KEYNOTES (SPEC BASED)

054000.A01 COLD-FORMED METAL FRAMING - 3 5/8"

054000.A02 COLD-FORMED METAL FRAMING - 6"

061000.E01 WOOD BLOCKING

061053.B01 WOOD BLOCKING

061053.F01 MISCELLANEOUS ROUGH CARPENTRY,
PLYWOOD

064116.C02 DOOR PANEL, 3/4", REFER TO ELEVATION FOR
FINISH

064116.D02 BACK PANEL, 1/2" ON CLEATS, REFER TO
SPECIFICATIONS FOR FINISH

064116.F04 ADJUSTABLE SHELF, 3/4"

064216.A00 FLUSH WOOD PANELING

064216.C02 FLUSH WOOD PANELING, CONCEALED
PANEL-HANGER CLIPS

079200.A01 SEALANT

081113.A00 HOLLOW METAL DOORS AND FRAMES

084113 ALUMINUM-FRAMED ENTRANCES AND
STOREFRONTS

084113.A01 ALUMINUM-FRAMED ENTRANCES AND
STOREFRONT

092216.A01 1 5/8" METAL STUD FRAMING, NON-STRUCTURAL

092216.A4

092216.C01 3 5/8" METAL STUD FRAMING, NON-STRUCTURAL

092216.D01 6" METAL STUD FRAMING, NON-STRUCTURAL

092216.P01 NON-STRUCTURAL METAL STUD BRACING,
EXTEND TO STRUCTURE

092900.B04 GYPSUM BOARD, 5/8"

092900.F03 GYPSUM BOARD TRIM ACCESSORIES, L CASING
BEAD

093000.C00 METAL EDGE STRIP

260000.B01 LIGHT FIXTURE, REFERENCE ELECTRICAL
DRAWINGS

1" = 1'-0"
A-522

A7 METAL WALL SUPPORT AT PIPE

2

2



A
L
IG

N

WOODFOLD ROLL-UP 
DOOR PACKOUT

WOODFOLD ROLL-
UP DOOR INSIDE 
JAMB GUIDE RAIL

SEALANT JOINT, 
COLOR TO MATCH 
COLOR OF GUIDE RAIL

MARINE GRADE 
PLYWOOD 1

 1
/2

"
3

/4
"

5/8"

LINE OF COUNTER LINE OF COUNTER 

DRYWALL REVEAL Z PROFILE, 
POWDER COAT WHITE

BONDING AGENT, 
REF MFR'S 
INSTALLATION 
RECOMMENDATIONS

WOOD BLOCKING

7 3/4"

6 3/4" 2"
LINE OF WALL OPENING

079200.C01

LINE OF WALL END 
WHERE OCCURRING

2 CM QZ MARINE GRADE 
PLYWOOD

1"

3/4"HX5/8"D DRYWALL 
REVEAL Z PROFILE, 
POWDER COAT WHITE

MICROCEMENT

BASE PER FINISH PLANS/ 
ELEVATION

3/4"HX5/8"D DRYWALL 
REVEAL Z PROFILE, 
POWDER COAT WHITE

HEAVY DUTY CONCEALED 
COUNTERTOP SUPPORT 

BRACKET - SPACING AND QTY AS 
REQ'D PER LOAD, PROVIDE 

BLOCKING

LOCATE ACCESS 
PANEL IN CEILING 

NEAR ROLL-UP 
GATE MOTOR

MARINE GRADE 
PLYWOOD

3/4"HX5/8"D DRYWALL 
REVEAL Z PROFILE, 
POWDER COAT WHITE

CENTER LIGHT ON 
FRAME, PROVIDE 
BLOCKING 

PROVIDE FRAMING TO 
SUPPORT ROLL-UP 
GATE

PROVIDE ADDT'L 
FRAMING TO SUPPORT 
QUARTZ HEADER

WOOD BLOCKING

BONDING AGENT, REF 
MFR'S INSTALLATION 
RECOMMENDATIONS

1
 1

/2
"

3
/4

"
1

 1
/2

"

3
/4

"

1/2"

7 3/4"

MICROCEMENT

ALIGN

WOOD BLOCKING

1
'-
0

"

WOOD QUIRK

WOOD QUIRK

3/4" HARDWOOD

1 1/2"

INT GAMMASTONE 
SYSTEM

WALL TYPE AS 
SCHEDULED

WDV ON 3/4" MARINE 
GRADE PWD

3/4" HARDWOOD

1/4"

1 1/2"

A
L
IG

N

1'-0"

1
 1

/2
"

1
/4

"

1
 1

/2
"

WOOD BLOCKING

WOOD QUIRK

3/4" HARDWOOD

INT GAMMASTONE 
SYSTEM

WALL TYPE AS 
SCHEDULED

WDV ON 3/4" MARINE 
GRADE PWD

3/4" HARDWOOD

3/4" HARDWOOD

WOOD QUIRK

SOLID SURFACE -
THICKNESS AS REQ'D TO 
COMPLETE RADIUS 

MICROCEMENT, 
TROWEL UP TO LIP OF 
METAL TRIM

1/2" REVEAL U.N.O.

NOTE: AT LOCATION OF RATED WALLS, RATED 
ENCLOSURE MUST BE MAINTAINED.

A
L
IG

N

SCRIBE TO FLOOR

TOP OF FINISH FLOORP
E

R
 E

L
E

V
A

T
IO

N

3/8"

1
/2

"

WOOD OR METAL 
BLOCKING AS 
REQUIRED 

1
/2

"
1

 1
/2

"

ALIGN

WALL AND/OR BULKHEAD 
CONSTRUCTION 
AS SCHEDULED, TYP.

FINISH PER ELEVATION, 
FINISH ALL EXPOSED 

FACES, TYP.

SELF EDGE

SHIM AS REQUIRED

FINISH WALL AS INDICATED IN 
ELEVATIONS AND/OR FINISH
PLAN

FRY REGLET -
Z REVEAL DRMZ-75-50 WHITE

2

3/4"

CONCEAL ALL 
FASTENERS, TYP

1'-6 1/2"

1
/8

"

5
.0

0
°

3
/4

"

3/4"

DRAIN

TILE UP TO BOTTOM OF 
BLOCKING, CUT HOLES
FOR PIPES.

INSULATE EXPOSED PIPES, 
PAINT PIPE GUARD TO
MATCH WALLS

FINISH FLOOR

2
'-
3
" 

M
IN

.
7

"

PAINT SOAP HOLDER
TO MATCH WALL

COUNTER TOP, MITER EDGE, TYP.

REFERENCE PLUMBING 
DRAWINGS FOR FAUCET
AND SINK TYPE.  INSTALL 
FOR ADA COMPLIANCE.

COUNTER TOP

TILE TO TOP OF COUNTER

2
'-
1
0

"

4"

3
'-
0

"

BANQUETTE CONSTRUCTION:

• 8-WAY HAND TIED MODU-COIL 
SPRING SEAT

• SINUOUS-COIL BACK
• KILN-DRIED HARDWOOD 

STRUCTURE

2"2"

4
"FLUSH WOOD BASE

Z-REVEAL 1/2" X 5/8"

CONTINUE WALL 
FINISH BEHIND 

BANQUETTE

1
'-
0

"
6

"

6" 1'-6"

ADDITIONAL BLOCKING & 
FRAMING AS REQ'D

CONTINUE FABRIC 
BEHIND BANQUETTE 

FOR FUTURE 
FLEXIBILITY/ 

REMOVABILITY

COORD POWER FEED 
FROM SIDE WALLS. 

ALLOW FOR FUTURE 
BANQUETTE 

REMOVAL

WOOD BASE. SCRIBE 
TO FLOOR

HORIZONTAL MOUNT 
OUTLET, STAINLESS 
FACEPLATE

COORD CABLING/ WIRE 
FEED WITHIN BASE

EQ EQ

2'-0"

P
E

R
 D

E
V

IC
E

PER DEVICE

AV TOUCH PANEL, 
REFER TO 
TECHNOLOGY DWGS 
FOR DETAILS

FRAME RECESS 
FOR DEVICES ON 
INTERIOR OF 
ADJACENT CABINET

PULL POWER/ 
CABLE FEEDS FROM 
WALL

ALIGN

EUROPEAN HINGE

EDGE OF COUNTER

00-EVENT LEVEL
82'-5 1/2"

00-EVENT LEVEL
82'-5 1/2"

00 EVENT LEVEL
82'-5 1/2"

METAL MESH WALL 
SYSTEM SUPPORT FRAME, 
POWDER COAT WHITE  

METAL MESH PANEL, 
POWDER COAT WHITE. 

DROP & LOCK ATTACHMENT 
TO FRAME BEHIND

ANGLE BRACKET, ANCHOR 
TO CEILING

ANGLE BRACKET, ANCHOR 
TO FLOOR

1"

ANGLE FLOOR 
BRACKET TO 
ANCHOR POSTS TO 
CONCRETE FLOOR

1/4"
1/4"

FRAME POWDER 
COAT WHITE

METAL MESH PANEL

1
"

1
"

1"

ANGLE FLOOR 
BRACKET TO 

ANCHOR POSTS TO 
CONCRETE FLOOR

1/4"

FRAME POWDER 
COAT WHITE

METAL MESH PANEL

1
"

S3A092216.C01

3/8"
054000.A02

09-A2

1"CFMF CLIP ANGLE

REFER TO FINISH 
PLANS FOR WALL 

BASE

078443.A00

033000

051200.D01

PAINT TO MATCH WALL. 
PROVIDE ANGLE IF THERE IS 

NO CEILING IN THE ROOM 

NE3

1/2"2'-8"

91'-8 1/2"

092216.C01092216.C01

MECHANICAL DIFFUSERS -
REF. M-SERIES

MECHANICAL DUCT -
REF. TO M-SERIES

092900.B04

CORNER BEAD

93'-8 27/32"

SSM-03, 3/4" THICK1
/8

"

PRECAST BOWL

SEALANT

ANCHOR FRAME 
TO WALL, 
CONCEAL 
ATTACHMENT

Z-CLIPS

VIDEOWALL -
REFER TO AV

COORDINATE CUTOUTS 
FOR POWER & 
VIDEOWALL MOUNTS IN 
WDV BACK PANEL

WDV FRAME BEYOND 

9" 9"

3 1/2"

3 1/2"

PROVIDE BLOCKING 
FOR VIDEOWALL 

MOUNTING 

9
"

MITER 
CORNER

WDV ON 
3/4" PWD 

WDV ON 
3/4" PWD 

1 1/2" = 1'-0"
A-523

A6 PUBLIC RR VANITY SECTION

3" = 1'-0"
A-523

C6 CASEWORK NICHE, TYPICAL WRAP
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A-523

INTERIOR DETAILS

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1 1/2" = 1'-0"
A-523

C1 CLNGDTL - QUARTZ FRAME CONCESSIONS

1" = 1'-0"
A-523

A1 QUARTZ FRAME HEADER ROLL UP GATE

1 1/2" = 1'-0"
A-523

C3 WD FRAME @ INT GAMMASTONE

1 1/2" = 1'-0"
A-523

B3 WD FRAME HEAD @ INT GAMMASTONE

6" = 1'-0"
A-523

A3 RECESSED BASE SSM
1 1/2" = 1'-0"

A-523

A4 BANQUETTE SECTION

1 1/2" = 1'-0"
A-523

C4 PLANDTL - CSWK CONTROL PANEL RECESS

3" = 1'-0"
A-523

D3 SECDTL - METAL WALL ATHLETE LOUNGE
3" = 1'-0"

A-523

D4 SECDTL - METAL WALL FREESTANDING END
3" = 1'-0"

A-523

D6 SECDTL - METAL WALL FREESTANDING END AT WALL

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25

KEYNOTES (SPEC BASED)

033000 CAST-IN-PLACE CONCRETE (VERIFY NUMBERING
WITH CONSULTANT)

051200.D01 STRUCTURAL STEEL FRAMING, ANGLE

054000.A02 COLD-FORMED METAL FRAMING - 6"

078443.A00 JOINT FIRESTOPPING

079200.C01 BACKER ROD AND SEALANT

092216.C01 3 5/8" METAL STUD FRAMING, NON-STRUCTURAL

092900.B04 GYPSUM BOARD, 5/8"

1" = 1'-0"
A-523

F2 VIDEOWALL WD FRAME PLAN DETAIL

1 1/2" = 1'-0"
A-523

D1 SECTION DETAIL

1 1/2" = 1'-0"
A-523

F1 SECTION DETAIL

2

2

2



ALIGN

CEILING PLAN
PER REFLECTED

ADDITIONAL FRAMING AS 
REQUIRED FOR LARGER WIDTHS

REFER TO RCP

REFER TO RCP

092900.B04

092216.P01

6"

09-A4

6"

MIN.

SHADOWLINE 
MOLDING (TYP.)

48" O.C. MAX.

LIGHT FIXTURE 
HOUSING AS 
SCHEDULED

FINISH PER 
ELEVATION

3"

092900.B03

092900.B04

REF. RCP

TYP
092216.C01

09-K1

061000.E01

092900.F04

REFER TO RCP

REFER TO RCP

092900.B03

09-A4

061000.E01

092216.P01

6"

48" O.C. MAX.

MIN.

SHADOWLINE 
MOLDING (TYP.)

PERIMETER TRIM

PT-X

REFER TO RCP

REFER TO RCP

09-A4

092900.B03

09-K2

061000.E01

092216.P01

6"

MIN.

48" O.C. MAX.
3"

6"

ALIGN

REFER TO RCPREFER TO RCP

092900.B03

09-A4

PERIMETER TRIM

092216.P01
48" O.C. MAX.

092216.M00

REFER TO RCP

REFER TO RCP 092900.B03

061000.E01

092216.P01

48" O.C. MAX.

MIN.

ALUMINUM PERIMETER 
TRIM BY CEILING MFG 

09-K1

260000.B01

092900.B03

093000.C00

092216.M00

3"

WALL FINISH WHERE 
OCCURRING; TILE OR 
WALLCOVERING. REFER TO 
FINISH PLANS/ ELEVATIONS 
FOR DESIGNATION

G

ATTACH LIGHTING TO TOP 
OF BEAM FLANGE. PAINT 
ANY VISIBILE BLOCKING, 
CONDUIT, & J-BOXES 

LIGHTING CONDUIT 
OR J-BOX LOCATION

OTHER CONDUIT AS REQUIRED 
RUN PARALLEL TO BEAMS & 
SIDE MOUNT. PAINT STRAPS 
TO MATCH COLOR OF BEAMS

3"
3"

RUN CONDUIT BETWEEN 
TRUSSES & BRACING AS 
REQ'D FOR SPEAKERS, 
WAP'S, STROBES, 
CAMERAS, LIGHTING, ETC

3"
3"

SPRINKLER MAINS RUN 
PARALLEL TO BEAMS AND SIDE 
BRANCH OFF SHORT 
DISTANCES FOR COVERAGE

MOUNT SPEAKERS, WAP'S, STROBES, 
CAMERAS, LIGHTING, ETC CENTERED 
BETWEEN TRUSSES. CONCEAL ALL 
CABLING / CONDUIT, BLOCKING/ 
UNISTRUT & MOUNTING W/IN BEAMS. 
COORDINATE FIELD MOCKUP FOR 
ARCHITECT APPROVAL

7/8"

REFER TO RCP

REFER TO RCP

092900.B03

061000.E01

092216.P01 48" O.C. MAX.

092216.C01

092900.B04

092900.B03

061000.E01

3 LAYERS 5/8" X-TYPE GYPSUM BOARD

1 LAYERS 5/8" X-TYPE GYPSUM BOARD

RESILIENT CHANNELS

092216.C01

ALIGN

ADDITIONAL FRAMING AS 
REQUIRED FOR LARGER WIDTHS

REFER TO RCP

REFER TO RCP

092216.P01 48" O.C. MAX.

SHADOWLINE 
MOLDING (TYP.)

092900.B03

CEILING PLAN
PER REFLECTED

092900.B04

REFER TO RCP

09-A4061000.E01

092216.P01 48" O.C. MAX.

LINEAR CONTINUOUS COVE 
LIGHT. AIMABLE ROTATING 

LENS, ASYMMETRIC THROW, 
WHITE. REFER TO ELECTRICAL 

PERIMETER TRIM 
W/ DRYWALL 
FLANGE, WHITE

SUSPENDED GYP CEILING 
DRYWALL GRID SYSTEM

ARMSTRONG (OR SIM.) 
EXPOSED TEE INVERTED & 
SCREWED IN PLACE TO 
SUPPORT LIGHT FIXTURE

6"

3"

9"

REFER TO RCP

SHADOWLINE 
MOLDING (TYP.)

6"

092216.M00092216.M00

CEILING AS SPECIFIED

WALL/DOOR BEYOND. 
DOOR BY OPERABLE 
PARITION MNFR.

STEEL BEAM, REFERENCE 
STRUCTURAL DRAWINGS

3 5/8" METAL STUD, 
SECURED TO DECK 
AND/OR STRUCTURE 
ABOVE

ATTACHMENT TO SUPPORT 
BEAM BY OPERABLE 
PARTITION MANUFACTURER.

NOTE: ACOUSTICAL 
SEPARATION ABOVE 

PARTITION TO RUN 
CONTINUOUSLY TO 

ACOUSTICALLY RATED 
WALLS BEHIND PANEL 

STORAGE POCKETS.

ACOUSTICAL 
SEALANT BOTH 

SIDES

STRUCTURAL DECK

FINISHED FLOOR

092900.B04
092900.B04

A
LI

G
N

A
LI

G
N

ACOUSTIC BATTING

BATTEN CLAMP SIM TO 
MODEL 026-22X1.5 BY JR CLANCY

NOTE:  HANGERS TO BE DESIGNED TO SUPPORT WEIGHT 
OF GRID PLUS 30 POUNDS PER LINEAL FOOT OF PIPE.  
SPACE SUPPORTS AT MAXIMUM OF 10'-0" OC. 
CONFIRM/ COORD W/ STRUCTURAL & ELECTRICAL

B/O PIPE GRID

11'-0"

PROVIDE RIGID CONNECTION 
TO STRUCTURE

1/2" THREADED ROD
HEAVY DUTY CLEVIS 
PIPE HANGER

1-1/2" SCHEDULE 40 PIPE

CLG HGT

12'-0"

HANGER WIRE

ACOUSTICAL 
CEILING TILE 

AND GRID

NUT AND WASHER/COVER PLATE 
SET IN ACOUSTICAL SEALANT

ALIGN

WALL AND/OR BULKHEAD 
CONSTRUCTION 
AS SCHEDULED, TYP.

FINISH PER ELEVATION, 
FINISH ALL EXPOSED 

FACES, TYP.

SELF EDGE

SHIM AS REQUIRED

FINISH WALL AS INDICATED IN 
ELEVATIONS AND/OR FINISH
PLAN

FRY REGLET -
Z REVEAL DRMZ-75-50 WHITE

LINE OF FINISHED SIDE PANEL 
BEYOND. CONTINUE TO 
FLOOR. 

1 
1/

2"
1/

2"

EQ EQ

RECESSED LIGHT FIXTURE 
WHERE OCCURRING. REFER 

TO ELECTRICAL. COORD 
CUTOUT FOR INSTALL

3/4" 2

ALIGN

REFER TO RCPREFER TO RCP

092900.B03

09-A4

PERIMETER TRIM

092216.P01

48" O.C. MAX.

092216.M00

SIDEWALL MOUNT LIGHT FIXTURE. 
PROVIDE BLOCKING FOR 
ATTACHMENT. REFER TO 
ELECTRICAL FOR DETAILS 

DIMENSION LINE

LOW ROOF
127'-4"

092900.B03

061000.E01

092216.P01

48" O.C. MAX.

MIN.

1'-0"

092900.B03

092900.B04

2'
-4

"

SHIM STAINED TO 
MATCH WDV-01

FIRE RATED SEALANT

MAINTAIN 2HR RATING

7"1/
4"

084113

1/4"
1/4"

7"

1 1/2"

2"

SHIM STAINED TO 
MATCH WDV-01

1/
4"

10 1/2"

2

2
1'-0"

ALIGN

CEILING PLAN
PER REFLECTED

ADDITIONAL FRAMING 
AS REQUIRED FOR 

LARGER WIDTHS

REFER TO RCP

092900.B04

092216.P01

MIN.

092900.B03

SHADOWLINE 
MOLDING (TYP.)

GYP WHERE 
OCURRING REFER 
TO RCP FOR TYPE
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A-530

CEILING DETAILS

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1" = 1'-0"A-530
G3 CEILING AT BULKHEAD

1" = 1'-0"A-530
D1 CEILING AT BULKHEAD

1" = 1'-0"A-530
G4 CEILING AT GWB/ACT

1" = 1'-0"A-530
D3 CEILING AT GWB/ACT

1" = 1'-0"A-530
D6 CEILING AT GWB/ACT - FLUSH

1" = 1'-0"A-530
C1 CEILING AT GWB/GWB

3" = 1'-0"A-530
A1 ClngDtl-TYP. Tile Dtl. at Perimeter Lgt.

KEYNOTES (SPEC BASED)

061000.E01 WOOD BLOCKING
084113 ALUMINUM-FRAMED ENTRANCES AND

STOREFRONTS
092216.C01 3 5/8" METAL STUD FRAMING, NON-STRUCTURAL
092216.M00 SUSPENSION SYSTEMS FOR INTERIOR CEILINGS

AND SOFFITS
092216.P01 NON-STRUCTURAL METAL STUD BRACING,

EXTEND TO STRUCTURE
092900.B03 GYPSUM BOARD, 1/2"
092900.B04 GYPSUM BOARD, 5/8"
092900.F04 GYPSUM BOARD TRIM ACCESSORIES, J CASING

BEAD
093000.C00 METAL EDGE STRIP
260000.B01 LIGHT FIXTURE, REFERENCE ELECTRICAL

DRAWINGS

KEYNOTES (ACTION/GENERAL)

09-A4 CEILING, REFER TO REFLECTED CEILING PLAN
FOR TYPE

09-K1 PAINTED
09-K2 PAINTED, MATCH SURROUNDING ELEMENTS

1" = 1'-0"A-530
A3 COORD-SECDTL-TRUSS & CONDUIT

1" = 1'-0"A-530
A4 SECDTL - GYP SOFFIT @ RR ENTRY

1 1/2" = 1'-0"A-530
G5 WD FRAME HEADER @ OFFICE SF

3/4" = 1'-0"A-530
A6 OPERABLE PARTITION - HEADER DETAIL

1" = 1'-0"A-530
C6 CEILING DETAIL - 2-HOUR ASSEMBLY UL K506

1" = 1'-0"A-530
C3 CEILING AT BULKHEAD

1" = 1'-0"A-530
D4 CEILING AT GWB/ACT LIGHT COVE

1/2" = 1'-0"A-530
H3 PIPE GRID @ ACT DTL

3" = 1'-0"A-530
G1 CSWKDTL - NICHE WRAP HEADER DTL

1" = 1'-0"A-530
C4 CEILING AT GWB/ACT - FLUSH W/ LIGHT

1" = 1'-0"A-530
H1 CORNER VOLUME TOP SETBACK

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25
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SHADOWLINE 
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ALIGN
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122000.A00

CEILING AS SCHEDULED

SHADOWLINE 
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092216.P01

REFER TO RCP

ALIGN
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REFER TO RCP
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LOW ROOF
127'-4"

B
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AROUND SPEAKER

8" GAP

AROUND SPEAKER

8" GAP

8" 1" 3'-10" GYP CUTOUT

CEILING STUD BEYOND

SPEAKER, REFER TO AV

2'-8"

1/8" POWDER COATED WHITE 
METAL TRIM TO COVER GAP 
AROUND SPEAKER. 
COUNTERSUNK FASTENERS, 
WHITE TRIM

9"

TRIM

9"

4X6 STEEL TUBE, 
REFER TO 
STRUCTURAL 
FOR DETAILS

SHIM AS REQ'D 

054000.A01

092900.B04

054000.A01

CEILING 
FRAMING 
BEYOND

B B

A3
A-531
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IM
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IM
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GAP
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8
"

LINE OF CEILING 
CUTOUT

COUNTERSUNK 
WHITE FASTENER, 
TYP

1/8" POWDER COAT 
WHITE METAL 
SPEAKER GAP 
TRIM COVER

2
'-
0

"
2

'-
0

"

LINE OF LOWERED 
CEILING

GWB-X1
25'-0" A.F.F.

GWB-X1
27'-4" A.F.F.

SPEAKER, REFER 
TO AV

LINE OF CEILING
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A-531

CEILING DETAILS

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

KEYNOTES (SPEC BASED)

054000.A01 COLD-FORMED METAL FRAMING - 3 5/8"

061000.E01 WOOD BLOCKING

061053.B01 WOOD BLOCKING

092216.P01 NON-STRUCTURAL METAL STUD BRACING,
EXTEND TO STRUCTURE

092900.B04 GYPSUM BOARD, 5/8"

122000.A00 WINDOW TREATMENT, REFER TO REFLECTED
CEILING PLAN FOR TYPE

KEYNOTES (ACTION/GENERAL)

3/4" = 1'-0"
A-531

F3 SECDTL - CEILING MOUNTED ROLLER SHADE
3/4" = 1'-0"

A-531

F1 SECDTL - CLNG MOUNTED ROLLER SHADE

1 1/2" = 1'-0"
A-531

A3 SPEAKER TRIM SECTION DTL
1" = 1'-0"

A-531

A1 ENPLAN-RCP- SPEAKER COVER TRIM TYP

1
1

1

1 ADDENDUM 01 01/27/25

01/27/25
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A. THESE GENERAL NOTES APPLY TO ▐►SERIES 600◄▌ DOOR 
SCHEDULE DRAWINGS.

B. UNDERCUT DOORS AS REQUIRED BY FINAL FLOOR FINISH.
C. PROVIDE SEALANT BETWEEN HOLLOW METAL FRAME 

PERIMETERS AND SURROUNDING WALL CONSTRUCTION 
UNLESS OTHERWISE INDICATED.

D. PROVIDE SEALANT BETWEEN INTERIOR AND EXTERIOR 
STOREFRONT FRAME PERIMETERS AND SURROUNDING 
WALL CONSTRUCTION UNLESS OTHERWISE INDICATED.

E. GROUT FULL NEW HOLLOW METAL DOOR FRAMES IN 
MASONRY WALL CONSTRUCTION.

F. SPOT GROUT NEW HOLLOW METAL DOOR FRAMES IN 
GYPSUM BOARD WALL CONSTRUCTION.

G. WHERE A FIRE RATING IS INDICATED ON THE DOOR 
SCHEDULE, HARDWARE AND DOOR ASSEMBLY 
COMPONENTS SHALL MEET THE REQUIREMENTS OF THAT 
LABEL.

H. WHERE ACOUSTICAL RATING IS INDICATED ON THE DOOR 
SCHEDULE, HARDWARE AND DOOR ASSEMBLY 
COMPONENTS SHALL MEET THE REQUIREMENTS OF THAT 
RATING. 

I. INSTALL DOOR GLASS USING WET-GLAZING METHOD. 
J. REFER TO PROJECT MANUAL DIVISION 08 FOR GLAZING.
K. REFER TO PROJECT MANUAL DIVISION 08 FOR HARDWARE 

SCHEDULE.

1. CASED OPENING
2. OVERHEAD DOOR
3. DOUBLE EGRESS DOOR
4. ADA AUTO OPERATOR
5. CARD READER
6. KEYED LOCK
7. MECHANICAL HOLD OPEN
8. MAGNETIC HOLD OPEN
9. EMERGENCY EGRESS DOOR ONLY. NO EXTERIOR 

LEVER TRIM
10. DOOR PANEL(S) EXTERIOR CLAD IN LIMESTONE 

PANELS TO MATCH FACADE. EGRESS BAR AND 
CONCEALED HINGES PER 087100.

11. ROOF ACCESS DOOR
12. PROVIDE A TALL VERTICAL PULL ON EXTERIOR 

SIDE

REV. 12/10/24
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INDIANAPOLIS, IN 46204
317-633-4040

Architect

FINK ROBERTS AND PETRIE, INC.

Structural Engineer

Mechanical / Electrical

Civil Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

INTROBA

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
800-404-7677

AMERICAN STRUCTUREPOINT, INC.

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580
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Acoustics / Technology Engineer

WJHW

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

Plumbing Engineer

DLZ

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

Food Service Consultant

CINILITTLE

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
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A-601

DOOR SCHEDULE
AND DETAILS

23112.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1/4" = 1'-0"

DOOR PANEL LEGEND

1/4" = 1'-0"

DOOR FRAME LEGEND

GENERAL DOOR SCHEDULE NOTES

DOOR SCHEDULE REMARKS

GLAZING SCHEDULE

GL-0
1

CLEAR INSULATING GLASS, LOW-E COATED - EXTERIOR
APPLICATIONS

GL-0
2

CERAMIC COATED SPANDREL GLASS - EXTERIOR
APPLICATIONS

GL-0
3

INSULATING, CERAMIC COATED VISION GLASS -
EXTERIOR APPLICATIONS

GL-0
5

CLEAR INSULATING GLASS, LOW-E COATED, LAMINATED -
EXTERIOR APPLICATIONS

GL-1
1

CLEAR TEMPERED GLASS - INTERIOR APPLICATIONS,
WINDOWS AND DOORS

GL-1
2

DECORATIVE GLASS, FILM OVERLAY - INTERIOR
APPLICATIONS

GL-1
3

CLEAR, LAMINATED - INTERIOR APPLICATIONS, FIRE
RATED

- PAIR

DOOR FRAME

FIRE
RATING REMARKS

SIZE

MTRL. ELEV. GLASS
HDWR.

SET MTRL. ELEV.

DETAILS

W W2 H T HEAD JAMB
THRESHOL

D

00-EVENT LEVEL
002-1 Yes 3'-0" 3'-0" 7'-10" 1 3/4" HM N1 -- 72 HM F1 NR SEE NOTE; 7
002-2 Yes 3'-6" 3'-6" 7'-10" 1 3/4" HM N1 GL-XX 67 HM F1 NR SEE NOTE; 5 ,7
002A 3'-0" 7'-0" 1 3/4" HM F -- 40 HM F2 NR
002B Yes 3'-4" 3'-4" 7'-10" 1 3/4" HM F -- 72 HM F1 NR SEE NOTE; 5 8
002D-1 Yes 3'-4" 3'-4" 7'-10" 1 3/4" HM F -- 68 HM F1 NR SEE NOTE; 3, 5, 8
002D-2 Yes 3'-4" 3'-4" 7'-10" 1 3/4" HM F -- 73 HM F1 NR SEE NOTE; 8
002E Yes 3'-6" 3'-6" 7'-10" 1 3/4" HM N1 GL-XX 47 HM F1 NR SEE NOTE; 5, 7
003-1 4'-0" 7'-0" 1 3/4" HM N1 GL-XX 60 HM F1 90 MIN
004 3'-0" 7'-0" 1 3/4" HM F -- 39 HM F2 NR
005 3'-0" 7'-10" 1 3/4" HM F -- 25 HM F1 NR
006 3'-0" 7'-10" 1 3/4" HM F -- 05 HM F1 NR
007 3'-6" 7'-0" 1 3/4" HM F -- 18 HM F2 NR
008 3'-0" 7'-0" 1 3/4" HM F -- 52 HM F2 45 MIN SEE NOTE; 5
009 3'-0" 7'-0" 1 3/4" HM F -- 28 HM F2 NR SEE NOTE; 5
010 3'-0" 7'-0" 1 3/4" HM F -- 28 HM F2 NR SEE NOTE; 5
011 3'-0" 7'-10" 1 3/4" WD F3 GL-11 11 HM F3 NR
012 3'-0" 7'-10" 1 3/4" WD F -- 39 HM F1 NR
013 3'-0" 7'-10" 1 3/4" WD F3 GL-11 11 HM F3 NR
014 3'-0" 7'-10" 1 3/4" WD F -- 05 HM F1 NR
014-2 3'-0" 7'-10" 1 3/4" HM F -- 07 HM F1 NR
014-3 3'-0" 7'-10" 1 3/4" HM F -- 07 HM F1 NR
014A 3'-0" 7'-10" 1 3/4" HM F -- 07 HM F1 NR
015 3'-0" 7'-10" 1 3/4" WD F3 GL-11 11 HM F3 NR
016 3'-0" 7'-10" 1 3/4" WD F -- 05 HM F1 NR
016A 3'-0" 7'-0" 1 3/4" HM F -- 23 HM F2 NR
016B 3'-0" 7'-0" 1 3/4" HM F -- HM F1 NR
017 3'-0" 7'-10" 1 3/4" WD F3 GL-11 11 HM F3 NR
018 3'-0" 7'-10" 1 3/4" WD F3 GL-11 11 HM F3 NR
019 3'-0" 7'-10" 1 3/4" WD F3 GL-11 11 HM F3 NR
020 3'-0" 7'-10" 1 3/4" WD F3 GL-11 11 HM F3 NR
022 3'-0" 7'-10" 1 3/4" WD F -- 05 HM F1 NR
022-1 3'-0" 7'-0" 1 3/4" HM F -- 21 HM F1 NR
022A 3'-0" 7'-0" 1 3/4" HM F -- 23 HM F2 NR
023 3'-0" 7'-10" 1 3/4" WD F3 GL-11 11 HM F3 NR
024 3'-0" 7'-10" 1 3/4" WD F3 GL-11 11 HM F3 NR
025 3'-0" 7'-10" 1 3/4" WD F3 GL-11 11 HM F3 NR
026 3'-0" 7'-10" 1 3/4" WD F -- 35 HM F1 NR
026A 3'-0" 7'-10" 1 3/4" HM F -- 24 HM F1 NR
026B 3'-0" 7'-0" 1 3/4" HM F -- HM F1 NR
027 3'-0" 7'-10" 1 3/4" HM F -- 54 HM F1 45 MIN SEE NOTE; 5
028 3'-0" 7'-10" 1 3/4" WD F -- 32 HM F1 NR SEE NOTE; 5
029 3'-0" 7'-10" 1 3/4" WD F -- 27 HM F1 NR SEE NOTE; 5
030 3'-0" 7'-10" 1 3/4" AL FG GL-01 26 AL AL NR SEE NOTE; 5
030A 3'-0" 7'-9 1/4" 1 3/4" AL FG GL-01 29 AL AL NR
030B 3'-0" 7'-0" 1 3/4" HM F -- 36 HM F1 90 MIN
030C 3'-0" 7'-10" 1 3/4" WD F -- 07 HM F1 NR
030D 3'-0" 7'-0" 1 3/4" HM F -- 10 HM F2 NR
032-1 3'-0" 7'-10" 1 3/4" WD F -- 14 HM F1 NR
032-2 Yes 3'-0" 3'-0" 7'-10" 1 3/4" AL FG GL-XX 62 AL AL NR SEE NOTE; 5
032-3 Yes 3'-6" 3'-6" 7'-0" 1 3/4" HM F -- 45 HM F2 NR SEE NOTE; 5
032A 3'-0" 7'-0" 1 3/4" HM F -- 15 HM F2 NR SEE NOTE; 5
034 3'-0" 7'-10" 1 3/4" WD F -- 32 HM F1 NR SEE NOTE; 5
036 3'-0" 7'-0" 1 3/4" HM F -- 10 HM F2 NR
036A 3'-0" 7'-0" 1 3/4" WD F3 GL-11 11 HM F3 NR
037 3'-0" 7'-0" 1 3/4" WD F3 GL-11 11 HM F3 NR
038 3'-0" 7'-0" 1 3/4" HM F -- 10 HM F2 NR
038A 3'-0" 7'-10" 1 3/4" WD F3 GL-11 11 HM F3 NR
039 3'-0" 7'-0" 1 3/4" WD F3 GL-11 11 HM F3 NR
040 3'-0" 7'-0" 1 3/4" HM F -- 10 HM F2 NR
040A 3'-0" 7'-10" 1 3/4" WD F3 GL-11 11 HM F3 NR
041 3'-0" 7'-0" 1 3/4" HM F -- 39 HM F1 NR
042 3'-0" 7'-0" 1 3/4" HM F -- 10 HM F2 NR
042A 3'-0" 7'-10" 1 3/4" WD F3 GL-11 11 HM F3 NR
043 3'-0" 7'-0" 1 3/4" WD F -- 16 HM F1 NR
045 3'-0" 7'-0" 1 3/4" HM F -- 06 HM F1 NR
047 3'-0" 7'-0" 1 3/4" HM F -- 31 HM F1 NR SEE NOTE; 5
048 3'-0" 7'-0" 1 3/4" HM N1 GL-XX 60 HM F1 90 MIN
048-1 3'-0" 7'-0" 1 3/4" HM N1 GL-XX 60 HM F1 90 MIN
049 3'-0" 7'-0" 1 3/4" HM F -- 28 HM F1 NR SEE NOTE; 5
050 3'-0" 7'-0" 1 3/4" HM F -- 52 HM F1 45 MIN SEE NOTE; 5
051 3'-0" 7'-10" 1 3/4" WD F -- 13 HM F1 NR
052 3'-0" 7'-10" 1 3/4" WD F -- 13 HM F1 NR
053 3'-0" 7'-10" 1 3/4" WD F -- 13 HM F1 NR
054 3'-0" 7'-0" 1 3/4" HM F -- 31 HM F2 NR SEE NOTE; 5
055-1 Yes 3'-6" 3'-6" 7'-0" 1 3/4" HM F -- 48 HM F2 NR
055-2 3'-0" 7'-0" 1 3/4" HM F -- 28 HM F2 NR SEE NOTE; 5
055-3 8'-0" 8'-0" 1" HM OH -- 76 MTL FX NR SEE NOTE; 2
055A Yes 3'-0" 3'-0" 7'-0" 1 3/4" HM F -- 43 HM F2 NR
056 3'-0" 7'-0" 1 3/4" HM F -- 33 HM F2 NR SEE NOTE; 5
056-1 12'-0" 10'-0" 1" HM OH -- 76 MTL FX NR SEE NOTE; 2
057 3'-0" 7'-0" 1 3/4" HM N2 GL-XX 28 HM F2 NR SEE NOTE; 5
058 3'-0" 7'-0" 1 3/4" HM F -- 28 HM F2 NR SEE NOTE; 5
058-1 3'-0" 7'-0" 1 3/4" HM F -- 23 HM F2 NR
059 3'-0" 7'-0" 1 3/4" HM F -- 49 HM F2 45 MIN SEE NOTE; 5
060 3'-0" 7'-0" 1 3/4" HM N1 GL-XX 60 HM F1 90 MIN
063 Yes 3'-0" 3'-0" 7'-0" 1 3/4" HM F -- 45 HM F2 NR SEE NOTE; 5
063A 3'-0" 7'-0" 1 3/4" HM F -- 36 HM F2 90 MIN
064 3'-0" 7'-0" 1 3/4" HM F -- 31 HM F2 NR SEE NOTE; 5
065 3'-0" 7'-0" 1 3/4" HM F -- 31 HM F2 NR SEE NOTE; 5
066 Yes 3'-0" 3'-0" 7'-0" 1 3/4" HM F -- 63 HM F2 90 MIN SEE NOTE; 5
067 Yes 3'-0" 3'-0" 7'-0" 1 3/4" HM F -- 64 HM F2 90 MIN SEE NOTE; 5
068 Yes 3'-0" 3'-0" 7'-0" 1 3/4" HM F -- 45 HM F2 NR SEE NOTE; 5
068A 4'-0" 7'-0" 1 3/4" HM F -- 36 HM F2 NR

- PAIR

DOOR FRAME

FIRE
RATING REMARKS

SIZE

MTRL. ELEV. GLASS
HDWR.

SET MTRL. ELEV.

DETAILS

W W2 H T HEAD JAMB
THRESHOL

D

01-CONCOURSE LEVEL
003-2 4'-0" 7'-0" 1 3/4" HM F -- 58 HM F1 NR SEE NOTE; 5
048-2 3'-0" 7'-8" 1 3/4" HM F -- 53 HM F1 90 MIN SEE NOTE; 5
048-3 3'-0" 7'-0" 1 3/4" HM F -- 57 HM F2 NR SEE NOTE; 9, 10
048-4 3'-0" 7'-0" 1 3/4" HM F -- 57 HM F2 NR SEE NOTE; 9, 10
060-1 3'-0" 7'-8" 1 3/4" HM N1 -- 59 HM F1 90 MIN
100-1 3'-6" 7'-10" 2 1/4" AL FG -- 51 AL AL NR
100-2 3'-6" 7'-10" 2 1/4" AL FG -- 51 AL AL NR
100-3 3'-6" 7'-10" 2 1/4" AL FG -- 51 AL AL NR
100-4 3'-6" 7'-10" 2 1/4" AL FG -- 51 AL AL NR
100-5 3'-6" 7'-10" 2 1/4" AL FG -- 51 AL AL NR
100-6 3'-6" 7'-10" 2 1/4" AL FG -- 51 AL AL NR
100-7 3'-6" 7'-10" 2 1/4" AL FG -- 50 AL AL NR SEE NOTE; 4, 5
100-8 3'-6" 7'-8 1/2" 2 1/4" AL FG -- 02 AL AL NR
100-9 3'-6" 7'-8 1/2" 2 1/4" AL FG -- 02 AL AL NR
100-10 3'-6" 7'-8 1/2" 2 1/4" AL FG -- 02 AL AL NR
100-11 3'-6" 7'-8 1/2" 2 1/4" AL FG -- 02 AL AL NR
100-12 3'-6" 7'-8 1/2" 2 1/4" AL FG -- 02 AL AL NR
100-13 3'-6" 7'-8 1/2" 2 1/4" AL FG -- 02 AL AL NR
100-14 3'-6" 7'-8 1/2" 2 1/4" AL FG -- 01 AL AL NR SEE NOTE; 4
101 3'-0" 7'-10" 1 3/4" HM F -- 27 HM F1 NR SEE NOTE; 5
102-1 3'-6" 7'-10" 1 3/4" HM F -- 32 HM F1 NR SEE NOTE; 5
102-2 3'-0" 7'-10" 1 3/4" HM F -- 37 HM F1 NR SEE NOTE; 6
102-3 20'-7" 6'-2" 1 3/4" H.M. OH - 76 STL. - SEE NOTE; 2
102A 3'-0" 7'-0" 1 3/4" HM F -- 38 HM F1 NR SEE NOTE; 6
102B 3'-0" 7'-0" 1 3/4" HM F -- 23 HM F1 NR SEE NOTE; 6
103 3'-0" 7'-0" 1 3/4" HM F -- HM F1 NR
104-1 3'-6" 7'-10" 1 3/4" HM F -- 31 HM F1 NR SEE NOTE; 5
104-2 20'-7" 6'-2" 1 3/4" H.M. OH - 76 STL. - SEE NOTE; 2
104A 3'-0" 7'-0" 1 3/4" HM F -- 38 HM F1 NR SEE NOTE; 6
104B 3'-0" 7'-0" 1 3/4" HM F -- 21 HM F1 NR SEE NOTE; 6
105 3'-0" 6'-10" 1 3/4" HM F -- HM F1 NR
105A 3'-0" 7'-10" 1 3/4" HM F -- 34 HM F1 NR SEE NOTE; 5
106 Yes 3'-0" 3'-0" 7'-10" 1 3/4" AL FG GL-XX 70 AL AL NR SEE NOTE; 4, 5, 12
107-1 Yes 3'-0" 3'-0" 8'-10" 1 3/4" AL FG GL-XX 70 AL AL NR SEE NOTE; 4, 5, 12
107-2 3'-0" 7'-10" 1 3/4" HM F -- 30 HM F1 NR SEE NOTE; 5
107-3 Yes 2'-6" 2'-6" 7'-10" 1 3/4" WD F -- 04 HM F1 NR
107-4 Yes 2'-6" 2'-6" 7'-10" 1 3/4" WD F -- 04 HM F1 NR
107A 3'-0" 7'-10" 1 3/4" WD FG GL-01 11 AL AL NR
107B 3'-0" 7'-10" 1 3/4" WD FG GL-01 11 AL AL NR
107C 3'-0" 7'-10" 1 3/4" WD FG GL-01 11 AL AL NR
107D 3'-0" 7'-10" 1 3/4" HM F -- 34 HM F1 NR
107E 3'-0" 7'-10" 1 3/4" WD FG GL-01 11 AL AL NR
107F 3'-0" 7'-10" 1 3/4" WD FG GL-01 11 AL AL NR
107G 3'-0" 7'-10" 1 3/4" WD FG GL-01 11 AL AL NR
107H 3'-0" 7'-10" 1 3/4" WD FG GL-01 11 AL AL NR
108-1 3'-0" 8'-10" 1 3/4" WD FG GL-01 30 AL AL NR SEE NOTE; 5
108-2 Yes 3'-0" 3'-0" 8'-10" 1 3/4" AL FG GL-XX 65 AL AL NR SEE NOTE; 5, 12
108-3 Yes 3'-0" 3'-0" 8'-10" 1 3/4" AL FG GL-XX 65 AL AL NR SEE NOTE; 5, 12
108-4 3'-0" 8'-10" 1 3/4" WD FG GL-01 30 AL AL NR SEE NOTE; 5
108A 3'-0" 8'-10" 1 3/4" WD FG GL-01 55 AL AL NR
108AB 3'-0" 9'-0" 1 3/4" HM F -- HM F1 NR
108B 3'-0" 8'-10" 1 3/4" WD FG GL-01 56 AL AL NR
109-1 Yes 3'-0" 3'-0" 8'-10" 1 3/4" AL FG GL-XX 70 AL AL NR SEE NOTE; 4, 5, 12
109-2 3'-0" 7'-10" 1 3/4" WD F -- 17 HM F1 NR
109-3 3'-0" 7'-10" 1 3/4" WD F -- 30 HM F1 NR SEE NOTE; 5
109A 3'-0" 7'-10" 1 3/4" WD F -- 39 HM F1 NR
109C 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
109D 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
109E 3'-0" 7'-10" 1 3/4" WD FG GL-XX 08 HM F1 NR
109F 3'-0" 7'-10" 1 3/4" WD FG GL-01 08 AL AL NR
110 3'-0" 7'-10" 1 3/4" HM F -- 19 HM F1 NR
111-1 3'-6" 7'-8 1/2" 2 1/4" AL FG -- 50 AL AL NR SEE NOTE; 4, 5
111-2 Yes 4'-0" 4'-0" 7'-8 1/2" 2 1/4" AL FG GL-01 71 AL AL NR
111-3 3'-6" 7'-8 1/2" 2 1/4" AL FG -- 51 AL AL NR
112-1 3'-6" 7'-8 1/2" 2 1/4" AL FG -- 01 AL AL NR SEE NOTE; 4
112-2 Yes 4'-0" 4'-0" 7'-8 1/2" 2 1/4" AL FG GL-01 03 AL AL NR
112-3 3'-6" 7'-8 1/2" 2 1/4" AL FG -- 02 AL AL NR
113 3'-0" 7'-10" 1 3/4" HM F -- 27 HM F1 NR SEE NOTE; 5
114A 3'-0" 7'-0" 1 3/4" HM F -- 12 HM F1 NR
114B 3'-0" 7'-0" 1 3/4" HM F -- 38 HM F1 NR
115-1 Yes 3'-0" 3'-0" 7'-10" 1 3/4" HM F -- 66 HM F1 NR SEE NOTE; 5
115-2 Yes 4'-0" 4'-0" 7'-10" 1 3/4" HM F -- 03 HM F1 NR
115-3 Yes 3'-0" 3'-0" 7'-10" 1 3/4" HM F -- 66 HM F1 NR SEE NOTE; 5
115A 4'-0" 7'-10" 1 3/4" HM F -- HM F1 NR
115B Yes 3'-0" 3'-0" 7'-10" 1 3/4" HM F -- 44 HM F1 NR
115C Yes 3'-0" 3'-0" 7'-10" 1 3/4" HM F -- 44 HM F1 NR
115D Yes 3'-0" 3'-0" 7'-10" 1 3/4" HM F -- 44 HM F1 NR
115E Yes 4'-0" 4'-0" 7'-10" 1 3/4" HM F -- 74 HM F1 NR SEE NOTE; 9, 10
115F 3'-0" 7'-10" 1 3/4" HM F -- 30 HM F1 NR SEE NOTE; 5
115G Yes 4'-0" 4'-0" 7'-10" 1 3/4" HM F -- 46 HM F1 NR SEE NOTE; 5
115H 3'-0" 7'-10" 1 3/4" HM F -- HM F1 NR
116-1 3'-6" 7'-8 1/2" 2 1/4" AL FG -- 51 AL AL NR
116-2 Yes 4'-0" 4'-0" 7'-8 1/2" 2 1/4" AL FG GL-01 71 AL AL NR
116-3 3'-6" 7'-8 1/2" 2 1/4" AL FG -- 50 AL AL NR SEE NOTE; 4, 5
117-1 3'-6" 7'-8 1/2" 2 1/4" AL FG -- 02 AL AL NR
117-2 Yes 4'-0" 4'-0" 7'-8 1/2" 2 1/4" AL FG GL-01 03 AL AL NR
117-3 3'-6" 7'-8 1/2" 2 1/4" AL FG -- 01 AL AL NR SEE NOTE; 4
118 3'-0" 7'-10" 1 3/4" HM F -- 27 HM F1 NR SEE NOTE; 5
119A 3'-0" 7'-0" 1 3/4" HM F -- 12 HM F1 NR
119B 3'-0" 7'-0" 1 3/4" HM F -- 38 HM F1 NR

02-UPPER LEVEL
048-5 3'-0" 7'-8" 1 3/4" HM N1 -- 60 HM F1 90 MIN
060-2 3'-0" 7'-0" 1 3/4" HM N1 GL-XX 42 HM F1 90 MIN
200 3'-0" 7'-0" 1 3/4" HM F -- 28 HM F1 NR SEE NOTE; 5
200A 3'-0" 7'-0" 1 3/4" HM F -- 23 HM F1 NR SEE NOTE; 6
201-1 3'-0" 7'-10" 1 3/4" HM F -- 10 HM F1 NR SEE NOTE; 5
201-2 Yes 3'-0" 3'-0" 7'-10" 1 3/4" WD F -- 04 HM F1 NR
201-3 Yes 3'-0" 3'-0" 7'-10" 1 3/4" AL FG GL-XX 61 AL AL NR
201-4 Yes 3'-0" 3'-0" 7'-10" 1 3/4" WD F -- 04 HM F1 NR
201A 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201B 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201C 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201D 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201E 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201F 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201G 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201H 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201I 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201J 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201K 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201L 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201M 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201N 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201O 3'-0" 7'-10" 1 3/4" WD FG GL-01 11 AL AL NR
201P 3'-0" 7'-10" 1 3/4" WD FG GL-01 11 AL AL NR
201Q 3'-0" 7'-10" 1 3/4" WD FG GL-01 11 AL AL NR
201R 3'-0" 7'-10" 1 3/4" WD FG GL-01 09 AL AL NR
201S 3'-0" 7'-10" 1 3/4" HM F -- 11 HM F1 NR
201T 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201U 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201V 3'-0" 7'-10" 1 3/4" AL FG GL-01 11 AL AL NR
201W 3'-0" 7'-10" 1 3/4" AL FG GL-01 08 AL AL NR
202 3'-0" 7'-0" 1 3/4" HM F -- 38 HM F1 NR
203 3'-0" 7'-0" 1 3/4" HM F -- 28 HM F1 NR SEE NOTE; 5
204 3'-0" 7'-0" 1 3/4" HM F -- 23 HM F1 NR
205 3'-0" 7'-10" 1 3/4" HM F -- 06 HM F1 NR
206 3'-0" 7'-10" 1 3/4" HM F -- 23 HM F1 NR
207 3'-0" 7'-10" 1 3/4" HM F -- 34 HM F1 NR SEE NOTE; 5
208 3'-0" 7'-0" 1 3/4" HM F -- 25 HM F1 NR SEE NOTE; 5
208A 3'-0" 7'-0" 1 3/4" HM F -- 36 HM F1 NR SEE NOTE; 6
209A 3'-0" 7'-0" 1 3/4" HM F -- 36 HM F2 NR SEE NOTE; 6
210A 3'-0" 7'-10" 1 3/4" HM F -- 41 HM F1 NR SEE NOTE; 6

LOW ROOF
048-6 3'-0" 7'-0" 1 3/4" HM F -- 40 HM F2 NR SEE NOTE; 11
060-3 3'-0" 6'-8" 1 3/4" HM F -- 40 HM F1 NR SEE NOTE; 11
Grand total: 226
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IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1/2" = 1'-0"A-602

F1 BASE- Event Level (OVERALL) RS - Callout 1

3" = 1'-0"A-602
E4 JAMB DOOR DETAIL

3" = 1'-0"A-602
E6 HEAD DOOR DETAIL

3" = 1'-0"A-602
A5 DOOR THRESHOLD DETAIL - CW AND STOREFRONT

KEYNOTES (ACTION/GENERAL)

08-D1 SCHEDULED DOOR
09-A2 WALL FINISH, REFER TO FINISH PLAN FOR TYPE

KEYNOTES (SPEC BASED)

033000.A05 CAST-IN-PLACE CONCRETE WALL
042000.B02 MASONRY VENEER, DRAINAGE MATERIAL
042000.B03 MASONRY VENEER, WEEP/VENT
042000.H05 CONCRETE MASONRY UNIT, 4"
042000.J01 CONCRETE MASONRY UNIT, BOND BEAM, MATCH

WALL THICKNESS, REFER TO STRUCTURAL
051200.A00 STRUCTURAL STEEL FRAMING
054000.A02 COLD-FORMED METAL FRAMING - 6"
054000.E01 COLD-FORMED METAL FRAMING - Z FURRING
061053.B01 WOOD BLOCKING
061600.B05 WALL SHEATHING, GLASS-MAT GYPSUM, 5/8"
071326.A00 SELF-ADHERING SHEET WATERPROOFING
072100.C02 MINERAL-WOOL BOARD
072726.A00 FLUID APPLIED MEMBRANE AIR BARRIER
074210.A00 RAINSCREEN ATTACHMENT SYSTEM
074210.C01 EXTRUDED ALUMINUM REVEAL TRIM
074320.A01 EXTERIOR COMPOSITE WALL PANELS - INDIANA

LIMESTONE
074320.A02 CONCEALED FASTENER PANEL RAIL
076200.A01 SHEET METAL FLASHING AND TRIM
076200.H01 THROUGH-WALL FLASHING
079200.C01 BACKER ROD AND SEALANT
087100.A02 DOOR HARDWARE - THRESHOLD
092900.B04 GYPSUM BOARD, 5/8"

1 1/2" = 1'-0"A-602
C1 LOADING DOCK - OH DOOR JAMB

3" = 1'-0"A-602
A1 JAMB DETAIL - DOOR WITH EXT. COMPOSITE CLADDING

1" = 1'-0"A-602
C5 LOADING DOCK - OH DOOR THRESHOLD

3" = 1'-0"A-602
A3 HEAD DETAIL - DOOR WITH EXT. COMPOSITE CLADDING

1 1/2" = 1'-0"A-602
C3 LOADING DOCK - OH DOOR HEAD

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25
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3" = 1'-0"
A-603

C5 JAMB DETAIL - HM FRAME
3" = 1'-0"

A-603

C2 HEAD DETAIL- HM FRAME

3" = 1'-0"
A-603

A1 STOREFRONT JAMB DETAIL WITH SIDELITE

3" = 1'-0"
A-603

E5 JAMB DETAIL - STOREFRONT

3" = 1'-0"
A-603

C1 HEAD DETAIL - STOREFRONT

KEYNOTES (ACTION/GENERAL)

08-B1 SHIM

08-C1 GROUT FRAME SOLID

08-D1 SCHEDULED DOOR

08-F1 GLAZING PER ELEVATION

08-F3 GLAZING PER DOOR TYPE

09-A3 FLOOR FINISH, REFER TO  FINISH PLAN FOR
TYPE

KEYNOTES (SPEC BASED)

042000.H01 CONCRETE MASONRY UNIT

042000.J01 CONCRETE MASONRY UNIT, BOND BEAM, MATCH
WALL THICKNESS, REFER TO STRUCTURAL

051200.E01 STRUCTURAL STEEL FRAMING, BENT PLATE

061053.B01 WOOD BLOCKING

064216.A00 FLUSH WOOD PANELING

064216.B02 FLUSH WOOD PANELING, FURRING

064216.C02 FLUSH WOOD PANELING, CONCEALED
PANEL-HANGER CLIPS

079200.A01 SEALANT

079200.C01 BACKER ROD AND SEALANT

081113.A00 HOLLOW METAL DOORS AND FRAMES

083323.B01 OVERHEAD COILING DOOR

084113 ALUMINUM-FRAMED ENTRANCES AND
STOREFRONTS

084113.13.A00 FIRE-RATED ALUMINUM-FRAMED ENTANCES AND
STOREFRONTS

084113.A01 ALUMINUM-FRAMED ENTRANCES AND
STOREFRONT

084113.B03 ALUMINUM-FRAMED ENTRANCES AND
STOREFRONTS - EXTERIOR, 6" FRAME DEPTH

092216.C01 3 5/8" METAL STUD FRAMING, NON-STRUCTURAL

092216.D01 6" METAL STUD FRAMING, NON-STRUCTURAL

092900.B04 GYPSUM BOARD, 5/8"

092900.F00 GYPSUM BOARD TRIM ACCESSORIES

3" = 1'-0"
A-603

E1 HEAD DETAIL- HM FRAME
3" = 1'-0"

A-603

E2 HEAD DETAIL- HM FRAME

1 1/2" = 1'-0"
A-603

C4 TYPICAL OH JAMB DETAIL

1" = 1'-0"
A-603

E4 TYPICAL OH HEAD DETAIL

3" = 1'-0"
A-603

A3 HEAD DETAIL - CURTAINWALL
3" = 1'-0"

A-603

A5 HEAD DETAIL - STOREFRONT
3" = 1'-0"

A-603

A4 JAMB DETAIL - CURTAINWALL

1 CONSTRUCTION DOCUMENTS 01/13/25

2 ADDENDUM 01 01/27/25

01/27/25

3" = 1'-0"
A-603

A6 JAMB/HEAD - STOREFRONT TO GYPSUM W/ DOOR

3" = 1'-0"
A-603

C6 SILL DETAIL

3" = 1'-0"
A-603

D6 JAMB/HEAD - STOREFRONT TO GYPSUM AT GLAZING

2
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INTERIOR
STOREFRONT
ELEVATIONS
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IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

1/4" = 1'-0"
A-604

F1 STOREFRONT 109C & 109D
1/4" = 1'-0"

A-604

F3 STOREFRONT - 109F
1/4" = 1'-0"

A-604

F4 STOREFRONT - 030
1/4" = 1'-0"

A-604

F5 STOREFRONT - 030A
1/4" = 1'-0"

A-604

F6 STOREFRONT - 107A & 107H

1/4" = 1'-0"
A-604

E1 STOREFRONT - 108-1
1/4" = 1'-0"

A-604

E2 STOREFRONT - 108-4
1/4" = 1'-0"

A-604

E3 STOREFRONT - ROOM 107H
1/4" = 1'-0"

A-604

E4 STOREFRONT - TYPICAL SIDELITE
1/4" = 1'-0"

A-604

E6 STORERONT - 032-2

1/4" = 1'-0"
A-604

D1 STOREFRONT 201T, 201U, 201V, 201W
1/4" = 1'-0"

A-604

D4 STOREFRONT - 201-3 1/4" = 1'-0"
A-604

D6 STOREFRONT - 201A, 201B, 201C

1/4" = 1'-0"
A-604

B1 STOREFRONT - 201O, 201P,2011, 201R

1

1 ADDENDUM 01 01/27/25

01/27/25
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DETERMINED BY ARCHITECT AND OWNER.
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SEATING BOWL RAIL TYPES AND DESCRIPTIONS

2" CAST IN PLACE STAIR NOSING, 
MILLED ALUMINUM WITH 
ABRASIVE STRIPS (BLACK). 
BOD: BALCO T-213
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BOWL SECTIONS
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Indianapolis, IN 46202

3/16" = 1'-0"A-910
A1 SEATING BOWL SECTION AISLE

3/16" = 1'-0"A-910
C1 SEATING BOWL SECTION - OVERBUILD

3/16" = 1'-0"A-910
A4 SEATING BOWL SECTION - NORTH

KEYNOTES (SPEC BASED)

033000.A08 CAST-IN-PLACE CONCRETE STAIR
034100.A00 PRECAST STRUCTURAL CONCRETE
126600.A00 TELESCOPING STANDS

3/16" = 1'-0"A-910
C4 SEATING BOWL SECTION - CORNER

3/16" = 1'-0"A-910
E1 SEATING BOWL SECTION - NW

3/16" = 1'-0"A-910
E3 SEATING BOWL SECTION - NE AISLE
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E4 SEATING BOWL SECTION - SOUTH AISLE
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MID-AISLE TWO-LINE HANDRAIL, TWO STEP (PERM)
MID-AISLE TWO-LINE HANDRAIL, THREE STEP (PERM)
MID-AISLE TWO-LINE HANDRAIL, THREE STEP WITH TOP EXTENSION (PERM)
GUARDRAIL AT ENDS 42" T (TELESCOPICS)
PERM RAIL 30" T (ALUMINUM POST, BOLTED TO PRECAST)
COURTESY RAIL 30" T (ROW 1, TELESCOPICS, REMOVABLE)
REMOVABLE RAIL 30" T (ALUMINUM BAR, POSTS-BOLTED CONNECTION)
REMOVABLE RAIL 42" T (PRECAST)
REMOVABLE GUARDRAIL 42" T (ALUMINUM POST, BOLTED CONNECTION)
REMOVABLE GUARDRAIL 42" T (ALUMINUM POST, BOLTED CONNECTION)
SINGLE-LINE P RAIL (20") - BY BLEACHER MANUFACTURER
SINGLE-LINE P RAIL (36") - BY BLEACHER MANUFACTURER
SINGLE-LINE P RAIL OPP. (32") - BY BLEACHER MANUFACTURER
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SEATING BOWL RAIL TYPES AND DESCRIPTIONS
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BOWL RAIL TYPE DESCRIPTION
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C6 R-5A
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WALL MOCKUP
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KEYNOTES (SPEC BASED)

044313.13.A01 ANCHORED STONE MASONRY VENEER - GRANITE
054000.A02 COLD-FORMED METAL FRAMING - 6"
072100.C02 MINERAL-WOOL BOARD
074213.16.A00 METAL PLATE WALL PANELS
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075423.A02 TPO ROOFING SYSTEM
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089119.A00 FIXED LOUVERS

1/2" = 1'-0"A-912
B2 EXTERIOR ELEVATION

1/2" = 1'-0"A-912
E1 WALL MOCKUP PLAN

A-912
B5 WALL MOCKUP

1/4" = 1'-0"A-912
E4 WALL SECTION

1/4" = 1'-0"A-912
E3 WALL SECTION
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E6 WALL SECTION
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TOTAL 21740

EVENT LEVEL 21740

A. REFER TO SHEET FP-001 FOR ADDITIONAL GENERAL 
NOTES AND INFORMATION.

B. SEE ARCHITECTURAL PLANS FOR SECTIONS 
SHOWING ELEVATIONS.

C. INSTALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER 
RECOMMENDATIONS.

D. PROVIDE SPRINKLER HEADS BELOW ALL DUCTWORK 
48'' AND LARGER.

E. NOT ALL KEYNOTES APPLICABLE TO EACH SHEET.

F. ALL REQUIRED SHUT-OFF VALVES LOCATED ABOVE 
CEILINGS THROUGHOUT THE BUILDING SHALL BE 
WITHIN 36" OF THE CEILING.

GENERAL NOTES
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EVENT LEVEL 39325

SHEET TITLE

SHEET NUMBER

INDIANA UNIVERSITY BOARD OF TRUSTEES
2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

Owner

RATIO
101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

Architect

FINK ROBERTS AND PETRIE, INC.

Structural Engineer

Mechanical / Electrical

Civil Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

INTROBA

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
800-404-7677

AMERICAN STRUCTUREPOINT, INC.

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

KEY PLAN

A B

C

PROJECT NO.

SHEET ISSUE

SEAL | DATE

COPYRIGHT NOTICE: THIS ARCHITECTURAL 
AND ENGINEERING DRAWING IS GIVEN IN 
CONFIDENCE AND SHALL BE USED ONLY 
PURSUANT TO THE AGREEMENT WITH RATIO.  
NO OTHER USE, DISSEMINATION OR 
DUPLICATION MAY BE MADE WITHOUT PRIOR 
WRITTEN CONSENT OF RATIO.  ALL COMMON 
LAW RIGHTS OF COPYRIGHT AND OTHERWISE 
ARE HEREBY SPECIFICALLY RESERVED.

Acoustics / Technology Engineer

WJHW

7220 W. JEFFERSON AVE
SUITE 216
LAKEWOOD, CO 80235
972-934-3700

D

Plumbing Engineer

DLZ

138 N. DELAWARE ST
INDIANAPOLIS, IN 46204
317-633-4120

Food Service Consultant

CINILITTLE

3405 NW 9TH AVENUE #1202
FORT LAUDERDALE, FL 33309
954-846-9600

IU Project NO. 20240127

Code Consultant

FORZA

2502 WEST MECHANIC ST, SUITE C
HARRISONVILLE, MO 64701
816-806-3729

1
/2

4
/2

0
2
5
 2

:3
6
:3

9
 P

M

FP-201D

EVENT LEVEL - AREA
D

18082.000

IN128 - JAMES T.
MORRIS ARENA

Ohio St & N Blackford St
Indianapolis, IN 46202

NORTH

SCALE:  1/8" = 1'-0"
1

00-EVENT LEVEL FIRE PROTECTION INSTALLATION -
AREA D

KEYNOTES

211305 FIRE PROTECTION PIPING SHALL NOT BE
INSTALLED OVER ELECTRICAL EQUIPMENT.

211307 REFER TO SITE/CIVIL DRAWINGS FOR
CONTINUATION.

211319 PROVIDE SIDEWALL FULLY RECESSED SPRINKLER
HEADS.

211320 FURNITURE AND STORAGE SYSTEMS/EQUIPMENT
SHALL HAVE A  MINIMUM OF 18'' CLEAR SPACE
BETWEEN TOP  OF STORAGE  SYSTEM AND
BOTTOM FACE OF THE CEILING TILE FOR PROPER
OPERATION OF SPRINKLER SYSTEM.
CONTRACTOR TO COORDINATE WITH OWNER AND
ARCHITECT OR ENGINEER TO  SATISFY THE
REQUIREMENT (TYP. ALL SPRINKLED ROOMS).

211321 PROVIDE SPRINKLER HEADS ON UNDERSIDE OF
STAIR LANDING AS NEEDED.

211322 ELEVATOR SHAFT SHALL NOT BE SPRINKLED.

211327 ELEVATOR EQUIPMENT ROOMS TO NOT BE
SPRINKLED.

5
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2 50% CONSTRUCTION DOCUMENTS 11/01/24

3 95% CONSTRUCTION DOCUMENTS 12/19/24

4 CONSTRUCTION DOCUMENTS 01/13/25

5 ADDENDUM 01 01/27/25
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A. REFER TO SHEET FP-001 FOR ADDITIONAL GENERAL 
NOTES AND INFORMATION.

B. SEE ARCHITECTURAL PLANS FOR SECTIONS 
SHOWING ELEVATIONS.

C. INSTALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER 
RECOMMENDATIONS.

D. PROVIDE SPRINKLER HEADS BELOW ALL DUCTWORK 
48'' AND LARGER.

E. NOT ALL KEYNOTES APPLICABLE TO EACH SHEET.

F. ALL REQUIRED SHUT-OFF VALVES LOCATED ABOVE 
CEILINGS THROUGHOUT THE BUILDING SHALL BE 
WITHIN 36" OF THE CEILING.

GENERAL NOTES

ZONE 2

FLOOR SQ FT

CONCOURSE LEVEL 45810

TOTAL 50300

UPPER LEVEL 4490
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SCALE:  1/8" = 1'-0"
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01-CONCOURSE LEVEL FIRE PROTECTION
INSTALLATION - AREA A

KEYNOTES

211320 FURNITURE AND STORAGE SYSTEMS/EQUIPMENT
SHALL HAVE A  MINIMUM OF 18'' CLEAR SPACE
BETWEEN TOP  OF STORAGE  SYSTEM AND
BOTTOM FACE OF THE CEILING TILE FOR PROPER
OPERATION OF SPRINKLER SYSTEM.
CONTRACTOR TO COORDINATE WITH OWNER AND
ARCHITECT OR ENGINEER TO  SATISFY THE
REQUIREMENT (TYP. ALL SPRINKLED ROOMS).

211323 PROVIDE HIGH TEMPERATURE SPRINKLER HEADS
NEAR KITCHEN HOOD.

211325 PROVIDE ADDITIONAL SPRINKLER HEADS 15' A.F.F.
TO PROTECT NON-RATED STEEL COLUMNS PER
NFPA13, SECTION 17.1.4.

211329 CLASS I STANDPIPE SYSTEM. PROVIDE 2-1/2" HOSE
CONNECTION AND TEST DRAIN ASSEMBLY.
PROVIDE ACCESS PANELS FOR TEST DRAIN
ASSEMBLY AND FIRE DEPARTMENT VALVE.
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A. REFER TO SHEET FP-001 FOR ADDITIONAL GENERAL 
NOTES AND INFORMATION.

B. SEE ARCHITECTURAL PLANS FOR SECTIONS 
SHOWING ELEVATIONS.

C. INSTALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER 
RECOMMENDATIONS.

D. PROVIDE SPRINKLER HEADS BELOW ALL DUCTWORK 
48'' AND LARGER.

E. NOT ALL KEYNOTES APPLICABLE TO EACH SHEET.

F. ALL REQUIRED SHUT-OFF VALVES LOCATED ABOVE 
CEILINGS THROUGHOUT THE BUILDING SHALL BE 
WITHIN 36" OF THE CEILING.
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Indianapolis, IN 46202
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SCALE:  1/8" = 1'-0"
1

01-CONCOURSE LEVEL FIRE PROTECTION
INSTALLATION - AREA D

KEYNOTES

211319 PROVIDE SIDEWALL FULLY RECESSED SPRINKLER
HEADS.

211320 FURNITURE AND STORAGE SYSTEMS/EQUIPMENT
SHALL HAVE A  MINIMUM OF 18'' CLEAR SPACE
BETWEEN TOP  OF STORAGE  SYSTEM AND
BOTTOM FACE OF THE CEILING TILE FOR PROPER
OPERATION OF SPRINKLER SYSTEM.
CONTRACTOR TO COORDINATE WITH OWNER AND
ARCHITECT OR ENGINEER TO  SATISFY THE
REQUIREMENT (TYP. ALL SPRINKLED ROOMS).

211321 PROVIDE SPRINKLER HEADS ON UNDERSIDE OF
STAIR LANDING AS NEEDED.

211322 ELEVATOR SHAFT SHALL NOT BE SPRINKLED.

211323 PROVIDE HIGH TEMPERATURE SPRINKLER HEADS
NEAR KITCHEN HOOD.

211325 PROVIDE ADDITIONAL SPRINKLER HEADS 15' A.F.F.
TO PROTECT NON-RATED STEEL COLUMNS PER
NFPA13, SECTION 17.1.4.

211329 CLASS I STANDPIPE SYSTEM. PROVIDE 2-1/2" HOSE
CONNECTION AND TEST DRAIN ASSEMBLY.
PROVIDE ACCESS PANELS FOR TEST DRAIN
ASSEMBLY AND FIRE DEPARTMENT VALVE.
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A. REFER TO SHEET FP-001 FOR ADDITIONAL GENERAL 
NOTES AND INFORMATION.

B. SEE ARCHITECTURAL PLANS FOR SECTIONS 
SHOWING ELEVATIONS.

C. INSTALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER 
RECOMMENDATIONS.

D. PROVIDE SPRINKLER HEADS BELOW ALL DUCTWORK 
48'' AND LARGER.

E. NOT ALL KEYNOTES APPLICABLE TO EACH SHEET.

F. ALL REQUIRED SHUT-OFF VALVES LOCATED ABOVE 
CEILINGS THROUGHOUT THE BUILDING SHALL BE 
WITHIN 36" OF THE CEILING.
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SCALE:  1/8" = 1'-0"
1

02-UPPER LEVEL FIRE PROTECTION INSTALLATION -
AREA A

KEYNOTES

211319 PROVIDE SIDEWALL FULLY RECESSED SPRINKLER
HEADS.

211324 FIRE PROTECTION MAINS TO BE INSTALLED IN BEAM
POCKETS.

211330 FIRE PROTECTION MAINS ON UPPER LEVEL TO BE
CONCEALED IN BULK HEAD.

211331 FIRE PROTECTION MAIN SERVING SPRINKLERS 15'
A.F.F. ON COLUMNS TO BE ROUTED PARALLEL TO
ARCHITECTURAL WIND BRACE IN ARCHITECTURAL
ENCLOSURE, REFER TO ARCHITECTURAL DRAWINGS
FOR MORE DETAILS.
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A. REFER TO SHEET FP-001 FOR ADDITIONAL GENERAL 
NOTES AND INFORMATION.

B. SEE ARCHITECTURAL PLANS FOR SECTIONS 
SHOWING ELEVATIONS.

C. INSTALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER 
RECOMMENDATIONS.

D. PROVIDE SPRINKLER HEADS BELOW ALL DUCTWORK 
48'' AND LARGER.

E. NOT ALL KEYNOTES APPLICABLE TO EACH SHEET.

F. ALL REQUIRED SHUT-OFF VALVES LOCATED ABOVE 
CEILINGS THROUGHOUT THE BUILDING SHALL BE 
WITHIN 36" OF THE CEILING.

GENERAL NOTES

ZONE 2

FLOOR SQ FT

CONCOURSE LEVEL 45810

TOTAL 50300

UPPER LEVEL 4490

SHEET TITLE

SHEET NUMBER

INDIANA UNIVERSITY BOARD OF TRUSTEES
2901 EAST DISCOVERY PARKWAY
BLOOMINGTON, IN 47408
812-855-1692

Owner

RATIO
101 SOUTH PENNSYLVANIA STREET
INDIANAPOLIS, IN 46204
317-633-4040

Architect

FINK ROBERTS AND PETRIE, INC.

Structural Engineer

Mechanical / Electrical

Civil Engineer

3535 EAST 96TH STREET
SUITE 126
INDIANAPOLIS, IN 46240
317-872-8400

INTROBA

8250 HAVERSTICK ROAD
SUITE 285
INDIANAPOLIS, IN 46240
800-404-7677

AMERICAN STRUCTUREPOINT, INC.

9025 RIVER ROAD
SUITE 200
INDIANAPOLIS, IN 46240
317-547-5580

KEY PLAN

A B

C

PROJECT NO.

SHEET ISSUE

SEAL | DATE

COPYRIGHT NOTICE: THIS ARCHITECTURAL 
AND ENGINEERING DRAWING IS GIVEN IN 
CONFIDENCE AND SHALL BE USED ONLY 
PURSUANT TO THE AGREEMENT WITH RATIO.  
NO OTHER USE, DISSEMINATION OR 
DUPLICATION MAY BE MADE WITHOUT PRIOR 
WRITTEN CONSENT OF RATIO.  ALL COMMON 
LAW RIGHTS OF COPYRIGHT AND OTHERWISE 
ARE HEREBY SPECIFICALLY RESERVED.

Acoustics / Technology Engineer
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D

Plumbing Engineer

DLZ
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Food Service Consultant

CINILITTLE
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FORZA
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Indianapolis, IN 46202

NORTH

SCALE:  1/8" = 1'-0"
1

02-UPPER LEVEL FIRE PROTECTION INSTALLATION -
AREA B

KEYNOTES

211319 PROVIDE SIDEWALL FULLY RECESSED SPRINKLER
HEADS.

211321 PROVIDE SPRINKLER HEADS ON UNDERSIDE OF
STAIR LANDING AS NEEDED.

211328 CLASS I STANDPIPE SYSTEM. PROVIDE 2-1/2" HOSE
CONNECTION AND TEST DRAIN ASSEMBLY ON
LANDING ABOVE. PROVIDE ACCESS PANELS FOR
TEST DRAIN ASSEMBLY AND FIRE DEPARTMENT
VALVE.

211330 FIRE PROTECTION MAINS ON UPPER LEVEL TO BE
CONCEALED IN BULK HEAD.

211332 FIRE PROTECTION MAIN SERVING SPRINKLERS 15'
A.F.F. ON COLUMNS TO BE ROUTED PARALLEL TO
STRUCTURAL SUPPORT.

211333 FIRE MAINS IN EXPOSED AREAS TO BE ROUTED AS
NEAR AS POSSIBLE TO NEARBY BEAMS.
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A. REFER TO SHEET FP-001 FOR ADDITIONAL GENERAL 
NOTES AND INFORMATION.

B. SEE ARCHITECTURAL PLANS FOR SECTIONS 
SHOWING ELEVATIONS.

C. INSTALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER 
RECOMMENDATIONS.

D. PROVIDE SPRINKLER HEADS BELOW ALL DUCTWORK 
48'' AND LARGER.

E. NOT ALL KEYNOTES APPLICABLE TO EACH SHEET.

F. ALL REQUIRED SHUT-OFF VALVES LOCATED ABOVE 
CEILINGS THROUGHOUT THE BUILDING SHALL BE 
WITHIN 36" OF THE CEILING.
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SCALE:  1/8" = 1'-0"
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02-UPPER LEVEL FIRE PROTECTION INSTALLATION -
AREA C

KEYNOTES

211304 CLASS I STANDPIPE SYSTEM. PROVIDE 2-1/2" HOSE
CONNECTION AND TEST DRAIN ASSEMBLY AT MAIN
STAIRWELL LANDING(S) FOR FLOOR. PROVIDE
SPRINKLER HEADS ON UNDERSIDE OF STAIR
LANDING AS NEEDED.

211315 CLASS I STANDPIPE SYSTEM. PROVIDE 2-1/2" HOSE
CONNECTION AND TEST DRAIN ASSEMBLY AT MAIN
STAIRWELL LANDING FOR FLOOR. PROVIDE ACCESS
PANELS FOR TEST DRAIN ASSEMBLY AND FIRE
DEPARTMENT VALVE.

211319 PROVIDE SIDEWALL FULLY RECESSED SPRINKLER
HEADS.

211330 FIRE PROTECTION MAINS ON UPPER LEVEL TO BE
CONCEALED IN BULK HEAD.

211332 FIRE PROTECTION MAIN SERVING SPRINKLERS 15'
A.F.F. ON COLUMNS TO BE ROUTED PARALLEL TO
STRUCTURAL SUPPORT.

211333 FIRE MAINS IN EXPOSED AREAS TO BE ROUTED AS
NEAR AS POSSIBLE TO NEARBY BEAMS.
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A. REFER TO SHEET FP-001 FOR ADDITIONAL GENERAL 
NOTES AND INFORMATION.

B. SEE ARCHITECTURAL PLANS FOR SECTIONS 
SHOWING ELEVATIONS.

C. INSTALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER 
RECOMMENDATIONS.

D. PROVIDE SPRINKLER HEADS BELOW ALL DUCTWORK 
48'' AND LARGER.

E. NOT ALL KEYNOTES APPLICABLE TO EACH SHEET.

F. ALL REQUIRED SHUT-OFF VALVES LOCATED ABOVE 
CEILINGS THROUGHOUT THE BUILDING SHALL BE 
WITHIN 36" OF THE CEILING.
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211305 FIRE PROTECTION PIPING SHALL NOT BE INSTALLED
OVER ELECTRICAL EQUIPMENT.

211310 MAIN ELECTRICAL ROOMS TO NOT BE SPRINKLED.

211319 PROVIDE SIDEWALL FULLY RECESSED SPRINKLER
HEADS.

211321 PROVIDE SPRINKLER HEADS ON UNDERSIDE OF
STAIR LANDING AS NEEDED.

211322 ELEVATOR SHAFT SHALL NOT BE SPRINKLED.

211324 FIRE PROTECTION MAINS TO BE INSTALLED IN BEAM
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211330 FIRE PROTECTION MAINS ON UPPER LEVEL TO BE
CONCEALED IN BULK HEAD.

211331 FIRE PROTECTION MAIN SERVING SPRINKLERS 15'
A.F.F. ON COLUMNS TO BE ROUTED PARALLEL TO
ARCHITECTURAL WIND BRACE IN ARCHITECTURAL
ENCLOSURE, REFER TO ARCHITECTURAL DRAWINGS
FOR MORE DETAILS.
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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NO PLUMBING BRANCHES ARE TO BE ROUTED IN REGION

KEYNOTES

221103 REFER TO SITE/CIVIL DRAWINGS FOR
CONTINUATION.

221115 INSTALL PERMANENT AUTOMATIC WATER METER
THAT MEASURES THE TOTAL POTABLE WATER USE
FOR THE BUILDING AND ASSOCIATED GROUNDS
AND CAN BE MONITORED VIA BMS. METER DATA
MUST BE COMPILED INTO MONTHLY AND ANNUAL
SUMMARIES.

221118 2" V, 2" DHW-130, 4" DSCW TO FLOOR ABOVE. 3/4"
DHWR FROM FLOOR ABOVE.

221130 PROVIDE EXPANSION ANCHOR IN HOT WATER
SUPPLY AND RETURN PIPING AT LOCATION
INDICATED. REFER TO SPECIFICATION 220500 FOR
DELEGATED DESIGN REQUIREMENTS. PROVIDE ALL
GUIDES AND ANCHORS PER MANUFACTURER
RECOMMENDATION.

221131 PROVIDE EXPANSION LOOP IN HOT WATER SUPPLY
AND RETURN PIPING AT LOCATION INDICATED.
REFER TO SPECIFICATION 220500 FOR DELEGATED
DESIGN REQUIREMENTS. PROVIDE ALL EXPANSION
LOOPS PER MANUFACTURER RECOMMENDATION.

221305 PROVIDE TWO-WAY CLEAN-OUTS ON BUILDING
SEWER AND STORM MAINS OUTSIDE THE BUILDING.
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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RECOMMENDATION.

221305 PROVIDE TWO-WAY CLEAN-OUTS ON BUILDING
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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NO PLUMBING BRANCHES ARE TO BE ROUTED IN REGION

KEYNOTES

221103 REFER TO SITE/CIVIL DRAWINGS FOR
CONTINUATION.

221111 PROVIDE SHUT-OFF VALVE, CHECK VALVE, AND
SHUT-OFF VALVE IN THE DIRECTION OF WATER
FLOW. BALANCE TO FLOW INDICATED.

221120 3" V, 3/4" DHWR, 1 1/2" DHW-130, 3" DSCW, 3/4" DCW
TO FLOOR ABOVE.

221130 PROVIDE EXPANSION ANCHOR IN HOT WATER
SUPPLY AND RETURN PIPING AT LOCATION
INDICATED. REFER TO SPECIFICATION 220500 FOR
DELEGATED DESIGN REQUIREMENTS. PROVIDE ALL
GUIDES AND ANCHORS PER MANUFACTURER
RECOMMENDATION.

221131 PROVIDE EXPANSION LOOP IN HOT WATER SUPPLY
AND RETURN PIPING AT LOCATION INDICATED.
REFER TO SPECIFICATION 220500 FOR DELEGATED
DESIGN REQUIREMENTS. PROVIDE ALL EXPANSION
LOOPS PER MANUFACTURER RECOMMENDATION.

221132 3/4" DSCW AND DHW-130 TO MOP SINK.

221133 3/4" DSCW AND DHW-110 TO LAVATORY.

221305 PROVIDE TWO-WAY CLEAN-OUTS ON BUILDING
SEWER AND STORM MAINS OUTSIDE THE BUILDING.

221306 2" SANITARY UP SERVING FLOOR DRAIN ON FLOOR
ABOVE.

221307 4" SANITARY UP SERVING FLOOR SINK ON FLOOR
ABOVE.
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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NO PLUMBING BRANCHES ARE TO BE ROUTED IN REGION

KEYNOTES

221103 REFER TO SITE/CIVIL DRAWINGS FOR
CONTINUATION.

221111 PROVIDE SHUT-OFF VALVE, CHECK VALVE, AND
SHUT-OFF VALVE IN THE DIRECTION OF WATER
FLOW. BALANCE TO FLOW INDICATED.

221113 REFER TO IRRIGATION DRAWINGS FOR
CONTINUATION.

221130 PROVIDE EXPANSION ANCHOR IN HOT WATER
SUPPLY AND RETURN PIPING AT LOCATION
INDICATED. REFER TO SPECIFICATION 220500 FOR
DELEGATED DESIGN REQUIREMENTS. PROVIDE ALL
GUIDES AND ANCHORS PER MANUFACTURER
RECOMMENDATION.

221131 PROVIDE EXPANSION LOOP IN HOT WATER SUPPLY
AND RETURN PIPING AT LOCATION INDICATED.
REFER TO SPECIFICATION 220500 FOR DELEGATED
DESIGN REQUIREMENTS. PROVIDE ALL EXPANSION
LOOPS PER MANUFACTURER RECOMMENDATION.

221136 3/4" DSCW TO DISHWASHER.

221305 PROVIDE TWO-WAY CLEAN-OUTS ON BUILDING
SEWER AND STORM MAINS OUTSIDE THE BUILDING.
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24" x 60" (5)24" x 60" (5) 24" x 60" (5)

GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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KEYNOTES

221111 PROVIDE SHUT-OFF VALVE, CHECK VALVE, AND
SHUT-OFF VALVE IN THE DIRECTION OF WATER
FLOW. BALANCE TO FLOW INDICATED.

221127 3/4" DSCW AND DHW-110 TO SERVE KITCHEN
HANDSINK

221128 3/4" DSCW AND DHW-130 TO SERVE KITCHEN SINK.

221308 2" SANITARY UP SERVING FLOOR SINK ON FLOOR
ABOVE.

221404 STORM RISER DOWN FROM ROOF DRAIN
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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NO PLUMBING BRANCHES ARE TO BE ROUTED IN REGION

KEYNOTES

221103 REFER TO SITE/CIVIL DRAWINGS FOR
CONTINUATION.

221111 PROVIDE SHUT-OFF VALVE, CHECK VALVE, AND
SHUT-OFF VALVE IN THE DIRECTION OF WATER
FLOW. BALANCE TO FLOW INDICATED.

221135 PROVIDE SHUTOFFS ON DSCW AND DHW-130 RISER
FROM FLOOR BELOW. SHUTOFFS TO BE ACCESSIBLE
BY WALL ACCESS PANEL IN RESTROOM.

221305 PROVIDE TWO-WAY CLEAN-OUTS ON BUILDING
SEWER AND STORM MAINS OUTSIDE THE BUILDING.
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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KEYNOTES

221111 PROVIDE SHUT-OFF VALVE, CHECK VALVE, AND
SHUT-OFF VALVE IN THE DIRECTION OF WATER
FLOW. BALANCE TO FLOW INDICATED.

221130 PROVIDE EXPANSION ANCHOR IN HOT WATER
SUPPLY AND RETURN PIPING AT LOCATION
INDICATED. REFER TO SPECIFICATION 220500 FOR
DELEGATED DESIGN REQUIREMENTS. PROVIDE ALL
GUIDES AND ANCHORS PER MANUFACTURER
RECOMMENDATION.

221131 PROVIDE EXPANSION LOOP IN HOT WATER SUPPLY
AND RETURN PIPING AT LOCATION INDICATED.
REFER TO SPECIFICATION 220500 FOR DELEGATED
DESIGN REQUIREMENTS. PROVIDE ALL EXPANSION
LOOPS PER MANUFACTURER RECOMMENDATION.

221305 PROVIDE TWO-WAY CLEAN-OUTS ON BUILDING
SEWER AND STORM MAINS OUTSIDE THE BUILDING.
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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NO PLUMBING BRANCHES ARE TO BE ROUTED IN REGION

KEYNOTES

221111 PROVIDE SHUT-OFF VALVE, CHECK VALVE, AND
SHUT-OFF VALVE IN THE DIRECTION OF WATER
FLOW. BALANCE TO FLOW INDICATED.

221127 3/4" DSCW AND DHW-110 TO SERVE KITCHEN
HANDSINK

221128 3/4" DSCW AND DHW-130 TO SERVE KITCHEN SINK.

221129 3/4" DCW TO SERVE KITCHEN WATER FILTRATION
SYSTEM.

221130 PROVIDE EXPANSION ANCHOR IN HOT WATER
SUPPLY AND RETURN PIPING AT LOCATION
INDICATED. REFER TO SPECIFICATION 220500 FOR
DELEGATED DESIGN REQUIREMENTS. PROVIDE ALL
GUIDES AND ANCHORS PER MANUFACTURER
RECOMMENDATION.

221404 STORM RISER DOWN FROM ROOF DRAIN
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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NO PLUMBING BRANCHES ARE TO BE ROUTED IN REGION

KEYNOTES

221117 3/4" DCW UP TO HB-1 WALL MOUNTED SERVING
ROOF.

221404 STORM RISER DOWN FROM ROOF DRAIN

221405 PROVIDE HEAT TRACE ON STORM PIPING
INSTALLED INSIDE MECHANICAL OA PLENUM AND
PIPING EXTERIOR OF BUILDING. THE EQUIPMENT
SHALL BE RATED FOR WATT DENSITY OF 5 (W/FT) AT
120 V, 1 PHASE (MOCP = 15A). REFER TO
ELECTRICAL DRAWINGS FOR ADDITIONAL
INFORMATION.

221406 PROVIDE HEAT TRACE ON STORM PIPING EXTERIOR
OF BUILDING. THE EQUIPMENT SHALL BE RATED
FOR WATT DENSITY OF 5 (W/FT) AT 120 V, 1 PHASE
(MOCP = 15A). REFER TO ELECTRICAL DRAWINGS
FOR ADDITIONAL INFORMATION.
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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DRAWINGS FOR ADDITIONAL INFORMATION.
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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BE RATED FOR WATT DENSITY OF 5 (W/FT) AT 120
V, 1 PHASE (MOCP = 15A). REFER TO ELECTRICAL
DRAWINGS FOR ADDITIONAL INFORMATION.
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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KEYNOTES

221111 PROVIDE SHUT-OFF VALVE, CHECK VALVE, AND
SHUT-OFF VALVE IN THE DIRECTION OF WATER
FLOW. BALANCE TO FLOW INDICATED.

221114 HVAC HYDRONIC SYSTEM MAKE-UP CONNECTION.
REFER TO MECHANICAL DRAWINGS FOR
CONTINUATION.

221115 INSTALL PERMANENT AUTOMATIC WATER METER
THAT MEASURES THE TOTAL POTABLE WATER USE
FOR THE BUILDING AND ASSOCIATED GROUNDS AND
CAN BE MONITORED VIA BMS. METER DATA MUST BE
COMPILED INTO MONTHLY AND ANNUAL SUMMARIES.

221130 PROVIDE EXPANSION ANCHOR IN HOT WATER
SUPPLY AND RETURN PIPING AT LOCATION
INDICATED. REFER TO SPECIFICATION 220500 FOR
DELEGATED DESIGN REQUIREMENTS. PROVIDE ALL
GUIDES AND ANCHORS PER MANUFACTURER
RECOMMENDATION.
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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221118 2" V, 2" DHW-130, 4" DSCW TO FLOOR ABOVE. 3/4"
DHWR FROM FLOOR ABOVE.
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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KEYNOTES

221103 REFER TO SITE/CIVIL DRAWINGS FOR
CONTINUATION.

221111 PROVIDE SHUT-OFF VALVE, CHECK VALVE, AND
SHUT-OFF VALVE IN THE DIRECTION OF WATER
FLOW. BALANCE TO FLOW INDICATED.

221127 3/4" DSCW AND DHW-110 TO SERVE KITCHEN
HANDSINK

221128 3/4" DSCW AND DHW-130 TO SERVE KITCHEN SINK.

221129 3/4" DCW TO SERVE KITCHEN WATER FILTRATION
SYSTEM.

221305 PROVIDE TWO-WAY CLEAN-OUTS ON BUILDING
SEWER AND STORM MAINS OUTSIDE THE
BUILDING.
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.
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KEYNOTES

221111 PROVIDE SHUT-OFF VALVE, CHECK VALVE, AND
SHUT-OFF VALVE IN THE DIRECTION OF WATER
FLOW. BALANCE TO FLOW INDICATED.

221125 PROVIDE 2" DSCW, 3/4" DHW CAPPED WITH
SHUTOFF VALVE.

221135 PROVIDE SHUTOFFS ON DSCW AND DHW-130
RISER FROM FLOOR BELOW. SHUTOFFS TO BE
ACCESSIBLE BY WALL ACCESS PANEL IN
RESTROOM.
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GENERAL NOTES
A. REFER TO SHEET P-001 FOR ADDITIONAL GENERAL NOTES 

AND INFORMATION.

B. WHERE PIPE SIZES MAY NOT BE INDICATED SERVING A 
FIXTURE, PROVIDE SIZES AS INDICATED IN THE PLUMBING 
FIXTURE SCHEDULE.

C. INSTALL ALL EQUIPMENT, FIXTURES, AND ASSOCIATED 
ACCESSORIES PER MANUFACTURER RECOMMENDATIONS.

D. COORDINATE WITH ALL OTHER DISCIPLINES BEFORE 
INSTALLING ANY PIPING DEVICES.

E. INVERT ELEVATIONS ARE BASED ON 100.00' FINISHED FIRST 
FLOOR ELEVATION TO BOTTOM OF PIPE. SITE / CIVIL PLANS 
ESTABLISH ACTUAL FINISHED FLOOR ELEVATION.

F. EXACT LOCATION OF PLUMBING FIXTURES SHALL BE 
CORDINATED WITH THE ARCHITECTURAL PLANS TO MEET 
A.D.A. REQUIREMENTS.

11

11

K K

SEB

SEB

12

12

10

10

J J

J.5 J.5

11.S

11.S

10.S

10.S

SE1

SE1

10.4

10.4

J.8

J.8

2" V 2" V 2" V 2" V

FD-1

4" V

3
" 

V

2
 1

/2
" 

D
S

C
W

1
 1

/2
" 

D
H

W
-1

1
0

1
 1

/2
" 

D
H

W
-1

3
0

4" DSCW

3
" 

D
S

C
W

2 1/2" DSCW

2" V3" V3" V

3
/4

" 
D

H
W

R

2 1/2" DSCW

1
 1

/2
" 

V

8" ST

MS-1

TMV-3

WC-2
FD-1

WC-2

WCO-1

WC-1WC-1WC-1
WC-1

FD-1

UR-1

UR-1

UR-1

FD-1

UR-1 UR-1 UR-1 UR-1 UR-1

3
" 

V

MEN

114

JAN

114B
FAMILY

114A

CONCOURSE

FLOOR

115F

GRAB-N-GO

(FUTURE -
N.I.C.)

113

WHA-A

WHA-B

WHA-C

(TYP. 5)

3/4" DCW-FFB

8" ST-TFB

SE STAIR

048

CONCOURSE

FLOOR

115F

4" SAN

2" SAN

2
" 

S
A

N

1 1/2" SAN-TFA

2" SAN-TFA

3/4" DHW-110-TFA
2 1/2" DSCW-TFA

2" V

3" DSCW 3" DSCW

LAV-3

3/4" DHWR

(TYP.)
3/4" DSCW

(TYP.)
3/4" DHW-110

3" DSCW

3" V

2" DSCW

2
" 

V

1 1/2" V

2 1/2" DSCW

1 1/4" V

3" SAN

(TYP.)
2" DSCW

(TYP.)
2" SAN

2
" 

D
S

C
W

3
/4

" 
D

H
W

-1
3
0

WCO-1

WHA-A

WHA-B

WCO-1

WHA-A

WHA-A

221111

221124

221126

1 1/2" DHW-130

2" DSCW

1 1/2" DHW-110

1
 1

/2
" 

V

3
/4

" 
D

C
W

3
" 

D
S

C
W

1
 1

/4
" 

D
H

W
-1

1
0

3
" 

D
S

C
W

1 1/2" DHW-130
4" DSCW

1" DHW-110

1 1/4" DHW-110

3/4" DCW-TFA

4" V-TFA

WHA-B

5

WHA-A

221134

5

5

2

2

K K

SWB

SWB

1.S

1.S 3

3

1

1

J.5 J.5

SW1

SW1

2.6

2.6

WC-1 WC-1 WC-1 WC-1 WC-1 WC-1 WC-1 WC-1 WC-1 WC-1
WC-1 WC-1

WC-1
WC-1 WC-1

3
" 

V

WHA-D

FD-1 FD-1
FD-1

3/4" DHWR

2
" 

V

3" V3" V

2" V
3" DSCW

WC-1 WC-1 WC-1 WC-2 WC-1 WC-1

WHA-C

FD-1

3
/4

" 
D

H
W

R

4
" 

D
S

C
W

1
 1

/2
" 

D
H

W
-1

1
0

4
" 

D
S

C
W

2
" 

V

3
/4

" 
D

H
W

R 2
" 

D
H

W
-1

3
0

4
" 

D
S

C
W

FD-1

MS-1

TMV-2

1 1/4" DHW-130
2" V

3/4" DHW-130

1 1/4" DSCW

WOMEN

105

CONCOURSE

FLOOR

115F

STORAGE

104B

KITCHEN

104

JAN

104A

(TYP. 7)

221111

2" V-FFB

4" DSCW
1 1/2" DHW-110

3/4" DHWR
2" V

WHA-A

(TYP. 7)

WHA-D

4" DSCW

3" V

2
" 

V

3" V

1 1/4" V
1 1/2" V

1 1/2" V

1 1/4" V

HB-1

3/4" DCW-FFB

3
" 

D
S

C
W

3" DSCW

3
" 

V

WHA-B3" DSCW

4" DSCW-FFB

2" DHW-130-FFB

3/4" DHWR-TFB

WHA-C

4" DSCW

2" DSCW

WCO-1

4" DSCW

(TYP.)

(TYP.)

(TYP.)
2" DSCW

.4 GPM

LAV-3

3/4" DSCW

3/4" DHW-110

1" DHW-110 1 1/4" DHW-110

2" V-FFB

4" V-FFB

1
 1

/4
" 

D
H

W
-1

1
0

4
" 

V

WCO-1

4" SAN-FFB

2" V

WCO-1
WCO-1

2" DSCW

2" V-TFA

2" DSCW

8" ST-TFB

5

5

5

KEYNOTES

221111 PROVIDE SHUT-OFF VALVE, CHECK VALVE, AND
SHUT-OFF VALVE IN THE DIRECTION OF WATER
FLOW. BALANCE TO FLOW INDICATED.

221124 3" V, 1 1/2" DHW-130, 3/4" DCW, 3" DSCW FROM
FLOOR BELOW. 3/4" DHWR TO FLOOR BELOW.

221126 PROVIDE 3" DSCW, 1 1/4" DHW CAPPED WITH
SHUTOFF VALVE.

221134 PROVIDE SHUTOFFS ON DSCW AND DHW-110
RISER TO RESTROOM ABOVE. SHUTOFFS TO BE
ACCESSIBLE BY WALL ACCESS PANEL IN
RESTROOM.
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PLUMBING FIXTURE SCHEDULE

TAG FIXTURE DESCRIPTION ACCEPTABLE MANUFACTURER/MODEL SAN/WASTE VENT
COLD

WATER
HOT

WATER SCHEDULE NOTES
CB-1 CATCH BASIN CATCH BASIN POLYESTER FIBER REINFORCED POLYMER CONCRETE. SHALL HAVE 4" CLEAR OPEN

THROAT. 24" LONG WITH RECEIVING FLANGE.BODY TO HAVE LESS THAN 0.35% WATER ABSORPTION,
SHALL BE FROST PROOF, SALT PROOF, AND BE RESISTANT TO DILUTE ACIDS AND ALKALIS PER ASTM
C267. PROVIDE REMOVABLE 4" SEDIMENT BUCKET.  GRATING SHALL BE HEAVY DUTY HEEL PROOF AND
ADA COMPLIANT LONGITUDINALLY SLOTTED GRATE MADE OF GRADE 65-45-18 CAST DUCTILE IRON
PER ASTM A 536-84 AND SHALL BE E-COATED BLACK AND A MINIMUM LOAD RATING OF CLASS E. SEE
TD-2 FOR TRENCH DRAIN DESCRIPTION.

CATCH BASIN -
DTCBPF-D20-05B24DI-HDBP-SB4-GLZN4-4OP

4" - - -

EEW-1 EMERGENCY EYEWASH EMERGENCY EYEWASH – BARRIER FREE FLUSH MOUNTED WITH 90 DEGREE SWING ARM. 1/2" STAY
OPEN EYE AND EYE/FACE WASH VALVE MANUFACTURED FROM CHROME PLATED BRASS. EYES
INCLUDES INTEGRAL FLOW CONTROL. INCLUDE EMERGENCY THERMOSTATIC MIXING VALVE
ACCESSORY.

EMERGENCY EYEWASH - BRADLEY MODEL S19284JB ■
TEMPERED WATER BLENDING SYSTEM - BRADLEY
MODEL S19-2000 EFX8

- - 1/2" 1/2" SERVES LAUNDRY ROOM

EWC-1 ELECTRIC WATER COOLER BI-LEVEL ELECTRIC WATER COOLER WITH BOTTLE FILLER. UNIT SHALL DELIVER 8 GPH OF 50-DEG F
DRINKING WATER AT 90-DEG F AMBIENT AND 80 DEG-F INLET WATER. UNITS SHALL HAVE PUSHBAR
ACTIVATION WITH SIDE PUSHBAR. INCLUDE 3000-GALLON CAPACITY FILTER CERTIFIED TO NSF/ANSI 42
AND 53 WITH VISUAL MONITOR TO INDICATE WHEN REPLACEMENT IS NECESSARY. INCLUDE
INTEGRATED SILVER ION ANTI-MICROBAL PROECTION IN KEY AREAS AND LEAD-FREE DESIGN. FRONT
ACCESS. ELECTRICAL REQUIREMENTS: 115 V, 370 W, 5 F.L.A.

ELKAY MODEL: LZSTL8WSSK 1-1/2" 1-1/4" 1/2" - ADA COMPLIANT. MOUNT AT
HEIGHT AS REQUIRED ON
ARCHITECTURAL DRAWINGS.

FCO-1 FLOOR CLEANOUT ADJUSTABLE LEVELING FLOOR CLEANOUT, DURA-COATED CAST IRON BODY WITH GAS AND
WATERTIGHT ABS TAPERED THREAD PLUG AND ROUND SCORIATED SECURED LIGHT-DUTY TOP WITH
ADDITIONAL LEVELING ADJUSTMENT TO FINISHED FLOOR.

ZURN MODEL: Z1400-BZ-ZB-VP - - - - MATCH PIPE SIZE.

FD-1 FLOOR DRAIN (TRAP SEAL) LACQUERED CAST IRON FLOOR DRAIN WITH 5" ROUND POLISHED NICKEL BRONZE TOP, ADJUSTABLE
STRAINER, AND DEEP SUMP BODY COMPLETE WITH SEDIMENT BUCKET. PROVIDE ASSE 1072 TRAP
PROTECTION DEVICE. PROVIDE SECURITY SCREWS FOR USE IN SECURE AREAS.

ZURN MODEL:
Z1400-BZ-ZS-VP

- - - - MATCH PIPE SIZE. PROVIDE
WITH TRAP PROTECTION
DEVICE SIMILAR TO
SURESEAL.

FS-1 FLOOR SINK 12 INCH SQUARE BY 8 INCH DEEP SANITARY FLOOR SINK CONSTRUCTED OF 16 GAGE STAINLESS
STEEL. LOOSE-MOUNTED GRATE HAVING 1/2" SQUARE OPENINGS. PROVIDE SEDIMENT BUCKET.
PROVIDE WITH ASSE 1072 TRAP PROTECTION DEVICE.

ZURN Z-1751 OR EQUIVALENT. - - - - MATCH PIPE SIZE.

FS-2 FLOOR SINK 24 INCH SQUARE BY 17 INCH DEEP SANITARY FLOOR SINK CONSTRUCTED OF POWDER COATED
STAINLESS STEEL. LOOSE-MOUNTED DUCTILE IRON GRATE HAVING 13/16” OPENINGS. PROVIDE
SEDIMENT BUCKET. PROVIDE WITH ASSE 1072 TRAP PROTECTION DEVICE.

MIFAB MODEL: F1580 - - - - MATCH PIPE SIZE.

HB-1 WALL HYDRANT (FREEZELESS) CONCEALED BOX TYPE, FREEZELESS WALL HYDRANT, AUTOMATIC DRAINING, ANTI-SIPHON VACUUM
BREAKER WITH 3/4" MALE HOSE THREAD, LOOSE TEE KEY, CHROME PLATED EXTERIOR FINISH

WOODFORD MODEL: NO. B65 - - 3/4" - MOUNT FIXTURE AT 18" AFF

HB-2 WALL HYDRANT (CONCEALED) CONCEALED BOX ANTI-SIPHON VACUUM BREAKER WITH 3/4" MALE HOSE THREAD, STEM LOCK,
CHROME PLATED EXTERIOR FINISH.

■WOODFORD MODEL: NO. B24
■STEM LOCK: SL-24

- - 3/4" - MOUNT FIXTURE AT 18" AFF

HB-3 WALL HYDRANT (EXPOSED) WALL HYDRANT EXPOSED, LEAD FREE, ANTI-SIPHON WALL HYDRANT WITH EXTERNAL VACUUM
BREAKER, BRONZE AND STAINLESS STEEL INTERIOR COMPONENTS, VANDAL RESISTANT OPERATING
STEM, AND SECURED WHEEL-TYPE HANDLE.  PROVIDE 3/4" MALE HOSE CONNECTION.

WOODFORD MODEL: NO 21 - - 3/4" - MOUNT FIXTURE AT 18" AFF

HD-1 FLOOR DRAIN (TRAP SEAL) LACQUERED CAST IRON FLOOR DRAIN WITH 5" ROUND POLISHED NICKEL BRONZE TOP, ADJUSTABLE
STRAINER, AND DEEP SUMP BODY COMPLETE WITH SEDIMENT BUCKET. PROVIDE ASSE 1072 TRAP
PROTECTION DEVICE. PROVIDE HUB DRAIN ATTACHMENT FOR INDIRECT CONNECTION TO FIRE
PROTECTION STANDPIPE DRAINAGE.

■ZURN MODEL: Z1400-BZ-ZS-VP
■HUB DRAIN: Z1870

- - - - MATCH PIPE SIZE.

IMB-1 ICE MACHINE BOX 1/2" INLET, 1/4" OUTLET, COMPRESSION ANGLE VALVE, HOT DIPPED GALVANIZED STEEL HOUSING. GUY GRAY MODEL BIM875 - - 3/4" -

LAV-1 LAVATORY ■BOWL - UNDERMOUNT, VITREOUS CHINA, FRONT OVERFLOW. ■ FAUCET - 0.35 GPM, HARDWIRED DECK
MOUNTED INTEGRAL BASE, FILTERED SOLENOID WITH SERVICEABLE STRAINER FILTER, MIXING TEE,
DURABLE CAST BRASS FLEXIBLE SUPPLY HOSES WITH 3/8" COMPRESSION CONNECTIONS, HARDWIRED
BOX TRANSFORMER. WATERSENSE CERTIFIED ■ AERATOR SUPPLIES AND STOPS -LOOSE KEY ANGLE
STOPS: 3/8" I.P.S. CHROME PLATED INLET, 3/8" O.D., FLEXIBLE STEEL RISERS, WALL ESCUTCHEON. ■
TRAP -1-1/4"x1-1/2" CAST BRASS:  CHROME PLATED, ADJUSTABLE WITH CLEANOUT PLUG. TUBING TO
WALL AND ESCUTCHEON.

■ BOWL - SLOAN MODEL SS-3021
■ FAUCET - SLOAN SF-2900
■ SUPPLIES AND STOPS -WOLVERINE
BRASS INC. MODEL
ENCORE: T&S BRASS
■ TRAP -WOLVERINE BRASS INC. ; T&S
BRASS
■ DRAINS - WOLVERINE BRASS INC.
CATALOG NO. 56096;
T&S BRASS

1-1/4" 1-1/4" 1/2" 1/2" <varies>

LAV-2 LAVATORY ■BOWL - WALL HUNG LAVATORY, VITREOUS CHINA, CONCEALED ARM SUPPORTS. ■ FAUCET - 0.35 GPM,
HARDWIRED DECK MOUNTED INTEGRAL BASE, FILTERED SOLENOID WITH SERVICEABLE STRAINER
FILTER, MIXING TEE, DURABLE CAST BRASS FLEXIBLE SUPPLY HOSES WITH 3/8" COMPRESSION
CONNECTIONS, HARDWIRED BOX TRANSFORMER. WATERSENSE CERTIFIED. ■ AERATOR SUPPLIES AND
STOPS -LOOSE KEY ANGLE STOPS: 3/8" I.P.S. CHROME PLATED INLET, 3/8" O.D., FLEXIBLE STEEL
RISERS, WALL ESCUTCHEON. ■ TRAP -1-1/4"x1-1/2" CAST BRASS:  CHROME PLATED, ADJUSTABLE WITH
CLEANOUT PLUG. TUBING TO WALL AND ESCUTCHEON.

■ BOWL - SLOAN MODEL SS-3103
■ FAUCET – CHICAGO FAUCETS – EQ-A11C-33ABCP
■ SUPPLIES AND STOPS -WOLVERINE
BRASS INC. MODEL
ENCORE: T&S BRASS
■ TRAP -WOLVERINE BRASS INC. ; T&S
BRASS
■ DRAINS - WOLVERINE BRASS INC.
CATALOG NO. 56096;
T&S BRASS

1-1/4" 1-1/4" 1/2" 1/2" <varies>

LAV-3 CUSTOM TROUGH W/ FAUCETS ■TROUGH SINK – CONTINUOUS SOLID SURFACE GLACIER WHITE SINK CUSTOM LENGTH. REFER TO
NUMBER OF FAUCETS MODELED IN FOR USER COUNT. PIPESKIRT TO BE ANGLED BRUSHED STIANLESS.
■FAUCET - 0.35 GPM, HARDWIRED WALL MOUNTED INTEGRAL BASE, FILTERED SOLENOID WITH
SERVICEABLE STRAINER FILTER, MIXING TEE, DURABLE CAST BRASS FLEXIBLE SUPPLY HOSES WITH
3/8" COMPRESSION CONNECTIONS, HARDWIRED BOX TRANSFORMER. WATER SENSE CERTIFIED. ■
AERATOR SUPPLIES AND STOPS -LOOSE KEY ANGLE STOPS: 3/8" I.P.S. CHROME PLATED INLET, 3/8" O.D.,
FLEXIBLE STEEL RISERS, WALL ESCUTCHEON.

■TROUGH SINK – THE SPLASH LABS TSL.MON.A.CUSTOM
■ FAUCET - SLOAN SF-2900

- - 1/2" 1/2" ADA COMPLIANT. MOUNT AT
HEIGHT AS REQUIRED ON
ARCHITECTURAL DRAWINGS.
REFER TO MODELED NUMBER
OF FAUCETS TO DETERMINE
USER COUNT.

MS-1 MOP SINK BASIN - ONE PIECE MOLDED STONE 24''X24''X10'' WITH INTEGRAL STAINLESS STEEL BODY DRAIN,
STAINLESS STEEL CAPS ON ALL CURBS, AND WALL GUARDS. ■FAUCET-CHROME PLATED WITH VACUUM
BREAKER, INTEGRAL STOPS, ADJUSTABLE WALL BRACE, PAIL HOOK AND 3/4'' HOSE THREAD

■BASIN - FIAT MODEL MSB-2424.
■ FAUCET - FIAT MODEL 830AA

3" 1-1/2" 1/2" 1/2"

RD-1 ROOD DRAIN 15 INCH DIAMETER COMBINATION MAIN ROOF AND OVERFLOW DRAIN WITH DURA-COATED CAST IRON
BODY WITH COMBINATION MEMBRANE FLASHING CLAMP, GRAVEL GUARD, AND LOW SILHOUETTE
CAST IRON DOME

ZURN MODEL: Z-100-Z-W3 - - - - MATCH PIPE SIZE.

S-1 SINK BOWL - ONE (1) 22"x19-1/2"x5-1/2" DEEP BOWL, SELF RIMMING, DROP-IN SINK. 18 GA. TYPE 304
STAINLESS STEEL, CENTER 3 HOLE FAUCET. ■ FAUCET - SOLID BRASS 2 HANDLE FAUCET FOR 3 HOLE
MOUNTING. METAL LEVER HANDLES WITH 1/4 TURN STOPS. INCLUDE SWIVEL SPOUT. INCLUDE SPRAY
ATTACHMENT WITH INTEGRAL ANTI-SIPHONE DEVICE. (1.5 GPM)■ SUPPLIES AND STOPS - LOOSE KEY
ANGLE STOP, 3/8"IPS, CHROME PLATED INLET, 3/8" O.D. FLEXIBLE RISER, AND WALL ESCUTCHEON.
PROVIDE CAST BRASS P-TRAP, SINK DRAIN, AND FITTINGS.

■BOWL - JUST MANUFACTURING SADA14519A50-J
■ FAUCET – ELKAY  LK800GN08T4
■ SUPPLIES AND STOPS – WOLVERINE BRASS INC.
MODEL 50666

1-1/2" 1-1/4" 1/2" 1/2" ADA COMPLIANT.

SD-1 FLOOR DRAIN LACQUERED CAST IRON FLOOR DRAIN WITH 5" ROUND POLISHED NICKEL BRONZE TOP, ADJUSTABLE
STRAINER, AND DEEP SUMP BODY COMPLETE WITH SEDIMENT BUCKET. PROVIDE ASSE 1072 TRAP
PROTECTION DEVICE. PROVIDE SECURITY SCREWS FOR USE IN SECURE AREAS.

ZURN MODEL:
Z1400-BZ-ZS-VP

2" 1-1/4" - -

SH-1 SHOWER SHOWER SYSTEM, PISTON TYPE PRESSURE BALANCING MIXING VALVE WITH BRASS STEM, MEETING
ASME A112.18.1, SINGLE BLADE LEVER HANDLE, SET ADJUSTABLE LIMIT STOP SCREW TO 110F,
INTEGRAL SERVICE STOPS, SHOWER HEAD WITH ARM AND FLANGE (1.2 GPM) WATERSENSE
CERTIFIED. REFER TO ARCHITECTURAL DRAWINGS FOR ENCLOSURE.

SYMMONS # 9601-PLR-1.2-STN 2" 1-1/4" 3/4" 3/4"

SH-2 ADA SHOWER SHOWER/HAND SHOWER SYSTEM, PISTON TYPE PRESSURE BALANCING MIXING VALVE WITH BRASS
STEM, MEETING ASME A112.18.1, SINGLE BLADE LEVER HANDLE, SET ADJUSTABLE LIMIT STOP SCREW
TO 110F, INTEGRAL SERVICE STOPS, DIVERTER VALVE, SHOWER HEAD WITH ARM AND FLANGE, WITH
ADA GRAB BAR FOR HAND SHOWER. ADA 1 MODE HAND SHOWER WITH NON-POSITIVE SHUTOFF (1.5
GPM). WATERSENSE CERTIFIED. REFER TO ARCHITECTURAL DRAWINGS FOR ENCLOSURE.

SYMMONS # 9605-PLR-1.5-TRM 2" 1-1/4" 3/4" 3/4" ADA COMPLIANT.

TD-1 TRENCH DRAIN (LAUNDRY) POLYESTER FIBER REINFORCED POLYMER CONCRETE TRENCH DRAIN WITH 6 INCH CLEAR OPEN
THROAT AND HAVE A ROUND BOTTOM WITH SMOOTH INTERIOR FINISH. SECTIONS SHALL BE STRAIGHT
AND 96" LONG. TRENCH BODY TO HAVE LESS THAN 0.35% WATER ABSORPTION, SHALL BE FROST
PROOF, SALT PROOF, AND BE RESISTANT TO DILUTE ACIDS AND ALKALIS PER ASTM C267.  GRATING
SHALL BE HEAVY DUTY HEEL PROOF AND ADA COMPLIANT LONGITUDINALLY SLOTTED GRATE MADE
OF GRADE 65-45-18 CAST DUCTILE IRON PER ASTM A 536-84 AND SHALL BE E-COATED BLACK AND A
MINIMUM LOAD RATING OF CLASS D. GRATES SHALL BE SECURELY LOCKED TO FRAME WITH VANDAL
RESISTANT STAINLESS STEEL BOLT AND LOCKING TOGGLE MECHANISM. SEE LS-1 FOR LINT
INTERCEPTOR DESCRIPTION. TRENCH WITH 1% SLOPE.

DURATRENCH MODEL:
DTPF6-08C24DI-HDBP15ZSA-GLVR6-NSR-SB
6

6" - - -

TD-2 TRENCH DRAIN POLYESTER FIBER REINFORCED POLYMER CONCRETE TRENCH DRAIN WITH 4 INCH CLEAR OPEN
THROAT AND HAVE A ROUND BOTTOM WITH SMOOTH INTERIOR FINISH. SECTIONS SHALL BE STRAIGHT
AND 48" LONG. TRENCH BODY TO HAVE LESS THAN 0.35% WATER ABSORPTION, SHALL BE FROST
PROOF, SALT PROOF, AND BE RESISTANT TO DILUTE ACIDS AND ALKALIS PER ASTM C267.  GRATING
SHALL BE HEAVY DUTY HEEL PROOF AND ADA COMPLIANT LONGITUDINALLY SLOTTED GRATE MADE
OF GRADE 65-45-18 CAST DUCTILE IRON PER ASTM A 536-84 AND SHALL BE E-COATED BLACK AND A
MINIMUM LOAD RATING OF CLASS E. GRATES SHALL BE SECURELY LOCKED TO FRAME WITH VANDAL
RESISTANT STAINLESS STEEL BOLT AND LOCKING TOGGLE MECHANISM. SEE CB-2 FOR CATCH BASIN
DESCRIPTION

DURATRENCH MODEL -
DTPF4-05B24DI-HDBP08ZSA-GLZN4-NSR

4" - - -

TD-3 TRENCH DRAIN (CRYO) POLYESTER FIBER REINFORCED POLYMER CONCRETE TRENCH DRAIN WITH 4 INCH CLEAR OPEN
THROAT AND HAVE A ROUND BOTTOM WITH SMOOTH INTERIOR FINISH. SECTIONS SHALL BE STRAIGHT
AND 48" LONG. TRENCH BODY TO HAVE LESS THAN 0.35% WATER ABSORPTION, SHALL BE FROST
PROOF, SALT PROOF, AND BE RESISTANT TO DILUTE ACIDS AND ALKALIS PER ASTM C267.  GRATING
SHALL BE HEAVY DUTY HEEL PROOF AND ADA COMPLIANT LONGITUDINALLY SLOTTED GRATE MADE
OF GRADE 65-45-18 CAST DUCTILE IRON PER ASTM A 536-84 AND SHALL BE E-COATED BLACK AND A
MINIMUM LOAD RATING OF CLASS E. GRATES SHALL BE SECURELY LOCKED TO FRAME WITH VANDAL
RESISTANT STAINLESS STEEL BOLT AND LOCKING TOGGLE MECHANISM.

DURATRENCH MODEL -
DTPF4-05M24SS-MDSS08ZSA-GLSS4-NSR-4B

4" - - -

TD-4 TRENCH DRAIN (SHOWER) STAINLESS STEEL LINEAR SHOWER DRAIN. DRAIN SHALL INCLUDE VERTIACL ADJUSTABLE ANCHORING
SUPPORT LEGS, V-SHAPED CHANNEL WITH 2" CENTER OUTLET, ADJUSTABLE SECURED LEVELING
FRAME WITH BUILT-IN TILE EDGE, INTEGRAL MEMBRANE FLANGE AND SECURED, LIGHT-DUTY,
SLOTTED HEEL-PROOF GRATE.

ZURN MODEL: ZS800-ZS 2" - - -

UR-1 URINAL ■BOWL - VITREOUS CHINA, WHITE, WASHOUT FLUSH ACTION, ELONGATED, WALL HUNG, 2 WALL
HANGER, EXTENDED SIDE, LOW WATER CONSUMPTION (0.125 GPF). MEETS ANSI FLUSH
REQUIREMENTS. 3/4" INLET, TOP SPUD.  ■ FLUSH VALVE - EXPOSED, SENSOR OPERATED, HARDWIRED,
MECHANICAL OVERRIDE FOR MANUAL FLUSH. ANGLE STOP WITH BACK-FLOW PROTECTION AND
VACUUM BREAKER. LOWER WATER CONSUMPTION (0.125 GPF). WATERSENSE CERTIFIED. ■CARRIER -
BOLTED TYPE URINAL FITTING, ADJUSTABLE SHORT FOOT WITH BEARING.

■BOWL - SLOAN MODEL SU-1009
■FLUSH VALVE - SLOAN ECOS 186
■CARRIER - MIFAB, SMITH, OR ZURN.

2" 1-1/4" 3/4" - ADA COMPLIANT. MOUNT AT
HEIGHT AS REQUIRED ON
ARCHITECTURAL DRAWINGS.

WC-1 WATER CLOSET ■BOWL - VITREOUS CHINA, WHITE, ELONGATED, SIPHON JET, FLOOR MOUNT, FLOOROUTLET, 1-1/2'' TOP
SPUD (1.28 GPF). ■ FLUSH VALVE - EXPOSED, SENSOR OPERATED, HARDWIRED, MECHANICAL
OVERRIDE FOR MANUAL FLUSH. DIAPHRAGM TYPE, CHROME PLATED, 1-1/2'', ASSE 1037
COMPLIANT.(1.28 GPF). WATERSENSE CERTIFIED ■SEAT - ELONGATED FRONT WHITE OPEN TOILET SEAT
WITH STAINLESS STEEL HING POSTS.

■ BOWL - SLOAN MODEL: ST-2009
■FLUSH VALVE - SLOAN ECOS 115-1.28
■ SEAT - SLOAN, BEMIS, OR EQUIVALENT

4" 2" 1" -

WC-2 WATER CLOSET ■BOWL - VITREOUS CHINA, WHITE, ELONGATED, SIPHON JET, FLOOR MOUNT, FLOOR OUTLET, 1-1/2'' TOP
SPUD (1.28 GPF). ■ FLUSH VALVE - EXPOSED, SENSOR OPERATED, HARDWIRED, MECHANICAL
OVERRIDE FOR MANUAL FLUSH. DIAPHRAGM TYPE, CHROME PLATED, 1-1/2'', ASSE 1037 COMPLIANT.
(1.28 GPF). WATERSENSE CERTIFIED ■SEAT - ELONGATED FRONT WHITE OPEN TOILET SEAT WITH
STAINLESS STEEL HING POSTS.

■ BOWL - SLOAN MODEL: ST-2029
■FLUSH VALVE - SLOAN ECOS 115-1.28
■ SEAT - SLOAN, BEMIS, OR EQUIVALENT

4" 2" 1" - ADA COMPLIANT.

WCO-1 WALL CLEANOUT DURA-COATED CAST IRON BODY, GAS AND WATERTIGHT ABS TAPERED THREAD PLUG, AND ROUND,
SMOOTH STAINLESS STEEL ACCESS COVER WITH SECURING SCREW. PROVIDE VANDAL-PROOF
SECURED TOP.

ZURN MODEL:
Z1441-Z-VP

- - - - MATCH PIPE SIZE.

WATER HAMMER ARRESTOR SCHEDULE
TYPE FIXTURE UNIT RATING I.P.S. NOTES
WHA-A 1-11 3/4" <varies>

WHA-B 12-32 1" BODY AND BELLOWS TO
BE STAINLESS STEEL

WHA-C 33-60 1" BODY AND BELLOWS TO
BE STAINLESS STEEL

WHA-D 61-113 1" BODY AND BELLOWS TO
BE STAINLESS STEEL
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PLUMBING EQUIPMENT SCHEDULE
TAG

DESCRIPTION BASIS OF DESIGN

MOTOR DATA ELECTRICAL DATA
SYSTEM

HEAD (FT)

FLOW
RATE
(GPM) NOTESHP RPM VOLTAGE PHASE

DET-1 EXPANSION TANK: ASME RATED, DIAPHRAGM TYPE STEEL TANK CONSTRUCTION SHALL BE IN ACCORDANCE WITH
SECTION E OF THE CURRENT ASME BOILER AND PRESSURE VESSEL CODE. PRE-CHARGED VESSEL. PROVIDE
PRESSURE RELIEF VALVE. 26.89 GALLON TANK VOLUME, REQUIRED ACCEPTANCE 5.68 GALLON, ACTUAL TANK VOLUME
35 GALLON, ACTUAL ACCEPTANCE 24 GALLON, HORIZONTAL ORIENTATION, 16" DIA. x 45" LENGTH.

BELL & GOSSETT
PTA-80V

- - - - - - -

DWBP-1 DOMESTIC WATER BOOSTER PUMP: FOUR (4) NSF CERTIFIED END SUCTION PUMPS. PUMP CONSTRUCTION IS FORMED
304 STAINLESS STEEL WITH MECHANICAL SEAL. INCLUDE SUCTION AND DISCHARGE SIDE ISOLATING BUTTERFLY
VALVES, CHECK VALVES AND FLANGED END SUCTION AND DISCHARGE HEADERS. INCLUDE CONTROL PANEL WITH
NON-FUSED DISCONNECT, PLC OPERATION, SEQUENCING, DATA AND FALUT LOGS, ALARM HORN, VARIABLE
FREQUENCY DRIVE, PROVIDED 45 PSI PRESSURE INCREASE. N+1 REDUNDANCY. PUMP TO BE PROVIDED WITH
CONTACTS FOR PUMP RUN TIME AND GENERAL ALARMS TO BE HARDWAIRED TO BMS.

BELL AND GOSSET:
33SV22GH4F60

4@7.5 3600 460 3 104 4@150 DISCHARGE SET TO 88 PSI.

GD-1 GARBAGE DISPOSAL PERMANENTLY LUBRICATED UPPER AND LOWER BEARINGS, 12-1/4" OVERALL HEIGHT,
ANTI-VIBRATION MOUNT, MANUAL RESET OVERLOAD, 1-1/2" ANTI-VIBRATION HOSE CLAMP, WALL SWITCH, AND POWER
CORD ATTACHMENT.

IN-SINK-ERATOR:
MODEL EVOLUTION
COMPACT

0.75 - 120 1 - - COORDINATE WALL SWITCH LOCATION
ABOVE COUNTERTOP. REFER TO

ARCHITECTURAL DRAWINGS.

GD-2 GARBAGE DISPOSAL PERMANENTLY LUBRICATED UPPER AND LOWER BEARINGS, 12-1/4" OVERALL HEIGHT,
ANTI-VIBRATION MOUNT, MANUAL RESET OVERLOAD, 1-1/2" ANTI-VIBRATION HOSE CLAMP, WALL SWITCH, AND POWER
CORD ATTACHMENT.

IN-SINK-ERATOR:
MODEL EVOLUTION
COMPACT

0.75 - 120 1 - - COORDINATE WALL SWITCH LOCATION
ABOVE COUNTERTOP. REFER TO

ARCHITECTURAL DRAWINGS.

GD-3 GARBAGE DISPOSAL PERMANENTLY LUBRICATED UPPER AND LOWER BEARINGS, 12-1/4" OVERALL HEIGHT,
ANTI-VIBRATION MOUNT, MANUAL RESET OVERLOAD, 1-1/2" ANTI-VIBRATION HOSE CLAMP, WALL SWITCH, AND POWER
CORD ATTACHMENT.

IN-SINK-ERATOR:
MODEL EVOLUTION
COMPACT

0.75 - 120 1 - - COORDINATE WALL SWITCH LOCATION
ABOVE COUNTERTOP. REFER TO

ARCHITECTURAL DRAWINGS.

GD-4 GARBAGE DISPOSAL PERMANENTLY LUBRICATED UPPER AND LOWER BEARINGS, 12-1/4" OVERALL HEIGHT,
ANTI-VIBRATION MOUNT, MANUAL RESET OVERLOAD, 1-1/2" ANTI-VIBRATION HOSE CLAMP, WALL SWITCH, AND POWER
CORD ATTACHMENT.

IN-SINK-ERATOR:
MODEL EVOLUTION
COMPACT

0.75 - 120 1 - - COORDINATE WALL SWITCH LOCATION
ABOVE COUNTERTOP. REFER TO

ARCHITECTURAL DRAWINGS.

GS-1 GREASE INTERCEPTOR CONSTRUCTED USING A SEAMLESS MOLDED POLYETHYLENE. FLOW CONTROL CARTRIDGE
SHALL BE PVC. INTERCEPTOR SHALL BE FURNISHED FOR BELOW GRADE INSTALLATION. INTERCEPTOR SHALL BE
CERTIFIED TO ASME A112.14.3 (TYPE C) AND CSA B481.1, WITH ADJUSTABLE COVER ADAPTERS, BUILT-IN FLOW
CONTROL. COVER SHALL PROVIDE WATER/GAS-TIGHT SEAL AND HAVE MINIMUM 16,000 LBS. LOAD CAPACITY.  4"
INLET/OUTLET, 100 GPM FLOW RATE, 3048 LBS GREASE CAPACITY, 128 GAL SOLID CAPACITY, AND 510 GAL LIQUID
CAPACITY. PROVIDE AND INSTALL ANCHOR KIT. PROVIDE H20 RATED COVER.

SCHIER PRODUCTS
GB-1000

- - - - - - -

GS-2 GREASE INTERCEPTOR CONSTRUCTED USING A SEAMLESS MOLDED POLYETHYLENE. FLOW CONTROL CARTRIDGE
SHALL BE PVC. INTERCEPTOR SHALL BE FURNISHED FOR BELOW GRADE INSTALLATION. INTERCEPTOR SHALL BE
CERTIFIED TO ASME A112.14.3 (TYPE C) AND CSA B481.1, WITH ADJUSTABLE COVER ADAPTERS, BUILT-IN FLOW
CONTROL. COVER SHALL PROVIDE WATER/GAS-TIGHT SEAL AND HAVE MINIMUM 16,000 LBS. LOAD CAPACITY.  4"
INLET/OUTLET, 100 GPM FLOW RATE, 3048 LBS GREASE CAPACITY, 128 GAL SOLID CAPACITY, AND 510 GAL LIQUID
CAPACITY. PROVIDE AND INSTALL ANCHOR KIT. PROVIDE H20 RATED COVER.

SCHIER PRODUCTS
GB-1000

- - - - - - -

GS-3 GREASE INTERCEPTOR CONSTRUCTED USING A SEAMLESS MOLDED POLYETHYLENE. FLOW CONTROL CARTRIDGE
SHALL BE PVC. INTERCEPTOR SHALL BE FURNISHED FOR BELOW GRADE INSTALLATION. INTERCEPTOR SHALL BE
CERTIFIED TO ASME A112.14.3 (TYPE C) AND CSA B481.1, WITH ADJUSTABLE COVER ADAPTERS, BUILT-IN FLOW
CONTROL. COVER SHALL PROVIDE WATER/GAS-TIGHT SEAL AND HAVE MINIMUM 16,000 LBS. LOAD CAPACITY.  4"
INLET/OUTLET, 100 GPM FLOW RATE, 3048 LBS GREASE CAPACITY, 128 GAL SOLID CAPACITY, AND 510 GAL LIQUID
CAPACITY. PROVIDE AND INSTALL ANCHOR KIT. PROVIDE H20 RATED COVER.

SCHIER PRODUCTS
GB-1000

- - - - - - -

HT-1 HYDROPNEUMATIC TANK: ASME RATE, BLADDER TYPE STEEL TANK CONSTRUCTION SHALL BE IN ACCORDANCE WITH
SECTION E OF THE CURRENT ASME BOILER AND PRESSURE VESSEL CODE. PRE-CHARGED VESSEL. PROVIDE
PRESSURE RELIEF VALVE. 53 GALLON TANK VOLUME. VERTICAL ORIENTATION, 24” DIA. X 43” LENGTH.

WESSELS MODEL: FXA-200 - - - - - - -

IBP-1 IRRIGATION BOOSTER PUMP: ONE (1) NSF CERTIFIED INLINE PUMP. PUMP CONSTRUCTION IS FORMED 304 STAINLESS
STEEL WITH MECHANICAL SEAL. INCLUDE SUCTION AND DISCHARGE SIDE ISOLATING BUTTERFLY VALVES, CHECK
VALVES AND FLANGED END SUCTION AND DISCHARGE HEADERS. INCLUDE CONTROL PANEL WITH NON-FUSED
DISCONNECT, PLC OPERATION, SEQUENCING, DATA AND FALUT LOGS, ALARM HORN, VARIABLE FREQUENCY DRIVE,
PROVIDED 40 PSI PRESSURE INCREASE.

BELL AND GOSSET:
10SVX4G1AXX0

4 3600 460 3 92 50 CONTRACTOR TO COORDINATE WITH
IRRIGATION EQUIPMENT PROVIDED TO

INTERFACE BOOSTER PUMP TO IRRIGATION
CONTROLS INTERFACE. PUMP TO BE PROVIDED
WITH VFD AND CONTROLLED TO A PRESSURE

DETERMINED BY THE IRRIGATION SYSTEM
CONTROLS.

LI-1 SOLIDS INTERCEPTOR TANK MATERIAL SHALL BE POLYETHYLENE, SHALL HAVE REMOVABLE, CORROSION-RESISTANT
FILTER BASKET, SHALL BE EQUIPPED WITH HIGH OUTLET OPTION AND WITH A GAS TRAP. INTERCEPTOR SHALL BE FOR
BELOW GRADE INSTALLATION. COVER SHALL BE WATER AND GAS TIGHT WITH A MINIMUM 2,000 LBS. LOAD CAPACITY.
PROVIDE 24" RISER OPTION.

STRIEM MODEL: AA-4 - - - - - - -

RCP-1 HOT WATER RECIRCULATION PUMP: HIGH EFFICIENCY ELECTRONICALLY COMMUTATED PERMANENT MAGNET MOTOR
(ECM/PM). LEAD-FREE STAINLESS-STEEL BODY DESIGNED FOR POTABLE WATER PLUMBING SYSTEMS CERTIFIED NSF
372. STAINLESS STEEL IMPELLER AND SHAFT, PERMANENT MAGNET ROTOR, CARBON SLEEVE BEARING, EPDM
GASKET/O-RING, ALL OTHER WETTED PARTS STAINLESS STEEL.

BELL & GOSSETT
ECOCIRC MODEL:
XL 36-45

1/6 2639 120 1 13 15 -

RCP-2 HOT WATER RECIRCULATION PUMP: HIGH EFFICIENCY ELECTRONICALLY COMMUTATED PERMANENT MAGNET MOTOR
(ECM/PM). LEAD-FREE STAINLESS-STEEL BODY DESIGNED FOR POTABLE WATER PLUMBING SYSTEMS CERTIFIED NSF
372. STAINLESS STEEL IMPELLER AND SHAFT, PERMANENT MAGNET ROTOR, CARBON SLEEVE BEARING, EPDM
GASKET/O-RING, ALL OTHER WETTED PARTS STAINLESS STEEL.

BELL & GOSSETT
ECOCIRC MODEL:
XL 36-45

1/6 2639 120 1 13 15 -

SE-1 GRINDER PUMP SYSTEM CONSITING OF DUAL WEIL MODEL 2519, N+1 REDUNDANCY. TO BE PROVIDED WITH 4” NPT
DISCHARGE. UPPER AND LOWER SILICON CARBIDE SHAFT SEAL CONSTRUCTION. DURABLE EPOXY COATED CAST IRON.
DUPLEX PUMP CONTROL PANEL MODEL 8162, TYPE 4 STEEL DDDF ENCLOSURE 460V 3 PHASE. PRECASTE BASIN MODEL
GB60X072-200, 60” DIAMETER 72” DEPTH WITH DUPLEX SET QUICK REMOVAL PUMP.

WEIL MODEL 2519 2@2 1150 460 3 13 2@170 -

SE-2 DUPLEX STORM PUMP SYSTEM CONSISTING OF DOUBLE WEIL 2519. TO BE PROVIDED WITH 4” NPT. DURABLE EPOXY
COATED CAST IRON. UPPER AND LOWER SILICON CARBIDE SHAFT SEAL CONSTRUCTION. STAINLESS STEEL MOTOR
SHAFT. PROVIDED WITH TETHERED LEVEL CONTROL FLOAT SWITCH. DUPLEX PUMP CONTROL PANEL MODEL 8101E,
TYPE 4 STEEL DDDF ENCLOSURE 460V 3 PHASE. 72” X 72” FIBERGLASS BASIN. VARIABLE FREQUENCY DRIVE.

WEIL MODEL: 2519 2@5 1750 460 3 15 2@400 -

WH-1 STAINLESS STEEL COMPACT SEMI-INSTANTANEOUS PACKAGED WATER HEATER: STEAM SUPPLIED, RATED FOR 4800
GPH AT 95-DEG.F RISE WITH 15 PSI STEAM. PROVIDE CONENSATION NEUTRALIZATION KIT, INLET STEAM STRAINER,
DOUBLE SOLENOID SAFETY VALVE, VACUUM BREAKER, STEAM PRESSURE REDUCING VALVE AND SOURCE STEAM
PRESSURE GAUGE. COILS TO BE DOUBLE WALL, TUBES TO BE COPPER-NICKEL INNER/OUTER. INTERNAL STORAGE OF
60 GALLONS. PROVIDE SOLID STATE WATER CONTROLLER.

CEMLINE MODEL:
V60SSH1442-DW

- - 120 1 - - -

WH-2 STAINLESS STEEL COMPACT SEMI-INSTANTANEOUS PACKAGED WATER HEATER: STEAM SUPPLIED, RATED FOR 4800
GPH AT 95-DEG.F RISE WITH 15 PSI STEAM. PROVIDE CONENSATION NEUTRALIZATION KIT, INLET STEAM STRAINER,
DOUBLE SOLENOID SAFETY VALVE, VACUUM BREAKER, STEAM PRESSURE REDUCING VALVE AND SOURCE STEAM
PRESSURE GAUGE. COILS TO BE DOUBLE WALL, TUBES TO BE COPPER-NICKEL INNER/OUTER. INTERNAL STORAGE OF
60 GALLONS. PROVIDE SOLID STATE WATER CONTROLLER.

CEMLINE MODEL:
V60SSH1442-DW

- - 120 1 - - -

WS-1 TRIPLEX WATER SOFTENER: ASME RATED, CERTIFIED AND STAMPED HEAVY GAUGE CARBON STEEL, ELECTRICALLY
WELDED, EPOXY PHENOLIC COATED RESIN TANK, TRIPLEX UNIT, PROGRESSIVE FLOW.  SYSTEM RATED FOR 250 GPM
CONTINUOUS FLOW PER VESSEL, AND 325 GPM PEAK FLOW PER VESSEL, 8" STAINLESS STEEL PIPING AND INTERNALS.
THREE(3) 48"x72" TANKS, 40 CUBIC FEET PER TANK, AND ONE (1) 50"x60" BRINE TANK WITH 3,600 LB STORAGE,
AUTOMATIC CONTROLS 1600 KGR MINIMUM AT 480 LBS SALT AND 2400 KGR MAXIMUM AT 1200 LBS SALT CAPACITY.
PROVIDE LOW FLOW RECIRCULATION SYSTEM. UNIT TO BE PROVIDED IN A TWO SKID FORMAT ALLOWING FOR AN L
SHAPED INSTALLATION. PROVIDE UNIT CONTROLLER.

INDUSTRIAL WATER
SOLUTIONS MODEL:
IWSFF-40-3 TRIPLE
PROGRESSIVE

- - 120 1 - 1300 -

BACKFLOW PREVENTER SCHEDULE
TAG

DESCRIPTION BASIS OF DESIGN NOTES
RPZ 1 REDUCED PRESSURE PRINCIPLE BACKFLOW PREVENTER: ASSE 1013 APPROVED. MAIN BODY AND

ACCESS COVER SHALL BE EPOXY COATED DUCTILE IRON (ASTM A 536 GRADE 4). THE SEAT RING AND
CHECK VALVE SHALL BE NORYL, THE STEM SHALL BE STAINLESS STEEL (ASTM A 276) AND THE SEAT
DISC ELASTOMERS SHALL BE EPDM. UNIT PROVIDED WITH CONNECTED FLOOD CONTROL SYSTEM
(FCIS) CONNECTED TO SOLENOID CONTROL 120V / 1PH.

ZURN / WILKINS MODEL:
375A-6” W/ FCIS

10 PSI LOSS @ 1000
GPM INSTALL PER
MANUFACTURER
REQUIREMENTS.

RPZ 2 REDUCED PRESSURE PRINCIPLE BACKFLOW PREVENTER: ASSE 1013 APPROVED. MAIN BODY AND
ACCESS COVER SHALL BE EPOXY COATED DUCTILE IRON (ASTM A 536 GRADE 4). THE SEAT RING AND
CHECK VALVE SHALL BE NORYL, THE STEM SHALL BE STAINLESS STEEL (ASTM A 276) AND THE SEAT
DISC ELASTOMERS SHALL BE EPDM. UNIT PROVIDED WITH CONNECTED FLOOD CONTROL SYSTEM
(FCIS) CONNECTED TO SOLENOID CONTROL 120V / 1PH.

ZURN / WILKINS MODEL:
375A-6” W/ FCIS

10 PSI LOSS @ 1000
GPM INSTALL PER
MANUFACTURER
REQUIREMENTS.

RPZ 3 REDUCED PRESSURE PRINCIPAL BACKFLOW PREVENTER SHALL BE CERTIFIED TO NSF/ANSI/CAN 61,
SHALL BE ASSE 1013, RATED TO 180 DEG-F, SUPPLIED WITH FULL PORT BALL VALVES. THE MAIN BODY
AND ACCESS COVERS SHALL BE LOW LEAD BRONZE, SEAT RING AND ALL INTERNAL POLYMERS SHALL
BE NORYL AND THE SEAT DISC ELASTOMERS SHALL BE SILICONE. THE FIRST AND SECOND CHECKS
SHALL BE ACCESSIBLE FOR MAINTENANCE WITHOUT REMOVING RELIEF VALVE OR THE ENTIRE DEVICE
FROM THE LINE. PROVIDE AIR GAP ADAPTER.

ZURN / WILKINS MODEL:
975XL2-1”

SERVING HVAC
HYDRONIC HOT
WATER SYSTEM
MAKE-UP.

RPZ 4 REDUCED PRESSURE PRINCIPAL BACKFLOW PREVENTER SHALL BE CERTIFIED TO NSF/ANSI/CAN 61,
SHALL BE ASSE 1013, RATED TO 180 DEG-F, SUPPLIED WITH FULL PORT BALL VALVES. THE MAIN BODY
AND ACCESS COVERS SHALL BE LOW LEAD BRONZE, SEAT RING AND ALL INTERNAL POLYMERS SHALL
BE NORYL AND THE SEAT DISC ELASTOMERS SHALL BE SILICONE. THE FIRST AND SECOND CHECKS
SHALL BE ACCESSIBLE FOR MAINTENANCE WITHOUT REMOVING RELIEF VALVE OR THE ENTIRE DEVICE
FROM THE LINE. PROVIDE AIR GAP ADAPTER.

ZURN / WILKINS MODEL:
975XL2-1”

SERVING HVAC
HYDRONIC CHILLED
WATER SYSTEM
MAKE-UP.

RPZ 5 REDUCED PRESSURE PRINCIPAL BACKFLOW PREVENTER SHALL BE CERTIFIED TO NSF/ANSI/CAN 61,
SHALL BE ASSE 1013, RATED TO 180 DEG-F, SUPPLIED WITH FULL PORT BALL VALVES. THE MAIN BODY
AND ACCESS COVERS SHALL BE LOW LEAD BRONZE, SEAT RING AND ALL INTERNAL POLYMERS SHALL
BE NORYL AND THE SEAT DISC ELASTOMERS SHALL BE SILICONE. THE FIRST AND SECOND CHECKS
SHALL BE ACCESSIBLE FOR MAINTENANCE WITHOUT REMOVING RELIEF VALVE OR THE ENTIRE DEVICE
FROM THE LINE. PROVIDE AIR GAP ADAPTER.

ZURN / WILKINS MODEL:
975XL2 2"

SERVING IRRIGATION.
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THERMOSTATIC MIXING VALVE SCHEDULE
TAG DESCRIPTION BASIS OF DESIGN NOTES

TMV-1 ASSE 1017 MASTER DIGITAL MIXING VALVE MANIFOLD FOR POTABLE WATER. TWO (2) MIXING VALVE. MIXING VALVE HAVE
INTEGRAL RTD SENSOR PER VALVE AND ADDITIONAL SENSORS FOR INLET HOT WATER, INLET COLD WATER, AND RETURN
WATER TEMPERATURE PER VALVE. INTEGRAL PRESSURE SENSORS FOR INLET HOT WATER AND INLET COLDWATER PER
VALVE. MANIFOLD ASSEMBLY WITH 4” INLETS, 4” OUTLET, AND 2" RETURN PIPING INLET AND OUTLETS. .25 GPM MINIMUM
FLOW CAPACITY. AUTOMATIC HOT/COLD SHUTOFF UPON HOT/COLD WATER INLET SUPPLY FAILURE. USER
PROGRAMMABLE FOR ON-SITE CONFIGURATION, HIGH-TEMP SANITIZATION MODE, AND HIGH/LOW TEMPERATURE ALARM.
PROVIDE INTERFACE WITH BUILDING MANAGEMENT SYSTEM. DISPLAY OUTLET TEMPERATURE WITH OPTIONS TO DISPLAY
4 ADDITIONAL TEMPERATURE INPUTS, 1 FLOW CHANNEL INPUT, AND 1 CONFIGURABLE FLOW OR PRESSURE. UL LISTED
120V PLUG IN POWER SUPPLY WITH 6' CORD (1 PER VALVE). FACTORY ASSEMBLED AND TESTED.

LEONARD VALVE MODEL:
M-NV-200-LF-2PS-LC

SET TO 130 F

TMV-2 ASSE 1017 RATED HIGH LOW THERMOSTATIC MIXING VALVE. DIAL THERMOMETER ON INLET AND OUTLET, INTEGRAL
COMBINATION CHECK STOPS WITH STRAINERS AND WALL SUPPORT, TEMPERATURE CONTROL DOWN TO 1 GPM, COPPER
ENCAPSULATED THERMOSTATIC ELEMENT ASSEMBLIES WITH TEFLON COATED SHUTTLE. ASSEMBLY TO BE HOUSED IN
MANUFACTURER PROVIDED RECESSED STEEL CABINET WITH BAKED WHITE ENAMEL FINISH.

LEONARD VALVE MODEL:
XL-186-26-LF-BWE REC

SET TO 110 F
PROVIDE TAP
ON OUTLET
PIPE FOR
TEMPERATURE
SENSOR

TMV-3 ASSE 1017 RATED HIGH LOW THERMOSTATIC MIXING VALVE. DIAL THERMOMETER ON INLET AND OUTLET, INTEGRAL
COMBINATION CHECK STOPS WITH STRAINERS AND WALL SUPPORT, TEMPERATURE CONTROL DOWN TO 1 GPM, COPPER
ENCAPSULATED THERMOSTATIC ELEMENT ASSEMBLIES WITH TEFLON COATED SHUTTLE. ASSEMBLY TO BE HOUSED IN
MANUFACTURER PROVIDED EXPOSED STEEL CABINET WITH BAKED WHITE ENAMEL FINISH.

LEONARD VALVE MODEL:
XL-186-26-LF-BWE EXP

SET TO 110 F
PROVIDE TAP
ON OUTLET
PIPE FOR
TEMPERATURE
SENSOR

TMV-4 THERMOSTATIC WATER MIXING VALVE, ASSE 1017 RATED, DURA-TROL SOLID BIMETAL THERMOSTAT DIRECTLY LINKED TO
VALVE PORTING TO CONTROL THE INTAKE OF HOT AND COLD WATER AND COMPENSATE FOR SUPPLY TEMPERATURE OR
PRESSURE FLUCTUATIONS. 1 GPM MINIMUM FLOW CAPACITY.

LEONARD VALVE MODEL TM-26-LF-BDT-IT SET TO 110 F
PROVIDE TAP
ON OUTLET
PIPE FOR
TEMPERATURE
SENSOR

TMV-5 ASSE 1017 RATED HIGH LOW THERMOSTATIC MIXING VALVE. DIAL THERMOMETER ON INLET AND OUTLET, INTEGRAL
COMBINATION CHECK STOPS WITH STRAINERS AND WALL SUPPORT, TEMPERATURE CONTROL DOWN TO 1 GPM, COPPER
ENCAPSULATED THERMOSTATIC ELEMENT ASSEMBLIES WITH TEFLON COATED SHUTTLE. ASSEMBLY TO BE HOUSED IN
MANUFACTURER PROVIDED RECESSED STEEL CABINET WITH BAKED WHITE ENAMEL FINISH.

LEONARD VALVE MODEL:
XL-186-420B-LF-BWE REC

SET TO 110 F
PROVIDE TAP
ON OUTLET
PIPE FOR
TEMPERATURE
SENSOR

TMV-6 ASSE 1070 RATED POINT OF USE THERMOSTATIC MIXING VALVE. LOCKED TEMPERATURE ADJUSTMENT CAP, INTEGRAL
CHECK VALVES ON INLETS. TEMPERATURE CONTROL DOWN TO .25 GPM, COPPER ENCAPSULATED THERMOSTATIC
ELEMENT ASSEMBLIES WITH THERMOPLASTIC SHUTTLE.

LEONARD VALVE MODEL: 170-LF SET TO 110 F
PROVIDE TAP
ON OUTLET
PIPE FOR
TEMPERATURE
SENSOR

VIBRATION ISOLATION SCHEDULE

Type Mark EQUIPMENT LOCATION

ELEVATIO
N FROM
GRADE

BASE
TYPE

ISOLATOR
TYPE

MIN. STATIC
DEFLECTION IN

DWBP-1 DOMESTIC WATER BOOSTER PUMP WATER ENTRANCE 0'-4" A 3 0.75"

IBP-1 IRRIGATION BOOSTER PUMP WATER ENTRANCE 0'-4" A 3 0.75"

RCP-1 HOT WATER RETURN PUMP HX/CHW VARIES A 3 0.75"

RCP-2 HOT WATER RETURN PUMP HX/CHW VARIES A 3 0.75"

SE-1 SEWAGE EJECTOR PUMP HX/CHW VARIES A 3 0.75"

SE-2 SEWAGE EJECTOR PUMP WATER ENTRANCE VARIES A 3 0.75"

WS-1 WATER SOFTENER WATER ENTRANCE 0'-4" A 3 0.75"

1. BASE TYPES:

A = DIRECT ISOLATION
B = STRUCTURAL STEEL RAILS OR BASE
C = CONCRETE INERTIA BASE
D = CURB-MOUNTED BASE

2. ISOLATOR TYPES:

TYPE - 1 = FIBERGLASS OR NEOPRENE PAD
TYPE - 2 = FLOOR ISOLATOR OR HANGER
TYPE - 3 = SPRING FLOOR ISOLATOR OR HANGER
TYPE - 4 = RESTRAINED SPRING ISOLATOR

5

5

5

5

5

5

5

2 50% CONSTRUCTION DOCUMENTS 11/01/24

3 95% CONSTRUCTION DOCUMENTS 12/19/24

4 CONSTRUCTION DOCUMENTS 01/13/25

5 ADDENDUM 01 01/27/25

01/27/25
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